
TABLE B-1
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for NOX

Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

PA-0183 AES Beaver Valley, LLC                                                
Pennsylvania 1 CFB Boiler                                                     

2155 MMBtu/hr SNCR 0.1010 lb/MMBtu 11/21/2001                  
PA-4-446C

PA-0182 Reliant Energy Seward Power                                       
Pennsylvania 2 CFB Coal/Waste Coal Boilers                       

2,532 MMBtu/hr SNCR 0.15 lb/MMBtu 8/26/2003                    
PA-32-040B

KY-0079 Kentucky Mountain Power, LLC                                    
Kentucky 2 CFB Boilers                                                   

2,550 MMBtu/hr SNCR 0.070 lb/MMBtu 5/4/01                          
V-00-045

FL-0178 JEA Northside Generating Station                                 
Florida 2 CFB Coal/Pet Coke Boilers                           

2,764 MMBtu/hr SNCR 0.090 lb/MMBtu 30-day rolling ave 7/14/99                        
PSD-FL-265

IA-0046 ADM                                                                               
Iowa 2 CFB Boilers                                                   

1,500 MMBtu/hr SNCR 0.070 lb/MMBtu 30-day rolling ave 6/30/98                        
98-A-507P

IA-0051 ADM                                                                               
Iowa 1 CFB Boiler                                                     

1,500 MMBtu/hr SNCR 0.070 lb/MMBtu 30-day rolling ave 6/30/98                        
98-A_508P

IL-0060 ADM Units 9 & 10                                                          
Illinois 2 CFB Boilers                                                   

1,500 MMBtu/hr SNCR 0.12 lb/MMBtu 12/24/98                 
97070097

OH-0231 Toledo Edison Co. Bayshore Plant                                
Ohio 1 CFB Boiler                                                     

1,764 MMBtu/hr Limestone Fluidized Bed 0.20 lb/MMBtu 7/31/03                        
04-1056

PA-0134 Northhampton Generating Co.                                       
Pennsylvania 1 CFB Boiler                                                     

1,146 MMBtu/hr Thermo DeNOX 63% 0.10 lb/MMBtu 4/14/95                        
48-00021

PA-0124 Westwood Energy Properties                                        
Pennsylvania 1 CFB Waste Coal Boiler                                 

423 MMBtu/hr Reduction in permitted baseline taken 0.30 lb/MMBtu 12/27/94                      
54-0006

PA-0110 Gilbertson Power Company                                           
Pennsylvania 2 CFB Waste Coal Boilers                               

520 MMBtu/hr Reduction in permitted baseline taken 0.30 lb/MMBtu 12/20/94                      
54-0004

IL-0058 ADM Units 7 & 8                                                            
Illinois 2 CFB Boilers                                                   

#7 - 750 MMBtu/hr, #8 - 1,500 MMBtu/hr SNCR 85% 0.12 lb/MMBtu 8/11/94                        
94020006

MD-0022 AES Warrior Run, Inc.                                                   
Maryland 1 CFB Boiler                                                     

2,070 MMBtu/hr Thermo DeNOX 40% 0.10 lb/MMBtu 6/3/94                          
94-01

NY-0070 Black River Power, LLC                                                 
New York 3 CFB Boilers                                                   

217 MMBtu/hr No Control 0.60 lb/MMBtu 4/4/95                   
224000 0255 00001

IA-0025 AMD                                                                               
Iowa 1 CFB Boiler                                                     

551.5 MMBtu/hr SNCR 82.5% 0.070 lb/MMBtu 30-day rolling ave 8/3/93                          
93-A-324

PA-0058 North Branch Energy Partners                                       
Pennsylvania 2 CFB Boiler                                                     

563.5 MMBtu/hr NH3/Urea Injection (SNCR) 75% 0.15 lb/MMBtu 1/25/93                        
63-306-004A

NE-0037 Cargill                                                                             
Nebraska 1 CFB Boiler                                                     

1,500 MMBtu/hr Combustion Control & SNCR 0.080               
120.0

lb/MMBtu                  
lb/hr 30-day rolling ave 9/08/06                     

CP06-0008

WV-0024 Western Greenbrier Co-generation, LLC                       
West Virginia 1 CFB Boiler                                                     

1,070 MMBtu/hr SNCR 47% 0.10 lb/MMBtu 30-day 4/26/06                        
R14-0028

UT-0064 Sevier Power Company                                                 
Utah 1 CFB Boiler                                                     

270 MW LNB, SNCR (NH3 injection) 90% 0.10 lb/MMBtu 24-hr rolling 10/12/04                      
DAQE-AN2529001-04

WI-0225 Manitowoc Public Utilities                                              
Wisconsin 1 CFB Boiler                                                     

650 MMBtu/hr 18.50% 0.155 lb/MMBtu 12/03/03                      
02-RV-147

PR-0007 Cogeneration Plant (AES-PRCP)                                  
Puerto Rico 2 CFB Boilers                                                   

4,922.7 MMBtu/hr (combined) SNCR (Urea injection) 0.10                 
57.0

lb/MMBtu                  
PPMVD @ 7% O2

10/29/01                      
14

MA-0028 Energy New Bedford                                                      
Massachusetts 1 CFB Boiler                                                     

1,671 MMBtu/hr Controlled Combustion, SNCR 0.15                 
263.2

lb/MMBtu                  
lb/hr

7/11/94                       
4B90041

NV-0036 Newmont Nevada Energy Investment, LLC                   
Nevada 1 Boiler                                                             

2,030 MMBtu/hr LNB, SCR 0.0670 lb/MMBtu 24-hr rolling 5/5/05                          
AP4911-1349

IA-0067 MidAmerican Energy                                                     
Iowa 1 Boilers                                                           

7,675 MMBtu/hr LNB, OFA, SCR 60% 0.070               
2,353

lb/MMBtu                  
tons/yr 30-day rolling ave 6/17/03                        

Project 02-528

MT-0022 Bull Mountain Development, Roundup Power               
Montana 1 Boiler                                                             

390 MW LNB, OFA, SCR 90% 0.070               
280.9

lb/MMBtu                  
lb/hr 24-hr rolling ave 7/21/03                        

3182-00

UT-0065 Intermountain Power, Unit 3                                          
Utah 1 PC Coal Boiler                                               

950 MW LNB, OFA, SCR 80% 0.070               
633.5

lb/MMBtu                  
lb/hr

30-day rolling ave 
24-hr block ave

10/15/04                    
DAQE-AN0327010-04

KS-0026 Sand Sage Power, Holcomb Unit #2                             
Kansas 1 Boiler                                                             

660 MW LNB, SOFA, SCR 70% 0.080 lb/MMBtu after initial 18 
months

10/8/02                        
0550087/C-3855

NE-0031 Omaha Public Power District                                         
Nebraska 1 Boiler                                                             

660 MW SCR 90% 0.070 lb/MMBtu 30-day rolling ave 3/9/05                          
58343C01

MO-0060 City Utilities of Springfield                                              
Missouri 1 Boiler                                                             

2,724 MMBtu/hr Good Combustion, SCR 0.080 lb/MMBtu 30-day rolling ave 12/15/04                      
122004-007

WV-0023 Longview Power, LLC                                                    
West Virginia 1 PC Coal Boiler                                               

6,114 MMBtu/hr LNB, SCR 0.080 lb/MMBtu 24-hr rolling 3/2/04                          
R14-0024

WY-0039 Two Elk Generation Partners                                         
Wyoming 1 Boiler                                                             

250 MW LNB, OFA, SCR 75% 0.15 lb/MMBtu 30-day rolling ave 2/27/98                        
CT-1352

Emission Limit



TABLE B-1
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for NOX

Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

WY-0047 Encoal Corporation, North Rochelle Facility                  
Wyoming 1 Boiler                                                             

240 MW LNB, OFA, SCR 60% 0.15 lb/MMBtu 10/10/97                      
CT-1324

** ADM                                                                               
Columbus, Nebraska 2

CFB Coal and Coal mixed with up to 20% 
Biomass/Pet Coke/TDF Boilers 768 
MMBtu/hr

SNCR 0.070 lb/MMBtu 30-day rolling ave 8/4/06                          
CPM02-0006

** Longleaf Energy Associates, LLC                                  
Early County, Georgia 2 PC Coal Boilers                                             

600 MW LNB, OFA, SCR 0.070 lb/MMBtu 30-day rolling ave Draft Permit

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-3
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for SO2

Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

PA-0183 AES Beaver Valley, LLC                                                
Pennsylvania 1 CFB Boiler                                                     

2155 MMBtu/hr Hydrated ash re-injection system 0.140 lb/MMBtu 11/21/2001                  
PA-4-446C

PA-0182 Reliant Energy Seward Power                                       
Pennsylvania 2 CFB Coal/Waste Coal Boilers                       

2,532 MMBtu/hr Fly ash re-injection 0.60 lb/MMBtu 8/26/2003                    
PA-32-040B

KY-0079 Kentucky Mountain Power, LLC                                    
Kentucky 2 CFB Boilers                                                   

2,550 MMBtu/hr
Natural Integrated Desulfurization 
System 0.130 lb/MMBtu 5/4/01                          

V-00-045

FL-0178 JEA Northside Generating Station                                 
Florida 2 CFB Coal/Pet Coke Boilers                           

2,764 MMBtu/hr

Circulating Fluidized Bed 
Scrubber/ESP or Spray 
Absorber/Fabric Filter

0.20                 
0.150 

lb/MMBtu                  
lb/MMBtu

24-hr ave              
30-day ave

7/14/99                        
PSD-FL-265

IA-0046 ADM                                                                               
Iowa 2 CFB Boilers                                                   

1,500 MMBtu/hr
Limestone Injection in Circulating 
Fluidized Bed 92% 0.360 lb/MMBtu 30-day rolling 6/30/98                        

98-A-507P

IA-0051 ADM                                                                               
Iowa 1 CFB Boiler                                                     

1,500 MMBtu/hr
Limestone Injection in Circulating 
Fluidized Bed 92% 0.360 lb/MMBtu 30-day rolling 6/30/98                        

98-A-508P

IL-0060 ADM Units 9 & 10                                                          
Illinois 2 CFB Boilers                                                   

1,500 MMBtu/hr
Limestone Injection in Circulating 
Fluidized Bed, followed by Fabric Filter 92% 0.70 lb/MMBtu 12/24/98                 

97070097

OH-0231 Toledo Edison Co. Bayshore Plant                                
Ohio 1 CFB Boiler                                                     

1,764 MMBtu/hr Limestone Fluidized Bed 90% 0.730              
1897.6

lb/MMBtu                  
lb/hr

7/31/03                        
04-1056

PA-0134 Northhampton Generating Co.                                       
Pennsylvania 1 CFB Boiler                                                     

1,146 MMBtu/hr Lime Injection 92% 0.1290 lb/MMBtu 4/14/95                        
48-00021

IL-0058 ADM Units 7 & 8                                                            
Illinois 2 CFB Boilers                                                   

#7 - 750 MMBtu/hr, #8 - 1,500 MMBtu/hr
Limestone Injection in Circulating 
Fluidized Bed, followed by Fabric Filter 90% 0.70 lb/MMBtu 8/11/94                        

94020006

MD-0022 AES Warrior Run, Inc.                                                   
Maryland 1 CFB Boiler                                                     

2,070 MMBtu/hr Limestone Injection 95%
0.210               
0.190               
0.160

lb/MMBtu (3-hr)        
lb/MMBtu (24-hr)      
lb/MMBtu

6/3/94                          
94-01

NY-0070 Black River Power, LLC                                                 
New York 3 CFB Boilers                                                   

217 MMBtu/hr Limestone Injection/Baghouse 90% 1.20 lb/MMBtu 4/4/95                   
224000 0255 00001

PA-0058 North Branch Energy Partners                                       
Pennsylvania 2 CFB Boiler                                                     

563.5 MMBtu/hr Limestone Injection 46% 0.490 lb/MMBtu 1/25/93                        
63-306-004A

NE-0037 Cargill                                                                             
Nebraska 1 CFB Boiler                                                     

1,500 MMBtu/hr Limestone Injection 90% 0.110 lb/MMBtu
30-day ave/inlet 
conc. sloiding 
scale

9/08/06                     
CP06-0008

WV-0024 Western Greenbrier Co-generation, LLC                       
West Virginia 1 CFB Boiler                                                     

1,070 MMBtu/hr
Limestone Injection and Flash Dryer 
Absorber 98% 0.140 lb/MMBtu 3-hr 4/26/06                        

R14-0028

CO-0055 Lamar Light & Power Power Plant                                 
Colorado 1 CFB Boiler                                                     

501.7 MMBtu/hr Limestone Injection 0.1030 lb/MMBtu Daily ave 2/3/06                          
05PR0027

UT-0064 Sevier Power Company                                                 
Utah 1 CFB Boiler                                                     

270 MW Low Sulfur Coal, Dry Lime Scrubber 90% 0.050           
0.0220

lb/MMBtu                  
lb/MMBtu

24-hr rolling           
30-day rolling

10/12/04                      
DAQE-AN2529001-04

WI-0225 Manitowoc Public Utilities                                              
Wisconsin 1 CFB Boiler                                                     

650 MMBtu/hr CFB/Lime Injection 90% 0.03                 
71.2 

lb/MMBtu              
Ton/month

                             
12-month ave

12/03/03                      
02-RV-147

PR-0007 Cogeneration Plant (AES-PRCP)                                  
Puerto Rico 2 CFB Boilers                                                   

4,922.7 MMBtu/hr (combined)
Limestone Injection/Circulating Dry 
Scrubber

9.0                   
54.10               
0.0220

PPMVD @7% O2     
lb/hr 3-hr ave 
lb/MMBtu

10/29/01                      
14

MA-0028 Energy New Bedford                                                      
Massachusetts 1 CFB Boiler                                                     

1,671 MMBtu/hr
Limestone Injection/Max Sulfur content 
3.5% by weight 70% 0.230 lb/MMBtu 7/11/94                       

4B90041

NV-0036 Newmont Nevada Energy Investment, LLC                   
Nevada 1 Boiler                                                             

2,030 MMBtu/hr Lime Spray Dry Scrubber 95.00% 0.090 lb/MMBtu 24-hr rolling 5/5/05                          
AP4911-1349

IA-0067 MidAmerican Energy                                                     
Iowa 1 Boilers                                                           

7,675 MMBtu/hr
Lime Spray Dryer Flue Gas 
Desulfurization 92% 0.10 lb/MMBtu 30-day rolling ave 6/17/03                        

Project 02-528

MT-0022 Bull Mountain Development, Roundup Power               
Montana 1 Boiler                                                             

390 MW Dry Flue Gas Desulfurization 94.5% 0.120 lb/MMBtu 24-hr rolling ave 7/21/03                        
3182-00

UT-0065 Intermountain Power, Unit 3                                          
Utah 1 PC Coal Boiler                                               

950 MW
Wet Flue Gas Desulfurization, Low 
Sulfur Coal 90% 0.10                 

0.090
lb/MMBtu     
lb/MMBtu

24-block ave         
30-day rolling ave

10/15/04                    
DAQE-AN0327010-04

KS-0026 Sand Sage Power, Holcomb Unit #2                             
Kansas 1 Boiler                                                             

660 MW Dry Flue Gas Desulfurization 94% 0.120 lb/MMBtu 10/8/02                        
0550087/C-3855

NE-0031 Omaha Public Power District                                         
Nebraska 1 Boiler                                                             

660 MW
Dry Flue Gas Desulfurization/Fabric 
Filter 90%

0.0950             
0.1630             
0.480

lb/MMBtu     
lb/MMBtu                
lb/MMBtu

30-day rolling ave 
24-hr rolling ave    
3-hr rolling ave

3/9/05                          
58343C01

MO-0060 City Utilities of Springfield                                              
Missouri 1 Boiler                                                             

2,724 MMBtu/hr Dry Flue Gas Desulfurization 91.8% 0.0950 lb/MMBtu 30-day rolling 12/15/04                      
122004-007

WV-0023 Longview Power, LLC                                                    
West Virginia 1 Boiler                                                             

6,114 MMBtu/hr Wet Limestone Forced Oxidation 97% 0.150               
0.120 

lb/MMBtu                  
lb/MMBtu

3-hr rolling             
24-hr rolling

3/2/04                          
R14-0024

Emission Limit



TABLE B-3
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for SO2

Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

WY-0039 Two Elk Generation Partners                                         
Wyoming 1 Boiler                                                             

250 MW Lime Spray Dry Scrubber 91% 0.20                 
0.170 

lb/MMBtu                  
lb/MMBtu

2-hr fixed              
30-day rolling

2/27/98                        
CT-1352

WY-0047 Encoal Corporation, North Rochelle Facility                  
Wyoming 1

Boiler                                                             
3,960 MMBtu/hr (Combined LFC module 
and power generation unit boiler)

Lime Spray Dryer 73% 0.20 lb/MMBtu 2-hr fixed 10/10/97                      
CT-1324

** ADM                                                                               
Columbus, Nebraska 2 CFB Boilers 768 MMBtu/hr Limestone Injection 92% 0.20 lb/MMBtu 30-day rolling ave 8/4/06CPM02-0006

** Longleaf Energy Associates, LLC                                  
Early County, Georgia 2 PC-Fired Boilers                                            

600 MW Dry Scrubber 92.7 0.120 lb/MMBtu 24-hr Draft Permit

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-2
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for PM/PM-10
Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

PA-0183 AES Beaver Valley, LLC                                                
Pennsylvania 1 CFB Boiler                                                     

2155 MMBtu/hr Baghouse 0.020 lb/MMBtu 11/21/2001                  
PA-4-446C

PA-0182 Reliant Energy Seward Power                                       
Pennsylvania 2 CFB Coal/Waste Coal Boilers                       

2,532 MMBtu/hr Baghouse 0.010 lb/MMBtu 8/26/2003                    
PA-32-040B

KY-0079 Kentucky Mountain Power, LLC                                    
Kentucky 2 CFB Boilers                                                   

2,550 MMBtu/hr Baghouse 99% 0.0150 lb/MMBtu 5/4/01                          
V-00-045

FL-0178 JEA Northside Generating Station                                 
Florida 2 CFB Coal/Pet Coke Boilers                           

2,764 MMBtu/hr Fabric Filter or ESP 0.0110 lb/MMBtu 3-hr ave 7/14/99                        
PSD-FL-265

IA-0046 ADM                                                                               
Iowa 2 CFB Boilers                                                   

1,500 MMBtu/hr Baghouse 0.030 lb/MMBtu 3-hr 6/30/98                        
98-A-507P

IA-0051 ADM                                                                               
Iowa 1 CFB Boiler                                                     

1,500 MMBtu/hr Baghouse 0.030 lb/MMBtu 3-hr 6/30/98                        
98-A_508P

IL-0060 ADM Units 9 & 10                                                          
Illinois 2 CFB Boilers                                                   

1,500 MMBtu/hr Baghouse 0.025 lb/MMBtu PM 12/24/98                 
97070097

OH-0231 Toledo Edison Co. Bayshore Plant                                
Ohio 1 CFB Boiler                                                     

1,764 MMBtu/hr Baghouse 0.250 lb/MMBtu 7/31/03                        
04-1056

PA-0134 Northhampton Generating Co.                                       
Pennsylvania 1 CFB Boiler                                                     

1,146 MMBtu/hr Baghouse 99.98% 0.010 lb/MMBtu 4/14/95                        
48-00021

IL-0058 ADM Units 7 & 8                                                            
Illinois 2 CFB Boilers                                                   

#7 - 750 MMBtu/hr, #8 - 1,500 MMBtu/hr Baghouse 0.025 lb/MMBtu PM 8/11/94                        
94020006

MD-0022 AES Warrior Run, Inc.                                                   
Maryland 1 CFB Boiler                                                     

2,070 MMBtu/hr Baghouse 0.015 lb/MMBtu PM 6/3/94                          
94-01

NY-0070 Black River Power, LLC                                                 
New York 3 CFB Boilers                                                   

217 MMBtu/hr Baghouse 0.050 lb/MMBtu PM 4/4/95                   
224000 0255 00001

IA-0025 AMD                                                                               
Iowa 1 CFB Boiler                                                     

551.5 MMBtu/hr Baghouse 0.030 lb/MMBtu 3-hr 8/3/93                          
93-A-324

PA-0058 North Branch Energy Partners                                       
Pennsylvania 2 CFB Boiler                                                     

563.5 MMBtu/hr Baghouse 0.020 lb/MMBtu 1/25/93                        
63-306-004A

NE-0037 Cargill                                                                             
Nebraska 1 CFB Boiler                                                     

1,500 MMBtu/hr Baghouse 0.012 lb/MMBtu 9/08/06                     
CP06-0008

WV-0024 Western Greenbrier Co-generation, LLC                       
West Virginia 1 CFB Boiler                                                     

1,070 MMBtu/hr Baghouse 0.030 lb/MMBtu 30-day 4/26/06                        
R14-0028

CO-0055 Lamar Light & Power Power Plant                                 
Colorado 1 CFB Boiler                                                     

501.7 MMBtu/hr Baghouse 99.78% 0.120 lb/MMBtu Duration of Tests 2/3/06                          
05PR0027

UT-0064 Sevier Power Company                                                 
Utah 1 CFB Boiler                                                     

270 MW Baghouse 99.90% 39.0                 
10

lb/hr                          
% Opacity

24-hr rolling           
Continuous

10/12/04                      
DAQE-AN2529001-04

WI-0225 Manitowoc Public Utilities                                              
Wisconsin 1 CFB Boiler                                                     

650 MMBtu/hr Baghouse 99.73% 0.030 lb/MMBtu 12/03/03                      
02-RV-147

PR-0007 Cogeneration Plant (AES-PRCP)                                  
Puerto Rico 2 CFB Boilers                                                   

4,922.7 MMBtu/hr (combined) ESP 0.030               
73.8

MMBtu/hr                  
lb/hr

10/29/01                      
14

MA-0028 Energy New Bedford                                                      
Massachusetts 1 CFB Boiler                                                     

1,671 MMBtu/hr Baghouse 0.0180             
31.60

MMBtu/hr                  
lb/hr

7/11/94                       
4B90041

NV-0036 Newmont Nevada Energy Investment, LLC                   
Nevada 1 Boiler                                                             

2,030 MMBtu/hr Baghouse 0.0120 lb/MMBtu 24-hr rolling 
Filterable only

5/5/05                          
AP4911-1349

IA-0067 MidAmerican Energy                                                     
Iowa 1 Boilers                                                           

7,675 MMBtu/hr Baghouse 98.20% 0.0250 lb/MMBtu 6/17/03                        
Project 02-528

MT-0022 Bull Mountain Development, Roundup Power               
Montana 1 Boiler                                                             

390 MW Baghouse 99.82% 0.0150            
60.20

lb/MMBtu                
lb/hr

7/21/03                        
3182-00

UT-0065 Intermountain Power, Unit 3                                          
Utah 1 PC Coal Boiler                                               

950 MW Baghouse 99.85% 0.120               
221.0

lb/MMBtu                
lb/hr

3 test run ave        
24-hr block

10/15/04                    
DAQE-AN0327010-04

KS-0026 Sand Sage Power, Holcomb Unit #2                             
Kansas 1 Boiler                                                             

660 MW Baghouse 99.71% 0.0180 lb/MMBtu 10/8/02                        
0550087/C-3855

NE-0031 Omaha Public Power District                                         
Nebraska 1 Boiler                                                             

660 MW Baghouse 99.90% 0.0180 lb/MMBtu PM Test method 
ave

3/9/05                          
58343C01

MO-0060 City Utilities of Springfield                                              
Missouri 1 Boiler                                                             

2,724 MMBtu/hr Baghouse 99.90% 0.0180 lb/MMBtu 12/15/04                      
122004-007

WV-0023 Longview Power, LLC                                                    
West Virginia 1 Boiler                                                             

6,114 MMBtu/hr
Dry Solid Injection/Fabric Filter/Wet 
Scrubber 99.0% 0.018               

110.0
lb/MMBtu                
lb/hr

3/2/04                          
R14-0024

WY-0039 Two Elk Generation Partners                                         
Wyoming 1 Boiler                                                             

250 MW Baghouse 0.020 lb/MMBtu 2/27/98                        
CT-1352

Emission Limit



TABLE B-2
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for PM/PM-10
Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

WY-0047 Encoal Corporation, North Rochelle Facility                  
Wyoming 1

Boiler                                                             
3,960 MMBtu/hr (Combined LFC module 
and power generation unit boiler)

Baghouse 99.0% 0.020 lb/MMBtu 10/10/97                      
CT-1324

** ADM                                                                               
Columbus, Nebraska 2 CFB Boilers 768 MMBtu/hr Baghouse 0.0150 lb/MMBtu 8/4/06CPM02-0006

** Longleaf Energy Associates, LLC                                  
Early County, Georgia 2 PC-Fired Boilers                                            

600 MW Baghouse 99.50% 0.033 lb/MMBtu Draft Permit

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-4
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for CO
Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

PA-0183 AES Beaver Valley, LLC                                                
Pennsylvania 1 CFB Boiler                                                     

2155 MMBtu/hr Good Combustion 0.20 lb/MMBtu 11/21/2001                  
PA-4-446C

PA-0182 Reliant Energy Seward Power                                       
Pennsylvania 2 CFB Coal/Waste Coal Boilers                       

2,532 MMBtu/hr Good Combustion 0.150 lb/MMBtu 8/26/2003                    
PA-32-040B

KY-0079 Kentucky Mountain Power, LLC                                    
Kentucky 2 CFB Boilers                                                   

2,550 MMBtu/hr CFB, Good Combustion 0.270 lb/MMBtu 5/4/01                          
V-00-045

FL-0178 JEA Northside Generating Station                                 
Florida 2 CFB Coal/Pet Coke Boilers                           

2,764 MMBtu/hr Good Combustion 0.130               
350.0

lb/MMBtu             
lb/hr 

                             
24-hr block ave

7/14/99                        
PSD-FL-265

IA-0046 ADM                                                                               
Iowa 2 CFB Boilers                                                   

1,500 MMBtu/hr Combustion Control 0.150 lb/MMBtu 3-hr 6/30/98                        
98-A-507P

IA-0051 ADM                                                                               
Iowa 1 CFB Boiler                                                     

1,500 MMBtu/hr Combustion Control 0.150 lb/MMBtu 3-hr 6/30/98                        
98-A-508P

IL-0060 ADM Units 9 & 10                                                          
Illinois 2 CFB Boilers                                                   

1,500 MMBtu/hr Good Combustion 0.10 lb/MMBtu 12/24/98                 
97070097

OH-0231 Toledo Edison Co. Bayshore Plant                                
Ohio 1 CFB Boiler                                                     

1,764 MMBtu/hr Good Combustion 0.130               
278.6

lb/MMBtu             
lb/hr 

7/31/03                        
04-1056

PA-0134 Northhampton Generating Co.                                       
Pennsylvania 1 CFB Boiler                                                     

1,146 MMBtu/hr 0.150 lb/MMBtu 4/14/95                        
48-00021

IL-0058 ADM Units 7 & 8                                                            
Illinois 2 CFB Boilers                                                   

#7 - 750 MMBtu/hr, #8 - 1,500 MMBtu/hr 0.0150 lb/MMBtu 8/11/94                        
94020006

MD-0022 AES Warrior Run, Inc.                                                   
Maryland 1 CFB Boiler                                                     

2,070 MMBtu/hr Combustion Control 0.150 lb/MMBtu 6/3/94                          
94-01

NY-0070 Black River Power, LLC                                                 
New York 3 CFB Boilers                                                   

217 MMBtu/hr No Controls 0.250 lb/MMBtu 4/4/95                   
224000 0255 00001

IA-0025 AMD                                                                               
Iowa 1 CFB Boiler                                                     

551.5 MMBtu/hr Good Combustion 0.20 lb/MMBtu 3-hr ave 8/3/93                          
93-A-324

PA-0058 North Branch Energy Partners                                       
Pennsylvania 2 CFB Boiler                                                     

563.5 MMBtu/hr No Controls 0.150 lb/MMBtu 1/25/93                        
63-306-004A

NE-0037 Cargill                                                                             
Nebraska 1 CFB Boiler                                                     

1,500 MMBtu/hr Combustion Control 0.120 lb/MMBtu 30-day rolling ave 9/08/06                     
CP06-0008

WV-0024 Western Greenbrier Co-generation, LLC                       
West Virginia 1 CFB Boiler                                                     

1,070 MMBtu/hr Combustion Control 0.20 lb/MMBtu 24-hr 4/26/06                        
R14-0028

CO-0055 Lamar Light & Power Power Plant                                 
Colorado 1 CFB Boiler                                                     

501.7 MMBtu/hr
Good Combustion Control 
Management Practices 75.30 lb/hr 3-hr rolling 2/3/06                          

05PR0027

UT-0064 Sevier Power Company                                                 
Utah 1 CFB Boiler                                                     

270 MW 292.0 lb/hr 1-hr 10/12/04                      
DAQE-AN2529001-04

WI-0225 Manitowoc Public Utilities                                              
Wisconsin 1 CFB Boiler                                                     

650 MMBtu/hr Good Combustion 0.150 lb/MMBtu 12/03/03                      
02-RV-147

PR-0007 Cogeneration Plant (AES-PRCP)                                  
Puerto Rico 2 CFB Boilers                                                   

4,922.7 MMBtu/hr (combined) Good Combustion 0.10                 
246.1

lb/MMBtu             
lb/hr 

8-hr                       10/29/01                      
14

MA-0028 Energy New Bedford                                                      
Massachusetts 1 CFB Boiler                                                     

1,671 MMBtu/hr Good Combustion 0.140               
228.1

lb/MMBtu             
lb/hr 

7/11/94                       
4B90041

NV-0036 Newmont Nevada Energy Investment, LLC                   
Nevada 1 Boiler                                                             

2,030 MMBtu/hr Good Combustion 0.150 lb/MMBtu 24-hr rolling 5/5/05                          
AP4911-1349

IA-0067 MidAmerican Energy                                                     
Iowa 1 Boilers                                                           

7,675 MMBtu/hr Combustion Control 0.1540 lb/MMBtu 1 Calendar day 
ave

6/17/03                        
Project 02-528

MT-0022 Bull Mountain Development, Roundup Power               
Montana 1 Boiler                                                             

390 MW 0.150 lb/MMBtu 7/21/03                        
3182-00

UT-0065 Intermountain Power, Unit 3                                          
Utah 1 PC Coal Boiler                                               

950 MW Combustion Control 0.15               
3000

lb/MMBtu             
lb/hr 

30-day rolling ave 
8-hr ave

10/15/04                    
DAQE-AN0327010-04

KS-0026 Sand Sage Power, Holcomb Unit #2                             
Kansas 1 Boiler                                                             

660 MW Good Combustion 0.150 lb/MMBtu 10/8/02                        
0550087/C-3855

NE-0031 Omaha Public Power District                                         
Nebraska 1 Boiler                                                             

660 MW Combustion Control 0.160 lb/MMBtu 3-hr rolling 3/9/05                          
58343C01

MO-0060 City Utilities of Springfield                                              
Missouri 1 Boiler                                                             

2,724 MMBtu/hr Good Combustion 0.160 lb/MMBtu 12/15/04                      
122004-007

WV-0023 Longview Power, LLC                                                    
West Virginia 1 Boiler                                                             

6,114 MMBtu/hr Good Combustion 0.110 lb/MMBtu 3-hr rolling 3/2/04                          
R14-0024

WY-0039 Two Elk Generation Partners                                         
Wyoming 1 Boiler                                                             

250 MW 0.150 lb/MMBtu 2/27/98                        
CT-1352

Emission Limit



TABLE B-4
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for CO
Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

WY-0047 Encoal Corporation, North Rochelle Facility                  
Wyoming 1

Boiler                                                             
3,960 MMBtu/hr (Combined LFC module 
and power generation unit boiler)

0.150 lb/MMBtu 10/10/97                      
CT-1324

** ADM                                                                               
Columbus, Nebraska 2 CFB Boilers 768 MMBtu/hr Combustion Control 0.10 lb/MMBtu 8/4/06CPM02-0006

** Longleaf Energy Associates, LLC                                  
Early County, Georgia 2 PC-Fired Boilers                                            

600 MW Combustion Control 0.30 lb/MMBtu Draft Permit

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-5
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for VOC
Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

PA-0183 AES Beaver Valley, LLC                                                
Pennsylvania 1 CFB Boiler                                                     

2155 MMBtu/hr 0.0068 lb/MMBtu 11/21/2001                  
PA-4-446C

PA-0182 Reliant Energy Seward Power                                       
Pennsylvania 2 CFB Coal/Waste Coal Boilers                       

2,532 MMBtu/hr Good Combustion 0.0050 lb/MMBtu 8/26/2003                    
PA-32-040B

KY-0079 Kentucky Mountain Power, LLC                                    
Kentucky 2 CFB Boilers                                                   

2,550 MMBtu/hr Good Combustion 0.00720 lb/MMBtu 5/4/01                          
V-00-045

FL-0178 JEA Northside Generating Station                                 
Florida 2 CFB Coal/Pet Coke Boilers                           

2,764 MMBtu/hr Good Combustion 0.0050 lb/MMBtu 7/14/99                        
PSD-FL-265

IA-0046 ADM                                                                               
Iowa 2 CFB Boilers                                                   

1,500 MMBtu/hr Combustion Control 0.00720 lb/MMBtu 3-hr ave 6/30/98                        
98-A-507P

IA-0051 ADM                                                                               
Iowa 1 CFB Boiler                                                     

1,500 MMBtu/hr Combustion Control 0.00720 lb/MMBtu 3-hr ave 6/30/98                        
98-A-508P

IL-0060 ADM Units 9 & 10                                                          
Illinois 2 CFB Boilers                                                   

1,500 MMBtu/hr Good Combustion 0.00320 lb/MMBtu 12/24/98                 
97070097

OH-0231 Toledo Edison Co. Bayshore Plant                                
Ohio 1 CFB Boiler                                                     

1,764 MMBtu/hr 4.40 lb/hr 7/31/03                        
04-1056

PA-0134 Northhampton Generating Co.                                       
Pennsylvania 1 CFB Boiler                                                     

1,146 MMBtu/hr 0.0050 lb/MMBtu 4/14/95                        
48-00021

IL-0058 ADM Units 7 & 8                                                            
Illinois 2 CFB Boilers                                                   

#7 - 750 MMBtu/hr, #8 - 1,500 MMBtu/hr Good Combustion 0.0320 lb/MMBtu 8/11/94                        
94020006

MD-0022 AES Warrior Run, Inc.                                                   
Maryland 1 CFB Boiler                                                     

2,070 MMBtu/hr Combustion Control 0.0050 lb/MMBtu 6/3/94                          
94-01

PA-0058 North Branch Energy Partners                                       
Pennsylvania 2 CFB Boiler                                                     

563.5 MMBtu/hr Good Combustion 49.5% 0.010 lb/MMBtu 1/25/93                        
63-306-004A

NE-0037 Cargill                                                                             
Nebraska 1 CFB Boiler                                                     

1,500 MMBtu/hr 0.0070 lb/MMBtu Test method ave 9/08/06                     
CP06-0008

WI-0225 Manitowoc Public Utilities                                              
Wisconsin 1 CFB Boiler                                                     

650 MMBtu/hr Good Combustion 0.0130 lb/MMBtu 12/03/03                      
02-RV-147

PR-0007 Cogeneration Plant (AES-PRCP)                                  
Puerto Rico 2 CFB Boilers                                                   

4,922.7 MMBtu/hr (combined) Combustion Control 7.70                 
11.60

PPMVD @7% O2 
lb/hr

10/29/01                      
14

MA-0028 Energy New Bedford                                                      
Massachusetts 1 CFB Boiler                                                     

1,671 MMBtu/hr Controlled Combustion 0.0060 lb/MMBtu 7/11/94                       
4B90041

IA-0067 MidAmerican Energy                                                     
Iowa 1 Boilers                                                           

7,675 MMBtu/hr Combustion Control 0.0036 lb/MMBtu 1 hr ave 6/17/03                        
Project 02-528

MT-0022 Bull Mountain Development, Roundup Power               
Montana 1 Boiler                                                             

250 MW 0.0030 lb/MMBtu 7/21/03                        
3182-00

UT-0065 Intermountain Power, Unit 3                                          
Utah 1 PC Coal Boiler                                               

950 MW Combustion Control 0.00270 lb/MMBtu 3-Test run ave 10/15/04                    
DAQE-AN0327010-04

KS-0026 Sand Sage Power, Holcomb Unit #2                             
Kansas 1 Boiler                                                             

660 MW Good Combustion 0.00350 lb/MMBtu 10/8/02                        
0550087/C-3855

NE-0031 Omaha Public Power District                                         
Nebraska 1 Boiler                                                             

660 MW Combustion Control 0.00340 lb/MMBtu Test method ave 3/9/05                          
58343C01

MO-0060 City Utilities of Springfield                                              
Missouri 1 Boiler                                                             

2,724 MMBtu/hr Good Combustion 0.00360 lb/MMBtu 12/15/04                      
122004-007

WV-0023 Longview Power, LLC                                                    
West Virginia 1 Boiler                                                             

6,114 MMBtu/hr Good Combustion 0.0040 lb/MMBtu 3-hr rolling 3/2/04                          
R14-0024

WY-0039 Two Elk Generation Partners                                         
Wyoming 1 Boiler                                                             

250 MW 0.0150 lb/MMBtu 2/27/98                        
CT-1352

WY-0047 Encoal Corporation, North Rochelle Facility                  
Wyoming 1

Boiler                                                             
3,960 MMBtu/hr (Combined LFC module 
and power generation unit boiler)

0.050 lb/MMBtu 10/10/97                      
CT-1324

Emission Limit



TABLE B-5
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for VOC
Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

** ADM                                                                               
Columbus, Nebraska 2 CFB Boilers 768 MMBtu/hr Combustion Control 0.0070 lb/MMBtu 8/4/06CPM02-0006

** Longleaf Energy Associates, LLC                                  
Early County, Georgia 2 PC-Fired Boilers                                            

600 MW Combustion Control 0.150               
0.30

lb/MMBtu           
lb/MMBtu

30-day rolling ave 
1-hr ave Draft Permit

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-6
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for Lead
Coal Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

KY-0079 Kentucky Mountain Power, LLC                                    
Kentucky 2 CFB Boilers                                                   

2,550 MMBtu/hr 0.00019 lb/MMBtu 5/4/01                          
V-00-045

IA-0046 ADM                                                                               
Iowa 2 CFB Boilers                                                   

1,500 MMBtu/hr Baghouse 0.00020 lb/MMBtu 3-month ave 6/30/98                        
98-A-507P

IA-0051 ADM                                                                               
Iowa 1 CFB Boiler                                                     

1,500 MMBtu/hr Baghouse 0.00020 lb/MMBtu 3-hr ave 6/30/98                        
98-A-508P

PA-0058 North Branch Energy Partners                                       
Pennsylvania 2 CFB Boiler                                                     

563.5 MMBtu/hr 0.00230 lb/MMBtu 1/25/93                        
63-306-004A

WI-0225 Manitowoc Public Utilities                                              
Wisconsin 1 CFB Boiler                                                     

650 MMBtu/hr Baghouse 0.00020 lb/MMBtu 12/03/03                      
02-RV-147

MA-0028 Energy New Bedford                                                      
Massachusetts 1 CFB Boiler                                                     

1,671 MMBtu/hr 4.70E-07 lb/MMBtu 7/11/94                       
4B90041

IA-0067 MidAmerican Energy                                                     
Iowa 4 Boilers                                                           

7,675 MMBtu/hr 2.60E-05 lb/MMBtu 6/17/03                        
Project 02-528

MO-0060 City Utilities of Springfield                                              
Missouri 1 Boiler                                                             

2,724 MMBtu/hr 0.310 ton/yr 12/15/04                      
122004-007

WV-0023 Longview Power, LLC                                                    
West Virginia 1 Boiler                                                             

6,114 MMBtu/hr 0.1090 lb/hr 3-hr rolling 3/2/04                          
R14-0024

** ADM                                                                               
Columbus, Nebraska 2 CFB Boilers 768 MMBtu/hr 0.0020 lb/MMBtu Test method ave 8/4/06CPM02-0006

** Longleaf Energy Associates, LLC                                  
Early County, Georgia 2 PC-Fired Boilers                                            

600 MW 1.80E-05 lb/MMBtu 3-hr ave Draft Permit

Notes:

Search performed on Dec. 7, 2006

Emission Limit

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-7
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for NOX

Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

ND-0022 ADM Northern Sun                                                        
North Dakota 1 Boiler                                                             

280 MMBtu/hr Combustion Controls 0.20 lb/MMBtu 30-day rolling ave 5/1/06                   
PTC06004 (Draft)

WA-0327 Sierra Pacific Industries                                                 
Washington 1 Boiler                                                             

430 MMBtu/hr SNCR 48% 0.130 lb/MMbtu 1/25/06                        
PSD 05-04 (Draft)

WA-0329 Darrington Energy LLC                                                  
Washington 1 Boiler                                                             

403 MMBtu/hr SNCR 0.120 lb/MMBtu 24-hr 2/11/05                        
PSD 03-04

LA-0188 Inland Paperboard and Packaging                                
Louisiana 1 Boiler                                                             

787.5 MMBtu/hr OFA, LNB, Good Combustion 0.450 lb/MMBtu 11/23/04                      
PSD-LA-698

NH-0013 Public Service of New Hampshire                                 
New Hampshire 1 CFB Boiler, Unit #5                                       

720 MMBtu/hr SNCR 65% 0.60              
0.0750

lb/MMBtu                  
lb/MMBtu           

30-day rolling        
24-hr ave

10/25/04                      
TP-B-0501

FL-0257 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

936 MMBtu/hr SNCR, Good Combustion 0.140 lb/MMBtu 30-day rolling ave 11/18/03                      
PSD-FL-333

AR-0072 DEL-TIN Fiber LLC                                                        
Arkansas 1 Heat Energy System (CLGS)                        

291 MMBtu/hr LNB, SNCR 0.30                 
87.2

lb/MMBtu                  
lb/hr

2/28/03                        
1714-AOP-R3

MN-0057 Fibrominn Biomass Power Plant                                    
Minnesota 1 Boiler                                                             

792 MMBtu/hr SNCR 50% 0.16 lb/MMbtu 30-day ave 10/23/02                 
15100038-001

WA-0298 Sierra Pacific Industries, Aberdeen Division                  
Washington                                           1 Boiler                                                             

310 MMBtu/hr SNCR 0.15                 
0.10

lb/MMBtu                  
lb/MMBtu           

24-hr ave              
Annual ave

10/17/02                      
PSD-02-02

KY-0085 Meadwestvaco                                                               
Kentucky 1 Boiler                                                             

631 MMBtu/hr 0.40 lb/MMbtu 2/27/02                        
VF-01-002

ME-0021 S.D. Warren Co.                                                            
Maine 1 Boiler #2                                                        

1,300 MMBtu/hr SNCR 0.20 lb/MMbtu 11/27/01                      
A-19-71-K-A

MN-0046 District Energy St. Paul                                                  
Minnesota 1 Boiler                                                             

550 MMBtu/hr SNCR 0.15 lb/MMbtu 11/15/01           
12300063-001

FL-0034 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

633 MMBtu/hr Good Combustion 0.20 lb/MMbtu 11/29/00                      
0510003-014-AV

FL-0248 US Sugar                                                                       
Florida 1 Boiler                                                             

633 MMBtu/hr Good Combustion 0.20 lb/MMbtu 12/22/03                      
PSD-FL-272

ME-0026 Wheelabrator Sherman Energy Company                     
Maine 1 Boiler                                                             

315 MMBtu/hr Good Combustion 0.250 lb/MMbtu 30-day ave 4/9/99                          
1-67-71-K-A/R

GA-0116 TRI-GEN Biopower 1 Boiler                                                             
265.1 MMBtu/hr Bubbling Fluidized Bed Combustion 0.250 lb/MMbtu calculated 11/24/98             2631-

039-0025-P-01-0

ND-0018 ADM Northern Sun                                                        
North Dakota 2 Boilers                                                           

200 MMBtu/hr (combined) 0.20 lb/MMbtu 7/9/98                          
PTC98002

ND-0018 ADM Northern Sun                                                        
North Dakota 1 Boiler, JTA                                                     

280 MMBtu/hr 0.20 lb/MMbtu 7/9/98                          
PTC98002

AL-0116 Gulf States Paper                                                          
Alabama 1 Boiler                                                             

775 MMBtu/hr
Low NOX Natural Gas and Fuel Oil 
Burners 0.30 lb/MMbtu 12/10/97                      

105-0001-X027

OK-0038 Valliant                                                                           
Oklahoma 1 Boiler                                                             

900 MMBtu/hr OFA, Wet Scrubber 0.30 lb/MMbtu 11/5/96                        
96-043-C PSD

WV-0016 Apple Grove Pulp and Paper                                         
West Virginia 1 Boiler                                                             

772.6 MMBtu/hr SCNR 0.100 lb/MMbtu 6/17/96                        
R14-11

SC-0045 Willamette Industries                                                     
South Carolina 1 Boiler                                                             

470 MMBtu/hr Good Combustion 0.30 lb/MMbtu 4/17/96                        
1680-0043

FL-0094 US Sugar                                                                       
Florida 1 Boiler                                                             

738 MMBtu/hr LNB 0.25 lb/MMbtu 1/31/95                        
PSD-FL-208

PA-0145 Intternational Paper Company                                       
Pennsylvania 1 Boiler                                                             

326 MMBtu/hr 0.540 lb/MMbtu 12/21/94                      
25-028

NY-0055 Boralex Chateaugay 1 Boiler                                                             
275 MMBtu/hr 0.230 lb/MMbtu 6/23/04            

1634000116

FL-0069 New Hope Partnership                                                   
Florida 1 Boiler                                                             

760 MMBtu/hr SNCR 0.150 lb/MMbtu 30-day rolling ave 9/27/93                        
PSD-FL-196

FL-0070 Osceola Power Limited Partnership                              
Florida 1 Boiler                                                             

760 MMBtu/hr SNCR with Urea Injection 0.140 lb/MMbtu 30-day ave 9/27/93                        
PSD-FL-197

WA-0276 Scott Paper Company                                                    
Washington 1 Boiler                                                             

718 MMBtu/hr Combustion Controls
0.250               
150                  
180

lb/MMBtu                  
PPM @7% O2          
lb/hr

                             
30-day ave            
30 day ave

7/1/93                          
DE98-AQI02

FL-0198 Wheelabrator Sherman Energy Company                     
Florida 1 Boiler                                                             

630 MMBtu/hr Good Combustion 0.140 lb/MMbtu 9/29/92                        
PSD-FL-183

CT-0147 Killingly Energy Limited Partnership 1 Boiler                                                             
517.3 MMBtu/hr SNCR, Staged Combustion 0.1750             

90.530
lb/MMBtu                  
lb/hr

5/13/92                        
089-070-0042-01

Emission Limit



TABLE B-7
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for NOX

Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

ME-0024 Beaver - Ashland Alternative Energy                             
Maine 1 Boiler                                                             

534 MMBtu/hr SNCR 0.150 lb/MMbtu 12/12/02                      
A-577-72-A-N

** ADM                                                                               
Columbus, Nebraska 2 CFB Biomass Boilers 768 MMBtu/hr SNCR 0.070 lb/MMBtu 30-day rolling ave 8/4/06CPM02-0006

** Western Water and Power Production                  
Albuquerque, New Mexico 1 FB Boiler 483 MMBtu/hr SNCR 0.110 lb/MMBtu 30-day rolling ave Draft NSR Air Quality 

Permit No. 3434

** Multitrade of Pittsylvania County 3 Spreader Stoker Boilers 373.3 MMBtu/hr SNCR 0.100 lb/MMBtu 30-day rolling ave
1/1/03                          
Title V Permit VA 
Permit No. VA-30871

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-8
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for PM-10
Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

ND-0022 ADM Northern Sun                                                        
North Dakota 1 Boiler                                                             

280 MMBtu/hr ESP 95% 0.080 lb/MMBtu 5/1/06                   
PTC06004 (Draft)

WA-0327 Sierra Pacific Industries                                                 
Washington 1 Boiler                                                             

430 MMBtu/hr ESP 99% 0.020 lb/MMBtu 24-hr 1/25/06                        
PSD 05-04 (Draft)

WA-0329 Darrington Energy LLC                                                  
Washington 1 Boiler                                                             

403 MMBtu/hr ESP 0.020 lb/MMBtu 24-hr 2/11/05                        
PSD 03-04

LA-0188 Inland Paperboard and Packaging                                
Louisiana 1 Boiler                                                             

787.5 MMBtu/hr Existing Wet Scrubber 0.150 lb/MMBtu calculated 11/23/04                      
PSD-LA-698

NH-0013 Public Service of New Hampshire                                 
New Hampshire 1 CFB Boiler, Unit #5                                       

720 MMBtu/hr Baghouse 99%
0.0250         
0.010         
0.030

lb/MMBtu                  
lb/hr                        
lb/MMBtu

                             
24-hr ave              
30-day rolling

10/25/04                      
TP-B-0501

GA-0114 Inland Paperboard and Packaging                                
Georgia 1 Boiler                                                             

856 MMBtu/hr ESP 0.0250 lb/MMBtu 10/13/04            2631-
115-0021-V-01-4

FL-0257 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

936 MMBtu/hr Wet Cyclone and ESP 99% 0.026 lb/MMBtu 11/18/03                      
PSD-FL-333

MN-0057 Fibrominn Biomass Power Plant                                    
Minnesota 1 Boiler                                                             

792 MMBtu/hr Baghouse 99% 0.020 lb/MMBtu 3-hr Test 10/23/02                 
15100038-001

WA-0298 Sierra Pacific Industries, Aberdeen Division                  
Washington                                           1 Boiler                                                             

310 MMBtu/hr ESP 0.020 lb/MMBtu 24-hr ave 10/17/02                      
PSD-02-02

KY-0085 Meadwestvaco                                                               
Kentucky 1 Boiler                                                             

631 MMBtu/hr ESP 0.10 lb/MMBtu 2/27/02                        
VF-01-002

ME-0021 S.D. Warren Co.                                                            
Maine 1 Boiler #2                                                        

1,300 MMBtu/hr Mechanical Dust Collector, ESP 99.0% 0.030           
39.0

lb/MMBtu                  
lb/hr

11/27/01                      
A-19-71-K-A

MN-0046 District Energy St. Paul                                                  
Minnesota 1 Boiler                                                             

550 MMBtu/hr Cyclone, ESP 99% 0.030 lb/MMBtu 11/15/01           
12300063-001

GA-0117 TRI-GEN Biopower 1 Boiler                                                             
302.2 MMBtu/hr ESP and Wet Scrubber 0.026               

8.0
lb/MMBtu                  
lb/hr

5/31/05              2631-
039-0025-P-01-1

FL-0034 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

633 MMBtu/hr Good Combustion, Scrubber 93% 0.150               
0.10

lb/MMBtu      
lb/MMBtu

                
Begasse/Fuel Oil

11/29/00                      
0510003-014-AV

FL-0248 US Sugar                                                                       
Florida 1 Boiler                                                             

633 MMBtu/hr Wet Impingement 0.150               
0.10

lb/MMBtu      
lb/MMBtu

Begasse                
Oil

12/22/03                      
PSD-FL-272

ME-0026 Wheelabrator Sherman Energy Company                     
Maine 1 Boiler                                                             

315 MMBtu/hr Cyclone, ESP 0.0360          
11.40

lb/MMBtu                  
lb/hr

4/9/99                          
1-67-71-K-A/R

GA-0116 TRI-GEN Biopower 1 Boiler                                                             
265.1 MMBtu/hr ESP and Wet Scrubber 99% 0.10 lb/MMBtu 11/24/98             2631-

039-0025-P-01-0

ND-0018 ADM Northern Sun                                                        
North Dakota 2 Boilers                                                           

200 MMBtu/hr (combined) ESP 0.240 lb/MMBtu 7/9/98                          
PTC98002

ND-0018 ADM Northern Sun                                                        
North Dakota 1 Boiler, JTA                                                     

280 MMBtu/hr ESP 0.240 lb/MMBtu 7/9/98                          
PTC98002

OK-0038 Valliant                                                                           
Oklahoma 1 Boiler                                                             

900 MMBtu/hr Wet Scrubber 90% 0.10                 
90.0

lb/MMBtu                  
lb/hr

11/5/96                        
96-043-C PSD

AR-0067 Dierks Mill                                                                      
Arkansas 1 Boiler                                                             

169 MMBtu/hr Multiclone followed by ESP 0.020              
0.060

gr/DSCF @12% O2  
lb/MMBtu

                             
calculated

8/9/96                          
023-AR-6

WV-0016 Apple Grove Pulp and Paper                                         
West Virginia 1 Boiler                                                             

772.6 MMBtu/hr Multiclone, Baghouse 99.94% 0.00960    
7.440

lb/MMBtu             
lb/hr

6/17/96                        
R14-11

SC-0045 Willamette Industries                                                     
South Carolina 1 Boiler                                                             

470 MMBtu/hr ESP 99.5% 0.050               
23.5 

lb/MMBtu                  
lb/hr

4/17/96                        
1680-0043

MI-0311 Weyerhaeuser                                                               
Michigan 1 Boiler                                                             

260 MMBtu/hr Multiclone, Wet ESP, RTO 0.10 lb/MMBtu 11/14/95                      
535-94

FL-0094 US Sugar                                                                       
Florida 1 Boiler                                                             

738 MMBtu/hr
0.030               
22.0 

lb/MMBtu                  
lb/hr

1/31/95                        
PSD-FL-208

NY-0055 Boralex Chateaugay 1 Boiler                                                             
275 MMBtu/hr Multiclone, ESP 99% 0.0380        

10.450
lb/MMBtu                  
lb/hr

6/23/04            
1634000116

FL-0069 New Hope Partnership                                                   
Florida 1 Boiler                                                             

760 MMBtu/hr Mechanical Dust Collector, ESP 0.0260             
21.50

lb/MMBtu                  
lb/hr

9/27/93                        
PSD-FL-196

WA-0276 Scott Paper Company                                                    
Washington 1 Boiler                                                             

718 MMBtu/hr
0.00840           
0.0160

gr/DSCF @7% O2    
lb/MMBtu

7/1/93                          
DE98-AQI02

FL-0198 Wheelabrator Sherman Energy Company                     
Florida 1 Boiler                                                             

630 MMBtu/hr Baghouse 0.0080 gr/DSCF @10% O2 9/29/92                        
PSD-FL-183

CT-0147 Killingly Energy Limited Partnership 1 Boiler                                                             
517.3 MMBtu/hr Total Suspended Particulates 0.00050           

0.0110
gr/DSCF                   
lb/MMBtu

5/13/92                        
089-070-0042-01

Emission Limit



TABLE B-8
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for PM-10
Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

ME-0024 Beaver - Ashland Alternative Energy                             
Maine 1 Boiler                                                             

534 MMBtu/hr

Automatic Conbustion Control System, 
Char Reinjection System, Automatic 
Soot Blowing System, Multiple 
Centrifugal Cyclone & ESP

0.020 lb/MMBtu 12/12/02                      
A-577-72-A-N

** Western Water and Power Production                  
Albuquerque, New Mexico 1 FB Boiler 483 MMBtu/hr Baghouse or ESP 0.028 lb/MMBtu Draft NSR Air Quality 

Permit No. 3434

** Multitrade of Pittsylvania County 3 Spreader Stoker Boilers 373.3 MMBtu/hr Multicyclone, ESP 0.020 lb/MMBtu
1/1/03                          
Title V Permit VA 
Permit No. VA-30871

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-9
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for SO2

Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

ND-0022 ADM Northern Sun                                                        
North Dakota 1 Boiler                                                             

280 MMBtu/hr 0.470 lb/MMBtu 24-hr Block ave 5/1/06                   
PTC06004 (Draft)

WA-0327 Sierra Pacific Industries                                                 
Washington 1 Boiler                                                             

430 MMBtu/hr 0.025 lb/MMBtu 3-hr 1/25/06                        
PSD 05-04 (Draft)

LA-0188 Inland Paperboard and Packaging                                
Louisiana 1 Boiler                                                             

787.5 MMBtu/hr 1.540 lb/MMBtu calculated 11/23/04                      
PSD-LA-698

NH-0013 Public Service of New Hampshire                                 
New Hampshire 1 CFB Boiler, Unit #5                                       

720 MMBtu/hr Lime Injection 0.020 lb/MMBtu 24-hr ave 10/25/04                      
TP-B-0501

FL-0257 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

936 MMBtu/hr
Fuel Specification: Bagass and 
Distillate Oil (<0.05% S by weight) 0.060 lb/MMBtu 11/18/03                      

PSD-FL-333

MN-0057 Fibrominn Biomass Power Plant                                    
Minnesota 1 Boiler                                                             

792 MMBtu/hr Spray Dryer/Absorber 80% 0.070 lb/MMBtu 24-hr ave 10/23/02                 
15100038-001

AL-0198 Smurfit Stone                                                                 
Alabama 1 Boiler #2                                                        

620 MMBtu/hr 0.10 lb/MMBtu 9/05/03                        
705-0014-X015

KY-0085 Meadwestvaco                                                               
Kentucky 1 Boiler                                                             

631 MMBtu/hr 0.80 lb/MMBtu 2/27/02                        
VF-01-002

ME-0021 S.D. Warren Co.                                                            
Maine 1 Boiler #2                                                        

1,300 MMBtu/hr Sodium Based Wet Scrubber 0.270               
351.0

lb/MMBtu                  
lb/hr

11/27/01                      
A-19-71-K-A

FL-0034 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

633 MMBtu/hr Low Sulfur No. 6 Fuel Oil (0.70% S) 0.060 lb/MMBtu 11/29/00                      
0510003-014-AV

FL-0248 US Sugar                                                                       
Florida 1 Boiler                                                             

633 MMBtu/hr Low Sulfur No. 6 Fuel Oil (<0.70% S) 0.060 lb/MMBtu 12/22/03                      
PSD-FL-272

ME-0026 Wheelabrator Sherman Energy Company                     
Maine 1 Boiler                                                             

315 MMBtu/hr

Firing Wood Only, Oil Only during 
Startup, Flame Stablization, or as 
Emergency Backup. Oil S <0.5% by 
weight

0.120               
38.9 lb/hr

lb/MMBtul                 
b/hr

4/9/99                          
1-67-71-K-A/R

NC-0070 Weyerhaeuser - plymouth Pulp and Paper Mill             
North Carolina 1 Boiler #1                                                        

835 MMBtu/hr Wet Scrubber, No. 6 Fuel Oil 0.80 lb/MMBtu 11/25/98                   
04291R19

NC-0070 Weyerhaeuser - plymouth Pulp and Paper Mill             
North Carolina 1 Boiler #2                                                        

889 MMBtu/hr Wet Scrubber, No. 6 Fuel Oil 0.80 lb/MMBtu 11/25/98                   
04291R19

ND-0018 ADM Northern Sun                                                        
North Dakota 2 Boilers                                                           

200 MMBtu/hr (combined) 0.0020 lb/MMBtu 7/9/98                          
PTC98002

ND-0018 ADM Northern Sun                                                        
North Dakota 1 Boiler, JTA                                                     

280 MMBtu/hr 0.0020 lb/MMBtu 7/9/98                          
PTC98002

AL-0116 Gulf States Paper                                                          
Alabama 1 Boiler                                                             

775 MMBtu/hr

Proper Design and Operation. Wood 
ash alkalinity acts as the scrubbing 
media. Use of transportation grade fuel 
oil.

355.700 lb/hr 12/10/97                      
105-0001-X027

OK-0038 Valliant                                                                           
Oklahoma 1 Boiler                                                             

900 MMBtu/hr Wet Scrubber, Reduced-Sulfur Fuels 0.80                 
720.0

lb/MMBtu                  
lb/hr

11/5/96                        
96-043-C PSD

WV-0016 Apple Grove Pulp and Paper                                         
West Virginia 1 Boiler                                                             

772.6 MMBtu/hr BACT Limit when not burning sludge 0.00960 lb/MMBtu 6/17/96                        
R14-11

SC-0045 Willamette Industries                                                     
South Carolina 1 Boiler                                                             

470 MMBtu/hr
0.10                 
49.50 

lb/MMBtu                  
lb/hr

4/17/96                        
1680-0043

FL-0094 US Sugar                                                                       
Florida 1 Boiler                                                             

738 MMBtu/hr
0.170               
125.0

lb/MMBtu                  
lb/hr

1/31/95                        
PSD-FL-208

NY-0055 Boralex Chateaugay 1 Boiler                                                             
275 MMBtu/hr

0.030               
8.250

lb/MMBtu                  
lb/hr

6/23/04            
1634000116

FL-0069 New Hope Partnership                                                   
Florida 1 Boiler                                                             

760 MMBtu/hr
0.20                 
0.10

lb/MMBtu                  
lb/MMBtu

24-hr rolling ave 
30-day rolling ave

9/27/93                        
PSD-FL-196

FL-0070 Osceola Power Limited Partnership                              
Florida 1 Boiler                                                             

760 MMBtu/hr
0.02 lb/MMBtu when firing bagasse, 
0.05 when firing wood

0.020             
0.050

lb/MMBtu                  
lb/MMBtu 30-day ave 9/27/93                        

PSD-FL-197

WA-0276 Scott Paper Company                                                    
Washington 1 Boiler                                                             

718 MMBtu/hr
Fuel Specification: Backup Fuel 
Limited to 0.05% Sulfur Distillate 70.0 lb/hr 12-month ave 7/1/93                          

DE98-AQI02

FL-0198 Wheelabrator Sherman Energy Company                     
Florida 1 Boiler                                                             

630 MMBtu/hr Lime Spray Dryer Absorber 0.10              
65.0

lb/MMBtu                  
lb/hr

9/29/92                        
PSD-FL-183

Emission Limit



TABLE B-9
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for SO2

Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

CT-0147 Killingly Energy Limited Partnership 1 Boiler                                                             
517.3 MMBtu/hr 0.0443 lb/MMBtu 5/13/92                        

089-070-0042-01

ME-0024 Beaver - Ashland Alternative Energy                             
Maine 1 Boiler                                                             

534 MMBtu/hr 0.0140 lb/MMBtu 12/12/02                      
A-577-72-A-N

** ADM                                                                               
Columbus, Nebraska 2 CFB Biomass Boilers 768 MMBtu/hr Limestone Injection, Emission Rate 

based on Sulfur Content of Biomass 0.110 lb/MMBtu 30-day rolling ave 8/4/06CPM02-0006

** Western Water and Power Production                  
Albuquerque, New Mexico 1 FB Boiler 483 MMBtu/hr 0.019 lb/MMBtu Draft NSR Air Quality 

Permit No. 3434

** Multitrade of Pittsylvania County 3 Spreader Stoker Boilers 373.3 MMBtu/hr 0.016 lb/MMBtu 30-day rolling ave
1/1/03                          
Title V Permit VA 
Permit No. VA-30871

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-10
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for CO
Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

ND-0022 ADM Northern Sun                                                        
North Dakota 1 Boiler                                                             

280 MMBtu/hr Good Combustion 0.630 lb/MMBtu 5/1/06                   
PTC06004 (Draft)

WA-0327 Sierra Pacific Industries                                                 
Washington 1 Boiler                                                             

430 MMBtu/hr
0.350               
400.0

lb/MMBtu                  
lb/hr

1/25/06                        
PSD 05-04 (Draft)

WA-0329 Darrington Energy LLC                                                  
Washington 1 Boiler                                                             

403 MMBtu/hr Good Combustion 0.350 lb/MMBtu 24-hr 2/11/05                        
PSD 03-04

LA-0188 Inland Paperboard and Packaging                                
Louisiana 1 Boiler                                                             

787.5 MMBtu/hr Good Combustion 0.60                 
491.45

lb/MMBtu                  
lb/hr

Annual ave      
Hourly max

11/23/04                      
PSD-LA-698

NH-0013 Public Service of New Hampshire                                 
New Hampshire 1 CFB Boiler, Unit #5                                       

720 MMBtu/hr
Good Combustion with Fluidized Bed 
Design 0.10 lb/MMBtu 24-hr 10/25/04                      

TP-B-0501

GA-0114 Inland Paperboard and Packaging                                
Georgia 1 Boiler                                                             

856 MMBtu/hr
Staged Combustion and Good 
Combustion 368.0 PPM @3% O2 10/13/04            2631-

115-0021-V-01-4

FL-0257 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

936 MMBtu/hr
Good Combustion and Operating 
Practices 0.380 lb/MMBtu 12-mo rolling ave 11/18/03                      

PSD-FL-333

LA-0178 Deridder Paper Mill                                                        
Louisiana 1 Boiler                                                             

454.29 MMBtu/hr
Good Equipment Design and Proper 
Combustion Techniques

0.330               
149.92

lb/MMBtu                  
lb/hr

Annual ave      
Hourly max

11/14/03                      
PSD-LA-77(M-2)

AR-0072 DEL-TIN Fiber LLC                                                        
Arkansas 1 Heat Energy System (CLGS)                        

291 MMBtu/hr Good Combustion 0.780               
228.3

lb/MMBtu                  
lb/hr

2/28/03                        
1714-AOP-R3

MN-0057 Fibrominn Biomass Power Plant                                    
Minnesota 1 Boiler                                                             

792 MMBtu/hr Good Combustion 0.240 lb/MMBtu 24-hr 10/23/02                 
15100038-001

WA-0298 Sierra Pacific Industries, Aberdeen Division                  
Washington                                           1 Boiler                                                             

310 MMBtu/hr Good Combustion 0.350               
300.0

lb/MMBtu                  
PPMDV

                             
24-hr

10/17/02                      
PSD-02-02

ME-0021 S.D. Warren Co.                                                            
Maine 1 Boiler #2                                                        

1,300 MMBtu/hr
Good Boiler Design and Combustion 
Practices

0.40                 
520.0

lb/MMBtu                  
lb/hr

11/27/01                      
A-19-71-K-A

MN-0046 District Energy St. Paul                                                  
Minnesota 1 Boiler                                                             

550 MMBtu/hr Good Combustion 0.30 lb/MMBtu 11/15/01           
12300063-001

GA-0117 TRI-GEN Biopower 1 Boiler                                                             
302.2 MMBtu/hr

Good Design and Combustion 
Principles

0.30                 
90.70

lb/MMBtu                  
lb/hr Calculated             5/31/05              2631-

039-0025-P-01-1

FL-0034 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

633 MMBtu/hr Good Combustion 6.50 lb/MMBtu 11/29/00                      
0510003-014-AV

FL-0248 US Sugar                                                                       
Florida 1 Boiler                                                             

633 MMBtu/hr Good Combustion 6.50 lb/MMBtu 12/22/03                      
PSD-FL-272

ME-0026 Wheelabrator Sherman Energy Company                     
Maine 1 Boiler                                                             

315 MMBtu/hr Good Combustion 0.450 lb/MMBtu 4/9/99                          
1-67-71-K-A/R

NC-0070 Weyerhaeuser - plymouth Pulp and Paper Mill             
North Carolina 1 Boiler #1                                                        

835 MMBtu/hr 2.670 lb/MMBtu 11/25/98                   
04291R19

NC-0070 Weyerhaeuser - plymouth Pulp and Paper Mill             
North Carolina 1 Boiler #2                                                        

889 MMBtu/hr 1.610 lb/MMBtu 11/25/98                   
04291R19

GA-0116 TRI-GEN Biopower 1 Boiler                                                             
265.1 MMBtu/hr

Good Design and Combustion 
Practices 0.30 lb/MMBtu 11/24/98             2631-

039-0025-P-01-0

ND-0018 ADM Northern Sun                                                        
North Dakota 2 Boilers                                                           

200 MMBtu/hr (combined) 0.630 lb/MMBtu 7/9/98                          
PTC98002

ND-0018 ADM Northern Sun                                                        
North Dakota 1 Boiler, JTA                                                     

280 MMBtu/hr 0.630 lb/MMBtu 7/9/98                          
PTC98002

OK-0038 Valliant                                                                           
Oklahoma 1 Boiler                                                             

900 MMBtu/hr 6,627.0 lb/hr 11/5/96                        
96-043-C PSD

AR-0067 Dierks Mill                                                                      
Arkansas 1 Boiler                                                             

169 MMBtu/hr
1.40                 
236.2

lb/MMBtu                
lb/hr calculated             8/9/96                          

023-AR-6

WV-0016 Apple Grove Pulp and Paper                                         
West Virginia 1 Boiler                                                             

772.6 MMBtu/hr
CO Oxidation Catalyst (no Sludge); No 
Control w/ Sludge.

0.30                
231.80

lb/MMBtu                  
lb/hr

6/17/96                        
R14-11

FL-0220 Sugar Cane Growers Coop                                           
Florida 1 Boiler                                                             

504 MMBtu/hr Good Combustion 5.50 lb/MMBtu 6/4/96                          
PSD-FL-213

SC-0045 Willamette Industries                                                     
South Carolina 1 Boiler                                                             

470 MMBtu/hr Good Combustion 0.30                 
141.0

lb/MMBtu                  
lb/hr

4/17/96                        
1680-0043

MT-0005 Plum Creek MFG                                                           
Montana 1 Boiler                                                             

292.4 MMBtu/hr 468.0 lb/hr 7/26/95                        
2667-07

FL-0097 US Sugar                                                                       
Florida 1 Boiler                                                             

738 MMBtu/hr Good Combustion 6.50 lb/MMBtu 1/31/95                        
PSD-FL-217

NY-0055 Boralex Chateaugay 1 Boiler                                                             
275 MMBtu/hr

0.350               
96.25

lb/MMBtu                  
lb/hr

6/23/04            
1634000116

FL-0069 New Hope Partnership                                                   
Florida 1 Boiler                                                             

760 MMBtu/hr
0.50           
0.350

lb/MMBtu                  
lb/MMBtu

30-day rolling ave 
12-mo rolling ave  

9/27/93                        
PSD-FL-196

Emission Limit



TABLE B-10
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for CO
Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

Emission Limit

WA-0276 Scott Paper Company                                                    
Washington 1 Boiler                                                             

718 MMBtu/hr

511 .0          
359.0               
0.50

PPM @7% O2         
lb/hr                       
lb/MMBtu

Annual ave 7/1/93                          
DE98-AQI02

FL-0198 Wheelabrator Sherman Energy Company                     
Florida 1 Boiler                                                             

630 MMBtu/hr Good Combustion 0.32                 
200

lb/MMBtu                  
lb/hr

9/29/92                        
PSD-FL-183

CT-0147 Killingly Energy Limited Partnership 1 Boiler                                                             
517.3 MMBtu/hr 0.2773 lb/MMBtu 5/13/92                        

089-070-0042-01

ME-0024 Beaver - Ashland Alternative Energy                             
Maine 1 Boiler                                                             

534 MMBtu/hr Good Combustion Control 0.30 lb/MMBtu 12/12/02                      
A-577-72-A-N

** Western Water and Power Production                  
Albuquerque, New Mexico 1 FB Boiler 483 MMBtu/hr 0.100 lb/MMBtu Draft NSR Air Quality 

Permit No. 3434

** Multitrade of Pittsylvania County 3 Spreader Stoker Boilers 373.3 MMBtu/hr 0.35 lb/MMBtu
1/1/03                          
Title V Permit VA 
Permit No. VA-30871

Notes:

Search performed on Dec. 7, 2006

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.



TABLE B-11
NSR RACT/BACT/LAER Clearinghouse Database
BACT-PSD Sources for VOC
Biomass Fired Boilers (>250MMBtu)

RBLC ID Company Name and Location # of Units Unit and Size Control Technology Control
Efficiency

Averaging 
Period

Permit Date and 
Permit No.

WA-0327 Sierra Pacific Industries                                                 
Washington 1 Boiler                                                             

430 MMBtu/hr 0.0190 lb/MMBtu 1-hr 1/25/06                        
PSD 05-04 (Draft)

AR-0083 Potlatch Corp                                                                 
Arkansas 1 Boiler                                                             

110,000 lb/hr of Steam Production Good Combustion 0.0340 lb/MMBtu 7/26/05                        
0117-AOP-R4

AR-0084 Potlatch Corp                                                                 
Arkansas 1 Boiler                                                             

110,000 lb/hr of Steam Production Good Combustion 0.0340 lb/MMBtu 7/26/05                        
0117-AOP-R4

NH-0013 Public Service of New Hampshire                                 
New Hampshire 1 CFB Boiler, Unit #5                                       

720 MMBtu/hr Good Combustion 0.0050 lb/MMBtu 24-hr 10/25/04                      
TP-B-0501

GA-0114 Inland Paperboard and Packaging                                
Georgia 1 Boiler                                                             

856 MMBtu/hr
Staged Combustion and Good 
Combustion 0.050 lb/MMBtu 10/13/04            2631-

115-0021-V-01-4

FL-0257 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

936 MMBtu/hr
Good Combustion and Operating 
Practices 0.050 lb/MMBtu 11/18/03                      

PSD-FL-333

LA-0178 Deridder Paper Mill                                                        
Louisiana 1 Boiler                                                             

454.29 MMBtu/hr
Good Equipment Design and Proper 
Conbustion Techniques 0.0340 lb/MMBtu 11/14/03                      

PSD-LA-77(M-2)

AR-0072 DEL-TIN Fiber LLC                                                        
Arkansas 1 Heat Energy System (CLGS)                        

291 MMBtu/hr 21.20 lb/hr 2/28/03                        
1714-AOP-R3

ME-0021 S.D. Warren Co.                                                            
Maine 1 Boiler #2                                                        

1,300 MMBtu/hr
Good Boiler Design and Combustion 
Practices 0.0070 lb/MMBtu 11/27/01                      

A-19-71-K-A

FL-0034 Clewiston Sugar Mill and Refinery                                 
Florida 1 Boiler                                                             

633 MMBtu/hr Good Combustion 0.50 lb/MMBtu as propane 11/29/00                      
0510003-014-AV

FL-0248 US Sugar                                                                       
Florida 1 Boiler                                                             

633 MMBtu/hr Good Combustion 0.50 lb/MMBtu 12/22/03                      
PSD-FL-272

ME-0026 Wheelabrator Sherman Energy Company                     
Maine 1 Boiler                                                             

315 MMBtu/hr Good Combustion 0.030 lb/MMBtu 4/9/99                          
1-67-71-K-A/R

AL-0116 Gulf States Paper                                                          
Alabama 1 Boiler                                                             

775 MMBtu/hr Proper Boiler Design and Operation 0.030 lb/MMBtu 12/10/97                      
105-0001-X027

OK-0038 Valliant                                                                           
Oklahoma 1 Boiler                                                             

900 MMBtu/hr 41.90 lb/hr 11/5/96                        
96-043-C PSD

WV-0016 Apple Grove Pulp and Paper                                         
West Virginia 1 Boiler                                                             

772.6 MMBtu/hr 0.030 lb/MMBtu 6/17/96                        
R14-11

SC-0045 Willamette Industries                                                     
South Carolina 1 Boiler                                                             

470 MMBtu/hr Good Combustion 0.10 lb/MMBtu 4/17/96                        
1680-0043

FL-0094 US Sugar                                                                       
Florida 1 Boiler                                                             

738 MMBtu/hr 0.2120 lb/MMBtu 1/31/95                        
PSD-FL-208

NY-0055 Boralex Chateaugay 1 Boiler                                                             
275 MMBtu/hr 0.10 lb/MMBtu 6/23/04            

1634000116

FL-0069 New Hope Partnership                                                   
Florida 1 Boiler                                                             

760 MMBtu/hr Clean Fuels, Good Combustion 0.050 lb/MMBtu 9/27/93                        
PSD-FL-196

WA-0276 Scott Paper Company                                                    
Washington 1 Boiler                                                             

718 MMBtu/hr Combustion Control, Boiler Design 0.50 lb/MMBtu 7/1/93                          
DE98-AQI02

FL-0198 Wheelabrator Sherman Energy Company                     
Florida 1 Boiler                                                             

630 MMBtu/hr 0.0350 lb/MMBtu 9/29/92                        
PSD-FL-183

CT-0147 Killingly Energy Limited Partnership 1 Boiler                                                             
517.3 MMBtu/hr 0.04840 lb/MMBtu 5/13/92                        

089-070-0042-01

ME-0024 Beaver - Ashland Alternative Energy                             
Maine 1 Boiler                                                             

534 MMBtu/hr 0.0160 lb/MMBtu 12/12/02                      
A-577-72-A-N

** Western Water and Power Production                  
Albuquerque, New Mexico 1 FB Boiler 483 MMBtu/hr 0.023 lb/MMBtu Draft NSR Air Quality 

Permit No. 3434

** Multitrade of Pittsylvania County 3 Spreader Stoker Boilers 373.3 MMBtu/hr 0.07 lb/MMBtu
1/1/03                          
Title V Permit VA 
Permit No. VA-30871

Notes:

Search performed on Dec. 7, 2006

Emission Limit

NSR RACT/BACT/LAER Clearinghouse database (http://www.epa.gov/ttn/catc) was queried for the following:
• Permit date on or after January 1, 1992
• Process Type Code: 11.000 - Utility and Large Industrial Size Boilers/Furnaces 

** Project not listed in RBLC database.


