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Two wells (SMFDR-2 and DPMW-3S) exhibited recharge rates which necessitated 
abandoning low-flow procedures, and implementation of traditional multiple well volume purge 
methods using sampling equipment that was available at the time of sampling.  After making 
an unsuccessful attempt to obtain multiple well volumes at SMFDR-2, it was purged to dryness 
and allowed to recharge for collection of samples (Table 3). 

Purge water generated from each monitoring well was containerized in USDOT approved 55-
gallon steel drums and staged at the site pending profiling for off-site disposal.  Groundwater 
samples were shipped under chain-of-custody protocols to Gulf Coast Analytical Laboratories 
(GCAL) in Baton Rouge, Louisiana.  Groundwater samples collected during this event were 
analyzed for nitrate, sulfate and chloride by EPA method 9056A; methane, ethane and ethene 
by EPA method RSK-175; VOCs by EPA method 8260B and total organic carbon by EPA 
method 9060A.  A sample aliquot was collected directly from the peristaltic pump for field 
determination of ferrous iron by the 1, 10-phenonthroline method (Hach Method 8146). 

For quality assurance/quality control (QA/QC) purposes, duplicate (DUP), equipment blank, 
and matrix spike/matrix spike duplicate (MS/MSD) samples were collected during this event.  
Additionally, trip blank and temperature blank samples accompanied each shipment of 
samples.   

Surface Water Sampling 

Surface water samples were collected from established sampling points within Woodall Creek 
on September 16, 2015.  Sample aliquots were collected by using a decontaminated Teflon 
scoop, in general accordance with the guidance provided in the USEPA’s SESDPROC-201-R3 
dated February 28, 2013.  Surface water samples were collected taking care to minimize 
turbidity in the surface water during sample collection.  Surface water samples were shipped 
under chain-of-custody protocols to Gulf Coast Analytical Laboratories (GCAL) of Baton 
Rouge, Louisiana, for analysis of VOCs by EPA method 8260B. 

Synoptic Potentiometric Groundwater Elevation Survey 

A synoptic groundwater level measuring event was performed across the Site.  On September 
2, 2015, Amec Foster Wheeler field personnel collected depth to water and total depth of well 
measurements in each of the located wells.  In addition, surface water elevations were 
collected from the three staff gauges along Woodall Creek.  Table 2 provides a summary of 
the groundwater and staff gauge elevations measured during this event.  A potentiometric map 
for the shallow water-bearing zone is presented as Figure 1 and indicates groundwater within 
the water table aquifer generally flows from east to west across the site, ultimately discharging 
to Woodall Creek. 

Groundwater Sampling Results 

Table 4 summarizes analytical results from the September 2015 semi-annual groundwater 
sampling event.  The laboratory analytical data packages are presented in Appendix B.  A 
chronological presentation of historical concentrations of PCE-related compounds appears in 
Table 5.  In general, data presented in Table 5 indicates continued overall stable or decreasing 
trends in VOC concentrations. 

Figures 2 through 10 depict distribution for PCE, TCE and cis-1,2 DCE in the shallow, 
intermediate and deep water bearing zones.  It should be noted contouring for the current 
PCE, TCE and DCE concentrations utilizes baseline results from wells not sampled during this 
semi-annual event to provide contouring control and help improve overall interpretations of the 
plume configuration.  Of the monitoring wells sampled, most show stable or decreasing trends, 
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with only one well, RPMW-14, showing a notable increasing trend in PCE and TCE 
concentrations. Given the overall decreasing trend in VOC concentrations in groundwater, it is 
likely that the groundwater plume depictions herein over-estimate VOC concentrations in some 
areas. 

Surface Water Sampling Results 

The September 2015 surface water samples were collected from stream sample points 9 
through 18 (Figure 1).  Table 6 summarizes the laboratory analytical data for the September 
2015 surface water sampling event.  Laboratory analytical reports for surface water samples 
are presented in Appendix B. 

EPD’s instream water quality criteria for VOCs are applicable “…under annual average or 
higher stream flow conditions” (391-3-6-.03(5)(e)(iv).  Therefore, proper interpretation of 
surface water VOC results collected under less than average stream flow conditions (as is 
typically the case) requires that the observed VOC concentrations be adjusted or “normalized” 
to the long-term annual average stream flow condition. 

In accordance with the approved CAP, Amec Foster Wheeler has determined the annual 
average stream flow for Woodall Creek at the Defoors Ferry USGS Gage and then normalized 
measured in-stream VOC sampling results to the annual average stream flow condition.   

Amec Foster Wheeler previously calculated the 30-year average streamflow utilizing the 
USGS continuous stream flow record for Woodall Creek at Defoors Ferry that began in 2006 in 
combination with the nearby Peachtree Creek USGS Gage, which began continuous operation 
in 1958 and can, therefore, be used as a long-term reference or index station for record 
extension and augmentation of the short-term record available for the Woodall Creek Defoors 
Ferry Gage.  Based on the below information, the calculated long-term annual average flow for 
Woodall Creek at Defoors Ferry Gage is 3.92 cubic feet per second (cfs). 

Woodall Creek Gage 2006 – 2012 

 Sum of the Annual Average Flow – 20.68 cfs 

 Number of records – 7 

 Average Annual Flow   20.68 cfs / 7 = 2.95 cfs 

Peachtree Creek Gage – 2006 - 2012 

 Sum of Annual Average Flow – 693.4 cfs 

 Number of Records – 7 

 Average Annual Flow   99.06 cfs / 7 = 99.06 cfs 

Peachtree Creek Gage 1983 – 2012 

 Sum of Annual Average Flow – 3953 cfs 

 Number of Records – 30 

 Average Annual Flow   3953 cfs / 30 = 131.77 cfs 

Information obtained from the USGS Surface Water Annual Statistics was provided in 
Appendix E of the Baseline Sampling Report.  The long-term annual average flow Woodall 
Creek Gage adjusted to the 30 year base period from the Peachtree Creek Gage is therefore 
calculated as: 

 (2.95 / 99.06) * 131.77 = 3.92 cfs 

The stream flow in Woodall Creek, as recorded at the Defoors Ferry USGS Gage on 16 
September 2015 was 0.51 cfs (Appendix C).  Normalized surface water analytical results for 
the Woodall Creek surface water samples were derived by multiplying the actual analytical 
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sample results by the ratio of the concurrent instantaneous stream flow recorded at the 
Woodall Creek USGS Gage at DeFoors Ferry for the specific time of surface water sampling 
(0.51 cfs) to the long-term annual average stream flow determined for the Woodall Creek 
Gage based on the above methodology for annual average stream flow.  Table 7 presents a 
historical summary of concentrations of PCE-related compounds from sampling locations 
established on Woodall Creek.  The actual and flow-normalized surface water analytical 
results are presented on Table 7 along with historical surface water concentrations.  Results 
from the four (4) most recent sampling events appear as raw analytical results and as 
normalized concentrations.  The normalized concentration is calculated to account Woodall 
Creek actual flow conditions at the time of stream sample collection.  Results for samples 
collected during the current event indicate all (normalized) detected concentrations of PCE to 
be below the current EPD In-Stream Water Quality criterion of 3.3 ppb for this site-limiting 
VOC constituent. 

Status of Monitoring Network 

As noted in e-mail correspondence to EPD on July 31, 2015, a number of monitoring wells on 
the Goodstone, Midtown West, and MWest HOA parcels could not be sampled because of 
construction activities on those properties.  Affected wells were GPMW-11, GPMW-18, 
GPMW-19, GPMW-20, MTWMW-1, MTWMW-2, MTWMW-7, MTWMW-7I, MTWMW-8, 
MTWMW-9, MTWMW-10, MTWMW-12, and HOAMW-13.  Some of the wells are likely 
destroyed, but some may be buried beneath fill dirt and potentially salvageable.  Upon 
completion of construction activities, an attempt will be made to locate the wells using survey 
coordinates and a metal detector.  Additionally, DPMW-26 could not be located during this 
event and may also be buried.  

Summary of Findings 

This event is the fourth and final MNA sampling event conducted in accordance with the 
approved CAP.  An overall reduction in VOC concentrations is indicated through comparison 
of groundwater quality data from this event with results from historical events. Furthermore, 
comparison with historical data indicates significant decreases during the last four years.  As 
specified in the CAP, an evaluation of the MNA bio-geochemical data collected during the last 
four semi-annual sampling events has been conducted and is included herein as Appendix D.  
The data indicate that reductive bio-dechlorination of chlorinated solvents has occurred and 
conditions are favorable for continued reductive bio-dechlorination. 

Surface water concentrations do not indicate exceedances of Georgia in-stream water quality 
criteria for any of the principal constituents of concern for the Woodall Creek Site.  In addition, 
on June 29, 2015, the United States Environmental Protection Agency published the final 2015 
update to the Ambient Water Quality Criteria (AWQC) which, in due course, should result in an 
increase in Georgia’s in-stream water quality criteria for PCE, the primary constituent of 
concern at this site, thereby creating an additional margin of safety between existing conditions 
and the relevant standard.  The updated EPA AWQC for TCE decreased; however, in-stream 
TCE concentrations are also below the updated standard. 

Collectively, the current groundwater and surface water data suggest that MNA has been 
effective in significantly improving conditions and that groundwater concentrations are in 
compliance with in-stream water quality criteria and future exceedances are unlikely.  In 
accordance with the path forward outlined in the CAP, confirmation of MNA applicability will be 
further validated by developing a site-specific groundwater fate and transport model for the 
Woodall Creek site.  Development and validation of the model is intended to confirm continued 
compliance with in-stream water quality criteria. 
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Table 1: Wells Specified for Semi-Annual Sampling

Well Number
Date of 

Construction

Water-Bearing 

Zone 

Monitoring 

Interval

Total Well 

Depth

(ft)

CAP Semi-

Annual 

Sampling 

Location

September 

2015 Annual 

Sampling 

Event

Remarks

SOUTHERN METAL FINISHING PROPERTY WELLS

SMFMW-2 10/4/2000 Shallow 29 P P

SMFMW-18 7/19/2004 Shallow 30 P P

SMFPl-1 3/24/2008 Shallow 35 P P

SMFDS-1 5/10/2002 Intermediate 37 P P

SMFDR-2 6/4/2002 Bedrock 42 P P

SMFDR-3 6/4/2002 Bedrock 53.5 P P

SMFMW-1D 8/3/2004 Bedrock 96.5 P P

DOBBINS PROPERTY WELLS

DPMW-2S 4/9/2004 Shallow 24.3 P P

DPMW-2I 4/13/2004 Intermediate 50 P P

DPMW-3S 4/6/2004 Shallow 30 P P

DPMW-10 Unknown Shallow 51.3 P P

DPMW-15 Unknown Intermediate 86.7 P P

DPMW-16 Unknown Bedrock 96.8 P P

DPMW-25 10/27/2010 Shallow 50 P P

DPMW-27 10/27/2010 Shallow 50 P P

RESTAURANT SUPPLY (FORMER JODACO PROPERTY) WELLS

JPMW-16 3/24/2010 Shallow 50 P P

JPMW-17 3/24/2010 Shallow 50 P P

JPMW-21 6/10/2010 Shallow 39 P P

JPMW-22 6/10/2010 Shallow 50 P P

JPMW-23 6/10/2010 Shallow 49 P P

JPBRW-1 Unknown Bedrock 164.5 P P

DALTILE (FORMER REYNOLDS PROPERTY) WELLS

RPMW-2 Unknown Shallow 29 P x
RPMW-2 did not have sufficient water to purge or sample 

during the September 2015 sampling event.

RPMW-14 3/24/2010 Shallow 50 P P

RPMW-15 3/24/2010 Shallow 50 P P

RPMW-24 6/10/2010 Shallow 50 P P

GOODSTONE PROPERTY WELLS (1494 & 1510 ELLSWORTH INDUSTRIAL BLVD.)

GPMW-11 7/30/2009 Shallow 39 P x
Well has been destroyed by construction activities on the 

Goodstone property, no sample could be taken. 

GPMW-18 3/26/2010 Shallow 40 P x
Well has been destroyed by construction activities on the 

Goodstone property, no sample could be taken. 

GPMW-19 3/26/2010 Shallow 36.5 P x
Well has been destroyed by construction activities on the 

Goodstone property, no sample could be taken. 

GPMW-20 6/10/2010 Shallow 40 P x
Well has been buried by construction activities and could 

not be located during the September 2015 sampling 

event. 

M-WEST HOA  (FORMER ABC SUPPLY PROPERTY) WELLS

HOAMW-3 7/9/2008 Shallow 40 P x
Well has been buried by construction activities and could 

not be located during the September 2015 sampling 

event. 

HOAMW-5 10/31/2008 Shallow 35 P P

HOAMW-5I 2/19/2014 Intermediate 38 P P

HOAMW-6 1/8/2009 Shallow 36 P P

HOAMW-14 2/18/2014 Shallow 41 P
P 

(alternate)

HOAMW-14 is permanently out of service and requires 

abandonment.  MW-X has been identified as a alternate 

and was sampled during the September 2015 event.

HOAMW-13 7/29/2009 Shallow 11 P x

Monitoring well cannot be found due to heavy vegetation. 

Location is hydrologically isolated from site by Woodall 

Creek and may be impacted by contamination emanating 

from Square D property. Deleted from monitoring 

program.

MIDTOWN WEST (FORMER M-WEST LOTS/ABC SUPPLY PROPERTY) WELLS

MTWMW-1 7/9/2008 Shallow 40 P x
Well has been destroyed by construction activities on the 

Midtown West property, no sample could be taken. 

MTWMW-2 7/9/2008 Shallow 39 P
P 

(alternate)

Could not be located during Baseline event, but 

subsequently found and determined to be non-

serviceable. MTWMW-4 was used as an alternate 

monitoring point (see Figure 1).
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Table 1: Wells Specified for Semi-Annual Sampling

Well Number
Date of 

Construction

Water-Bearing 

Zone 

Monitoring 

Interval

Total Well 

Depth

(ft)

CAP Semi-

Annual 

Sampling 

Location

September 

2015 Annual 

Sampling 

Event

Remarks

MTWMW-7 1/8/2009 Shallow 40 P x
Well has been destroyed by construction activities on the 

Midtown West property, no sample could be taken. 

MTWMW-7I 2/19/2014 Intermediate 30 P x
Well has been destroyed by construction activities on the 

Midtown West property, no sample could be taken. 

MTWMW-8 3/19/2009 Shallow 40 P x
Well has been buried by construction activities and could 

not be located during the September 2015 sampling 

event. 

MTWMW-9 3/19/2009 Shallow 35.5 P x
Well has been buried by construction activities and could 

not be located during the September 2015 sampling 

event. 

MTWMW-10 3/19/2009 Shallow 35.5 P x
Well has been buried by construction activities and could 

not be located during the September 2015 sampling 

event. 

MTWMW-12 7/29/2009 Shallow 38.0 P x
Well has been buried by construction activities and could 

not be located during the September 2015 sampling 

event. 

Notes:

P   well utilized during indicated event Prepared: MHA  10/5/2015

X   well not utilized during indicated event Prepared: TRK  12/11/2015

-  no further sampling recommended at this location
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Table 2: Monitoring Well Construction and Water Levels

September 2, 2015

Well Number
Date of 

Construction

Reference 

Point 

Elevation

(ft msl)

Total 

Well 

Depth

(ft)

Type of 

Well

Water-Bearing 

Zone 

Monitoring 

Interval

Well 

Casing

Length

(ft)*

Well 

Screen

Length

(ft)

Depth to 

Water

(ft TOC)

Water Level

(ft msl)

Well 

Serviceable

SOUTHERN METAL FINISHING PROPERTY WELLS

SMFMW-1 10/4/2000 899.16 25 Type II Shallow 10 15 14.40 884.76 Yes

SMFMW-2 10/4/2000 901.25 29 Type II Shallow 14 15 14.88 886.37 Yes

SMFMW-3 10/4/2000 900.29 26 Type II Shallow 11 15 13.60 886.69 Yes

SMFMW-4 10/5/2000 899.78 24 Type II Shallow 9 15 13.50 886.28 Yes

SMFMW-5 10/5/2000 899.63 25 Type II Shallow 10 15 12.85 886.78 Yes

SMFMW-6 10/19/2000 901.17 24 Type II Shallow 9 15 14.98 886.19 Yes

SMFMW-7 10/19/2000 906.35 26 Type II Shallow 11 15 17.46 888.89 Yes

SMFMW-8 10/19/2000 899.85 23.5 Type II Shallow 8.5 15 11.57 - No¹

SMFMW-9 11/10/2000 903.78 27 Type II Shallow 12 15 15.78 888.00 Yes

SMFMW-10 11/10/2000 903.90 27 Type II Shallow 12 15 16.20 887.70 Yes

SMFMW-11 11/10/2000 908.47 20 Type II Shallow 10 10 NM - No

SMFMW-12 1/29/2001 894.60 20.5 Type II Shallow 10 10.5 11.17 883.43 Yes

SMFMW-13 1/29/2001 895.45 28 Type II Shallow 13 15 17.47 877.98 Yes

SMFMW-14 1/29/2001 894.94 18.5 Type II Shallow 8 10.5 10.04 884.90 Yes

SMFMW-15 5/4/2001 895.89 18.5 Type II Shallow 8 10.5 ND - No³

SMFMW-16 5/4/2001 898.27 18.5 Type II Shallow 8 10.5 ND - No³

SMFMW-17 7/19/2004 904.50 30 Type II Shallow 20 10 16.29 888.21 Yes

SMFMW-18 7/19/2004 911.61 30 Type II Shallow 20 10 21.24 890.37 Yes

SMFPl-1 3/24/2008 unknown 35 Type ll Shallow 25 10 13.32 - No

SMFDS-1 5/10/2002 906.19 37 Type III
Intermediate 

(Top of Bedrock)
28 (34.5) 2.5 17.26 888.93 Yes

SMFDS-2 5/10/2002 894.54 31 Type III
Intermediate 

(Top of Bedrock)
20 (28.5) 2.5 NM - No

SMFDS-3 5/10/2002 900.04 37.5 Type III
Intermediate 

(Top of Bedrock)
15 (35) 2.5 13.36 886.68 Yes

SMFDR-1 8/3/2002 906.16 49 Type III
Fractured 

Bedrock
39 (44) 5 17.18 888.98 Yes

SMFDR-2 6/4/2002 894.65 42 Type III
Fractured

Bedrock
33 (39.5) 2.5 10.15 884.50 Yes

SMFDR-3 6/4/2002 899.90 53.5 Type III
Fractured

Bedrock
39 (51) 2.5 13.70 886.20 Yes

SMFMW-1D 8/3/2004 900.97 96.5 Type III
Fractured

Bedrock
53 (65) (88)

Open Hole 

from

88 to 96.5

16.20 884.77 Yes

MACY'S PROPERTY WELLS

MPMW-15 Unknown 896.40 18.1 Type II Shallow 8.1 10 ND - No¹

MPMW-16 Unknown 898.41 18.6 Type II Shallow 8.6 10 ND - No¹

MPMW-19 5/6/2005 unknown 30 Type II Shallow 15 15 ND - No¹

DOBBINS PROPERTY WELLS

DPMW-1 Unknown 895.65 35 Type II Shallow 25 10 ND - No³

DPMW-1S 4/6/2004 895.99 25.5 Type II Shallow 15.5 10 19.32 876.67 Yes

DPMW-2 Unknown 896.14 30 Type II Shallow 20 10 ND - No³

DPMW-2S 4/9/2004 895.29 24.3 Type II Shallow 14.3 10 13.57 881.72 Yes

DPMW-2I 4/13/2004 895.71 50 Type III
Intermediate 

(Top of Bedrock)
30 (40) 10 15.72 879.99 Yes

DPMW-3S 4/6/2004 895.61 30 Type II Shallow 20 10 25.38 870.23 Yes

DPMW-3I 4/9/2004 895.67 50 Type III
Intermediate 

(Top of Bedrock)
30 (40) 10 25.93 869.74 Yes

DPMW-4S 4/13/2004 895.80 25.2 Type II Shallow 15.2 10 15.84 879.96 Yes

DPMW-4I 4/16/2004 895.57 50 Type III
Intermediate 

(Top of Bedrock)
30 (40) 10 16.49 879.08 Yes

DPMW-5S 8/4/2004 unknown 35 Type II Shallow 25 10 ND - No³

DPMW-9 Unknown 895.10 50 Type II Shallow 40 10 ND - No³

DPMW-10 Unknown 896.14 51.3 Type II Shallow 41.3 10 39.14 857.00 Yes

DPMW-14 Unknown 895.98 50 Type II Shallow 40 10 ND - No³

DPMW-15 Unknown unknown 86.7 Type II
Intermediate 

(Top of Bedrock)
76.7 10 39.55 Yes

DPMW-16 Unknown 896.71 96.8 Type III
Fractured

Bedrock
Unknown

Open Hole 

from

89 to 96.8

39.97 856.74 Yes

DPMW-25 10/27/2010 895.58 50 Type II Shallow 30 20 39.32 856.26 Yes

DPMW-26 10/27/2010 897.11 50 Type II Shallow 30 20 NM - No³

DPMW-27 10/27/2010 901.30 50 Type II Shallow 30 20 39.84 861.46 Yes

DPMW-28 10/27/2010 896.25 50 Type II Shallow 30 20 37.12 859.13 Yes
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Table 2: Monitoring Well Construction and Water Levels

September 2, 2015

Well Number
Date of 

Construction

Reference 

Point 

Elevation

(ft msl)

Total 

Well 

Depth

(ft)

Type of 

Well

Water-Bearing 

Zone 

Monitoring 

Interval

Well 

Casing

Length

(ft)*

Well 

Screen

Length

(ft)

Depth to 

Water

(ft TOC)

Water Level

(ft msl)

Well 

Serviceable

RESTAURANT SUPPLY (FORMER JODACO PROPERTY) WELLS

JPMW-16 3/24/2010 864.63 50 Type II Shallow 20 30 21.49 843.14 Yes

JPMW-17 3/24/2010 864.52 50 Type II Shallow 20 30 15.50 849.02 Yes

JPMW-21 6/10/2010 858.70 39 Type II Shallow 9 30 8.30 850.40 Yes

JPMW-22 6/10/2010 866.76 50 Type II Shallow 20 30 13.16 853.60 Yes

JPMW-23 6/10/2010 866.71 49 Type II Shallow 19 30 11.46 855.25 Yes

JPBRW-1 Unknown 864.52 164.5 Type III
Fractured

Bedrock
Unknown

Open Hole 

from

147.5 to 

164.5

31.29 833.23 Yes

DALTILE (FORMER REYNOLDS PROPERTY) WELLS

RPMW-1 Unknown 853.39 20 Unknown Shallow Unknown Unknown 14.05 839.34 Yes

RPMW-2 Unknown 871.62 29 Unknown Shallow Unknown Unknown 26.77 844.85 Yes

RPMW-14 3/24/2010 861.23 50 Type II Shallow 25 25 26.31 834.92 Yes

RPMW-15 3/24/2010 861.44 50 Type II Shallow 20 30 21.10 840.34 Yes

RPMW-24 6/10/2010 865.29 50 Type II Shallow 20 30 17.48 847.81 Yes

GOODSTONE PROPERTY WELLS (1494 & 1510 ELLSWORTH INDUSTRIAL BLVD.)

GPMW-11 7/30/2009 847.92 39 Type II Shallow 14 25 NM - No
1

GPMW-18 3/26/2010 846.48 40 Type II Shallow 10 30 NM - No
1

GPMW-19 3/26/2010 841.86 36.5 Type II Shallow 11.5 25 NM - No
1

GPMW-20 6/10/2010 848.27 40 Type II Shallow 10 30 NM - No
1

M-WEST HOA  (FORMER ABC SUPPLY PROPERTY) WELLS

HOAMW-3 7/9/2008 840.98 40 Type II Shallow 10 30 NM - No³

HOAMW-5 10/31/2008 841.06 35 Type II Shallow 10 25 18.23 822.83 Yes

HOAMW-5I 2/19/2014 843.89 38 Type III
Intermediate 

(Top of Bedrock)
33 (33) 5 21.07 822.82 Yes

HOAMW-6 1/8/2009 841.10 36 Type II Shallow 11 25 19.17 821.93 Yes

HOAMW-13 7/29/2009 unknown 11 Type II Shallow 6 5 ND - No³

HOAMW-14 2/18/2014 857.36 41 Type II Shallow 26 15 ND - No³

MIDTOWN WEST (FORMER M-WEST LOTS/ABC SUPPLY PROPERTY) WELLS

MTWMW-1 7/9/2008 841.33 40 Type II Shallow 10 30 NM - No¹

MTWMW-2 7/9/2008 839.37 39 Type II Shallow 9 30 NM - No³

MTWMW-4 10/31/2008 840.01 36 Type II Shallow 11 25 16.70 823.31 Yes

MTWMW-7 1/8/2009 844.41 40 Type II Shallow 15 25 NM - No¹

MTWMW-7I 2/19/2014 844.59 30 Type III
Intermediate 

(Top of Bedrock)
23 (25) 5 NM - No¹

MTWMW-8 3/19/2009 846.95 40 Type II Shallow 15 25 NM - No³

MTWMW-9 3/19/2009 848.45 35.5 Type II Shallow 15.5 20 NM - No³

MTWMW-10 3/19/2009 849.43 35.5 Type II Shallow 15.5 20 NM - No³

MTWMW-12 7/29/2009 845.66 38.0 Trype ll Shallow 13.0 25 NM - No³

GLIDDEN PROPERTY WELLS

AKZMW-3 Unknown 893.77 35 Type II Shallow 25 10 NM - No²

AKZMW-4 Unknown 890.12 27 Type II Shallow 17 10 11.87 878.25 Yes

AKZMW-5 Unknown 905.05 30 Type II Shallow 20 10 ND - No³

AKZMW-6 Unknown 899.36 23 Type II Shallow 13 10 12.50 886.86 Yes

AKZMW-7 Unknown 897.80 23 Type II Shallow 13 10 11.23 886.57 Yes

AKZMW-8 Unknown 894.89 23 Type II Shallow 13 10 8.85 886.04 Yes

AKZMW-17 Unknown 901.46 57.5 Type II
Intermediate 

(Top of Bedrock)
37.5 20 ND - No³

AKZMW-18 Unknown 901.44 25.5 Type II Shallow 10.5 15 ND - No³

AKZMW-19 Unknown 901.04 25 Type II Shallow 15 10 ND - No³

AKZMW-20 Unknown 899.60 24.7 Type II Shallow 14.7 10 ND - No³

WOODALL CREEK GAUGES
5

Staff Gauge 1 - 832.48 - - Surface Water - - 2.95 835.43 -

Staff Gauge 2 - 823.36 - - Surface Water - - 3.06 826.42 -

Staff Gauge 3 - 821.21 - - Surface Water - - 3.17 824.38 -

Notes:
*For Type III wells:  outer casing depth (inner casing depth)
Elevations  are relative to the National Geodetic Vertical Datum of 1929 (mean sea level). Prepared by: MHA 10/18/2015
Unknown - No Data/TOC elevation not determined/surveyed Checked by: TRK 10/19/2015
Source: Peachtree Environmental, LLC, December 2011 Woodall Creek CAP Addendum
¹ - Well Destroyed
² - Well Obstructed by on-site activities
³ - Well Not Found
4
 - Insufficient water column

5 
- Depth-to-water measurement is stream depth (ft) at the gauging point at the time of sampling.
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Table 3: Summary of Well Purging 

September 2015

Well Number
Monitoring 

Interval

Total Well 

Depth

(ft)

CAP Semi-

Annual 

Sampling 

Location

Sample 

Collected

Depth to 

Water

September 

2015

(ft)

Total 

Drawdown 

(ft)

Purging Remarks

SOUTHERN METAL FINISHING PROPERTY

SMFMW-2 Shallow 29   15.61 0.04 Low-Flow purging

SMFMW-18 Shallow 30   21.10 0.15 Low-Flow purging

SMFPl-1 Shallow 35   13.86 0.13 Low-Flow purging

SMFDS-1 Intermediate 37   17.17 0.28 Low-Flow purging

SMFDR-2 Bedrock 42   10.15 >0.32

drawdown during purging 

exceeded low-flow conditions. 

Purged traditional multiple well 

volumes before sampling

SMFDR-3 Bedrock 53.5   14.24 0.11 Low-Flow purging

SMFMW-1D Bedrock 96.5   16.71 0.00 Low-Flow purging

MACY'S PROPERTY

MPMW-15 Shallow 18.1 x x - - NS

DOBBINS PROPERTY

DPMW-2S Shallow 24.3   13.57 0.12 Low-Flow purging

DPMW-2I Intermediate 50   15.72 0.28 Low-Flow purging

DPMW-3S Shallow 30   25.71 0.89

drawdown during purging 

exceeded low-flow conditions. 

Purged traditional multiple well 

volumes before sampling

DPMW-10 Shallow 51.3   39.16 0.15 Low-Flow purging

DPMW-15 Intermediate 86.7   39.65 0.00 Low-Flow purging

DPMW-16 Bedrock 96.80   40.10 0.02 Low-Flow purging

DPMW-25 Shallow 50   39.38 0.09 Low-Flow purging

DPMW-27 Shallow 50   39.85 0.06 Low-Flow purging

RESTAURANT SUPPLY (FORMER JODACO PROPERTY)

JPMW-16 Shallow 50   21.61 0.26 Low-Flow purging

JPMW-17 Shallow 50   16.10 0.12 Low-Flow purging

JPMW-21 Shallow 39   8.45 0.02 Low-Flow purging

JPMW-22 Shallow 50   13.26 0.09 Low-Flow purging

JPMW-23 Shallow 49   11.60 0.01 Low-Flow purging

JPBRW-1 Bedrock 164.5   31.00 0.28 Low-Flow purging

DALTILE (FORMER REYNOLDS PROPERTY)

RPMW-2 Shallow 29  x - - NS

RPMW-14 Shallow 50   26.35 0.11 Low-Flow purging

RPMW-15 Shallow 50   21.64 0.16 Low-Flow purging

RPMW-24 Shallow 50   17.48 0.15 Low-Flow purging

GOODSTONE PROPERTY (1494 & 1510 ELLSWORTH INDUSTRIAL BLVD.)

GPMW-11 Shallow 39  x - - NS

GPMW-18 Shallow 40  x - - NS

GPMW-19 Shallow 36.5  x - - NS

GPMW-20 Shallow 40  x - - NS

M-WEST HOA  (FORMER ABC SUPPLY PROPERTY)

HOAMW-3 Shallow 40  x - - NS

HOAMW-5 Shallow 35   18.24 0.18 Low-Flow purging

HOAMW-5I Intermediate 38   21.14 0.25 Low-Flow purging

HOAMW-6 Shallow 36   19.25 0.10 Low-Flow purging

MW-X Shallow 24.5   19.90 0.05 Low-Flow purging

MIDTOWN WEST (FORMER M-WEST LOTS/ABC SUPPLY PROPERTY)

MTWMW-1 Shallow 40  x - - NS

MTWMW-4 Shallow 35.05
Alternate for 

MTWMW-2
 16.70 0.10 Low-Flow purging

MTWMW-7 Shallow 40  x - - NS

MTWMW-7I Intermediate 30  x - - NS

MTWMW-8 Shallow 40  x - - NS

MTWMW-9 Shallow 35.5  x - - NS

MTWMW-10 Shallow 35.5  x - - NS

MTWMW-12 Shallow 38.0  x - - NS

Notes:

well utilized during indicated event Prepared by: MHA 10/18/2015

x  well not utilized during indicated event Checked by: TRK 12/11/2015

NS Not Sampled



Table 4: Summary of Groundwater Analytical Results

September, 2015

Well Designation Dup-1/HOAMW-5

Property Location

Sample Collection Date 15-Sep-15

VOCs

1,1-Dichloroethene ug/L 7 0.200 U 2.25 J 3.21 J 0.200 U 0.200 U 1.18 J 0.200 U 0.200 U NA NA NA NA NA NA 0.255 J 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Acetone ug/L 4000 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U NA NA NA NA NA NA 0.500 U 1.00 U 1.00 U 0.500 U 0.500 U 7.84 1.00 U 0.500 U

Benzene ug/L 5 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.401 J 0.400 U 0.200 U

Chloroform ug/L 80 3.37 J 1.02 J 1.00 U 5.50 1.47 J 0.548 J 1.30 J 0.648 J NA NA NA NA NA NA 4.21 J 3.71 J 3.27 J 2.94 J 0.200 U 0.200 U 9.40 J 1.09 J

cis-1,2-Dichloroethene ug/L 70 1.69 J 9.63 30.7 2.71 J 20.8 5.05 2.34 J 0.845 J NA NA NA NA NA NA 77.0 68.9 62.5 55.0 3.08 J 6.19 23.2 1.30 J

Ethylbenzene ug/L 700 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Isopropylbenzene (Cumene) ug/L 1 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

m,p-Xylene ug/L RL 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Methylcyclohexane ug/L RL 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

o-Xylene ug/L RL 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Tetrachloroethene ug/L 5 48.8 89.7 341 74.1 190 39.0 17.4 36.6 NA NA NA NA NA NA 281 237 202 168 1.29 J 6.40 226 45.1

Trichloroethene ug/L 5 4.08 J 19.50 84.8 6.90 33.9 6.51 6.01 1.35 J NA NA NA NA NA NA 81.0 67.6 59.4 53.2 0.200 U 6.57 72.0 5.82

1,1,1-Trichloroethane ug/L 200 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,1,2,2-Tetrachloroethane ug/L 1 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,1,2-Trichloroethane ug/L 5 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,1-Dichloroethane ug/L 4000 0.200 U 0.549 J 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,2,4-Trichlorobenzene ug/L 70 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,2-Dibromo-3-chloropropane ug/L 1 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,2-Dibromoethane ug/L 1 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,2-Dichlorobenzene ug/L 600 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,2-Dichloroethane ug/L 5 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,2-Dichloropropane ug/L 5 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,3-Dichlorobenzene ug/L 600 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

1,4-Dichlorobenzene ug/L 75 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

2-Butanone ug/L 2000 0.200 U 0.200 U 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 1.00 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 1.32 J 0.400 U 0.20 U

2-Chloroethylvinyl ether ug/L RL 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U NA NA NA NA NA NA 1.00 U 2.00 U 2.00 U 1.00 U 1.00 U 1.00 U 2.00 U 1.00 U

2-Hexanone ug/L RL 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U NA NA NA NA NA NA 0.500 U 1.00 U 1.00 U 0.500 U 0.500 U 0.500 U 1.00 U 0.500 U

4-Methyl-2-pentanone ug/L 200 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 1.41 J 0.400 U 0.200 U

Bromodichloromethane ug/L 80 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Bromoform ug/L 80 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U NA NA NA NA NA NA 0.250 U 0.500 U 0.500 U 0.250 U 0.250 U 0.250 U 0.500 U 0.250 U

Bromomethane ug/L 10 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U NA NA NA NA NA NA 0.500 U 1.00 U 1.00 U 0.500 U 0.500 U 0.500 U 1.00 U 0.500 U

Carbon disulfide ug/L 4000 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.535 J 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Carbon tetrachloride ug/L 5 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U NA NA NA NA NA NA 0.250 U 0.500 U 0.500 U 0.250 U 0.250 U 0.250 U 0.500 U 0.250 U

Chlorobenzene ug/L 100 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Chloroethane ug/L 1 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U NA NA NA NA NA NA 0.250 U 0.500 U 0.500 U 0.250 U 0.250 U 0.250 U 0.500 U 0.250 U

Chloromethane ug/L 3 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

cis-1,3-Dichloropropene ug/L 2 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Cyclohexane ug/L 1 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U NA NA NA NA NA NA 0.500 U 1.00 U 1.00 U 0.500 U 0.500 U 0.500 U 1.00 U 0.500 U

Dibromochloromethane ug/L 80 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Dichlorodifluoromethane ug/L 1000 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Methyl Acetate ug/L RL 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U NA NA NA NA NA NA 1.00 U 2.00 U 2.00 U 1.00 U 1.00 U 1.00 U 2.00 U 1.00 U

Methylene chloride ug/L 5 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Styrene ug/L 100 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Toluene ug/L 1000 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Trichlorofluoromethane ug/L 2000 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Trichlorotrifluoroethane ug/L RL 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Vinyl acetate ug/L RL 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Vinyl chloride ug/L 2 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Xylene (total) ug/L 10000 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U NA NA NA NA NA NA 0.400 U 0.800 U 0.800 U 0.400 U 0.400 U 0.400 U 0.800 U 0.400 U

tert-Butyl methyl ether (MTBE) ug/L RL 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.219 J 0.200 U 0.200 U 0.400 U 0.200 U

trans-1,2-Dichloroethene ug/L 100 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.880 J 0.400 U 0.400 U 0.422 J 0.200 U 0.868 J 0.400 U 0.200 U

trans-1,3-Dichloropropene ug/L 2 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U NA NA NA NA NA NA 0.200 U 0.400 U 0.400 U 0.200 U 0.200 U 0.200 U 0.400 U 0.200 U

Notes  

ug/L  - micrograms per liter

VOCs - volatile organic compounds

RRS - Risk Reduction Standard

U  - concentration below the indicated detection limit

J  - estimated concentration

Bold indicates detected concentration

DPMW-25

Dobbins

9-Sep-15

M-West HOA

15-Sep-15

MW-X

M-West HOA

15-Sep-1515-Sep-15 11-Sep-15 10-Sep-15 11-Sep-151-Apr-15 2-Apr-15 2-Apr-15 2-Apr-15 6-Apr-15 15-Sep-152-Apr-159-Sep-15 9-Sep-15 10-Sep-1510-Sep-1510-Sep-15 10-Sep-15 9-Sep-15

M-West HOA M-West HOA M-West HOA
Restaurant 

Supply

Restaurant 

Supply

Restaurant 

Supply
Goodstone M-West HOADobbins Goodstone Goodstone Goodstone GoodstoneDobbins Dobbins DobbinsDobbinsDobbins Dobbins

GPMW-19 GPMW-20 HOAMW-3 HOAMW-5DUP -1 GPMW-19DPMW-27 DPMW-2IDPMW-16DPMW-10 DPMW-15 DPMW-2S DPMW-3S GPMW-11 GPMW-18

Unit
Type 1 

RRS

HOAMW-5I JPBRW-1 JPMW-16 JPMW-17HOAMW-6
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Table 4: Summary of Groundwater Analytical Results

September, 2015

Well Designation Dup-1/HOAMW-5

Property Location

Sample Collection Date 15-Sep-15

VOCs

DPMW-25

Dobbins

9-Sep-15

M-West HOA

15-Sep-15

MW-X

M-West HOA

15-Sep-1515-Sep-15 11-Sep-15 10-Sep-15 11-Sep-151-Apr-15 2-Apr-15 2-Apr-15 2-Apr-15 6-Apr-15 15-Sep-152-Apr-159-Sep-15 9-Sep-15 10-Sep-1510-Sep-1510-Sep-15 10-Sep-15 9-Sep-15

M-West HOA M-West HOA M-West HOA
Restaurant 

Supply

Restaurant 

Supply

Restaurant 

Supply
Goodstone M-West HOADobbins Goodstone Goodstone Goodstone GoodstoneDobbins Dobbins DobbinsDobbinsDobbins Dobbins

GPMW-19 GPMW-20 HOAMW-3 HOAMW-5DUP -1 GPMW-19DPMW-27 DPMW-2IDPMW-16DPMW-10 DPMW-15 DPMW-2S DPMW-3S GPMW-11 GPMW-18

Unit
Type 1 

RRS

HOAMW-5I JPBRW-1 JPMW-16 JPMW-17HOAMW-6

MNA Parameters  

Ethane ug/L NA 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U NA NA NA NA NA NA 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.838 J 0.110 U 0.110 U

Ethene ug/L NA 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U NA NA NA NA NA NA 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 6.31 0.150 U 0.150 U

Methane ug/L NA 0.435 U 25.9 0.435 U 0.435 U 0.435 U 0.435 U 0.435 U 0.435 U NA NA NA NA NA NA 0.435 U 0.435 U 0.435 U 0.760 J 9900 0.44 U 0.435 U 0.435 U

Total Organic Carbon mg/L NA 0.30 U 1.2 J 0.76 J 0.30 U 0.30 U 1.2 J 0.76 J 0.30 U NA NA NA NA NA NA 0.30 U 0.30 U 0.30 U 0.30 U 8.9 6.9 1.4 J 0.54 J

Sulfide mg/L NA NA 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U NA NA NA NA NA NA 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U

Chloride mg/L NA 6.62 27.3 36.8 8.37 11.4 43.2 8.12 7.57 NA NA NA NA NA NA 22.7 20.3 19.4 17.4 10.4 35.4 12.1 9.50

Nitrate mg/L NA 1.97 2.66 2.86 8.37 5.45 7.62 0.169 J 2.30 NA NA NA NA NA NA 1.65 1.64 1.46 3.52 0.100 U 0.100 U 3.32 3.28

Sulfate mg/L NA 48.3 25.3 14.4 24.9 19.9 24.5 12.7 87.4 NA NA NA NA NA NA 21.4 20.4 19.7 21.7 0.100 U 17.8 28.1 37.3

Ferrous Iron (mg/L) mg/L NA 0.00 0.50 0.00 0.00 0.00 0.00 0.00 0.00 NA NA NA NA NA NA 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

Groundwater Quality

Temperature °C NA 20.87 20.35 20.60 21.63 20.26 26.19 22.60 24.72 NA NA NA NA NA NA 19.24 19.24 19.47 21.74 20.84 24.41 22.79 24.86

pH pH NA 4.88 5.62 6.32 5.12 5.13 5.43 5.86 4.55 NA NA NA NA NA NA 5.80 5.80 5.81 5.69 6.00 12.28 5.39 5.82

Turbidity NTU NA 26.1 9.47 1.61 10.11 9.91 56.5 7.51 6.51 NA NA NA NA NA NA 39.7 39.7 0.97 9.75 0.57 5.88 98.0 82.0

Conductivity ms/cm NA 0.168 0.252 0.312 0.192 0.183 0.337 0.205 0.262 NA NA NA NA NA NA 0.223 0.223 0.220 0.226 0.272 0.674 0.211 0.229

ORP mV NA 279.7 124.3 156.5 285.6 190.3 -134.4 -127.4 250.1 NA NA NA NA NA NA 206.9 206.9 212.1 134.7 -9.3 -264.7 -134.3 218.2

Dissolved Oxygen (mg/L) mg/L NA 1.74 0.80 2.19 2.48 1.40 1.72 2.98 1.51 NA NA NA NA NA NA 1.14 1.14 0.74 0.88 0.88 0.51 2.97 4.71

Notes

RRS - Risk Reduction Standard

mg/L - milligrams per liter

°C  - degrees Celsius

pH  - potential of hydrogen

NTU  - nephelometric turbidity units

mV - millivolt

U  - concentration below the indicated detection limit

J  - estimated concentration

Bold indicates detected concentration

NA - Not applicable

NS - Not sampled
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Table 4: Summary of Groundwater Analytical Results

September, 2015

Well Designation

Property Location

Sample Collection Date

VOCs

1,1-Dichloroethene ug/L 7

Acetone ug/L 4000

Benzene ug/L 5

Chloroform ug/L 80

cis-1,2-Dichloroethene ug/L 70

Ethylbenzene ug/L 700

Isopropylbenzene (Cumene) ug/L 1

m,p-Xylene ug/L RL

Methylcyclohexane ug/L RL

o-Xylene ug/L RL

Tetrachloroethene ug/L 5

Trichloroethene ug/L 5

1,1,1-Trichloroethane ug/L 200

1,1,2,2-Tetrachloroethane ug/L 1

1,1,2-Trichloroethane ug/L 5

1,1-Dichloroethane ug/L 4000

1,2,4-Trichlorobenzene ug/L 70

1,2-Dibromo-3-chloropropane ug/L 1

1,2-Dibromoethane ug/L 1

1,2-Dichlorobenzene ug/L 600

1,2-Dichloroethane ug/L 5

1,2-Dichloropropane ug/L 5

1,3-Dichlorobenzene ug/L 600

1,4-Dichlorobenzene ug/L 75

2-Butanone ug/L 2000

2-Chloroethylvinyl ether ug/L RL

2-Hexanone ug/L RL

4-Methyl-2-pentanone ug/L 200

Bromodichloromethane ug/L 80

Bromoform ug/L 80

Bromomethane ug/L 10

Carbon disulfide ug/L 4000

Carbon tetrachloride ug/L 5

Chlorobenzene ug/L 100

Chloroethane ug/L 1

Chloromethane ug/L 3

cis-1,3-Dichloropropene ug/L 2

Cyclohexane ug/L 1

Dibromochloromethane ug/L 80

Dichlorodifluoromethane ug/L 1000

Methyl Acetate ug/L RL

Methylene chloride ug/L 5

Styrene ug/L 100

Toluene ug/L 1000

Trichlorofluoromethane ug/L 2000

Trichlorotrifluoroethane ug/L RL

Vinyl acetate ug/L RL

Vinyl chloride ug/L 2

Xylene (total) ug/L 10000

tert-Butyl methyl ether (MTBE) ug/L RL

trans-1,2-Dichloroethene ug/L 100

trans-1,3-Dichloropropene ug/L 2

Notes

ug/L  - micrograms per liter

VOCs - volatile organic compounds

RRS - Risk Reduction Standard

U  - concentration below the indicated detection limit

J  - estimated concentration

Bold indicates detected concentration

Unit
Type 1 

RRS

14-Sep-15

0.200 U 2.16 J 0.354 J NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 1.25 J 0.200 U 0.200 U

0.500 U 0.500 U 0.500 U NA NA NA NA 1.00 U NA NA NA NS 0.500 U 2.50 U 2.50 U 0.500 U 0.500 U 1.00 U 0.500 U 0.500 U 0.500 U 0.500 U

0.200 U 4.58 J 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

6.12 1.73 J 1.32 J NA NA NA NA 7.16 J NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 1.990 J 0.200 U

15.2 15.3 17.2 NA NA NA NA 41.3 NA NA NA NS 10.6 J 2.14 J 21.2 J 0.200 U 0.200 U 1.15 J 0.200 U 0.200 U 1.250 J 3.03 J

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.49 J

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 2.720 J 15.5

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U NA

93.9 118.0 85.5 NA NA NA NA 254 NA NA NA NS 1320 440 829 0.200 U 2.20 J 232 1.02 J 2.48 J 62.30 4.25 J

14.0 17.6 17.1 NA NA NA NA 60.2 NA NA NA NS 390 134 207 0.200 U 0.763 J 3.09 J 0.200 U 3.80 J 10.80 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.754 J 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.20 U 0.20 U 0.20 U NA NA NA NA 0.400 U NA NA NA NS 0.20 U 1.00 U 1.00 U 0.200 U 1.00 U 0.400 U 1.00 U 0.200 U 0.200 U 0.200 U

1.00 U 1.00 U 1.00 U NA NA NA NA 2.00 U NA NA NA NS 1.00 U 5.00 U 5.00 U 1.00 U 1.00 U 2.00 U 1.00 U 1.00 U 1.00 U 1.00 U

0.500 U 0.500 U 0.500 U NA NA NA NA 1.00 U NA NA NA NS 0.500 U 2.50 U 2.50 U 0.500 U 0.500 U 1.00 U 0.500 U 0.500 U 0.500 U 0.500 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.725 J 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.250 U 0.250 U 0.250 U NA NA NA NA 0.500 U NA NA NA NS 0.250 U 1.25 U 1.25 U 0.250 U 0.250 U 0.500 U 0.250 U 0.250 U 0.250 U 0.250 U

0.500 U 0.500 U 0.500 U NA NA NA NA 1.00 U NA NA NA NS 0.500 U 2.50 U 2.50 U 0.500 U 0.500 U 1.00 U 0.500 U 0.500 U 0.500 U 0.500 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.250 U 0.250 U 0.250 U NA NA NA NA 0.500 U NA NA NA NS 0.250 U 1.25 U 1.25 U 0.250 U 0.250 U 0.500 U 0.250 U 0.250 U 0.250 U 0.250 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.250 U 0.250 U 0.250 U NA NA NA NA 0.500 U NA NA NA NS 0.250 U 1.25 U 1.25 U 0.250 U 0.250 U 0.500 U 0.250 U 0.250 U 0.250 U 0.250 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.500 U 0.500 U 0.500 U NA NA NA NA 1.00 U NA NA NA NS 0.500 U 2.50 U 2.50 U 0.500 U 0.500 U 1.00 U 0.500 U 0.500 U 0.500 U 0.500 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

1.00 U 1.00 U 1.00 U NA NA NA NA 2.00 U NA NA NA NS 1.00 U 5.00 U 5.00 U 1.00 U 1.00 U 2.00 U 1.00 U 1.00 U 1.00 U 1.00 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 1.13 J NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.400 U 0.400 U 0.400 U NA NA NA NA 0.800 U NA NA NA NS 0.400 U 2.00 U 2.00 U 0.400 U 0.400 U 0.800 U 0.400 U 0.400 U 2.720 J 15.5

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

0.200 U 0.200 U 0.200 U NA NA NA NA 0.400 U NA NA NA NS 0.200 U 1.00 U 1.00 U 0.200 U 0.200 U 0.400 U 0.200 U 0.200 U 0.200 U 0.200 U

9-Sep-15

MTWMW-1

Midtown 

West

3-Apr-15 9-Sep-1514-Sep-15 9-Sep-15 9-Sep-15 9-Sep-15 9-Sep-159-Sep-156-Apr-15 6-Apr-15 3-Apr-15 7-Apr-15 7-Apr-15 6-Apr-1511-Sep-15 11-Sep-15 14-Sep-15

Southern 

Metal

Southern 

Metal

Southern 

Metal

Southern 

Metal
Daltile

Southern 

Metal

Southern 

Metal

Southern 

Metal

Midtown 

West

Midtown 

West

Midtown 

West
DaltileDaltile

Restaurant 

Supply

Restaurant 

Supply

Midtown 

West

Midtown 

West

Midtown 

West

Midtown 

West

Restaurant

Supply

SMFMW-2 SMFPI-1SMFMW-18 SMFMW-1DRPMW-24 SMFDR-2SMFDS-1RPMW-2 SMFDR-3RPMW-15

11-Sep-15

RPMW-14

Daltile

11-Sep-15 14-Sep-15

JPMW-21 JPMW-22 JPMW-23 MTWMW-08 MTWMW-10 MTWMW-12 MTWMW-4 MTWMW-7 MTWMW-7I MTWMW-9
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Table 4: Summary of Groundwater Analytical Results

September, 2015

Well Designation

Property Location

Sample Collection Date

VOCs

Unit
Type 1 

RRS

MNA Parameters

Ethane ug/L NA

Ethene ug/L NA

Methane ug/L NA

Total Organic Carbon mg/L NA

Sulfide mg/L NA

Chloride mg/L NA

Nitrate mg/L NA

Sulfate mg/L NA

Ferrous Iron (mg/L) mg/L NA

Groundwater Quality

Temperature °C NA

pH pH NA

Turbidity NTU NA

Conductivity ms/cm NA

ORP mV NA

Dissolved Oxygen (mg/L) mg/L NA

Notes

RRS - Risk Reduction Standard

mg/L - milligrams per liter

°C  - degrees Celsius

pH  - potential of hydrogen

NTU  - nephelometric turbidity units

mV - millivolt

U  - concentration below the indicated detection limit

J  - estimated concentration

Bold indicates detected concentration

NA - Not applicable

NS - Not sampled

14-Sep-15 9-Sep-15

MTWMW-1

Midtown 

West

3-Apr-15 9-Sep-1514-Sep-15 9-Sep-15 9-Sep-15 9-Sep-15 9-Sep-159-Sep-156-Apr-15 6-Apr-15 3-Apr-15 7-Apr-15 7-Apr-15 6-Apr-1511-Sep-15 11-Sep-15 14-Sep-15

Southern 

Metal

Southern 

Metal

Southern 

Metal

Southern 

Metal
Daltile

Southern 

Metal

Southern 

Metal

Southern 

Metal

Midtown 

West

Midtown 

West

Midtown 

West
DaltileDaltile

Restaurant 

Supply

Restaurant 

Supply

Midtown 

West

Midtown 

West

Midtown 

West

Midtown 

West

Restaurant

Supply

SMFMW-2 SMFPI-1SMFMW-18 SMFMW-1DRPMW-24 SMFDR-2SMFDS-1RPMW-2 SMFDR-3RPMW-15

11-Sep-15

RPMW-14

Daltile

11-Sep-15 14-Sep-15

JPMW-21 JPMW-22 JPMW-23 MTWMW-08 MTWMW-10 MTWMW-12 MTWMW-4 MTWMW-7 MTWMW-7I MTWMW-9

0.110 U 1.13 0.110 U NA NA NA NA 0.110 U NA NA NA NS 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U 0.110 U

0.150 U 0.150 U 0.150 U NA NA NA NA 0.150 U NA NA NA NS 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U 0.150 U

0.435 U 2.21 43.2 NA NA NA NA 0.435 U NA NA NA NS 0.953 J 0.435 U 0.435 U 0.435 U 0.435 U 0.435 U 0.435 U 0.435 U 0.435 U 0.435 U

1.1 J 0.67 J 7.1 NA NA NA NA 0.44 J NA NA NA NS 0.75 J 0.30 U 0.30 U 2.7 1.4 J 1.4 J 6.0000 U 0.30 U 0.92 J 1.30 J

2.00 U 2.00 U 2.00 U NA NA NA NA 2.00 U NA NA NA NS 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U 2.00 U U

17.8 16.1 6.87 NA NA NA NA 15.5 NA NA NA NS 22.0 23.9 25.6 5.78 24.7 24.5 34.5 21.4 26.9 36.8

2.62 1.92 0.293 NA NA NA NA 2.35 NA NA NA NS 4.82 2.37 4.94 5.33 3.33 10.1 12.8 2.49 10.1 17.5

25.4 30.0 8.85 NA NA NA NA 27.3 NA NA NA NS 32.3 22.2 40.5 86.9 28.9 41.1 605 25.7 33.8 51.4

0.00 0.00 0.00 NA NA NA NA 0.00 NA NA NA NS 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00

22.51 21.24 22.95 NA NA NA NA 19.00 NA NA NA NS 28.00 23.79 22.06 23.25 19.65 21.67 20.49 19.27 24.02 21.21

5.46 5.29 5.75 NA NA NA NA 5.85 NA NA NA NS 5.61 5.49 5.79 5.67 6.09 5.70 8.59 5.78 4.45 5.27

140 >800 30.1 NA NA NA NA 9.93 NA NA NA NS 72.0 83 43.4 2.4 25.9 0.86 9.41 2.51 58.50 9.7

0.221 0.218 0.148 NA NA NA NA 0.225 NA NA NA NS 0.330 0.277 0.315 0.425 0.249 0.323 8.313 0.235 0.261 0.441

128.8 90.9 -0.5 NA NA NA NA 90.3 NA NA NA NS 216.2 165.8 179.8 125.8 250.1 30.6 161.2 -128.4 249.9 -56.5

1.97 0.66 0.44 NA NA NA NA 2.19 NA NA NA NS 2.48 0.71 2.60 0.81 3.21 3.10 2.58 1.32 3.57 3.54

Prepared by MHA 10/12/2015

Checked by TRK 10/26/2015
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Table 5: Summary of Current and Historic Site-Wide Groundwater Quality Results

Historical Well 

Designation

Current Well 

Designation
Sample Date

Sample 

Type
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Southern Metal Finishing Property

SMFDS-1 SMFDS-1 3/31/2015 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 3.64J <0.161

SMFDS-1 SMFDS-1 9/9/2015 <0.2 <0.5 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2

SMFDR-1 SMFDR-1 3/20/2014 <0.208 2.48J <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 1.78J <0.161

SMFDR-2 SMFDR-2 3/14/2014 1.22J <0.193 <0.111 <0.155 0.208J <0.109 <0.130 <0.123 <0.143 <0.055 2.92J 4.21J

SMFDR-2 SMFDR-2 9/17/2014 1.31J <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 4.00J 3.30J

SMFDR-2 SMFDR-2 3/24/2015 0.854J <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 3.69J 2.71J

SMFDR-2 SMFDR-2 9/9/2015 <0.2 <0.5 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 2.2J 0.763J

SMFDR-3 SMFDR-3 3/19/2014 <0.416 0.746J <0.222 <0.310 1.77J <0.218 <0.260 1.56J <0.287 1.27J 260 7.53J

SMFDR-3 SMFDR-3 9/18/2014 <0.208 <0.193 <0.111 <0.155 2.00J <0.109 <0.103 <0.123 <0.143 <0.055 158 4.02J

SMFDR-3 SMFDR-3 3/18/2015 <0.208 <0.193 <0.111 <0.155 1.74J <0.109 <0.103 <0.123 <0.143 <0.055 236 3.14J

SMFDR-3 SMFDR-3 9/9/2015 <0.4 <1 <0.4 <0.4 1.15J <0.4 <0.4 <0.4 <0.4 <0.4 232 3.09J

SMFDS-3 SMFDS-3 3/19/2014 <0.208 1.09J <0.111 <0.155 2.10J <0.109 <0.130 <0.123 <0.143 <0.055 12.6 <0.161

SMFMW-1 SMFMW-1 3/1/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 <5 7.4

SMFMW-1 SMFMW-1 3/19/2014 D 0.208 0.653J 0.111 0.687J 0.533 0.109 0.13 0.123 0.143 0.055 4.96J 1.63J

SMFMW-1 SMFMW-1 3/19/2014 <0.208 0.762J 0.130J 0.686J 0.515J 0.317J <0.130 0.761J 0.465J 0.452J 4.58J 1.43J

SMFMW-1D SMFMW-1D 3/18/2014 1.11J <0.193 <0.111 0.436J <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 1.67J 4.13J

SMFMW-1D SMFMW-1D 9/16/2014 1.63J <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 1.50J 4.85J

SMFMW-1D SMFMW-1D 3/19/2015 1.37 <0.193 <0.111 0.484J <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 1.20J 3.63J

SMFMW-1D SMFMW-1D 9/9/2015 1.25J <0.5 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 2.48J 3.8J

SMFMW-2 SMFMW-2 3/1/2011 <5 <50 <5 <5 14 <5 <5 <5 <5 <5 180 35

SMFMW-2 SMFMW-2 3/19/2014 <0.208 0.650J <0.111 2.16J 3.21J <0.109 <0.130 <0.123 <0.143 <0.055 129 24

SMFMW-2 SMFMW-2 9/18/2014 <0.208 <0.193 <0.111 3.12J 5 <0.109 <0.130 <0.123 <0.143 <0.055 130 27.2

SMFMW-2 SMFMW-2 3/17/2015 <0.208 <0.193 <0.111 2.93J 3.04J <0.109 <0.130 <0.123 <0.143 <0.055 133 22.0

SMFMW-2 SMFMW-2 9/9/2015 <0.2 <0.5 <0.2 1.99J 1.25J <0.2 <0.2 2.720 <0.2 <0.2 62.30 10.80

SMFMW-3 SMFMW-3 2/28/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 78 8

SMFMW-3 SMFMW-3 3/18/2014 <0.208 <0.193 <0.111 3.45J 0.274J <0.109 <0.130 <0.123 <0.143 <0.055 54.2 5.16

SMFMW-4 SMFMW-4 2/28/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 16 <5

SMFMW-4 SMFMW-4 3/18/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 4.29J <0.161

SMFMW-6 SMFMW-6 2/28/2011 <5 <50 <5 <5 <5 130 77 250 23 460 48 <5

SMFMW-6 SMFMW-6 3/21/2014 <0.208 6.01 <0.111 <0.155 0.337J 22.4 24.4 42.3 4.05J 117 25.1 1.25J

SMFMW-7 SMFMW-7 2/28/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 10 <5

SMFMW-7 SMFMW-7 3/20/2014 <0.208 3.37J <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 15.6 <0.161

SMFMW-9 SMFMW-9 2/28/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 5.8 <5

SMFMW-9 SMFMW-9 3/24/2014 <0.208 2.36J <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 3.36J <0.161

SMFMW-10 SMFMW-10 3/1/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5

SMFMW-10 SMFMW-10 3/24/2014 <0.208 2.86J <0.111 <0.155 0.708J <0.109 <0.130 <0.123 <0.143 <0.055 7.69 0.189J

SMFMW-11 SMFMW-11 2/28/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5

SMFMW-11 SMFMW-11 3/20/2014 <0.208 2.38J <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 <0.193 <0.161

SMFMW-12 SMFMW-12 3/2/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5

SMFMW-12 SMFMW-12 3/13/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 2.18J <0.161

SMFMW-13 SMFMW-13 3/2/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 11 <5

SMFMW-13 SMFMW-13 3/18/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 2.65J <0.161

SMFMW-14 SMFMW-14 3/1/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 60 6.7

SMFMW-14 SMFMW-14 3/20/2014 <0.208 2.38J <0.111 0.227J 0.340J <0.109 <0.130 <0.123 <0.143 <0.055 25.2 5.37

SMFMW-17 SMFMW-17 3/1/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5

SMFMW-17 SMFMW-17 3/20/2014 0.436J 2.45J <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 <0.193 <0.161

SMFMW-18 SMFMW-18 2/28/2011 <5 <50 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5

SMFMW-18 SMFMW-18 3/21/2014 <0.208 <0.193 0.208J 0.172J 4.19J <0.109 <0.130 <0.123 <0.143 <0.055 2.92J 0.860J

SMFMW-18 SMFMW-18 9/19/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.214 <0.143 <0.055 1.51J <0.161

SMFMW-18 SMFMW-18 3/18/2015 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 1.10J <0.143 <0.055 <0.193 <0.161

SMFMW-18 SMFMW-18 9/9/2015 <0.2 <0.5 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 <0.2 1.02J <0.2

SMFPI-1 SMFPI-1 3/19/2014 D <0.208 0.666J <0.111 <0.155 1.31J <0.109 <0.130 <0.123 <0.143 <0.055 6.38 <0.161

SMFPI-1 SMFPI-1 3/19/2014 <0.208 0.736J <0.111 <0.155 1.14J <0.109 <0.130 <0.123 <0.143 <0.055 6.41 <0.161

SMFPI-1 SMFPI-1 9/16/2014 <0.208 <0.193 <0.111 <0.155 4.04J <0.109 <0.130 <0.214 <0.143 <0.055 11.5 0.629J

SMFPI-1 SMFPI-1 3/18/2015 <0.208 <0.193 <0.111 <0.155 2.36J <0.109 <0.130 0.831J <0.143 <0.055 5.3 <0.161

SMFPI-1 SMFPI-1 9/9/2015 <0.2 <0.5 <0.2 <0.2 3.03J 0.49 <0.2 15.5 <0.2 NA 4.25J <0.2
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Glidden Property

AKZMW-3 AKZMW-3 3/13/2014 <0.208 NA NA NA <0.103 NA NA NA NA NA <0.193 <0.161

AKZMW-4 AKZMW-4 3/13/2014 <0.208 NA NA NA <0.103 NA NA NA NA NA <0.193 <0.161

AKZMW-6 AKZMW-6 3/13/2014 <0.208 NA NA NA <0.103 NA NA NA NA NA <0.193 <0.161

AKZMW-7 AKZMW-7 3/13/2014 <0.208 NA NA NA <0.103 NA NA NA NA NA <0.193 <0.161

AKZMW-8 AKZMW-8 3/13/2014 <0.208 NA NA NA <0.103 NA NA NA NA NA <0.193 <0.161

Dobbins Property

MW-1 DPMW-1S 3/14/2014 <0.208 0.876J <0.111 1.19J <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 1.32J <0.161

MW-2I DPMW-2I 3/14/2014 2.45J <0.193 <0.111 0.623J 5.54 <0.109 <0.130 <0.123 <0.143 <0.055 36.1 8.61

MW-2I DPMW-2I 9/23/2014 2.14J <0.193 <0.111 0.694J 5.15 <0.109 <0.130 <0.123 <0.143 <0.055 49.9 8.14

MW-2I DPMW-2I 3/17/2015 <0.171 <0.193 <0.111 <0.155 2.89 <0.109 <0.130 <0.123 <0.143 <0.055 23.3 3.66

MW-2I DPMW-2I 9/9/2015 1.18J <0.5 <0.2 0.548J 5.05 <0.2 <0.2 <0.2 <0.2 <0.2 39.0 6.51

MW-2 DPMW-2S 3/14/2014 <0.208 1.40J <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 20 6

MW-2 DPMW-2S 9/23/2014 <0.208 <0.193 <0.111 <0.155 0.365J <0.109 <0.130 <0.123 <0.143 <0.055 32.1 9.10

MW-2 DPMW-2S 3/18/2015 <0.208 <0.193 <0.111 <0.155 0.365J <0.109 <0.130 0.673J <0.143 <0.055 17.3 4.46  

MW-2 DPMW-2S 9/10/2015 <0.2 <0.5 <0.2 1.3J 2.34J <0.2 <0.2 <0.2 <0.2 <0.2 17.4 6.01

MW-3 DPMW-3S 3/18/2014 <0.208 <0.193 <0.111 0.775J 1.58J <0.109 <0.130 <0.123 <0.143 <0.055 33 1.60J

MW-3 DPMW-3S 9/18/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.13 <0.123 <0.143 <0.055 4.47 0.398

MW-3 DPMW-3S 3/25/2015 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.13 <0.123 <0.143 <0.055 16.40 1.01J

MW-3 DPMW-3S 9/9/2015 <0.2 <0.5 <0.2 0.648J 0.845J <0.2 <0.2 <0.2 <0.2 <0.2 36.6 1.35J

MW-4 DPMW-4S 3/14/2014 <0.208 1.18J <0.111 1.54J <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 16 2.04J

MW-10 DPMW-10 3/31/2015 <0.208 <0.193 <0.111 4.41J 1.93J <0.109 <0.130 <0.123 <0.143 <0.055 54.1 5.09

MW-10 DPMW-10 9/10/2015 <0.2 <0.5 0.200 3.37J 1.69J <0.2 <0.2 <0.2 <0.2 <0.2 48.8 4.08J

MW-15 DPMW-15 4/7/2015 2.81J <0.193 <0.111 1.40J 13.0 <0.109 <0.130 <0.123 <0.143 <0.055 52.1 21.7

MW-15 DPMW-15 9/10/2015 2.25J <0.5 <0.2 1.02J 9.63 <0.2 <0.2 <0.2 <0.2 <0.2 89.7 19.50

MW-16 DPMW-16 3/24/2015 3.74J <0.193 <0.111 2.07J 33.8 <0.109 <0.130 <0.123 <0.143 <0.055 264 83.6

MW-16 DPMW-16 9/10/2015 3.21J <0.5 <0.2 <1 30.7 <0.2 <0.2 <0.2 <0.2 <0.2 341 84.8

MW-25 DPMW-25 10/28/2010 < 5 < 5 < 5 8.7 8.8 < 5 < 5 < 5 <5 < 5 120 13

MW-25 DPMW-25 3/3/2011 < 5 < 5 < 5 < 5 16 < 5 < 5 < 5 < 5 < 5 110 28

MW-25 DPMW-25 3/24/2014 <0.208 3.61J <0.111 5.69 2.95J <0.109 <0.130 <0.123 <0.143 <0.055 64 8

MW-25 DPMW-25 3/20/2015 <0.208 <0.193 <0.111 5.91 2.42J <0.109 <0.130 <0.123 <0.143 <0.055 89.7 8.48

MW-25 DPMW-25 9/9/2015 <0.2 <0.5 <0.2 5.50 2.71J <0.2 <0.2 <0.2 <0.2 <0.2 74.1 6.90

MW-26 DPMW-26 10/28/2010 <5 < 5 5.3 < 5 12 < 5 < 5 < 10 < 5 < 5 28 5.8

MW-26 DPMW-26 3/3/2011 <5 < 5 5.2 < 5 14 < 5 < 5 < 10 < 5 < 5 29 5.7

MW-26 DPMW-26 3/21/2014 <0.208 <0.193 <0.111 0.351J 9 <0.109 <0.130 <0.123 <0.143 <0.055 38 11.0

MW-27 DPMW-27 10/28/2010 < 5 < 20 < 5 < 5 89 < 5 < 5 < 10 < 5 < 5 250 88

MW-27 DPMW-27 3/3/2011 < 5 < 20 < 5 < 5 77 < 5 < 5 < 10 < 5 < 5 260 85

MW-27 DPMW-27 3/21/2014 <0.208 1.07J <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 <0.193 <0.161

MW-27 DPMW-27 9/23/2014 <0.416 <0.387 <0.222 <0.218 40.4 <0.218 <0.260 <0.247 <0.287 <0.111 258 46.2

MW-27 DPMW-27 3/20/2015 <0.416 <0.387 <0.222 1.32J 26.0 <0.218 <0.260 <0.247 <0.287 <0.111 212 36.9

MW-27 DPMW-27 9/9/2015 <0.2 <0.5 <0.2 1.47J 20.8 <0.2 <0.2 <0.2 <0.2 <0.2 190 33.9

MW-28 DPMW-28 10/28/2010 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 70 10

MW-28 DPMW-28 3/3/2011 D < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 51 6

MW-28 DPMW-28 3/3/2011 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 50 6.6

MW-28 DPMW-28 3/24/2014 <0.208 1.96J <0.111 10.9 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 15 1.41J

Goodstone Property (1494 & 1510 Ellsworth Industrial Blvd.)

MW-11 GPMW-11 8/3/2009 <5 < 50 < 5 16 < 5 < 5 < 5 NR < 5 NR 31 5.4

MW-11 GPMW-11 4/1/2010 < 5 < 50 < 5 5.7 5.4 < 5 < 5 < 10 < 5 < 5 48 18

MW-11 GPMW-11 3/7/2011 < 5 < 50 < 5 < 5 27 < 5 < 5 < 10 < 5 < 5 290 86

MW-11 GPMW-11 3/10/2014 <0.208 0.926J <0.111 4.18J 0.389J <0.109 <0.130 <0.123 <0.143 <0.055 18 2.44J

MW-11 GPMW-11 9/19/2014 <0.208 <0.193 <0.111 0.551J <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 7.94 1.14

MW-11 GPMW-11 4/1/2015 <0.208 <0.193 <0.111 1.07J 1.15J <0.109 <0.130 <0.123 <0.143 <0.055 29.30 4.83

MW-18 GPMW-18 4/1/2010 < 5 71 < 5 <5 220 < 5 < 5 < 10 < 5 < 5 310 160

MW-18 GPMW-18 3/8/2011 < 5 < 50 < 5 <5 250 < 5 < 5 < 10 < 5 < 5 370 130

MW-18 GPMW-18 3/10/2014 0.734J <0.387 <0.222 2.31J 106 <0.218 <0.260 <0.247 <0.287 <0.111 261 52

MW-18 GPMW-18 9/22/2014 1.09J <0.387 <0.222 3.10J 156 <0.218 <0.260 <0.247 <0.287 <0.111 284 69.5

MW-18 GPMW-18 4/2/2015 <0.208 <0.387 <0.222 2.09 88.4 <0.218 <0.260 <0.247 <0.287 <0.111 188 47.8

Page 2 of 5



Table 5: Summary of Current and Historic Site-Wide Groundwater Quality Results

Historical Well 

Designation

Current Well 

Designation
Sample Date

Sample 

Type

1
,1

-D
ic

h
lo

ro
e
th

e
n

e

A
c
e
to

n
e

B
e
n

z
e
n

e

C
h

lo
ro

fo
rm

c
is

-1
,2

-D
ic

h
lo

ro
e
th

e
n

e

E
th

y
lb

e
n

z
e
n

e

Is
o

p
ro

p
y
lb

e
n

z
e
n

e

m
,p

-X
y
le

n
e

M
e
th

y
lc

y
c
lo

h
e
x
a
n

e

o
-X

y
le

n
e

T
e
tr

a
c
h

lo
ro

e
th

e
n

e

T
ri

c
h

lo
ro

e
th

e
n

e

MW-19 GPMW-19 4/1/2010 < 5 190 < 5 < 5 180 93 < 5 <10 < 5 440 270 170

MW-19 GPMW-19 3/8/2011 < 5 < 50 < 5 < 5 190 < 5 < 5 <10 < 5 < 5 500 190

MW-19 GPMW-19 3/10/2014 <1.04 <0.967 <0.555 3.62J 164 <0.545 <0.651 <0.617 <0.717 <0.277 306 131

MW-19 GPMW-19 4/2/2015 <1.04 <0.967 <0.555 3.22J 151 <0.545 <0.651 <0.617 <0.717 <0.277 336 107

MW-20 GPMW-20 6/10/2010 < 5 < 20 < 5 < 5 9.3 < 5 < 5 < 10 < 5 < 5 110 12

MW-20 GPMW-20 3/8/2011 < 5 < 20 < 5 < 5 14 < 5 < 5 < 10 < 5 < 5 120 15

MW-20 GPMW-20 3/10/2014 <0.208 <0.193 <0.111 0.451J 6 <0.109 <0.130 <0.123 <0.143 <0.055 30 4.05J

MW-20 GPMW-20 9/22/2014 <0.208 <0.193 <0.111 <0.155 5.3 <0.109 <0.130 <0.123 <0.143 <0.055 28.1 4.54

MW-20 GPMW-20 4/2/2015 <0.208 <0.193 <0.111 <0.155 5.7 <0.109 <0.130 <0.123 <0.143 <0.055 25.3 4.44J

Macy's Property

MW-15 MPMW-15 9/18/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 1.98J 0.832J

Restaurant Supply (Former Jodaco Property)

RW-1 JPBRW-1 9/26/2014 <1.04 <0.967 <0.555 <0.775 54.6J <0.545 <0.651 <0.617 <0.717 <0.277 295J 229J

RW-1 JPBRW-1 3/26/2015 <0.208 10.2 <0.111 <0.155 30.7J <0.109 <0.13 <0.123 <0.143 <0.055 104J 101J

RW-1 JPBRW-1 9/11/2015 <0.2 7.84 0.401J <0.2 6.19 <0.2 <0.2 <0.2 <0.2 <0.2 6.40 6.57

MW-16 JPMW-16 4/1/2010 < 5 < 50 < 5 < 5 170 < 5 < 5 NR < 5 NR 1,000 810

MW-16 JPMW-16 3/11/2011 < 5 < 50 < 5 < 5 240 < 5 < 5 NR < 5 NR 1,600 930

MW-16 JPMW-16 3/12/2014 <0.416 6.23J <0.222 1.53J 44 <0.218 <0.260 <0.247 <0.287 <0.111 262 177

MW-16 JPMW-16 9/26/2014 <1.04 <0.967 <0.555 7.1J 44 <0.545 <0.651 <0.247 <0.717 <0.111 341 117

MW-16 JPMW-16 3/25/2015 <0.416 <0.387 <0.222 4.51J 45.6 <0.545 <0.651 <0.247 <0.717 <0.111 283 108

9/10/2015 <0.4 <1 <0.4 9.4J 23.2 <0.4 <0.4 <0.4 <0.4 <0.4 226 72.0

MW-17 JPMW-17 4/1/2010 < 5 < 50 < 5 <5 14 < 5 < 5 < 10 < 5 < 5 140 36

MW-17 JPMW-17 3/11/2011 < 5 < 50 < 5 <5 72 < 5 < 5 < 10 < 5 < 5 340 92

MW-17 JPMW-17 3/11/2014 <0.208 <0.193 <0.111 1.51J 5 <0.109 <0.130 <0.123 <0.143 <0.055 67 11

MW-17 JPMW-17 9/26/2014 <0.208 <0.193 <0.111 1.24J 2 <0.109 <0.130 <0.123 <0.143 <0.055 48 1

MW-17 JPMW-17 3/26/2015 <0.208 <0.193 <0.111 1.35J 1.66J <0.109 <0.130 <0.123 <0.143 <0.055 53.9 7.45

MW-17 JPMW-17 9/11/2015 <0.2 <0.5 <0.2 1.09J 1.3J <0.2 <0.2 <0.2 <0.2 <0.2 45.1 5.82

MW-21 JPMW-21 6/10/2010 < 5 < 20 < 5 < 5 120 < 5 < 5 < 10 < 5 < 5 290 120

MW-21 JPMW-21 3/8/2011 < 5 < 20 < 5 < 5 99 < 5 < 5 < 10 < 5 < 5 330 100

MW-21 JPMW-21 3/11/2014 0.345J <0.193 <0.111 17.2 39 <0.109 <0.130 <0.123 <0.143 <0.055 152 33

MW-21 JPMW-21 9/24/2014 0.326J <0.193 <0.111 10.2 30 <0.109 <0.13 <0.123 <0.143 <0.055 129 24.8

MW-21 JPMW-21 3/31/2015 0.808J <0.387 <0.222 18.6 35.8 <0.218 <0.260 <0.247 <0.287 <0.055 178 24.8

MW-21 JPMW-21 9/11/2015 <0.2 <0.5 <0.2 6.12 15.2 <0.2 <0.2 <0.2 <0.2 <0.2 93.9 14.0

MW-22 JPMW-22 6/10/2010 < 5 < 20 7.5 <5 250 < 5 < 5 < 10 < 5 < 5 1,300 230

MW-22 JPMW-22 3/8/2011 < 5 < 20 13 6.2 290 < 5 < 5 < 10 < 5 < 5 1,400 190

MW-22 JPMW-22 3/8/2011 D < 5 < 20 14 6.1 320 < 5 < 5 < 10 <5 < 5 1,400 200

MW-22 JPMW-22 3/11/2014 1.22J <0.387 4.98J 2.07J 22 <0.218 <0.260 <0.247 <0.287 <0.111 142 17

MW-22 JPMW-22 9/29/2014 1.33J <0.193 4.63J 1.92J 19 <0.109 <0.13 <0.123 <0.143 <0.055 106 14

MW-22 JPMW-22 3/30/2015 1.25J <0.193 3.97J 1.61J 13.9 <0.109 <0.13 <0.123 <0.143 <0.055 92 13.8

MW-22 JPMW-22 42258 2.16J <0.5 4.58J 1.73J 15.3 <0.2 <0.2 <0.2 <0.2 <0.2 118 17.6

MW-23 JPMW-23 6/10/2010 < 5 < 20 1.5 < 5 53 < 5 < 5 < 10 <5 < 5 350 110

MW-23 JPMW-23 3/8/2011 < 5 < 20 < 5 < 5 52 < 5 < 5 < 10 < 5 < 5 460 120

MW-23 JPMW-23 3/12/2014 1.66J <0.193 0.989J 0.855J 40 <0.109 <0.130 <0.123 <0.143 <0.055 111 35

MW-23 JPMW-23 9/22/2014 1.07J <0.193 0.673J 1.54J 22 <0.109 <0.130 <0.123 <0.143 <0.055 96 26

MW-23 JPMW-23 3/30/2015 <0.208 <0.193 <0.111 0.570J 3.8 <0.109 <0.130 <0.123 <0.143 <0.055 19.0 4.34J

MW-23 JPMW-23 42261 0.354J <0.5 <0.2 1.32J 17.2 <0.2 <0.2 <0.2 <0.2 <0.2 85.5 17.1

Daltile (Former Reynolds Property)

MW-1 RPMW-1 3/12/2014 <2.08 <1.93 <1.11 3.96J 167 <1.09 <1.30 <1.23 <1.43 <0.554 788 641

MW-2 RPMW-2 3/10/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 2.68J 0.769J

MW-2 RPMW-2 3/31/2015 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 4.16J 1.06J

MW-14 RPMW-14 4/1/2010 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 140 56  

MW-14 RPMW-14 3/7/2011 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 360 130

MW-14 RPMW-14 3/10/2014 <0.416 <0.387 0.359J <0.310 0.556J <0.218 <0.260 <0.247 <0.287 <0.111 190 73

MW-14 RPMW-14 4/1/2015 <0.416 <0.387 <0.222 <0.310 2.33J <0.218 <0.260 <0.247 <0.287 <0.111 372 128

MW-14 RPMW-14 9/11/2015 <0.2 <0.5 <0.2 <0.2 10.6J <0.2 <0.2 <0.2 <0.2 <0.2 1320 390
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MW-15 RPMW-15 4/10/2010 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 630 380

MW-15 RPMW-15 3/7/2011 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 11 < 5 780 310

MW-15 RPMW-15 3/11/2014 <0.416 6.33J <0.222 <0.310 3.13J <0.218 <0.260 <0.247 <0.287 <0.111 362 158

MW-15 RPMW-15 9/24/2014 <0.208 <0.193 <0.111 <0.155 0.517J <0.109 <0.13 <0.123 <0.143 <0.055 67.3 22.5

MW-15 RPMW-15 4/1/2015 <0.416 <0.967 <0.555 <0.310 2.10J <0.109 <0.13 <0.123 <0.143 <0.055 334 121 `

MW-15 RPMW-15 9/14/2015 <1 <2.5 <1 <1 2.14J <1 <1 <1 <1 <1 440 134

MW-24 RPMW-24 6/10/2010 <5 < 50 < 5 < 5 12 < 5 < 5 NR < 5 NR 1,100 380

MW-24 RPMW-24 3/7/2011 <5 < 50 < 5 < 5 18 < 5 < 5 NR <5 NR 1,200 400

MW-24 RPMW-24 3/10/2014 D <2.08 13.1J <1.11 <1.55 23.5J <1.09 <1.30 <1.23 <1.43 <0.554 730 230

MW-24 RPMW-24 3/10/2014 <2.08 <1.93 <1.11 <1.55 33.4J <1.09 <1.30 <1.23 <1.43 <0.554 781 248

MW-24 RPMW-24 9/23/2014 D <2.08 13.1J <1.11 <1.55 23.5J <1.09 <1.30 <1.23 <1.43 <0.554 730 230

MW-24 RPMW-24 9/23/2014 <0.208 <0.193 <1.11 <1.55 33.4J <1.09 <1.30 <1.23 <1.43 <0.554 781 248

MW-24 RPMW-24 4/1/2015 <1.04 <1.93 <1.11 2.23J 33.5J <0.545 <0.65 <0.617 <0.717 <0.227 864 256

MW-24 RPMW-24 9/14/2015 <1 <2.5 <1 <1 21.2J <1 <1 <1 <1 <1 829 207

Midtown West (Former M-West Lots/ABC Supply)

MW-1 MTWMW-1 7/10/2008 < 5 < 20 < 5 < 5 71 < 5 < 5 < 10 < 5 < 5 200 260

MW-1 MTWMW-1 11/5/2008 < 5 < 20 < 5 < 5 190 < 5 < 5 < 10 < 5 < 5 240 330

MW-1 MTWMW-1 1/14/2009 < 5 < 20 < 5 < 5 210 < 5 < 5 < 10 < 5 < 5 230 260

MW-1 MTWMW-1 8/3/2009 5.4 < 50 < 5 < 5 260 < 5 NR NR NR NR 310 260

MW-1 MTWMW-1 4/1/2010 < 5 < 50 < 5 < 5 420 < 5 < 5 < 10 < 5 < 5 250 200

MW-1 MTWMW-1 6/13/2012 <2.0 <100 <2.0 <2.0 390 <2.0 <10 < 5 < 5 < 5 62 57

MW-1 MTWMW-1 4/3/2015 1.61J <0.967 <0.555 <0.775 370 <0.545 <0.651 <0.617 <0.717 <0.277 28.8 31.9

MW-2 MTWMW-2 7/10/2008 < 5 < 50 < 5 < 5 120 < 5 < 5 < 10 < 5 < 5 130 110

MW-2 MTWMW-2 11/5/2008 < 5 < 50 < 5 < 5 64 < 5 < 5 < 10 < 5 < 5 150 110

MW-2 MTWMW-2 1/14/2009 < 5 < 20 < 5 < 5 48 < 5 < 5 < 10 < 5 < 5 130 91

MW-2 MTWMW-2 8/3/2009 < 5 < 20 < 5 < 5 49 < 5 < 5 < 10 < 5 < 5 93 88

MW-2 MTWMW-2 4/1/2010 < 5 < 20 < 5 < 5 39 < 5 < 5 < 10 NR < 5 330 160

MW-3 MTWMW-3 7/1/2008 <5 < 50 < 5 < 5 190 < 5 < 5 NR < 5 < 5 820 530

MW-3 MTWMW-3 11/5/2008 < 5 < 50 < 5 < 5 170 < 5 5.1 < 10 < 5 < 5 1200 760

MW-3 MTWMW-3 1/14/2009 < 5 < 50 < 5 < 5 150 < 5 < 5 < 10 15 < 5 820 530

MW-3 MTWMW-3 8/3/2009 < 5 < 50 < 5 < 5 140 < 5 < 5 < 10 < 5 < 5 900 520

MW-3 MTWMW-3 4/1/2010 < 5 < 20 < 5 < 5 150 < 5 < 5 < 10 6.5 < 5 950 480

MW-3 MTWMW-3 6/13/2012 <2.0 <100 <2.0 <2.0 97 <2.0 <10 < 5 < 5 < 5 400 210

MW-4 MTWMW-4 11/5/2008 < 5 < 20 < 5 < 5 70 < 5 < 5 < 10 <5 < 5 450 270

MW-4 MTWMW-4 1/14/2009 < 5 < 20 < 5 < 5 72 < 5 < 5 < 10 < 5 < 5 490 290

MW-4 MTWMW-4 8/3/2009 <5 < 50 < 5 < 5 87 < 5 < 5 NR 6.5 NR 620 310

MW-4 MTWMW-4 4/1/2010 < 5 < 50 < 5 < 5 100 < 5 < 5 < 10 <5 < 5 610 270

MW-4 MTWMW-4 6/13/2012 <2.0 <100 <2.0 <2.0 39 <2.0 <10 < 5 < 5 < 5 200 100

MW-4 MTWMW-4 3/11/2014 <0.416 <0.387 <0.222 15.8 27.7 <0.218 <0.260 <0.247 <0.287 <0.111 172 55.7

MW-4 MTWMW-4 4/6/2015 0.326J <0.193 <0.111 10.5 33.4 <0.109 <0.130 <0.123 <0.143 <0.055 194 51.4

MW-4 MTWMW-4 9/14/2015 <0.4 <1 <0.4 7.16J 41.3 <0.4 <0.4 <0.4 <0.4 <0.4 254 60.2

MW-5 MTWMW-5 11/5/2008 < 5 < 50 < 5 8.6 170 < 5 < 5 < 10 < 5 < 5 440 290

MW-5 MTWMW-5 1/14/2009 < 5 < 50 < 5 6.2 140 < 5 < 5 < 10 < 5 < 5 460 290

MW-5 MTWMW-5 8/3/2009 < 5 < 50 < 5 < 5 140 < 5 < 5 < 10 < 5 < 5 570 290

MW-5 MTWMW-5 4/1/2010 < 5 < 20 < 5 < 5 170 < 5 < 5 < 10 < 5 < 5 450 260

MW-5 MTWMW-5 4/24/2012 <5 < 50 < 5 < 5 130 < 5 < 5 < 5 < 5 < 5 430 200

MW-6 MTWMW-6 1/14/2009 < 5 < 20 < 5 < 5 58 < 5 < 5 < 10 < 5 < 5 52 52

MW-6 MTWMW-6 8/3/2009 < 5 < 50 < 5 < 5 100 < 5 < 5 NR < 5 NR 240 170

MW-6 MTWMW-6 4/1/2010 < 5 < 50 < 5 < 5 110 < 5 < 5 < 10 < 5 < 5 260 200

MW-6 MTWMW-6 4/24/2012 < 5 < 50 < 5 < 5 < 5 < 5 < 5 < 5 < 5 < 5 320 190

MW-7 MTWMW-7 1/14/2009 19 < 50 < 5 < 5 11 < 5 < 5 < 10 < 5 < 5 260 210

MW-7 MTWMW-7 8/3/2009 32 < 50 < 5 < 5 10 < 5 < 5 < 10 < 5 < 5 240 190

MW-7 MTWMW-7 4/1/2010 8.2 < 20 < 5 < 5 6.4 < 5 < 5 < 10 < 5 < 5 46 50

MW-7 MTWMW-7 6/13/2012 23 <100 <2.0 <2.0 16.0 <2.0 <10 < 5 < 5 < 5 270 190

MW-7 MTWMW-7 3/10/2014 5.15 <0.193 <0.111 <0.155 49.4 <0.109 <0.130 <0.123 <0.143 <0.055 33 34

MW-7 MTWMW-7 9/26/2014 19.8 <0.387 <0.222 0.806J 24.6 <0.218 <0.26 <0.247 <0.287 <0.111 265 151

MW-7 MTWMW-7 4/7/2015 10.0 <0.193 <0.111 <0.144 87.2 <0.109 <0.130 <0.123 <0.143 <0.055 96.1 87
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Table 5: Summary of Current and Historic Site-Wide Groundwater Quality Results

Historical Well 

Designation

Current Well 

Designation
Sample Date
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MTWMW-7I MTWMW-7I 3/10/2014 8.58 <0.193 <0.111 0.394J 43.0 <0.109 <0.130 <0.123 0.675J <0.055 82.9 64

MTWMW-7I MTWMW-7I 9/26/2014 19.0 <0.387 <0.222 1.11J 18.7 <0.218 <0.26 <0.247 <0.287 <0.055 304 176

MTWMW-7I MTWMW-7I 4/7/2015 18.5 <0.387 <0.222 1.02J 40.8 <0.218 <0.26 <0.247 <0.287 <0.055 305 193

MW-8 MTWMW-08 3/31/2009 < 5 < 20 < 5 < 5 51 < 5 < 5 < 10 < 5 < 5 1,500 740

MW-8 MTWMW-08 8/3/2009 < 5 < 20 < 5 < 5 59 < 5 < 5 < 10 11 < 5 1,500 670

MW-8 MTWMW-08 4/1/2010 <5 < 50 < 5 < 5 31 < 5 < 5 NR <5 NR 670 380

MW-8 MTWMW-08 6/11/2012 <2.0 <100 <2.0 <2.0 53 <2.0 <10 < 5 <5 < 5 610 360

MW-8 MTWMW-08 3/11/2014 <2.08 <1.93 <1.11 2.77J 48.4J <1.09 <1.30 <1.23 <1.43 <0.554 665 310

MW-8 MTWMW-08 9/29/2014 <2.08 <1.93 <1.11 <1.55 96.8J <1.09 <1.3 <1.23 <1.43 <0.554 914 405

MW-8 MTWMW-08 4/6/2015 <2.08 <1.93 <1.11 <1.55 90.9 <1.09 <1.3 <1.23 <1.43 <0.554 1080 415

MW-9 MTWMW-9 3/31/2009 < 5 < 50 < 5 < 5 93 < 5 < 5 < 10 < 5 < 5 1,000 560

MW-9 MTWMW-9 8/3/2009 <5 < 50 < 5 < 5 120 < 5 < 5 < 10 < 5 < 5 990 580

MW-9 MTWMW-9 4/10/2010 <5 < 50 < 5 < 5 30 < 10 < 5 < 10 < 5 < 5 220 160

MW-9 MTWMW-9 6/11/2012 <2.0 <100 <2.0 <2.0 80 <2.0 <10 < 5 < 5 < 5 500 310

MW-9 MTWMW-9 3/11/2014 D <0.416 <0.967 <0.555 2.14J 51.3 <0.545 <0.651 <0.617 <0.717 <0.277 445 241

MW-9 MTWMW-9 3/11/2014 <0.416 <0.967 <0.555 2.09J 49 <0.545 <0.651 <0.617 <0.717 <0.277 455 241

MW-9 MTWMW-9 9/30/2014 <2.08 <1.93 <1.11 <0.155 39.7 <1.09 <1.3 <1.23 <1.43 <0.554 384 176

MW-9 MTWMW-9 4/6/2015 <0.419 <0.387 <0.222 1.55J 39.7J <0.218 <0.26 <0.247 <0.287 <.0111 311 131

MW-10 MW-10 (ABC) 3/31/2009 < 5 < 20 < 5 < 5 12 < 5 < 5 < 10 < 5 < 5 260 77

MW-10 MW-10 (ABC) 4/10/2010 < 5 < 20 < 5 < 5 6.8 < 5 < 5 < 10 < 5 < 5 94 28

MW-10 MW-10 (ABC) 6/11/2012 <2.0 <100 <2.0 <2.0 6.3 <2.0 <10 < 5 < 5 < 5 86 20

MW-10 MTWMW-10 8/3/2009 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 110 30

MW-10 MTWMW-10 3/10/2014 <0.208 <0.193 <0.111 0.854J 1.57J <0.109 0.727J <0.123 1.36J 6.3 61.3 12.6

MW-10 MTWMW-10 9/25/2014 D <0.208 <0.193 <0.111 1.22J 1.80J <0.109 <0.130 <0.123 <1.43 <0.055 51.2 8.06

MW-10 MTWMW-10 4/6/2015 <0.208 <0.193 <0.111 <0.144 1.93J <0.109 <0.130 <0.123 <1.43 <0.055 55.2 7.98

MW-12 MTWMW-12 8/3/2009 <5 < 50 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 14 7

MW-12 MTWMW-12 4/1/2010 <5 < 50 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 56 37

MW-12 MTWMW-12 6/13/2012 <2.0 <100 <2.0 <2.0 <2.0 <2.0 <10 < 5 < 5 < 5 <2 <2.0

MW-12 MTWMW-12 3/11/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 0.323J <0.161

MW-12 MTWMW-12 9/24/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 0.701J <0.161

MW-12 MTWMW-12 4/3/2015 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 1.92J <0.161

MW-13 MTWMW-13 8/3/2009 < 5 < 20 < 5 < 5 < 5 < 5 < 5 < 10 < 5 < 5 <5 < 5

MW-13 MTWMW-13 4/24/2012 < 5 < 50 < 5 < 5 < 5 < 5 < 5 < 5 < 5 < 5 < 5 < 5

MWHOA - Midtown-West Home Owners Association Property

HOAMW-3 HOAMW-3 3/11/2014 0.416 0.387 0.222 6.26J 55.4 0.218 0.26 0.247 0.287 0.111 222 91.9

HOAMW-3 HOAMW-3 9/29/2014 0.416 0.387 0.222 13.1J 73.1 <0.218 <0.260 <0.247 <0.287 <0.111 267 79.6

HOAMW-3 HOAMW-3 4/6/2015 <0.416 <0.387 <0.222 9.84J 42.6 <0.218 <0.260 <0.247 <0.287 <0.111 207 62.7

HOAMW-5 HOAMW-5 3/13/2014 <0.416 <0.387 <0.222 2.97J 81.1 <0.218 <0.260 <0.247 <0.287 <0.111 252 96.1

HOAMW-5 HOAMW-5 9/29/2014 <0.416 <0.387 <0.222 4.21J 107 <0.218 <0.260 <0.247 <0.287 <0.111 287 92.6

HOAMW-5 HOAMW-5 4/3/2015 <1.04 <0.967 <0.555 3.29J 68.4 <0.545 <0.617 <0.617 <0.717 <0.277 226 70.7

HOAMW-5 HOAMW-5 9/15/2015 0.255J <0.5 <0.2 4.21 77.0 <0.2 <0.2 <0.2 <0.2 <0.2 281 81.0

HOAMW-5I HOAMW-5I 3/12/2014 <0.416 <0.387 <0.222 3.75 87.9 <0.218 <0.260 <0.247 <0.287 <0.111 216 96.8

HOAMW-5I HOAMW-5I 9/29/2014 <0.416 <0.387 <0.222 4.30J 111 <0.218 <0.260 <0.247 <0.287 <0.111 232 76.4

HOAMW-5I HOAMW-5I 4/2/2015 <0.416 <0.387 <0.222 3.18J 63.9 <0.218 <0.260 <0.247 <0.287 <0.111 192 59.9

HOAMW-5I HOAMW-5I 9/15/2015 <0.4 <1 <0.4 3.27 62.5 <0.4 <0.4 <0.4 <0.4 <0.4 202 59.4

HOAMW-6 HOAMW-6 4/7/2015 <0.208 <0.193 <0.111 3.16J 60.3J <0.109 <0.130 <0.123 <0.143 <0.055 150 54.4

HOAMW-6 HOAMW-6 9/15/2015 <0.2 <0.5 <0.2 2.94J 55.0 <0.2 <0.2 <0.2 <0.2 <0.2 168 53.2

HOAMW-14 HOAMW-14 3/12/2014 <0.208 <0.193 <0.111 <0.155 <0.103 <0.109 <0.130 <0.123 <0.143 <0.055 0.858J 0.378J

MW-X MW-X 4/2/2015 <0.208 <0.193 <0.111 <0.155 <0.124 <0.109 <0.13 <0.123 <0.143 <0.055 <0.193 <0.151

MW-X MW-X 9/15/2015 <0.2 <0.5 <0.2 <0.2 3.08J <0.2 <0.2 <0.2 <0.2 <0.2 1.29J <0.2

Notes

Concentrations trending down
Concentrations increased during period

No change or new sample data
Sample Type:

blank = field sample
D = duplicate sample
NA - not analyzed
Results: shown in ug/L

<  - concentration below the indicated detection limit
J = estimated value
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Table 6:  Summary of Surface Water Quality Data

September 2015

Surface Water Location S9 S10 S11 S12 S13 S14 S15 S16 S17 S18
Sample Collection Date Unit 16-Sep-15 16-Sep-15 16-Sep-15 16-Sep-15 16-Sep-15 16-Sep-15 16-Sep-15 16-Sep-15 16-Sep-15 16-Sep-15

VOCs

1,1,1-Trichloroethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,1,2,2-Tetrachloroethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,1,2-Trichloroethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,1-Dichloroethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,1-Dichloroethene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,2,4-Trichlorobenzene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,2-Dibromo-3-chloropropane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,2-Dibromoethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,2-Dichlorobenzene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,2-Dichloroethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,2-Dichloropropane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,3-Dichlorobenzene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

1,4-Dichlorobenzene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

2-Butanone ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

2-Chloroethylvinyl ether ug/L 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U

2-Hexanone ug/L 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U

4-Methyl-2-pentanone ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Acetone ug/L 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U

Benzene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Bromodichloromethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Bromoform ug/L 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U

Bromomethane ug/L 0.500U 0.500U 0.500U 0.500U 0.500U 0.500U 0.500U 0.500U 0.500U 0.500U

Carbon disulfide ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Carbon tetrachloride ug/L 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U

Chlorobenzene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Chloroethane ug/L 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U 0.250 U

Chloroform ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Chloromethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Cyclohexane ug/L 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U 0.500 U

Dibromochloromethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Dichlorodifluoromethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Ethylbenzene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Isopropylbenzene (Cumene) ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Methyl Acetate ug/L 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U 1.00 U

Methylcyclohexane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Methylene chloride ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Styrene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Tetrachloroethene ug/L 6.58 8.09 8.80 8.71 17.4 10.0 10.5 10.2 9.98 9.72

Toluene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Trichloroethene ug/L 3.02 J 3.51 J 4.07 J 3.57 J 6.26 4.03 J 3.77 J 4.02 J 3.66 J 3.49 J

Trichlorofluoromethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Trichlorotrifluoroethane ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Vinyl acetate ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Vinyl chloride ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Xylene (total) ug/L 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U 0.400 U

cis-1,2-Dichloroethene ug/L 1.33 J 1.82 J 2.08 J 1.85 J 3.32 J 2.58 J 2.53 J 2.55 J 2.32J 2.31 J

cis-1,3-Dichloropropene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

m,p-Xylene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

o-Xylene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

tert-Butyl methyl ether (MTBE) ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

trans-1,2-Dichloroethene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

trans-1,3-Dichloropropene ug/L 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U 0.200 U

Notes:

ug/L - micrograms per liter Prepared by: MHA 10/18/2015

U - result below the indicated detection limit Checked by: TRK 10/26/2015

J - estimated concentation; result between method detection limit and reporting limit
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Table 7:  Historical Summary of Surface Water Quality Data

Raw Result
Normalized 

for Flow
Raw Result

Normalized 

for Flow
Raw Result

Normalized 

for Flow
Raw Result

Normalized 

for Flow

PCE <5 NS <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.47 <0.193 <0.193 <0193 <0.193 NS NS NS NS

1,1-DCE <5 NS <5 <5 <5 <5 <5 <3 <5 <3 <5 <5 <5 <5 <5 <5 <5 NS <0.79 <0.208 <0.208 <0.208 <0.208 NS NS NS NS

cis 1,2-DCE <5 NS <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.31 <0.103 <0.103 <0.103 <0.103 NS NS NS NS

TCE <5 NS <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.38 <0.161 <0.161 <0.161 <0.161 NS NS NS NS

Methylene Chloride <5 NS <5 <5 <5 <5 <5 5.3 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <2.3 <0.149 <0.149 <0.149 <0.149 NS NS NS NS

PCE <5 NS <5 1.3 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

1,1-DCE <5 NS <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

cis 1,2-DCE <5 NS <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

TCE <5 NS <5 1.0 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

PCE <5 NS <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

1,1-DCE <5 NS <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

cis 1,2-DCE <5 NS <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

TCE <5 NS <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

PCE <5 NS 6.5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

1,1-DCE <5 NS <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

cis 1,2-DCE <5 NS <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

TCE <5 NS <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

PCE <5 NS <5 5.7 5.4 5.6 <5 5.2 <5 5.7 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

1,1-DCE <5 NS <5 <5 <5 <5 <5 <3 <5 3.1 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

cis 1,2-DCE <5 NS <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

TCE <5 NS <5 3.8 <5 <5 <5 <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

Methylene Chloride <5 NS <5 <5 <5 <5 <5 5.3 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS

PCE <5 5.9 5.8 4.9 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.47 4.33 1.44 3.98 0.88 NS NS NS NS

1,1-DCE <5 7.4 8.2 5.0 <5 6.0 <5 5.5 5.5 4.8 8.2 11.0 <5 7.0 <5 <5 <5 NS <0.79 <0.208 <0.208 <0.208 <0.208 NS NS NS NS

cis 1,2-DCE <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.31 <0.103 <0.103 <0.103 <0.103 NS NS NS NS

TCE <5 <5 <5 3.3 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.38 1.55 0.51 1.54 0.34 NS NS NS NS

Methylene Chloride <5 <5 <5 <5 <5 <5 <5 6.0 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <2.3 <0.149 <0.149 <0.149 <0.149 NS NS NS NS

PCE <5 6.0 6.9 5.8 <5 5.7 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS

1,1-DCE <5 6.3 8.2 5.4 <5 5.1 <5 4.8 6.0 7.0 8.9 6.9 <5 6.6 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS

cis 1,2-DCE <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS

TCE <5 <5 5.3 3.6 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS

Methylene Chloride <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS

PCE 6.4 13.0 11.0 12.0 7.7 12.0 5.0 6.0 <5 7.0 9.7 5.5 <5 5.1 <5 <5 5.0 NS <0.47 NS NS NS NS NS NS NS NS

1,1-DCE <5 5.6 7.7 5.1 <5 5.9 <5 5.2 <5 5.3 7.3 6.7 <5 6.1 <5 <5 <5 NS <0.79 NS NS NS NS NS NS NS NS

cis 1,2-DCE <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.31 NS NS NS NS NS NS NS NS

TCE <5 8.0 7.6 7.0 5.7 9.6 <5 <5 <5 <5 5.9 <5 <5 <5 <5 <5 <5 NS <0.38 NS NS NS NS NS NS NS NS

Methylene Chloride <5 <5 <5 <5 <5 <5 <5 5.0 <5 <5 <5 <5 <5 <5 <5 <5 <5 NS <2.3 NS NS NS NS NS NS NS NS

PCE 12.0 19.0 13.0 16.0 9.1 12.0 11.0 9.9 11.0 13.0 17.0 <5 9.4 12.0 8.4 6.3 7.5 <5 <0.47 7.18 2.38 7.54 1.02 6.04 1.69 6.58 0.86

1,1-DCE <5 <5 6.7 4.3 <5 <5 <5 3.6 <5 3.0 <5 6.7 <5 <5 <5 <5 <5 <5 <0.79 <0.208 <0.208 0.344 0.05 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE <5 <5 <5 2.8 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <5 <0.31 0.726 0.24 1.820 0.25 1.05 0.29 1.33 J 0.17

TCE 7.3 13.0 10.0 11.0 6.1 8.9 6.3 6.2 6.9 8.2 11.0 <5 5.5 7.6 5.7 <5 <5 <5 <0.38 3.44 1.14 3.37 0.46 2.67 0.75 3.02 J 0.39

PCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS 15.0 NS NS NS NS NS NS NS NS NS

1,1-DCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS

TCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS 7.7 NS NS NS NS NS NS NS NS NS

PCE 15.0 19.0 27 14.0 21.0 22.0 14.0 8.9 7.5 19.0 23.0 15.0 9.5 15.0 9.0 9.6 9.5 9.6 <0.47 7.38 2.45 7.57 1.02 5.99 1.68 8.09 1.05

1,1-DCE <5 <5 5.5 3.4 <5 <5 <5 <3 <5 <3 <5 <5 <5 <5 <5 <5 <5 <5 <0.79 <0.208 <0.208 0.379 0.05 0.300 0.08 <0.200 <0.200

cis 1,2-DCE <5 <5 7.4 2.9 5.2 9.3 <5 <5 <5 <5 31.0 <5 <5 <5 <5 <5 <5 <5 <0.31 0.896 0.30 2.01 0.27 1.19 0.33 1.82 J 0.24

TCE 8.1 14.0 19.0 12.0 14.0 17.0 9.5 5.5 5.2 9.7 16.0 9.8 5.9 10.0 5.6 6.6 6.5 5.6 <0.38 3.44 1.14 3.58 0.48 2.82 0.79 3.51 J 0.46

VC <2 <2 <2 <2 <2 <2 <2 <2 <2 <2 16.0 <2 <2 <2 <2 <2 <2 <2 <0.69 <0.127 <0.127 <0.127 <0.127 <0.127 <0.127 <0.200 <0.200

PCE NS NS NS NS NS 17.0 NS NS NS NS NS NS NS NS NS NS NS 14 NS NS NS NS NS NS NS NS NS

1,1-DCE NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS

cis 1,2-DCE NS NS NS NS NS 5.3 NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS

TCE NS NS NS NS NS 13.0 NS NS NS NS NS NS NS NS NS NS NS 7.0 NS NS NS NS NS NS NS NS NS

PCE NS 37.0 38.0 51.0 34.0 26.0 21.0 16.0 9.5 17.0 29.0 36.0 14.0 22.0 12.0 14.0 12.0 9.8 <0.47 8.24 2.74 7.67 1.04 7.33 2.06 8.80 1.14

1,1-DCE NS <5 5.3 3.5 <5 <5 <5 <3 <5 <3 <5 <5 <5 <5 <5 <5 <5 <5 <0.79 <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS 8.3 11.0 11.0 8.6 9.1 7.1 7.3 10.0 6.2 17.0 14.0 <5 5.3 <5 8.0 <5 <5 <0.31 1.19 0.40 2.01 0.27 1.59 0.45 2.08 J 0.27

TCE NS 23.0 25.0 38.0 25.0 21.0 15.0 11.0 6.2 11.0 22.0 23.0 8.3 14.0 8.7 8.4 8.3 5.3 <0.38 3.79 1.26 3.53 0.48 3.13 0.88 4.07 J 0.53

VC NS <2 <2 <2 <2 <2 <2 <2 <2 <2 <2 <2 <2 <2 <2.0 <2.0 <2.0 <2.0 <0.69 <0.127 <0.127 <0.127 <0.127 <0.127 <0.127 <0.200 <0.200

9/16/2015
(4)

Pt. 6

Pt. 1

Pt. 2

Pt. 7

Pt. 3

Pt. 4

Pt. 5

Pt. 10.5

Pt. 11

Pt. 8

Pt. 9

Pt. 9.5

Pt. 10

6/28/2007 7/25/2007 8/23/2007 9/27/20071/25/2007 2/28/2007 3/30/2007 4/30/2007 5/30/2007
Sample 

Point
Analyte 9/18/2006 10/2/2006 11/14/2006

4/6/2015
(3)

4/19/2012 7/18/20127/10/2008 11/5/2008 1/14/2009 8/6/2009 4/1/2010

10/13/2014
(2)

3/25/2014
(1)
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Table 7:  Historical Summary of Surface Water Quality Data

Raw Result
Normalized 

for Flow
Raw Result

Normalized 

for Flow
Raw Result

Normalized 

for Flow
Raw Result

Normalized 

for Flow

9/16/2015
(4)

Pt. 1

6/28/2007 7/25/2007 8/23/2007 9/27/20071/25/2007 2/28/2007 3/30/2007 4/30/2007 5/30/2007
Sample 

Point
Analyte 9/18/2006 10/2/2006 11/14/2006

4/6/2015
(3)

4/19/2012 7/18/20127/10/2008 11/5/2008 1/14/2009 8/6/2009 4/1/2010

10/13/2014
(2)

3/25/2014
(1)

PCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS 14 NS NS NS NS NS NS NS NS NS

1,1-DCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS

TCE NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS NS 7.9 NS NS NS NS NS NS NS NS NS

PCE NS 23.0 37.0 28.0 27.0 26.0 28.0 12.0 13.0 22.0 22.0 27.0 24.0 27.0 16.0 20.0 13.0 12.0 <0.47 8.08 2.68 8.56 1.16 7.28 2.04 8.71 1.13

1,1-DCE NS <5 5.1 3.3 <5 <5 <5 <3 <5 <3 <5 <5 <5 <5 <5 <5 <5 <5 <0.79 <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS 6.4 11.0 6.7 6.7 8.9 11.0 6.3 9.0 9.0 9.7 10.0 6.3 6.9 <5 9.2 <5 <5 <0.31 1.04 0.35 2.16 0.29 1.59 0.45 1.85 J 0.24

TCE NS 19.0 26.0 20.0 19.0 20.0 18.0 8.2 8.4 15.0 15.0 18.0 14.0 18.0 9.8 13.0 8.2 5.9 <0.38 3.96 1.31 3.91 0.53 2.99 0.84 3.57 J 0.46

PCE NS 25.0 38.0 23.0 30.0 28.0 27.0 NS 16.0 35.0 NS 35.0 NS NS NS NS 13.0 15.0 NS 8.98 2.98 10.00 1.35 7.36 2.07 17.40 2.26

1,1-DCE NS <5 <5 3.0 <5 <5 <5 NS <5 <3 NS <5 NS NS NS NS <5 <5 NS <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS 6.8 11.0 5.8 6.9 9.6 7.9 NS 8.5 6.1 NS 12.0 NS NS NS NS <5 <5 NS 1.25 0.42 2.33 0.32 1.50 0.42 3.32 J 0.93

TCE NS 20.0 26.0 19.0 20.0 22.0 17.0 NS 10.0 18.0 NS 22.0 NS NS NS NS 8.6 7.6 NS 4.22 1.40 4.19 0.57 3.13 0.88 6.26 0.81

PCE NS 23.0 38.0 26.0 28.0 27.0 NS 13.0 NS NS 23.0 NS 21.0 17.0 18.0 17.0 14.0 16.0 <0.47 9.73 3.23 10.50 1.42 8.61 2.42 10.00 1.30

1,1-DCE NS <5 <5 2.7 <5 9.2 NS 9.2 NS NS <5 NS <5 <5 <5 <5 <5 <5 <0.79 <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS 6.4 11.0 6.4 6.8 <5 NS 6.6 NS NS 8.9 NS 6.3 5.7 <5 9.6 <5 <5 <0.31 1.25 0.42 2.76 0.37 1.84 0.52 2.58 J 0.34

TCE NS 19.0 26.0 20.0 19.0 21.0 NS 9.1 NS NS 15.0 NS 12.0 13.0 12.0 12.0 9.7 8.0 <0.38 4.37 1.45 4.47 0.60 3.43 0.96 4.03 J 0.52

PCE NS 28.0 39.0 26.0 34.0 29.0 22.0 NS 14.0 33.0 NS 28.0 NS NS NS NS NS 15.0 NS 11.1 3.69 11.0 1.49 8.96 2.51 10.50 1.37

1,1-DCE NS <5 <5 2.8 <5 <5 <5 NS <5 <3 NS <5 NS NS NS NS NS <5 NS <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS 7.4 12.0 6.4 8.0 9.4 7.1 NS 7.1 5.7 NS 10.0 NS NS NS NS NS <5 NS 1.52 0.50 2.75 0.37 2.13 0.60 2.53 J 0.33

TCE NS 19.0 27.0 20.0 22.0 21.0 14.0 NS 9.5 17.0 NS 19.0 NS NS NS NS NS 6.9 NS 4.36 1.45 4.55 0.62 3.80 1.07 3.77 J 0.49

PCE NS 24.0 41.0 26.0 34.0 30.0 NS 15.0 NS NS 17.0 NS 23.0 33.0 21.0 18.0 NS 16.0 <0.47 11.30 3.75 10.70 1.45 8.90 2.50 10.20 1.33

1,1-DCE NS <5 <5 2.7 <5 <5 NS <3 NS NS <5 NS <5 <5 <5 <5 NS <5 <0.79 <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS 6.6 11.0 6.5 7.6 11.0 NS 5.3 NS NS 7.1 NS 6.5 7.5 <5 9.4 NS <5 <0.31 1.66 0.55 2.72 0.37 2.08 0.58 2.55 J 0.33

TCE NS 19.0 26.0 19.0 21.0 23.0 NS 9.3 NS NS 11.0 NS 13.0 20.0 13.0 12.0 NS 6.8 <0.38 4.65 1.54 4.39 0.59 3.47 0.97 4.02 J 0.52

PCE NS NS NS NS NS NS 30 14.0 12.0 30.0 16.0 25.0 21.0 29.0 20.0 18.0 13.0 16.0 NS 11.3 3.75 10.5 1.42 9.12 2.56 9.98 1.30

1,1-DCE NS NS NS NS NS NS <5 <3 <5 <3 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS NS NS NS NS NS 5.8 5.8 7.1 <5 5.6 8.7 6.8 6.4 <5 9.5 <5 <5 NS 1.76 0.58 2.76 0.37 1.94 0.54 2.32 J 0.30

TCE NS NS NS NS NS NS 16.0 8.7 7.3 15.0 10.0 15.0 12.0 19.0 12.0 11.0 8.2 6.7 NS 4.51 1.50 4.37 0.59 3.37 0.95 3.66 J 0.48

PCE NS NS NS NS NS NS 21.0 14.0 12.0 17.0 17.0 22.0 NS NS NS NS NS 18.0 <0.47 10.1 3.35 10.2 1.38 8.67 2.43 9.72 1.26

1,1-DCE NS NS NS NS NS NS <5 <3 <5 <3 <5 <5 NS NS NS NS NS <5 <0.79 <0.208 <0.208 <0.208 <0.208 <0.208 <0.208 <0.200 <0.200

cis 1,2-DCE NS NS NS NS NS NS 6.6 5.0 5.3 5.7 <5 5.6 NS NS NS NS NS 5.1 <0.31 1.49 0.49 2.61 0.35 1.98 0.56 2.31 J 0.65

TCE NS NS NS NS NS NS 13.0 8.1 6.7 11.0 9.8 13.0 NS NS NS NS NS 8.2 <0.38 4.41 1.46 4.04 0.55 3.29 0.92 3.49 J 0.98

PCE NS NS NS NS NS NS 20.0 13.0 10.0 17.0 15.0 18.0 17.0 25.0 17.0 15.0 13.0 13.0 NS 10.1 3.35 8.8 1.19 NS NS NS NS

1,1-DCE NS NS NS NS NS NS <5 <3 <5 <3 <5 <5 <5 <5 <5 <5 <5 <5 NS <0.208 <0.208 1.96 0.27 NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS 5.8 5.1 <5 <5 <5 <5 5.4 6.2 <5 8.5 <5 <5 NS 1.39 0.46 2.20 0.30 NS NS NS NS

TCE NS NS NS NS NS NS 12.0 8.7 6.0 9.4 8.8 11.0 10.0 16.0 10.0 10.0 8.6 6.8 NS 4.05 1.34 3.59 0.49 NS NS NS NS

PCE NS NS NS NS NS NS NS NS NS NS NS NS 15.0 20.0 16.0 13.0 12.0 12.0 <0.47 6.54 2.17 6.75 0.91 NS NS NS NS

1,1-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 <5 <5 <0.79 <0.208 <0.208 <0.208 <0.208 NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 6.3 <5 <5 <0.31 0.925 0.31 1.900 0.26 NS NS NS NS

TCE NS NS NS NS NS NS NS NS NS NS NS NS 8.2 13.0 9.1 8.0 7.1 5.1 <0.38 2.72 0.90 2.77 0.37 NS NS NS NS

PCE NS NS NS NS NS NS NS NS NS NS NS NS 11.0 15.0 12.0 8.2 NS 7.7 NS NS NS NS NS NS NS NS NS

1,1-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 NS <5 NS NS NS NS NS NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 NS <5 NS NS NS NS NS NS NS NS NS

TCE NS NS NS NS NS NS NS NS NS NS NS NS 6.3 9.1 7.0 5.3 NS <5 NS NS NS NS NS NS NS NS NS

PCE NS NS NS NS NS NS NS NS NS NS NS NS 8.9 12.0 9.4 6.6 NS 6.2 NS NS NS NS NS NS NS NS NS

1,1-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 NS <5 NS NS NS NS NS NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 NS <5 NS NS NS NS NS NS NS NS NS

TCE NS NS NS NS NS NS NS NS NS NS NS NS 5.5 7.8 6.1 <5 NS <5 NS NS NS NS NS NS NS NS NS

PCE NS NS NS NS NS NS NS NS NS NS NS NS 5.0 6.6 6.7 <5 NS NS NS NS NS NS NS NS NS NS NS

1,1-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS

TCE NS NS NS NS NS NS NS NS NS NS NS NS <5 <5 <5 <5 NS NS NS NS NS NS NS NS NS NS NS

PCE NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS

1,1-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS

cis 1,2-DCE NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS

TCE NS NS NS NS NS NS NS NS NS NS NS NS <5 NS NS NS NS NS NS NS NS NS NS NS NS NS NS

Source for Pre-2014 results: Peachtree Environmental, Inc.

NOTES:

Results reported in micrograms per liter (ug/L)

<  - concentration below the indicated detection limit
NS - Not sampled/COC was not analyzed

1 - Results normalized by multiplying raw result by ratio of instantaneous flow at time of sampling (1.3 cfs) divided by long-term annual average flow (in Woodall Creek) of 3.92 cfs

2 - Results normalized by multiplying raw result by ratio of instantaneous flow at time of sampling (0.53 cfs) divided by long-term annual average flow (in Woodall Creek) of 3.92 cfs

3 - Results normalized by multiplying raw result by ratio of instantaneous flow at time of sampling (1.1 cfs) divided by long-term annual average flow (in Woodall Creek) of 3.92 cfs

4 - Results normalized by multiplying raw result by ratio of instantaneous flow at time of sampling (0.51 cfs) divided by long-term annual average flow (in Woodall Creek) of 3.92 cfs
Underlined values denote max. detected concentration for sampling event
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ID Task Name Duration Start Finish

1 Submit Revised CAP 1 day Wed 8/7/13 Wed 8/7/13

2 EPD Review 45 days Thu 8/8/13 Wed 10/9/13

3 Respond to Comments and resubmit 10 days Thu 10/10/13 Wed 10/23/13

4 CAP Approval 1 day? Thu 12/5/13 Thu 12/5/13

5 Property/Access Agreements 120 days Mon 8/5/13 Fri 1/17/14

6 Monitoring Well Survey and Reporting 15 days Thu 1/16/14 Wed 2/5/14

7 New Well Installation 10 days Mon 2/10/14 Fri 2/21/14

8 MNA Sampling and Reporting 474 days Mon 2/17/14 Thu 12/10/15

9 Semiannual Event 1 80 days Mon 2/17/14 Fri 6/6/14

10 Baseline Sampling and 
Analysis (Winter)

45 days Mon 2/17/14 Fri 4/18/14

11 Summary Progress Report 40 days Mon 4/14/14 Fri 6/6/14

12 Setember 2014 Semiannual 
Event

186 days Mon 9/1/14 Tue 5/19/15

13 MNA Summer Sampling Event 45 days Mon 9/1/14 Fri 10/31/14

14 September Progress Report 40 days Mon 10/27/14 Fri 12/19/14

15 EPD Comments 0 days Wed 1/14/15 Wed 1/14/15

16 Revised Sept. Progress Report 40 days Thu 1/15/15 Thu 3/12/15

17 EPD Approval 0 days Tue 5/19/15 Tue 5/19/15

18 March 2015 Semiannual Event 80 days Mon 3/23/15 Fri 7/10/15

19 MNA Winter Sampling Event 15 days Mon 3/23/15 Fri 4/10/15

20 Summary Annual Progress 
Report 1

65 days Mon 4/13/15 Fri 7/10/15

21 September 2015 Semiannual 
Event 

73 days Tue 9/1/15 Thu 12/10/15

22 MNA Summer Sampling Event 10 days Tue 9/1/15 Mon 9/14/15

23 MNA  Summary Progress 
Report

59 days Mon 9/21/15 Thu 12/10/15

24 Fate and Transport Modeling 61 days Fri 12/11/15 Fri 3/4/16

1/14

5/19
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APPENDIX A 
GROUNDWATER SAMPLING LOGS 

 
  































































































































 

 

APPENDIX B 
LAB REPORTS – ON CD 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Laboratory Endorsement 
 
Sample analysis was performed in accordance with approved methodologies provided by the Environmental Protection Agency or other recognized 
agencies. The samples and their corresponding extracts will be maintained for a period of 30 days unless otherwise arranged. Following this 
retention period the samples will be disposed in accordance with GCAL's Standard Operating Procedures. 
 

Common Abbreviations that may be Utilized in this Report 
 

ND  Indicates the result was Not Detected at the specified reporting limit 
DO  Indicates the result was Diluted Out 
MI  Indicates the result was subject to Matrix Interference 
TNTC  Indicates the result was Too Numerous To Count 
SUBC  Indicates the analysis was Sub-Contracted 
FLD  Indicates the analysis was performed in the Field 
DL  Detection Limit 
DL Diluted analysis – when appended to Client Sample ID 
LOD  Limit of Detection 
LOQ  Limit of Quantitation 
RE Re-analysis 
N Metals Matrix Spike or Matrix Spike Duplicate Recovery is outside control limits 
00:00  Reported as a time equivalent to 12:00 AM 

 
Reporting Flags that may be Utilized in this Report 

 
J or I Indicates the result is between the MDL and LOQ 
U Indicates the compound was analyzed for but not detected 
B  Indicates the analyte was detected in the associated Method Blank 
Q Indicates a non-compliant QC Result (See Q Flag Application Report) 
* Indicates a non-compliant or not applicable QC recovery or RPD 

 
 
Sample receipt at GCAL is documented through the attached chain of custody. In accordance with NELAC, this report shall be reproduced only in 
full and with the written permission of GCAL. The results contained within this report relate only to the samples reported. The documented results 
are presented within this report. 
 
 
This report pertains only to the samples listed in the Report Sample Summary and should be retained as a permanent record thereof. The results 
contained within this report are intended for the use of the client. Any unauthorized use of the information contained in this report is prohibited. 
 
 
I certify that this data package is in compliance with the NELAC standard and terms and conditions of the contract and Statement of Work both 
technically and for completeness, for other than the conditions in the case narrative. Release of the data contained in this hardcopy data package 
and in the computer readable data submitted has been authorized by the Quality Assurance Manager or his/her designee, as verified by the 
following signature. 
 
 
Estimated uncertainty of measurement is available upon request. This report is in compliance with the DOD QSM as specified in the contract if 
applicable. 

 

 
 
 
Authorized Signature 
GCAL Report 215090912 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Case Narrative 

Client: AMEC Environment & Infrastructure, Inc.        Report: 215090912 

Gulf Coast Analytical Laboratories received and analyzed the sample(s) listed 
on the Report Sample Summary page of this report. Receipt of the sample(s) is documented 
by the attached chain of custody. This applies only to the sample(s) listed in this report. 
No sample integrity or quality control exceptions were identified unless noted below. 

VOLATILES MASS SPECTROMETRY 

In the EPA 8260B analysis for analytical batch 567409, the LCS/LCSD RPD is above the control 
limit for Bromomethane and Dichlorodifluoromethane.  All recoveries are acceptable.  

CONVENTIONALS 

In the EPA 9056A analysis, all samples had to be diluted in order to bracket the concentration of 
target analytes within the calibration range of the instrument. 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Summary 

GCAL ID  Client ID  Matrix  Collect Date/Time  Receive Date/Time  
21509091201 SMFDS-1 Water 09/08/2015 13:12 09/09/2015 09:34 
21509091202 SMFPI-1 Water 09/08/2015 13:50 09/09/2015 09:34 
21509091203 SMFMW-2 Water 09/08/2015 13:35 09/09/2015 09:34 
21509091204 TRIP BLANK-1 Water 09/08/2015 00:00 09/09/2015 09:34 

Page 4 of 22GCAL Report#: 215090912



 

Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Detect Summary 

Summary of Compounds Detected 
SMFDS-1 

SMFDS-1 
Collect Date  09/08/2015 13:12 GCAL ID  21509091201 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 5.78 0.200 0.800 mg/L 
14797-55-8 Nitrate 5.33 0.400 0.800 mg/L 
14808-79-8 Sulfate 86.9 10.0 20.0 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 2.7 0.30 2.0 mg/L 

 
SMFPI-1 

SMFPI-1 
Collect Date  09/08/2015 13:50 GCAL ID  21509091202 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 3.03J 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.490J 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 15.5 0.200 10.0 ug/L 
127-18-4 Tetrachloroethene 4.25J 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 15.5 0.400 15.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 36.8 0.500 2.00 mg/L 
14797-55-8 Nitrate 17.5 1.00 2.00 mg/L 
14808-79-8 Sulfate 51.4 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.3J 0.30 2.0 mg/L 

 
  

Page 5 of 22GCAL Report#: 215090912



 

Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Summary of Compounds Detected 
SMFMW-2 

SMFMW-2 
Collect Date  09/08/2015 13:35 GCAL ID  21509091203 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 1.99J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.25J 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 2.72J 0.200 10.0 ug/L 
127-18-4 Tetrachloroethene 62.3 0.200 5.00 ug/L 
79-01-6 Trichloroethene 10.8 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 2.72J 0.400 15.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 26.9 0.500 2.00 mg/L 
14797-55-8 Nitrate 10.1 1.00 2.00 mg/L 
14808-79-8 Sulfate 33.8 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.92J 0.30 2.0 mg/L 

 
TRIP BLANK-1 

TRIP BLANK-1 
Collect Date  09/08/2015 00:00 GCAL ID  21509091204 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
108-88-3 Toluene 1.96J 0.200 5.00 ug/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 

Sample Results 
SMFDS-1 

SMFDS-1 
Collect Date  09/08/2015 13:12 GCAL ID  21509091201 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 23:28 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

SMFDS-1 
Collect Date  09/08/2015 13:12 GCAL ID  21509091201 

Receive Date  09/09/2015 09:34 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 23:28 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.1 ug/L 100 78 - 130 
1868-53-7 Dibromofluoromethane 50 50 ug/L 100 77 - 127 
2037-26-5 Toluene d8 50 49.9 ug/L 100 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 47.2 ug/L 94 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 07:14 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 32.2 ug/L 80 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 4 09/09/2015 17:35 RXJ 567288 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 5.78 0.200 0.800 mg/L 
14797-55-8 Nitrate 5.33 0.400 0.800 mg/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

SMFDS-1 
Collect Date  09/08/2015 13:12 GCAL ID  21509091201 

Receive Date  09/09/2015 09:34 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 100 09/09/2015 21:39 RXJ 567288 

  
CAS# Parameter Result DL LOQ Units 
14808-79-8 Sulfate 86.9 10.0 20.0 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 11:54 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 2.7 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/09/2015 19:02 RXJ 567310 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
SMFPI-1 

SMFPI-1 
Collect Date  09/08/2015 13:50 GCAL ID  21509091202 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 23:50 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

SMFPI-1 
Collect Date  09/08/2015 13:50 GCAL ID  21509091202 

Receive Date  09/09/2015 09:34 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 23:50 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 3.03J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.490J 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 15.5 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 4.25J 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

SMFPI-1 
Collect Date  09/08/2015 13:50 GCAL ID  21509091202 

Receive Date  09/09/2015 09:34 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 23:50 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 15.5 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 51 ug/L 102 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.3 ug/L 101 77 - 127 
2037-26-5 Toluene d8 50 51.2 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 50.1 ug/L 100 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 07:28 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 32.3 ug/L 80 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/09/2015 19:02 RXJ 567288 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 36.8 0.500 2.00 mg/L 
14797-55-8 Nitrate 17.5 1.00 2.00 mg/L 
14808-79-8 Sulfate 51.4 1.00 2.00 mg/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

SMFPI-1 
Collect Date  09/08/2015 13:50 GCAL ID  21509091202 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 13:16 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.3J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/09/2015 19:02 RXJ 567310 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
SMFMW-2 

SMFMW-2 
Collect Date  09/08/2015 13:35 GCAL ID  21509091203 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 00:13 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

SMFMW-2 
Collect Date  09/08/2015 13:35 GCAL ID  21509091203 

Receive Date  09/09/2015 09:34 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 00:13 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 1.99J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.25J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 2.72J 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 62.3 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 10.8 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 2.72J 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.5 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.3 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 50.8 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 47.6 ug/L 95 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 07:34 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

SMFMW-2 
Collect Date  09/08/2015 13:35 GCAL ID  21509091203 

Receive Date  09/09/2015 09:34 Matrix  Water 

EPA RSK-175 (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 07:34 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 36.3 ug/L 90 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/09/2015 19:19 RXJ 567288 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 26.9 0.500 2.00 mg/L 
14797-55-8 Nitrate 10.1 1.00 2.00 mg/L 
14808-79-8 Sulfate 33.8 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 13:41 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.92J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/09/2015 19:02 RXJ 567310 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
TRIP BLANK-1 

TRIP BLANK-1 
Collect Date  09/08/2015 00:00 GCAL ID  21509091204 

Receive Date  09/09/2015 09:34 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 00:36 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 1.96J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

Sample Results 
  

TRIP BLANK-1 
Collect Date  09/08/2015 00:00 GCAL ID  21509091204 

Receive Date  09/09/2015 09:34 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 00:36 CLH 567409 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 51.1 ug/L 102 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.1 ug/L 100 77 - 127 
2037-26-5 Toluene d8 50 50.6 ug/L 101 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 49.5 ug/L 99 71 - 127 
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

QC Summary 

GC/MS Volatiles QC Summary 
GC/MS Volatiles 

Analytical Batch  
567409  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567409  
1485484  
MB  
NA  
09/10/2015 17:43  
Water  

 

LCS567409  
1485485  
LCS  
NA  
09/10/2015 14:55  
Water  

 

LCSD567409  
1485486  
LCSD  
NA  
09/10/2015 16:17  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 50.6 101 76 - 126  50.0 50.4 101 0  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 47.4 95  70 - 122  50.0 49.7 99  5  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 51.9 104 72 - 121  50.0 53.2 106 2  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 45.4 91  74 - 127  50.0 44.9 90  1  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 52.5 105 69 - 129  50.0 53.3 107 2  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 52.6 105 61 - 135  50.0 56.5 113 7  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 50.1 100 57 - 121  50.0 50.3 101 0  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 52.1 104 70 - 124  50.0 54.0 108 4  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 50.5 101 71 - 126  50.0 53.8 108 6  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 51.4 103 71 - 129  50.0 51.2 102 0  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 50.8 102 72 - 128  50.0 51.3 103 1  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 50.8 102 74 - 126  50.0 54.5 109 7  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 48.5 97  72 - 122  50.0 52.2 104 7  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 52.4 105 58 - 137  50.0 45.8 92  13  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 55.3 111 56 - 124  50.0 55.9 112 1  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 53.9 108 50 - 135  50.0 50.4 101 7  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 50.9 102 57 - 132  50.0 50.6 101 1  30  
Acetone  67-64-1  0.500U 0.500 50.0 55.2 110 44 - 156  50.0 46.0 92  18  30  
Benzene  71-43-2  0.200U 0.200 50.0 49.0 98  70 - 129  50.0 49.6 99  1  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 53.9 108 74 - 125  50.0 54.7 109 1  30  
Bromoform  75-25-2  0.250U 0.250 50.0 51.7 103 64 - 122  50.0 53.7 107 4  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 44.1 88  47 - 138  50.0 63.5 127 36*  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 49.7 99  69 - 136  50.0 53.2 106 7  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 52.4 105 76 - 128  50.0 52.6 105 0  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 51.2 102 74 - 123  50.0 53.1 106 4  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 52.1 104 62 - 141  50.0 52.5 105 1  30  
Chloroform  67-66-3  0.200U 0.200 50.0 51.0 102 75 - 122  50.0 50.4 101 1  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 37.4 75  59 - 132  50.0 47.2 94  23  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 50.1 100 73 - 130  50.0 51.3 103 2  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 53.6 107 71 - 132  50.0 54.6 109 2  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 50.8 102 69 - 132  50.0 51.7 103 2  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 51.6 103 71 - 123  50.0 53.4 107 3  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 33.3 67  58 - 140  50.0 49.1 98  38*  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 50.9 102 74 - 126  50.0 53.0 106 4  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 54.2 108 71 - 125  50.0 57.1 114 5  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 101 101 74 - 126  100 105 105 4  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 47.4 95  57 - 139  50.0 49.0 98  3  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 51.3 103 67 - 138  50.0 52.9 106 3  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 51.4 103 68 - 132  50.0 53.5 107 4  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 51.0 102 73 - 130  50.0 54.4 109 6  30  
Styrene  100-42-5  0.200U 0.200 50.0 53.3 107 71 - 127  50.0 56.5 113 6  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 51.8 104 71 - 125  50.0 53.3 107 3  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 52.3 105 68 - 128  50.0 54.6 109 4  30  
Toluene  108-88-3  0.200U 0.200 50.0 51.6 103 72 - 120  50.0 52.9 106 2  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 50.3 101 69 - 132  50.0 52.5 105 4  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 48.3 97  71 - 131  50.0 50.4 101 4  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 50.2 100 76 - 129  50.0 50.4 101 0  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 51.2 102 72 - 136  50.0 53.6 107 5  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 52.4 105 72 - 136  50.0 54.0 108 3  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 57.5 115 54 - 147  50.0 58.6 117 2  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 42.7 85  68 - 132  50.0 48.0 96  12  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 152 101 74 - 127  150 160 107 5  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  46.6 93 50 48.8 98  71 - 127  50 50.3 101 3  NA  
4-Bromofluorobenzene  460-00-4  49.7 99 50 52.6 105 78 - 130  50 52.3 105 1  NA  
Dibromofluoromethane  1868-53-7  49.9 100 50 50.9 102 77 - 127  50 50.5 101 1  NA  
Toluene d8  2037-26-5  49.6 99 50 51.1 102 76 - 134  50 51.4 103 1  NA  
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

GC Volatiles QC Summary 
GC Volatiles 

Analytical Batch  
567686  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567686  
1486933  
MB  
NA  
09/15/2015 06:45  
Water  

 

LCS567686  
1486934  
LCS  
NA  
09/15/2015 06:51  
Water  

 

LCSD567686  
1486935  
LCSD  
NA  
09/15/2015 07:04  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Ethane  74-84-0  0.110U 0.110 3.28 3.72 113 45 - 128  3.28 3.65 111 2  29  
Ethene  74-85-1  0.150U 0.150 3.06 3.39 111 45 - 134  3.06 3.31 108 2  25  
Methane  74-82-8  0.435U 0.435 17.5 18.5 106 39 - 120  17.5 18.1 103 2  27  
Surrogate                                
Propene  115-07-1  30.7 76 40.5 31 77  40 - 143  40.5 30.2 75  3  NA  
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

General Chemistry QC Summary 
General Chemistry 

Analytical Batch  
567310  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567310  
1485078  
MB  
NA  
09/09/2015 19:02  
Water  

 

LCS567310  
1485079  
LCS  
NA  
09/09/2015 19:02  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  2.00U 2.00 25.0 24.9 99  80 - 120  

 
Analytical Batch  
567310  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

JM04-MW53R-090315  
21509041401  
SAMPLE  
NA  
09/09/2015 19:02  
Water  

 

1484063DUP  
1485080  
DUP  
NA  
09/09/2015 19:02  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL Result RPD  RPD 

Limit  
Sulfide  18496-25-8  0.000 2.00 0.000 0  25  

 
Analytical Batch  
567310  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDS-1  
21509091201  
SAMPLE  
NA  
09/09/2015 19:02  
Water  

 

1484952MS  
1485081  
MS  
NA  
09/09/2015 19:02  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  0.000 2.00 25.0 23.0 92  75 - 125  

 
Analytical Batch  
567288  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567288  
1484996  
MB  
NA  
09/09/2015 16:43  
Water  

 

LCS567288  
1484997  
LCS  
NA  
09/09/2015 16:25  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Chloride  16887-00-6  0.056 0.050 2.50 2.35 94  80 - 120  
Nitrate  14797-55-8  0.100U 0.100 2.50 2.37 95  80 - 120  
Sulfate  14808-79-8  0.100U 0.100 2.50 2.47 99  80 - 120  

 
Analytical Batch  
567288  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDS-1  
21509091201  
SAMPLE  
NA  
09/09/2015 17:35  
Water  

 

1484952MS  
1485073  
MS  
NA  
09/09/2015 17:52  
Water  

 

1484952MSD  
1485074  
MSD  
NA  
09/09/2015 18:10  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Chloride  16887-00-6  5.78 0.200 10.0 15.3 95  80 - 120  10.0 15.3 95  0  15  
Nitrate  14797-55-8  5.33 0.400 10.0 15.1 98  80 - 120  10.0 15.2 98  0  15  
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Report#:  215090912   

Project ID:  Woodall Creek Report Date:  09/16/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
567288  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDS-1  
21509091201  
SAMPLE  
NA  
09/09/2015 21:39  
Water  

 

1484952MS  
1485073  
MS  
NA  
09/09/2015 21:56  
Water  

 

1484952MSD  
1485074  
MSD  
NA  
09/09/2015 22:13  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Sulfate  14808-79-8  86.9 10.0 250 341 102 80 - 120  250 341 101 0  15  

 
Analytical Batch  
567434  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567434  
1485553  
MB  
NA  
09/11/2015 11:21  
Water  

 

LCS567434  
1485554  
LCS  
NA  
09/11/2015 10:20  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Total Organic Carbon  C-012  0.54 0.30 50.0 46.5 93  80 - 120  

 
Analytical Batch  
567434  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDS-1  
21509091201  
SAMPLE  
NA  
09/11/2015 11:54  
Water  

 

1484952MS  
1485556  
MS  
NA  
09/11/2015 12:22  
Water  

 

1484952MSD  
1485557  
MSD  
NA  
09/11/2015 12:46  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  2.7 0.30 50.0 56.0 107 75 - 125  50.0 53.0 101 6  25  

 
Analytical Batch  
567434  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

101  
21509101102  
SAMPLE  
NA  
09/11/2015 19:49  
Water  

 

1485292MS  
1485558  
MS  
NA  
09/11/2015 20:29  
Water  

 

1485292MSD  
1485559  
MSD  
NA  
09/11/2015 20:47  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  1.9 0.30 50.0 50.9 98  75 - 125  50.0 50.1 97  1  25  
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Laboratory Endorsement 
 
Sample analysis was performed in accordance with approved methodologies provided by the Environmental Protection Agency or other recognized 
agencies. The samples and their corresponding extracts will be maintained for a period of 30 days unless otherwise arranged. Following this 
retention period the samples will be disposed in accordance with GCAL's Standard Operating Procedures. 
 

Common Abbreviations that may be Utilized in this Report 
 

ND  Indicates the result was Not Detected at the specified reporting limit 
DO  Indicates the result was Diluted Out 
MI  Indicates the result was subject to Matrix Interference 
TNTC  Indicates the result was Too Numerous To Count 
SUBC  Indicates the analysis was Sub-Contracted 
FLD  Indicates the analysis was performed in the Field 
DL  Detection Limit 
DL Diluted analysis – when appended to Client Sample ID 
LOD  Limit of Detection 
LOQ  Limit of Quantitation 
RE Re-analysis 
N Metals Matrix Spike or Matrix Spike Duplicate Recovery is outside control limits 
00:00  Reported as a time equivalent to 12:00 AM 

 
Reporting Flags that may be Utilized in this Report 

 
J or I Indicates the result is between the MDL and LOQ 
U Indicates the compound was analyzed for but not detected 
B  Indicates the analyte was detected in the associated Method Blank 
Q Indicates a non-compliant QC Result (See Q Flag Application Report) 
* Indicates a non-compliant or not applicable QC recovery or RPD 

 
 
Sample receipt at GCAL is documented through the attached chain of custody. In accordance with NELAC, this report shall be reproduced only in 
full and with the written permission of GCAL. The results contained within this report relate only to the samples reported. The documented results 
are presented within this report. 
 
 
This report pertains only to the samples listed in the Report Sample Summary and should be retained as a permanent record thereof. The results 
contained within this report are intended for the use of the client. Any unauthorized use of the information contained in this report is prohibited. 
 
 
I certify that this data package is in compliance with the NELAC standard and terms and conditions of the contract and Statement of Work both 
technically and for completeness, for other than the conditions in the case narrative. Release of the data contained in this hardcopy data package 
and in the computer readable data submitted has been authorized by the Quality Assurance Manager or his/her designee, as verified by the 
following signature. 
 
 
Estimated uncertainty of measurement is available upon request. This report is in compliance with the DOD QSM as specified in the contract if 
applicable. 

 

 
 
 
Authorized Signature 
GCAL Report 215091010 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Case Narrative 

Client: AMEC Environment & Infrastructure, Inc.        Report: 215091010 

Gulf Coast Analytical Laboratories received and analyzed the sample(s) listed 
on the Report Sample Summary page of this report. Receipt of the sample(s) is documented 
by the attached chain of custody. This applies only to the sample(s) listed in this report. 
No sample integrity or quality control exceptions were identified unless noted below. 

VOLATILES MASS SPECTROMETRY 

In the EPA 8260B analysis, sample 21509101006 (SMFDR-3) had to be diluted to bracket the 
concentration of target compounds within the calibration range of the instrument. The dilution is 
reflected in elevated detection limits. 

In the EPA 8260B analysis for analytical batch 567409, the LCS/LCSD RPD is above the control 
limit for Bromomethane and Dichlorodifluoromethane. All recoveries are acceptable.  

CONVENTIONALS 

In the EPA 9056A analysis, all had to be diluted in order to bracket the concentration of target 
analytes within the calibration range of the instrument. 

In the EPA 9060A analysis, sample 21509101001 (SMFMW-18) had to be diluted in order to 
bracket the Total Carbon and/or Total Inorganic Carbon concentrations within the calibration 
range of the instrument. The Total Organic Carbon is based on the difference between the Total 
Carbon and the Inorganic Carbon. The dilution is reflected in the elevated detection limits. 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Summary 

GCAL ID  Client ID  Matrix  Collect Date/Time  Receive Date/Time  
21509101001 SMFMW-18 Water 09/09/2015 11:17 09/10/2015 09:42 
21509101002 DPMW-3S Water 09/09/2015 14:33 09/10/2015 09:42 
21509101003 SMFDR-2 Water 09/09/2015 14:30 09/10/2015 09:42 
21509101004 DPMW-27 Water 09/09/2015 16:52 09/10/2015 09:42 
21509101005 DPMW-25 Water 09/09/2015 17:12 09/10/2015 09:42 
21509101006 SMFDR-3 Water 09/09/2015 11:10 09/10/2015 09:42 
21509101007 SMFMW-10 Water 09/09/2015 13:05 09/10/2015 09:42 
21509101008 DPMW-2I Water 09/09/2015 16:50 09/10/2015 09:42 
21509101009 TRIP BLANK-2 Water 09/09/2015 00:00 09/10/2015 09:42 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Detect Summary 

Summary of Compounds Detected 
SMFMW-18 

SMFMW-18 
Collect Date  09/09/2015 11:17 GCAL ID  21509101001 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
127-18-4 Tetrachloroethene 1.02J 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 34.5 1.00 4.00 mg/L 
14797-55-8 Nitrate 12.8 1.00 2.00 mg/L 
14808-79-8 Sulfate 605 10.0 20.0 mg/L 

 
DPMW-3S 

DPMW-3S 
Collect Date  09/09/2015 14:33 GCAL ID  21509101002 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 0.648J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.845J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 36.6 0.200 5.00 ug/L 
79-01-6 Trichloroethene 1.35J 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 7.57 0.250 1.00 mg/L 
14797-55-8 Nitrate 2.30 0.100 0.200 mg/L 
14808-79-8 Sulfate 87.4 2.00 4.00 mg/L 

 
SMFDR-2 

SMFDR-2 
Collect Date  09/09/2015 14:30 GCAL ID  21509101003 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
127-18-4 Tetrachloroethene 2.20J 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.763J 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Summary of Compounds Detected 
  

SMFDR-2 
Collect Date  09/09/2015 14:30 GCAL ID  21509101003 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 24.7 0.500 2.00 mg/L 
14797-55-8 Nitrate 3.33 0.100 0.200 mg/L 
14808-79-8 Sulfate 28.9 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.4J 0.30 2.0 mg/L 

 
DPMW-27 

DPMW-27 
Collect Date  09/09/2015 16:52 GCAL ID  21509101004 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 1.47J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 20.8 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 190 0.200 5.00 ug/L 
79-01-6 Trichloroethene 33.9 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 11.4 0.200 0.800 mg/L 
14797-55-8 Nitrate 5.45 0.400 0.800 mg/L 
14808-79-8 Sulfate 19.9 0.400 0.800 mg/L 

 
DPMW-25 

DPMW-25 
Collect Date  09/09/2015 17:12 GCAL ID  21509101005 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 5.50 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.71J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 74.1 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Summary of Compounds Detected 
  

DPMW-25 
Collect Date  09/09/2015 17:12 GCAL ID  21509101005 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
CAS# Parameter Result DL LOQ Units 
79-01-6 Trichloroethene 6.90 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 8.37 0.250 1.00 mg/L 
14797-55-8 Nitrate 8.37 0.500 1.00 mg/L 
14808-79-8 Sulfate 24.9 0.500 1.00 mg/L 

 
SMFDR-3 

SMFDR-3 
Collect Date  09/09/2015 11:10 GCAL ID  21509101006 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 1.15J 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 232 0.400 10.0 ug/L 
79-01-6 Trichloroethene 3.09J 0.400 10.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 24.5 0.250 1.00 mg/L 
14797-55-8 Nitrate 10.1 0.500 1.00 mg/L 
14808-79-8 Sulfate 41.1 0.500 1.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.4J 0.30 2.0 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Summary of Compounds Detected 
SMFMW-10 

SMFMW-10 
Collect Date  09/09/2015 13:05 GCAL ID  21509101007 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-35-4 1,1-Dichloroethene 1.25J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 2.48J 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.80J 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 21.4 0.500 2.00 mg/L 
14797-55-8 Nitrate 2.49 0.100 0.200 mg/L 
14808-79-8 Sulfate 25.7 1.00 2.00 mg/L 

 
DPMW-2I 

DPMW-2I 
Collect Date  09/09/2015 16:50 GCAL ID  21509101008 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-35-4 1,1-Dichloroethene 1.18J 0.200 5.00 ug/L 
75-15-0 Carbon disulfide 0.535J 0.200 5.00 ug/L 
67-66-3 Chloroform 0.548J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 5.05 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 39.0 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.51 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 43.2 1.00 4.00 mg/L 
14797-55-8 Nitrate 7.62 0.500 1.00 mg/L 
14808-79-8 Sulfate 24.5 0.500 1.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.2J 0.30 2.0 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Summary of Compounds Detected 
TRIP BLANK-2 

TRIP BLANK-2 
Collect Date  09/09/2015 00:00 GCAL ID  21509101009 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
108-88-3 Toluene 1.71J 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 

Sample Results 
SMFMW-18 

SMFMW-18 
Collect Date  09/09/2015 11:17 GCAL ID  21509101001 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:40 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 1.02J 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFMW-18 
Collect Date  09/09/2015 11:17 GCAL ID  21509101001 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:40 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 51.8 ug/L 104 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.5 ug/L 101 77 - 127 
2037-26-5 Toluene d8 50 51 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 49.8 ug/L 100 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 07:44 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 31.9 ug/L 79 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/10/2015 14:22 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 12.8 1.00 2.00 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFMW-18 
Collect Date  09/09/2015 11:17 GCAL ID  21509101001 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/14/2015 22:19 RXJ 567631 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 34.5 1.00 4.00 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 100 09/15/2015 22:49 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
14808-79-8 Sulfate 605 10.0 20.0 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/12/2015 00:03 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon ND 6.0 40.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
DPMW-3S 

DPMW-3S 
Collect Date  09/09/2015 14:33 GCAL ID  21509101002 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 18:51 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.648J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.845J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 36.6 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 1.35J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 

Page 13 of 41GCAL Report#: 215091010



 

Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-3S 
Collect Date  09/09/2015 14:33 GCAL ID  21509101002 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 18:51 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.4 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.7 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 51.2 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.5 ug/L 97 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 07:50 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 42.3 ug/L 104 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 14:39 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 2.30 0.100 0.200 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-3S 
Collect Date  09/09/2015 14:33 GCAL ID  21509101002 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/14/2015 23:11 RXJ 567631 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 7.57 0.250 1.00 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/14/2015 23:28 RXJ 567631 

  
CAS# Parameter Result DL LOQ Units 
14808-79-8 Sulfate 87.4 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 14:42 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon ND 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
SMFDR-2 

SMFDR-2 
Collect Date  09/09/2015 14:30 GCAL ID  21509101003 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 19:13 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 2.20J 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.763J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFDR-2 
Collect Date  09/09/2015 14:30 GCAL ID  21509101003 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 19:13 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 49.7 ug/L 99 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.6 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 49.9 ug/L 100 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 46.5 ug/L 93 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:00 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 34.3 ug/L 85 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 14:57 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 3.33 0.100 0.200 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFDR-2 
Collect Date  09/09/2015 14:30 GCAL ID  21509101003 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/14/2015 22:53 RXJ 567631 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 24.7 0.500 2.00 mg/L 
14808-79-8 Sulfate 28.9 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 15:07 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.4J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
DPMW-27 

DPMW-27 
Collect Date  09/09/2015 16:52 GCAL ID  21509101004 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 19:36 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-27 
Collect Date  09/09/2015 16:52 GCAL ID  21509101004 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 19:36 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 1.47J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 20.8 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 190 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 33.9 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-27 
Collect Date  09/09/2015 16:52 GCAL ID  21509101004 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 19:36 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.4 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.7 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 51 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48 ug/L 96 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:08 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 43.5 ug/L 107 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 4 09/10/2015 18:25 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 11.4 0.200 0.800 mg/L 
14797-55-8 Nitrate 5.45 0.400 0.800 mg/L 
14808-79-8 Sulfate 19.9 0.400 0.800 mg/L 

 
  

Page 20 of 41GCAL Report#: 215091010



 

Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-27 
Collect Date  09/09/2015 16:52 GCAL ID  21509101004 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 15:31 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon ND 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
DPMW-25 

DPMW-25 
Collect Date  09/09/2015 17:12 GCAL ID  21509101005 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 19:59 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-25 
Collect Date  09/09/2015 17:12 GCAL ID  21509101005 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 19:59 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 5.50 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.71J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 74.1 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.90 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.7 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.7 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 50.7 ug/L 101 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.3 ug/L 97 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:14 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-25 
Collect Date  09/09/2015 17:12 GCAL ID  21509101005 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA RSK-175 (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:14 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 33 ug/L 81 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/10/2015 18:42 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 8.37 0.250 1.00 mg/L 
14797-55-8 Nitrate 8.37 0.500 1.00 mg/L 
14808-79-8 Sulfate 24.9 0.500 1.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 17:52 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon ND 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
SMFDR-3 

SMFDR-3 
Collect Date  09/09/2015 11:10 GCAL ID  21509101006 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/10/2015 20:24 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.400U 0.400 10.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.400U 0.400 10.0 ug/L 
79-00-5 1,1,2-Trichloroethane 0.400U 0.400 10.0 ug/L 
75-34-3 1,1-Dichloroethane 0.400U 0.400 10.0 ug/L 
75-35-4 1,1-Dichloroethene 0.400U 0.400 10.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.400U 0.400 10.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.400U 0.400 10.0 ug/L 
106-93-4 1,2-Dibromoethane 0.400U 0.400 10.0 ug/L 
95-50-1 1,2-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
107-06-2 1,2-Dichloroethane 0.400U 0.400 10.0 ug/L 
78-87-5 1,2-Dichloropropane 0.400U 0.400 10.0 ug/L 
541-73-1 1,3-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
106-46-7 1,4-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
78-93-3 2-Butanone 0.400U 0.400 10.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 2.00U 2.00 10.0 ug/L 
591-78-6 2-Hexanone 1.00U 1.00 10.0 ug/L 
108-10-1 4-Methyl-2-pentanone 0.400U 0.400 10.0 ug/L 
67-64-1 Acetone 1.00U 1.00 10.0 ug/L 
71-43-2 Benzene 0.400U 0.400 10.0 ug/L 
75-27-4 Bromodichloromethane 0.400U 0.400 10.0 ug/L 
75-25-2 Bromoform 0.500U 0.500 10.0 ug/L 
74-83-9 Bromomethane 1.00U 1.00 10.0 ug/L 
75-15-0 Carbon disulfide 0.400U 0.400 10.0 ug/L 
56-23-5 Carbon tetrachloride 0.500U 0.500 10.0 ug/L 
108-90-7 Chlorobenzene 0.400U 0.400 10.0 ug/L 
75-00-3 Chloroethane 0.500U 0.500 10.0 ug/L 
67-66-3 Chloroform 0.400U 0.400 10.0 ug/L 
74-87-3 Chloromethane 0.400U 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.15J 0.400 10.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
110-82-7 Cyclohexane 1.00U 1.00 10.0 ug/L 
124-48-1 Dibromochloromethane 0.400U 0.400 10.0 ug/L 
75-71-8 Dichlorodifluoromethane 0.400U 0.400 10.0 ug/L 
100-41-4 Ethylbenzene 0.400U 0.400 10.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.400U 0.400 10.0 ug/L 
136777-61-2 m,p-Xylene 0.400U 0.400 20.0 ug/L 
79-20-9 Methyl Acetate 2.00U 2.00 10.0 ug/L 
108-87-2 Methylcyclohexane 0.400U 0.400 10.0 ug/L 
75-09-2 Methylene chloride 0.400U 0.400 10.0 ug/L 
95-47-6 o-Xylene 0.400U 0.400 10.0 ug/L 
100-42-5 Styrene 0.400U 0.400 10.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.400U 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 232 0.400 10.0 ug/L 
108-88-3 Toluene 0.400U 0.400 10.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.400U 0.400 10.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
79-01-6 Trichloroethene 3.09J 0.400 10.0 ug/L 
75-69-4 Trichlorofluoromethane 0.400U 0.400 10.0 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFDR-3 
Collect Date  09/09/2015 11:10 GCAL ID  21509101006 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/10/2015 20:24 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.400U 0.400 10.0 ug/L 
108-05-4 Vinyl acetate 0.400U 0.400 10.0 ug/L 
75-01-4 Vinyl chloride 0.400U 0.400 10.0 ug/L 
1330-20-7 Xylene (total) 0.800U 0.800 30.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 100 99 ug/L 99 78 - 130 
1868-53-7 Dibromofluoromethane 100 99 ug/L 99 77 - 127 
2037-26-5 Toluene d8 100 103 ug/L 103 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 100 95.3 ug/L 95 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:31 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 31.3 ug/L 77 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/10/2015 19:00 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 24.5 0.250 1.00 mg/L 
14797-55-8 Nitrate 10.1 0.500 1.00 mg/L 
14808-79-8 Sulfate 41.1 0.500 1.00 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFDR-3 
Collect Date  09/09/2015 11:10 GCAL ID  21509101006 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 18:17 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.4J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
SMFMW-10 

SMFMW-10 
Collect Date  09/09/2015 13:05 GCAL ID  21509101007 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 20:47 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 1.25J 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFMW-10 
Collect Date  09/09/2015 13:05 GCAL ID  21509101007 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 20:47 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 2.48J 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.80J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.3 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.8 ug/L 100 77 - 127 
2037-26-5 Toluene d8 50 50.4 ug/L 101 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.5 ug/L 97 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:38 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFMW-10 
Collect Date  09/09/2015 13:05 GCAL ID  21509101007 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA RSK-175 (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:38 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 40.5 ug/L 100 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 16:06 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 2.49 0.100 0.200 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/14/2015 22:01 RXJ 567631 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 21.4 0.500 2.00 mg/L 
14808-79-8 Sulfate 25.7 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 18:41 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

SMFMW-10 
Collect Date  09/09/2015 13:05 GCAL ID  21509101007 

Receive Date  09/10/2015 09:42 Matrix  Water 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
DPMW-2I 

DPMW-2I 
Collect Date  09/09/2015 16:50 GCAL ID  21509101008 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 21:09 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 1.18J 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.535J 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.548J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 5.05 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-2I 
Collect Date  09/09/2015 16:50 GCAL ID  21509101008 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 21:09 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 39.0 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.51 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.1 ug/L 100 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.5 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 50.3 ug/L 101 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.6 ug/L 97 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 08:46 BMR 567686 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 30.1 ug/L 74 40 - 143 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

DPMW-2I 
Collect Date  09/09/2015 16:50 GCAL ID  21509101008 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/10/2015 19:17 RXJ 567377 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 7.62 0.500 1.00 mg/L 
14808-79-8 Sulfate 24.5 0.500 1.00 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/14/2015 21:44 RXJ 567631 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 43.2 1.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 19:06 RYC 567434 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.2J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
TRIP BLANK-2 

TRIP BLANK-2 
Collect Date  09/09/2015 00:00 GCAL ID  21509101009 

Receive Date  09/10/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 18:28 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 1.71J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

Sample Results 
  

TRIP BLANK-2 
Collect Date  09/09/2015 00:00 GCAL ID  21509101009 

Receive Date  09/10/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/10/2015 18:28 CJR 567409 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.4 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 49 ug/L 98 77 - 127 
2037-26-5 Toluene d8 50 50.6 ug/L 101 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.8 ug/L 98 71 - 127 
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

QC Summary 

GC/MS Volatiles QC Summary 
GC/MS Volatiles 

Analytical Batch  
567409  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567409  
1485484  
MB  
NA  
09/10/2015 17:43  
Water  

 

LCS567409  
1485485  
LCS  
NA  
09/10/2015 14:55  
Water  

 

LCSD567409  
1485486  
LCSD  
NA  
09/10/2015 16:17  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 50.6 101 76 - 126  50.0 50.4 101 0  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 47.4 95  70 - 122  50.0 49.7 99  5  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 51.9 104 72 - 121  50.0 53.2 106 2  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 45.4 91  74 - 127  50.0 44.9 90  1  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 52.5 105 69 - 129  50.0 53.3 107 2  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 52.6 105 61 - 135  50.0 56.5 113 7  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 50.1 100 57 - 121  50.0 50.3 101 0  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 52.1 104 70 - 124  50.0 54.0 108 4  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 50.5 101 71 - 126  50.0 53.8 108 6  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 51.4 103 71 - 129  50.0 51.2 102 0  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 50.8 102 72 - 128  50.0 51.3 103 1  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 50.8 102 74 - 126  50.0 54.5 109 7  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 48.5 97  72 - 122  50.0 52.2 104 7  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 52.4 105 58 - 137  50.0 45.8 92  13  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 55.3 111 56 - 124  50.0 55.9 112 1  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 53.9 108 50 - 135  50.0 50.4 101 7  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 50.9 102 57 - 132  50.0 50.6 101 1  30  
Acetone  67-64-1  0.500U 0.500 50.0 55.2 110 44 - 156  50.0 46.0 92  18  30  
Benzene  71-43-2  0.200U 0.200 50.0 49.0 98  70 - 129  50.0 49.6 99  1  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 53.9 108 74 - 125  50.0 54.7 109 1  30  
Bromoform  75-25-2  0.250U 0.250 50.0 51.7 103 64 - 122  50.0 53.7 107 4  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 44.1 88  47 - 138  50.0 63.5 127 36*  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 49.7 99  69 - 136  50.0 53.2 106 7  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 52.4 105 76 - 128  50.0 52.6 105 0  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 51.2 102 74 - 123  50.0 53.1 106 4  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 52.1 104 62 - 141  50.0 52.5 105 1  30  
Chloroform  67-66-3  0.200U 0.200 50.0 51.0 102 75 - 122  50.0 50.4 101 1  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 37.4 75  59 - 132  50.0 47.2 94  23  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 50.1 100 73 - 130  50.0 51.3 103 2  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 53.6 107 71 - 132  50.0 54.6 109 2  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 50.8 102 69 - 132  50.0 51.7 103 2  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 51.6 103 71 - 123  50.0 53.4 107 3  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 33.3 67  58 - 140  50.0 49.1 98  38*  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 50.9 102 74 - 126  50.0 53.0 106 4  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 54.2 108 71 - 125  50.0 57.1 114 5  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 101 101 74 - 126  100 105 105 4  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 47.4 95  57 - 139  50.0 49.0 98  3  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 51.3 103 67 - 138  50.0 52.9 106 3  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 51.4 103 68 - 132  50.0 53.5 107 4  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 51.0 102 73 - 130  50.0 54.4 109 6  30  
Styrene  100-42-5  0.200U 0.200 50.0 53.3 107 71 - 127  50.0 56.5 113 6  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 51.8 104 71 - 125  50.0 53.3 107 3  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 52.3 105 68 - 128  50.0 54.6 109 4  30  
Toluene  108-88-3  0.200U 0.200 50.0 51.6 103 72 - 120  50.0 52.9 106 2  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 50.3 101 69 - 132  50.0 52.5 105 4  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 48.3 97  71 - 131  50.0 50.4 101 4  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 50.2 100 76 - 129  50.0 50.4 101 0  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 51.2 102 72 - 136  50.0 53.6 107 5  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 52.4 105 72 - 136  50.0 54.0 108 3  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 57.5 115 54 - 147  50.0 58.6 117 2  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 42.7 85  68 - 132  50.0 48.0 96  12  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 152 101 74 - 127  150 160 107 5  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  46.6 93 50 48.8 98  71 - 127  50 50.3 101 3  NA  
4-Bromofluorobenzene  460-00-4  49.7 99 50 52.6 105 78 - 130  50 52.3 105 1  NA  
Dibromofluoromethane  1868-53-7  49.9 100 50 50.9 102 77 - 127  50 50.5 101 1  NA  
Toluene d8  2037-26-5  49.6 99 50 51.1 102 76 - 134  50 51.4 103 1  NA  
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

GC/MS Volatiles QC Summary 
Analytical Batch  
567620  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567620  
1486232  
MB  
NA  
09/14/2015 11:37  
Water  

 

LCS567620  
1486233  
LCS  
NA  
09/14/2015 10:18  
Water  

 

LCSD567620  
1486234  
LCSD  
NA  
09/14/2015 10:38  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 53.8 108 76 - 126  50.0 52.1 104 3  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 42.2 84  70 - 122  50.0 43.7 87  3  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 51.5 103 72 - 121  50.0 51.5 103 0  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 50.8 102 74 - 127  50.0 49.5 99  3  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 54.4 109 69 - 129  50.0 51.9 104 5  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 51.4 103 61 - 135  50.0 50.5 101 2  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 48.5 97  57 - 121  50.0 52.9 106 9  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 52.7 105 70 - 124  50.0 53.4 107 1  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 50.1 100 71 - 126  50.0 50.5 101 1  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 49.0 98  71 - 129  50.0 47.8 96  2  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 49.0 98  72 - 128  50.0 46.9 94  4  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 50.3 101 74 - 126  50.0 50.0 100 1  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 50.5 101 72 - 122  50.0 49.9 100 1  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 45.4 91  58 - 137  50.0 48.1 96  6  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 46.7 93  56 - 124  50.0 46.8 94  0  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 48.6 97  50 - 135  50.0 51.2 102 5  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 47.1 94  57 - 132  50.0 49.5 99  5  30  
Acetone  67-64-1  0.500U 0.500 50.0 45.8 92  44 - 156  50.0 46.9 94  2  30  
Benzene  71-43-2  0.200U 0.200 50.0 49.4 99  70 - 129  50.0 47.6 95  4  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 50.7 101 74 - 125  50.0 49.7 99  2  30  
Bromoform  75-25-2  0.250U 0.250 50.0 52.3 105 64 - 122  50.0 53.7 107 3  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 52.2 104 47 - 138  50.0 52.1 104 0  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 52.7 105 69 - 136  50.0 51.3 103 3  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 53.2 106 76 - 128  50.0 51.0 102 4  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 51.4 103 74 - 123  50.0 50.1 100 3  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 50.9 102 62 - 141  50.0 48.7 97  4  30  
Chloroform  67-66-3  0.200U 0.200 50.0 48.7 97  75 - 122  50.0 47.7 95  2  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 51.1 102 59 - 132  50.0 48.0 96  6  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 49.2 98  73 - 130  50.0 47.3 95  4  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 52.7 105 71 - 132  50.0 52.1 104 1  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 56.0 112 69 - 132  50.0 53.0 106 6  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 53.3 107 71 - 123  50.0 53.3 107 0  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 53.5 107 58 - 140  50.0 50.8 102 5  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 52.5 105 74 - 126  50.0 50.8 102 3  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 55.7 111 71 - 125  50.0 54.8 110 2  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 107 107 74 - 126  100 104 104 3  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 42.3 85  57 - 139  50.0 44.7 89  6  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 57.0 114 67 - 138  50.0 53.3 107 7  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 48.2 96  68 - 132  50.0 46.2 92  4  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 55.0 110 73 - 130  50.0 54.9 110 0  30  
Styrene  100-42-5  0.200U 0.200 50.0 57.0 114 71 - 127  50.0 56.0 112 2  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 51.4 103 71 - 125  50.0 51.2 102 0  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 57.7 115 68 - 128  50.0 55.0 110 5  30  
Toluene  108-88-3  0.200U 0.200 50.0 53.2 106 72 - 120  50.0 51.7 103 3  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 51.8 104 69 - 132  50.0 49.4 99  5  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 53.0 106 71 - 131  50.0 52.2 104 2  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 54.8 110 76 - 129  50.0 52.5 105 4  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 53.3 107 72 - 136  50.0 51.4 103 4  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 55.1 110 72 - 136  50.0 52.1 104 6  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 52.1 104 54 - 147  50.0 49.7 99  5  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 48.0 96  68 - 132  50.0 46.1 92  4  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 162 108 74 - 127  150 158 105 3  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  48.6 97 50 46.7 93  71 - 127  50 47 94  1  NA  
4-Bromofluorobenzene  460-00-4  52.1 104 50 54.8 110 78 - 130  50 55.3 111 1  NA  
Dibromofluoromethane  1868-53-7  50.7 101 50 50.5 101 77 - 127  50 50 100 1  NA  
Toluene d8  2037-26-5  51.6 103 50 50.3 101 76 - 134  50 49.7 99  1  NA  
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

GC Volatiles QC Summary 
GC Volatiles 

Analytical Batch  
567686  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567686  
1486933  
MB  
NA  
09/15/2015 06:45  
Water  

 

LCS567686  
1486934  
LCS  
NA  
09/15/2015 06:51  
Water  

 

LCSD567686  
1486935  
LCSD  
NA  
09/15/2015 07:04  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Ethane  74-84-0  0.110U 0.110 3.28 3.72 113 45 - 128  3.28 3.65 111 2  29  
Ethene  74-85-1  0.150U 0.150 3.06 3.39 111 45 - 134  3.06 3.31 108 2  25  
Methane  74-82-8  0.435U 0.435 17.5 18.5 106 39 - 120  17.5 18.1 103 2  27  
Surrogate                                
Propene  115-07-1  30.7 76 40.5 31 77  40 - 143  40.5 30.2 75  3  NA  
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

General Chemistry QC Summary 
General Chemistry 

Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567630  
1486260  
MB  
NA  
09/14/2015 13:26  
Water  

 

LCS567630  
1486261  
LCS  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  2.00U 2.00 25.0 24.1 96  80 - 120  

 
Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDR-2  
21509101003  
SAMPLE  
NA  
09/14/2015 13:26  
Water  

 

1485278MS  
1486262  
MS  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  0.000 2.00 25.0 22.4 90  75 - 125  

 
Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFMW-10  
21509101007  
SAMPLE  
NA  
09/14/2015 13:26  
Water  

 

1485282DUP  
1486263  
DUP  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL Result RPD  RPD 

Limit  
Sulfide  18496-25-8  0.000 2.00 0.000 0  25  

 
Analytical Batch  
567377  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567377  
1485322  
MB  
NA  
09/10/2015 14:04  
Water  

 

LCS567377  
1485323  
LCS  
NA  
09/10/2015 13:47  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Chloride  16887-00-6  0.050U 0.050 2.50 2.37 95  80 - 120  
Nitrate  14797-55-8  0.100U 0.100 2.50 2.39 96  80 - 120  
Sulfate  14808-79-8  0.100U 0.100 2.50 2.45 98  80 - 120  

 
Analytical Batch  
567377  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFMW-18  
21509101001  
SAMPLE  
NA  
09/10/2015 14:22  
Water  

 

1485276MS  
1485325  
MS  
NA  
09/10/2015 16:41  
Water  

 

1485276MSD  
1485326  
MSD  
NA  
09/10/2015 16:58  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Nitrate  14797-55-8  12.8 1.00 25.0 37.2 98  80 - 120  25.0 37.2 98  0  15  
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
567631  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567631  
1486264  
MB  
NA  
09/14/2015 13:01  
Water  

 

LCS567631  
1486265  
LCS  
NA  
09/14/2015 12:44  
Water  

 

LCSD567631  
1487039  
LCSD  
NA  
09/14/2015 15:56  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD  RPD 
Limit 

Chloride  16887-00-6  0.050U 0.050 2.50 2.29 91  80 - 120  2.50 2.32 93  2  15  
Sulfate  14808-79-8  0.100U 0.100 2.50 2.41 96  80 - 120  2.50 2.43 97  1  15  

 
Analytical Batch  
567631  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

PZ-42  
21509105202  
SAMPLE  
NA  
09/14/2015 18:15  
Water  

 

PZ-42 MS  
21509105203  
MS  
NA  
09/14/2015 18:32  
Water  

 

PZ-42 MSD  
21509105204  
MSD  
NA  
09/14/2015 18:50  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Sulfate  14808-79-8  27.7 1.00 25.0 52.1 97  80 - 120  25.0 52.3 99  1  15  

 
Analytical Batch  
567728  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567728  
1487164  
MB  
NA  
09/15/2015 16:26  
Water  

 

LCS567728  
1487165  
LCS  
NA  
09/15/2015 16:09  
Water  

 

LCSD567728  
1487683  
LCSD  
NA  
09/15/2015 19:20  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD  RPD 
Limit 

Sulfate  14808-79-8  0.100U 0.100 2.50 2.42 97  80 - 120  2.50 2.46 98  2  15  

 
Analytical Batch  
567728  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFMW-18  
21509101001  
SAMPLE  
NA  
09/15/2015 22:49  
Water  

 

1485276MS  
1485325  
MS  
NA  
09/15/2015 23:06  
Water  

 

1485276MSD  
1485326  
MSD  
NA  
09/15/2015 23:24  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Sulfate  14808-79-8  605 10.0 250 861 102 80 - 120  250 856 100 1  15  

 
Analytical Batch  
567434  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567434  
1485553  
MB  
NA  
09/11/2015 11:21  
Water  

 

LCS567434  
1485554  
LCS  
NA  
09/11/2015 10:20  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Total Organic Carbon  C-012  0.54J 0.30 50.0 46.5 93  80 - 120  

 
Analytical Batch  
567434  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDS-1  
21509091201  
SAMPLE  
NA  
09/11/2015 11:54  
Water  

 

1484952MS  
1485556  
MS  
NA  
09/11/2015 12:22  
Water  

 

1484952MSD  
1485557  
MSD  
NA  
09/11/2015 12:46  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  2.7 0.30 50.0 56.0 107 75 - 125  50.0 53.0 101 6  25  
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Report#:  215091010   

Project ID:  Woodall Creek Report Date:  09/17/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
567434  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

101  
21509101102  
SAMPLE  
NA  
09/11/2015 19:49  
Water  

 

1485292MS  
1485558  
MS  
NA  
09/11/2015 20:29  
Water  

 

1485292MSD  
1485559  
MSD  
NA  
09/11/2015 20:47  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  1.9 0.30 50.0 50.9 98  75 - 125  50.0 50.1 97  1  25  
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Laboratory Endorsement 
 
Sample analysis was performed in accordance with approved methodologies provided by the Environmental Protection Agency or other recognized 
agencies. The samples and their corresponding extracts will be maintained for a period of 30 days unless otherwise arranged. Following this 
retention period the samples will be disposed in accordance with GCAL's Standard Operating Procedures. 
 

Common Abbreviations that may be Utilized in this Report 
 

ND  Indicates the result was Not Detected at the specified reporting limit 
DO  Indicates the result was Diluted Out 
MI  Indicates the result was subject to Matrix Interference 
TNTC  Indicates the result was Too Numerous To Count 
SUBC  Indicates the analysis was Sub-Contracted 
FLD  Indicates the analysis was performed in the Field 
DL  Detection Limit 
DL Diluted analysis – when appended to Client Sample ID 
LOD  Limit of Detection 
LOQ  Limit of Quantitation 
RE Re-analysis 
N Metals Matrix Spike or Matrix Spike Duplicate Recovery is outside control limits 
00:00  Reported as a time equivalent to 12:00 AM 

 
Reporting Flags that may be Utilized in this Report 

 
J or I Indicates the result is between the MDL and LOQ 
U Indicates the compound was analyzed for but not detected 
B  Indicates the analyte was detected in the associated Method Blank 
Q Indicates a non-compliant QC Result (See Q Flag Application Report) 
* Indicates a non-compliant or not applicable QC recovery or RPD 

 
 
Sample receipt at GCAL is documented through the attached chain of custody. In accordance with NELAC, this report shall be reproduced only in 
full and with the written permission of GCAL. The results contained within this report relate only to the samples reported. The documented results 
are presented within this report. 
 
 
This report pertains only to the samples listed in the Report Sample Summary and should be retained as a permanent record thereof. The results 
contained within this report are intended for the use of the client. Any unauthorized use of the information contained in this report is prohibited. 
 
 
I certify that this data package is in compliance with the NELAC standard and terms and conditions of the contract and Statement of Work both 
technically and for completeness, for other than the conditions in the case narrative. Release of the data contained in this hardcopy data package 
and in the computer readable data submitted has been authorized by the Quality Assurance Manager or his/her designee, as verified by the 
following signature. 
 
 
Estimated uncertainty of measurement is available upon request. This report is in compliance with the DOD QSM as specified in the contract if 
applicable. 

 

 
 
 
Authorized Signature 
GCAL Report 215091110 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Case Narrative 

Client: AMEC Environment & Infrastructure, Inc.        Report: 215091110 

Gulf Coast Analytical Laboratories received and analyzed the sample(s) listed 
on the Report Sample Summary page of this report. Receipt of the sample(s) is documented 
by the attached chain of custody. This applies only to the sample(s) listed in this report. 
No sample integrity or quality control exceptions were identified unless noted below. 

VOLATILES MASS SPECTROMETRY 

In the EPA 8260B analysis, sample 21509111001 (JPMW-16) and 21509111005 (DPMW-16) had 
to be diluted to bracket the concentration of target compounds within the calibration range of the 
instrument. The dilution is reflected in elevated reporting limits. 

CONVENTIONALS 

In the EPA 9056A analysis, all samples had to be diluted in order to bracket the concentration 
within the calibration range of the instrument. 

MISCELLANEOUS 

For Sample 21509111003 (DPMW-10), a date, time of collection or sample ID discrepancy 
between a container label and the chain of custody was noted at receipt. 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Summary 

GCAL ID  Client ID  Matrix  Collect Date/Time  Receive Date/Time  
21509111001 JPMW-16 Water 09/10/2015 13:55 09/11/2015 09:50 
21509111002 DPMW-25 Water 09/10/2015 11:05 09/11/2015 09:50 
21509111003 DPMW-10 Water 09/10/2015 12:45 09/11/2015 09:50 
21509111004 DPMW-15 Water 09/10/2015 11:54 09/11/2015 09:50 
21509111005 DPMW-16 Water 09/10/2015 13:48 09/11/2015 09:50 
21509111006 TRIP BLANK-3 Water 09/10/2015 00:01 09/11/2015 09:50 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Detect Summary 

Summary of Compounds Detected 
JPMW-16 

JPMW-16 
Collect Date  09/10/2015 13:55 GCAL ID  21509111001 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 9.40J 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 23.2 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 226 0.400 10.0 ug/L 
79-01-6 Trichloroethene 72.0 0.400 10.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 12.1 1.00 4.00 mg/L 
14797-55-8 Nitrate 3.32 0.100 0.200 mg/L 
14808-79-8 Sulfate 28.1 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.4J 0.30 2.0 mg/L 

 
DPMW-25 

DPMW-25 
Collect Date  09/10/2015 11:05 GCAL ID  21509111002 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 1.30J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.34J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 17.4 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.01 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 8.12 0.500 2.00 mg/L 
14797-55-8 Nitrate 0.169J 0.100 0.200 mg/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Summary of Compounds Detected 
  

DPMW-25 
Collect Date  09/10/2015 11:05 GCAL ID  21509111002 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 9056A (Continued) 
CAS# Parameter Result DL LOQ Units 
14808-79-8 Sulfate 12.7 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.76J 0.30 2.0 mg/L 

 
DPMW-10 

DPMW-10 
Collect Date  09/10/2015 12:45 GCAL ID  21509111003 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 3.37J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.69J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 48.8 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.08J 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 6.62 0.500 2.00 mg/L 
14797-55-8 Nitrate 1.97 0.100 0.200 mg/L 
14808-79-8 Sulfate 48.3 1.00 2.00 mg/L 

 
DPMW-15 

DPMW-15 
Collect Date  09/10/2015 11:54 GCAL ID  21509111004 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-34-3 1,1-Dichloroethane 0.549J 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 2.25J 0.200 5.00 ug/L 
67-66-3 Chloroform 1.02J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 9.63 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 89.7 0.200 5.00 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Summary of Compounds Detected 
  

DPMW-15 
Collect Date  09/10/2015 11:54 GCAL ID  21509111004 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
CAS# Parameter Result DL LOQ Units 
79-01-6 Trichloroethene 19.5 0.200 5.00 ug/L 

 
EPA RSK-175 

EPA RSK-175 
CAS# Parameter Result DL LOQ Units 
74-82-8 Methane 25.9 0.435 2.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 27.3 1.00 4.00 mg/L 
14797-55-8 Nitrate 2.66 0.100 0.200 mg/L 
14808-79-8 Sulfate 25.3 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.2J 0.30 2.0 mg/L 

 
DPMW-16 

DPMW-16 
Collect Date  09/10/2015 13:48 GCAL ID  21509111005 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-35-4 1,1-Dichloroethene 3.21J 1.00 25.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 30.7 1.00 25.0 ug/L 
127-18-4 Tetrachloroethene 341 1.00 25.0 ug/L 
79-01-6 Trichloroethene 84.8 1.00 25.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 36.8 1.00 4.00 mg/L 
14797-55-8 Nitrate 2.86 0.100 0.200 mg/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Summary of Compounds Detected 
  

DPMW-16 
Collect Date  09/10/2015 13:48 GCAL ID  21509111005 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 9056A (Continued) 
CAS# Parameter Result DL LOQ Units 
14808-79-8 Sulfate 14.4 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.76J 0.30 2.0 mg/L 

 
TRIP BLANK-3 

TRIP BLANK-3 
Collect Date  09/10/2015 00:01 GCAL ID  21509111006 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
127-18-4 Tetrachloroethene 0.710J 0.200 5.00 ug/L 
108-88-3 Toluene 1.92J 0.200 5.00 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 

Sample Results 
JPMW-16 

JPMW-16 
Collect Date  09/10/2015 13:55 GCAL ID  21509111001 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/13/2015 14:10 BMC2 567554 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.400U 0.400 10.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.400U 0.400 10.0 ug/L 
79-00-5 1,1,2-Trichloroethane 0.400U 0.400 10.0 ug/L 
75-34-3 1,1-Dichloroethane 0.400U 0.400 10.0 ug/L 
75-35-4 1,1-Dichloroethene 0.400U 0.400 10.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.400U 0.400 10.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.400U 0.400 10.0 ug/L 
106-93-4 1,2-Dibromoethane 0.400U 0.400 10.0 ug/L 
95-50-1 1,2-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
107-06-2 1,2-Dichloroethane 0.400U 0.400 10.0 ug/L 
78-87-5 1,2-Dichloropropane 0.400U 0.400 10.0 ug/L 
541-73-1 1,3-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
106-46-7 1,4-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
78-93-3 2-Butanone 0.400U 0.400 10.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 2.00U 2.00 10.0 ug/L 
591-78-6 2-Hexanone 1.00U 1.00 10.0 ug/L 
108-10-1 4-Methyl-2-pentanone 0.400U 0.400 10.0 ug/L 
67-64-1 Acetone 1.00U 1.00 10.0 ug/L 
71-43-2 Benzene 0.400U 0.400 10.0 ug/L 
75-27-4 Bromodichloromethane 0.400U 0.400 10.0 ug/L 
75-25-2 Bromoform 0.500U 0.500 10.0 ug/L 
74-83-9 Bromomethane 1.00U 1.00 10.0 ug/L 
75-15-0 Carbon disulfide 0.400U 0.400 10.0 ug/L 
56-23-5 Carbon tetrachloride 0.500U 0.500 10.0 ug/L 
108-90-7 Chlorobenzene 0.400U 0.400 10.0 ug/L 
75-00-3 Chloroethane 0.500U 0.500 10.0 ug/L 
67-66-3 Chloroform 9.40J 0.400 10.0 ug/L 
74-87-3 Chloromethane 0.400U 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 23.2 0.400 10.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
110-82-7 Cyclohexane 1.00U 1.00 10.0 ug/L 
124-48-1 Dibromochloromethane 0.400U 0.400 10.0 ug/L 
75-71-8 Dichlorodifluoromethane 0.400U 0.400 10.0 ug/L 
100-41-4 Ethylbenzene 0.400U 0.400 10.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.400U 0.400 10.0 ug/L 
136777-61-2 m,p-Xylene 0.400U 0.400 20.0 ug/L 
79-20-9 Methyl Acetate 2.00U 2.00 10.0 ug/L 
108-87-2 Methylcyclohexane 0.400U 0.400 10.0 ug/L 
75-09-2 Methylene chloride 0.400U 0.400 10.0 ug/L 
95-47-6 o-Xylene 0.400U 0.400 10.0 ug/L 
100-42-5 Styrene 0.400U 0.400 10.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.400U 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 226 0.400 10.0 ug/L 
108-88-3 Toluene 0.400U 0.400 10.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.400U 0.400 10.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
79-01-6 Trichloroethene 72.0 0.400 10.0 ug/L 
75-69-4 Trichlorofluoromethane 0.400U 0.400 10.0 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-16 
Collect Date  09/10/2015 13:55 GCAL ID  21509111001 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/13/2015 14:10 BMC2 567554 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.400U 0.400 10.0 ug/L 
108-05-4 Vinyl acetate 0.400U 0.400 10.0 ug/L 
75-01-4 Vinyl chloride 0.400U 0.400 10.0 ug/L 
1330-20-7 Xylene (total) 0.800U 0.800 30.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 100 102 ug/L 102 78 - 130 
1868-53-7 Dibromofluoromethane 100 102 ug/L 102 77 - 127 
2037-26-5 Toluene d8 100 104 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 100 101 ug/L 101 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:08 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 25.6 ug/L 63 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 16:47 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 3.32 0.100 0.200 mg/L 

 
  

Page 10 of 32GCAL Report#: 215091110



 

Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-16 
Collect Date  09/10/2015 13:55 GCAL ID  21509111001 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/11/2015 19:42 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 12.1 1.00 4.00 mg/L 
14808-79-8 Sulfate 28.1 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 18:58 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.4J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
DPMW-25 

DPMW-25 
Collect Date  09/10/2015 11:05 GCAL ID  21509111002 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 17:50 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-25 
Collect Date  09/10/2015 11:05 GCAL ID  21509111002 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 17:50 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 1.30J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.34J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 17.4 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.01 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-25 
Collect Date  09/10/2015 11:05 GCAL ID  21509111002 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 17:50 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 48 ug/L 96 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.3 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 53.6 ug/L 107 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.9 ug/L 92 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:23 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 31.8 ug/L 79 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 15:38 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 0.169J 0.100 0.200 mg/L 

 
  

Page 13 of 32GCAL Report#: 215091110



 

Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-25 
Collect Date  09/10/2015 11:05 GCAL ID  21509111002 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/11/2015 17:57 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 8.12 0.500 2.00 mg/L 
14808-79-8 Sulfate 12.7 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 19:23 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.76J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
DPMW-10 

DPMW-10 
Collect Date  09/10/2015 12:45 GCAL ID  21509111003 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 18:09 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-10 
Collect Date  09/10/2015 12:45 GCAL ID  21509111003 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 18:09 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 3.37J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.69J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 48.8 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.08J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-10 
Collect Date  09/10/2015 12:45 GCAL ID  21509111003 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 18:09 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 48.5 ug/L 97 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.7 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 52.4 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.6 ug/L 91 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:28 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 35.2 ug/L 87 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 16:13 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 1.97 0.100 0.200 mg/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-10 
Collect Date  09/10/2015 12:45 GCAL ID  21509111003 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/11/2015 19:07 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 6.62 0.500 2.00 mg/L 
14808-79-8 Sulfate 48.3 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 19:48 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 

 
DPMW-15 

DPMW-15 
Collect Date  09/10/2015 11:54 GCAL ID  21509111004 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 18:28 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.549J 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 2.25J 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 

Page 17 of 32GCAL Report#: 215091110



 

Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-15 
Collect Date  09/10/2015 11:54 GCAL ID  21509111004 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 18:28 BMC2 567525 

  
CAS# Parameter Result DL LOQ Units 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 1.02J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 9.63 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 89.7 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 19.5 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 48.9 ug/L 98 78 - 130 
1868-53-7 Dibromofluoromethane 50 48.8 ug/L 98 77 - 127 
2037-26-5 Toluene d8 50 52.6 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.9 ug/L 92 71 - 127 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-15 
Collect Date  09/10/2015 11:54 GCAL ID  21509111004 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:34 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 25.9 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 25.5 ug/L 63 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 15:55 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 2.66 0.100 0.200 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/11/2015 18:15 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 27.3 1.00 4.00 mg/L 
14808-79-8 Sulfate 25.3 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 21:50 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.2J 0.30 2.0 mg/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-15 
Collect Date  09/10/2015 11:54 GCAL ID  21509111004 

Receive Date  09/11/2015 09:50 Matrix  Water 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
DPMW-16 

DPMW-16 
Collect Date  09/10/2015 13:48 GCAL ID  21509111005 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 17:50 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 1.00U 1.00 25.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 1.00U 1.00 25.0 ug/L 
79-00-5 1,1,2-Trichloroethane 1.00U 1.00 25.0 ug/L 
75-34-3 1,1-Dichloroethane 1.00U 1.00 25.0 ug/L 
75-35-4 1,1-Dichloroethene 3.21J 1.00 25.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 1.00U 1.00 25.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 1.00U 1.00 25.0 ug/L 
106-93-4 1,2-Dibromoethane 1.00U 1.00 25.0 ug/L 
95-50-1 1,2-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
107-06-2 1,2-Dichloroethane 1.00U 1.00 25.0 ug/L 
78-87-5 1,2-Dichloropropane 1.00U 1.00 25.0 ug/L 
541-73-1 1,3-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
106-46-7 1,4-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
78-93-3 2-Butanone 1.00U 1.00 25.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 5.00U 5.00 25.0 ug/L 
591-78-6 2-Hexanone 2.50U 2.50 25.0 ug/L 
108-10-1 4-Methyl-2-pentanone 1.00U 1.00 25.0 ug/L 
67-64-1 Acetone 2.50U 2.50 25.0 ug/L 
71-43-2 Benzene 1.00U 1.00 25.0 ug/L 
75-27-4 Bromodichloromethane 1.00U 1.00 25.0 ug/L 
75-25-2 Bromoform 1.25U 1.25 25.0 ug/L 
74-83-9 Bromomethane 2.50U 2.50 25.0 ug/L 
75-15-0 Carbon disulfide 1.00U 1.00 25.0 ug/L 
56-23-5 Carbon tetrachloride 1.25U 1.25 25.0 ug/L 
108-90-7 Chlorobenzene 1.00U 1.00 25.0 ug/L 
75-00-3 Chloroethane 1.25U 1.25 25.0 ug/L 
67-66-3 Chloroform 1.00U 1.00 25.0 ug/L 
74-87-3 Chloromethane 1.00U 1.00 25.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 30.7 1.00 25.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 1.00U 1.00 25.0 ug/L 
110-82-7 Cyclohexane 2.50U 2.50 25.0 ug/L 
124-48-1 Dibromochloromethane 1.00U 1.00 25.0 ug/L 
75-71-8 Dichlorodifluoromethane 1.00U 1.00 25.0 ug/L 

Page 20 of 32GCAL Report#: 215091110



 

Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-16 
Collect Date  09/10/2015 13:48 GCAL ID  21509111005 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 17:50 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
100-41-4 Ethylbenzene 1.00U 1.00 25.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 1.00U 1.00 25.0 ug/L 
136777-61-2 m,p-Xylene 1.00U 1.00 50.0 ug/L 
79-20-9 Methyl Acetate 5.00U 5.00 25.0 ug/L 
108-87-2 Methylcyclohexane 1.00U 1.00 25.0 ug/L 
75-09-2 Methylene chloride 1.00U 1.00 25.0 ug/L 
95-47-6 o-Xylene 1.00U 1.00 25.0 ug/L 
100-42-5 Styrene 1.00U 1.00 25.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 1.00U 1.00 25.0 ug/L 
127-18-4 Tetrachloroethene 341 1.00 25.0 ug/L 
108-88-3 Toluene 1.00U 1.00 25.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 1.00U 1.00 25.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 1.00U 1.00 25.0 ug/L 
79-01-6 Trichloroethene 84.8 1.00 25.0 ug/L 
75-69-4 Trichlorofluoromethane 1.00U 1.00 25.0 ug/L 
76-13-1 Trichlorotrifluoroethane 1.00U 1.00 25.0 ug/L 
108-05-4 Vinyl acetate 1.00U 1.00 25.0 ug/L 
75-01-4 Vinyl chloride 1.00U 1.00 25.0 ug/L 
1330-20-7 Xylene (total) 2.00U 2.00 75.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 250 281 ug/L 112 78 - 130 
1868-53-7 Dibromofluoromethane 250 252 ug/L 101 77 - 127 
2037-26-5 Toluene d8 250 267 ug/L 107 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 250 233 ug/L 93 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:39 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 32 ug/L 79 40 - 143 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

DPMW-16 
Collect Date  09/10/2015 13:48 GCAL ID  21509111005 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/11/2015 16:30 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 2.86 0.100 0.200 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/11/2015 19:24 RYC 567452 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 36.8 1.00 4.00 mg/L 
14808-79-8 Sulfate 14.4 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 22:20 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.76J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
TRIP BLANK-3 

TRIP BLANK-3 
Collect Date  09/10/2015 00:01 GCAL ID  21509111006 

Receive Date  09/11/2015 09:50 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 18:09 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.710J 0.200 5.00 ug/L 
108-88-3 Toluene 1.92J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

TRIP BLANK-3 
Collect Date  09/10/2015 00:01 GCAL ID  21509111006 

Receive Date  09/11/2015 09:50 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 18:09 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 53.9 ug/L 108 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.4 ug/L 99 77 - 127 
2037-26-5 Toluene d8 50 52.7 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 44.1 ug/L 88 71 - 127 
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

QC Summary 

GC/MS Volatiles QC Summary 
GC/MS Volatiles 

Analytical Batch  
567525  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567525  
1485989  
MB  
NA  
09/12/2015 13:12  
Water  

 

LCS567525  
1485990  
LCS  
NA  
09/12/2015 11:55  
Water  

 

LCSD567525  
1485991  
LCSD  
NA  
09/12/2015 12:14  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 52.5 105 76 - 126  50.0 47.4 95  10  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 47.5 95  70 - 122  50.0 47.5 95  0  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 55.7 111 72 - 121  50.0 52.1 104 7  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 52.9 106 74 - 127  50.0 48.4 97  9  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 57.1 114 69 - 129  50.0 50.2 100 13  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 53.8 108 61 - 135  50.0 51.4 103 5  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 53.7 107 57 - 121  50.0 56.9 114 6  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 56.8 114 70 - 124  50.0 54.8 110 4  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 53.6 107 71 - 126  50.0 51.4 103 4  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 46.0 92  71 - 129  50.0 44.6 89  3  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 52.0 104 72 - 128  50.0 48.8 98  6  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 53.6 107 74 - 126  50.0 49.9 100 7  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 52.6 105 72 - 122  50.0 49.9 100 5  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 50.8 102 58 - 137  50.0 52.2 104 3  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 49.9 100 56 - 124  50.0 49.6 99  1  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 57.2 114 50 - 135  50.0 59.1 118 3  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 54.6 109 57 - 132  50.0 54.2 108 1  30  
Acetone  67-64-1  0.500U 0.500 50.0 48.6 97  44 - 156  50.0 50.5 101 4  30  
Benzene  71-43-2  0.200U 0.200 50.0 52.1 104 70 - 129  50.0 47.8 96  9  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 50.2 100 74 - 125  50.0 48.5 97  3  30  
Bromoform  75-25-2  0.250U 0.250 50.0 52.4 105 64 - 122  50.0 53.9 108 3  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 59.5 119 47 - 138  50.0 50.7 101 16  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 56.0 112 69 - 136  50.0 49.6 99  12  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 50.4 101 76 - 128  50.0 45.3 91  11  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 54.3 109 74 - 123  50.0 50.3 101 8  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 52.6 105 62 - 141  50.0 45.8 92  14  30  
Chloroform  67-66-3  0.200U 0.200 50.0 48.4 97  75 - 122  50.0 45.1 90  7  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 52.9 106 59 - 132  50.0 47.2 94  11  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 50.5 101 73 - 130  50.0 46.8 94  8  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 54.9 110 71 - 132  50.0 52.3 105 5  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 58.4 117 69 - 132  50.0 51.9 104 12  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 55.9 112 71 - 123  50.0 53.4 107 5  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 50.4 101 58 - 140  50.0 43.9 88  14  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 55.5 111 74 - 126  50.0 50.8 102 9  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 58.6 117 71 - 125  50.0 53.8 108 9  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 112 112 74 - 126  100 103 103 8  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 49.2 98  57 - 139  50.0 46.5 93  6  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 57.9 116 67 - 138  50.0 50.7 101 13  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 49.5 99  68 - 132  50.0 46.3 93  7  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 59.2 118 73 - 130  50.0 55.0 110 7  30  
Styrene  100-42-5  0.200U 0.200 50.0 59.6 119 71 - 127  50.0 56.5 113 5  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 52.2 104 71 - 125  50.0 50.8 102 3  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 62.8 126 68 - 128  50.0 53.8 108 15  30  
Toluene  108-88-3  0.200U 0.200 50.0 57.8 116 72 - 120  50.0 51.6 103 11  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 53.5 107 69 - 132  50.0 48.7 97  9  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 53.3 107 71 - 131  50.0 52.1 104 2  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 56.5 113 76 - 129  50.0 51.6 103 9  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 51.1 102 72 - 136  50.0 44.5 89  14  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 54.9 110 72 - 136  50.0 48.0 96  13  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 55.3 111 54 - 147  50.0 52.3 105 6  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 52.3 105 68 - 132  50.0 45.2 90  15  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 172 115 74 - 127  150 158 105 8  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  45.1 90 50 45.3 91  71 - 127  50 44.8 90  1  NA  
4-Bromofluorobenzene  460-00-4  51.3 103 50 54.3 109 78 - 130  50 54.7 109 1  NA  
Dibromofluoromethane  1868-53-7  48.7 97 50 48.7 97  77 - 127  50 48.9 98  0  NA  
Toluene d8  2037-26-5  52.6 105 50 51.4 103 76 - 134  50 50.4 101 2  NA  
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

GC/MS Volatiles QC Summary 
Analytical Batch  
567554  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567554  
1486044  
MB  
NA  
09/13/2015 12:50  
Water  

 

LCS567554  
1486045  
LCS  
NA  
09/13/2015 11:21  
Water  

 

LCSD567554  
1486046  
LCSD  
NA  
09/13/2015 11:40  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 54.6 109 76 - 126  50.0 51.7 103 5  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 43.2 86  70 - 122  50.0 45.6 91  5  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 49.3 99  72 - 121  50.0 52.2 104 6  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 51.9 104 74 - 127  50.0 50.3 101 3  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 56.1 112 69 - 129  50.0 51.5 103 9  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 50.1 100 61 - 135  50.0 50.9 102 2  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 48.2 96  57 - 121  50.0 50.9 102 5  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 50.9 102 70 - 124  50.0 53.4 107 5  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 51.1 102 71 - 126  50.0 51.0 102 0  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 49.0 98  71 - 129  50.0 49.4 99  1  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 48.8 98  72 - 128  50.0 49.0 98  0  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 51.4 103 74 - 126  50.0 50.1 100 3  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 50.9 102 72 - 122  50.0 49.8 100 2  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 46.0 92  58 - 137  50.0 49.6 99  8  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 40.6 81  56 - 124  50.0 43.3 87  6  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 48.1 96  50 - 135  50.0 54.0 108 12  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 45.5 91  57 - 132  50.0 50.7 101 11  30  
Acetone  67-64-1  0.500U 0.500 50.0 45.8 92  44 - 156  50.0 51.4 103 12  30  
Benzene  71-43-2  0.200U 0.200 50.0 50.2 100 70 - 129  50.0 48.5 97  3  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 51.2 102 74 - 125  50.0 51.0 102 0  30  
Bromoform  75-25-2  0.250U 0.250 50.0 50.9 102 64 - 122  50.0 54.3 109 6  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 55.5 111 47 - 138  50.0 53.0 106 5  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 54.7 109 69 - 136  50.0 51.0 102 7  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 53.4 107 76 - 128  50.0 49.8 100 7  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 51.4 103 74 - 123  50.0 51.1 102 1  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 53.5 107 62 - 141  50.0 50.4 101 6  30  
Chloroform  67-66-3  0.200U 0.200 50.0 49.4 99  75 - 122  50.0 48.6 97  2  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 53.5 107 59 - 132  50.0 51.8 104 3  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 49.6 99  73 - 130  50.0 48.6 97  2  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 52.7 105 71 - 132  50.0 53.9 108 2  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 56.0 112 69 - 132  50.0 51.5 103 8  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 51.1 102 71 - 123  50.0 53.6 107 5  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 54.6 109 58 - 140  50.0 49.5 99  10  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 53.1 106 74 - 126  50.0 51.2 102 4  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 56.4 113 71 - 125  50.0 54.0 108 4  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 107 107 74 - 126  100 104 104 3  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 42.4 85  57 - 139  50.0 46.7 93  10  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 55.4 111 67 - 138  50.0 51.3 103 8  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 48.6 97  68 - 132  50.0 47.9 96  1  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 55.8 112 73 - 130  50.0 55.2 110 1  30  
Styrene  100-42-5  0.200U 0.200 50.0 56.8 114 71 - 127  50.0 56.2 112 1  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 50.9 102 71 - 125  50.0 53.3 107 5  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 56.1 112 68 - 128  50.0 54.4 109 3  30  
Toluene  108-88-3  0.200U 0.200 50.0 52.9 106 72 - 120  50.0 51.6 103 2  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 53.2 106 69 - 132  50.0 50.8 102 5  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 52.7 105 71 - 131  50.0 54.7 109 4  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 55.3 111 76 - 129  50.0 53.3 107 4  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 54.1 108 72 - 136  50.0 50.1 100 8  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 53.5 107 72 - 136  50.0 49.8 100 7  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 49.5 99  54 - 147  50.0 49.2 98  1  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 50.8 102 68 - 132  50.0 46.0 92  10  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 163 109 74 - 127  150 159 106 2  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  47.8 96 50 47.2 94  71 - 127  50 47.8 96  1  NA  
4-Bromofluorobenzene  460-00-4  50.1 100 50 52.7 105 78 - 130  50 54.6 109 4  NA  
Dibromofluoromethane  1868-53-7  50 100 50 49.6 99  77 - 127  50 50.2 100 1  NA  
Toluene d8  2037-26-5  51.8 104 50 49 98  76 - 134  50 49.5 99  1  NA  
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

GC/MS Volatiles QC Summary 
Analytical Batch  
567731  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567731  
1487174  
MB  
NA  
09/15/2015 12:31  
Water  

 

LCS567731  
1487175  
LCS  
NA  
09/15/2015 11:13  
Water  

 

LCSD567731  
1487176  
LCSD  
NA  
09/15/2015 11:32  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 53.5 107 76 - 126  50.0 54.8 110 2  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 44.7 89  70 - 122  50.0 48.0 96  7  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 54.1 108 72 - 121  50.0 58.2 116 7  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 50.4 101 74 - 127  50.0 51.5 103 2  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 56.7 113 69 - 129  50.0 53.2 106 6  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 52.8 106 61 - 135  50.0 53.8 108 2  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 52.0 104 57 - 121  50.0 57.8 116 11  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 54.5 109 70 - 124  50.0 58.6 117 7  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 52.8 106 71 - 126  50.0 53.4 107 1  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 47.7 95  71 - 129  50.0 49.0 98  3  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 48.7 97  72 - 128  50.0 49.9 100 2  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 52.0 104 74 - 126  50.0 52.6 105 1  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 51.9 104 72 - 122  50.0 53.3 107 3  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 46.9 94  58 - 137  50.0 52.6 105 11  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 47.2 94  56 - 124  50.0 49.4 99  5  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 49.8 100 50 - 135  50.0 56.6 113 13  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 48.1 96  57 - 132  50.0 54.5 109 12  30  
Acetone  67-64-1  0.500U 0.500 50.0 45.0 90  44 - 156  50.0 50.2 100 11  30  
Benzene  71-43-2  0.200U 0.200 50.0 49.7 99  70 - 129  50.0 51.1 102 3  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 51.4 103 74 - 125  50.0 53.4 107 4  30  
Bromoform  75-25-2  0.250U 0.250 50.0 54.8 110 64 - 122  50.0 58.4 117 6  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 57.0 114 47 - 138  50.0 56.7 113 1  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 53.7 107 69 - 136  50.0 53.4 107 1  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 53.3 107 76 - 128  50.0 54.3 109 2  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 52.8 106 74 - 123  50.0 54.6 109 3  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 52.8 106 62 - 141  50.0 51.8 104 2  30  
Chloroform  67-66-3  0.200U 0.200 50.0 49.1 98  75 - 122  50.0 49.8 100 1  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 49.7 99  59 - 132  50.0 48.8 98  2  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 48.5 97  73 - 130  50.0 49.6 99  2  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 54.1 108 71 - 132  50.0 54.5 109 1  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 55.7 111 69 - 132  50.0 55.6 111 0  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 55.3 111 71 - 123  50.0 59.3 119 7  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 53.2 106 58 - 140  50.0 52.2 104 2  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 53.6 107 74 - 126  50.0 56.3 113 5  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 56.7 113 71 - 125  50.0 59.1 118 4  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 108 108 74 - 126  100 113 113 5  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 45.6 91  57 - 139  50.0 49.1 98  7  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 57.9 116 67 - 138  50.0 57.9 116 0  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 47.2 94  68 - 132  50.0 47.1 94  0  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 56.3 113 73 - 130  50.0 59.7 119 6  30  
Styrene  100-42-5  0.200U 0.200 50.0 58.4 117 71 - 127  50.0 60.9 122 4  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 52.2 104 71 - 125  50.0 54.4 109 4  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 61.1 122 68 - 128  50.0 61.5 123 1  30  
Toluene  108-88-3  0.200U 0.200 50.0 54.8 110 72 - 120  50.0 56.7 113 3  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 51.6 103 69 - 132  50.0 52.1 104 1  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 53.8 108 71 - 131  50.0 55.2 110 3  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 56.8 114 76 - 129  50.0 58.5 117 3  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 54.3 109 72 - 136  50.0 54.2 108 0  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 55.3 111 72 - 136  50.0 54.6 109 1  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 48.6 97  54 - 147  50.0 49.6 99  2  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 48.7 97  68 - 132  50.0 48.7 97  0  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 164 109 74 - 127  150 173 115 5  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  46 92 50 46.2 92  71 - 127  50 46.5 93  1  NA  
4-Bromofluorobenzene  460-00-4  52.2 104 50 55.8 112 78 - 130  50 56.7 113 2  NA  
Dibromofluoromethane  1868-53-7  50.6 101 50 50.6 101 77 - 127  50 51.2 102 1  NA  
Toluene d8  2037-26-5  52.9 106 50 51 102 76 - 134  50 51.4 103 1  NA  
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

GC Volatiles QC Summary 
GC Volatiles 

Analytical Batch  
567888  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567888  
1488384  
MB  
NA  
09/17/2015 07:27  
Water  

 

LCS567888  
1488385  
LCS  
NA  
09/17/2015 07:46  
Water  

 

LCSD567888  
1488386  
LCSD  
NA  
09/17/2015 07:51  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD  RPD 
Limit 

Ethane  74-84-0  0.110U 0.110 3.28 2.95 90  45 - 128  3.28 2.99 91  1  29  
Ethene  74-85-1  0.150U 0.150 3.06 2.66 87  45 - 134  3.06 2.69 88  1  25  
Methane  74-82-8  0.435U 0.435 17.5 14.9 85  39 - 120  17.5 15.1 86  1  27  
Surrogate                                
Propene  115-07-1  28.7 71 40.5 27 67  40 - 143  40.5 26.8 66  1  NA  
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Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

General Chemistry QC Summary 
General Chemistry 

Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567630  
1486260  
MB  
NA  
09/14/2015 13:26  
Water  

 

LCS567630  
1486261  
LCS  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  2.00U 2.00 25.0 24.1 96  80 - 120  

 
Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDR-2  
21509101003  
SAMPLE  
NA  
09/14/2015 13:26  
Water  

 

1485278MS  
1486262  
MS  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  0.000 2.00 25.0 22.4 90  75 - 125  

 
Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFMW-10  
21509101007  
SAMPLE  
NA  
09/14/2015 13:26  
Water  

 

1485282DUP  
1486263  
DUP  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL Result RPD  RPD 

Limit  
Sulfide  18496-25-8  0.000 2.00 0.000 0  25  

 
Analytical Batch  
567452  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567452  
1485722  
MB  
NA  
09/11/2015 15:20  
Water  

 

LCS567452  
1485723  
LCS  
NA  
09/11/2015 15:03  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Chloride  16887-00-6  0.066J 0.050 2.50 2.28 91  80 - 120  
Nitrate  14797-55-8  0.100U 0.100 2.50 2.32 93  80 - 120  
Sulfate  14808-79-8  0.100U 0.100 2.50 2.39 96  80 - 120  

 
Analytical Batch  
567452  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-CMW16S  
21509110401  
SAMPLE  
NA  
09/11/2015 17:05  
Water  

 

1485575MS  
1485724  
MS  
NA  
09/11/2015 17:22  
Water  

 

1485575MSD  
1485725  
MSD  
NA  
09/11/2015 17:40  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Nitrate  14797-55-8  0.000 0.100 2.50 2.40 96  80 - 120  2.50 2.38 95  1  15  
Sulfate  14808-79-8  2.79 0.100 2.50 5.24 98  80 - 120  2.50 5.30 101 1  15  

 
  

Page 29 of 32GCAL Report#: 215091110



 

Report#:  215091110   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
567611  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567611  
1486212  
MB  
NA  
09/14/2015 17:08  
Water  

 

LCS567611  
1486213  
LCS  
NA  
09/14/2015 16:08  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Total Organic Carbon  C-012  0.94J 0.30 50.0 48.7 97  80 - 120  

 
Analytical Batch  
567611  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-CMW16S  
21509110401  
SAMPLE  
NA  
09/14/2015 17:42  
Water  

 

1485575MS  
1486214  
MS  
NA  
09/14/2015 18:08  
Water  

 

1485575MSD  
1486215  
MSD  
NA  
09/14/2015 18:32  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  14.9 1.5 250 256 97  75 - 125  250 258 97  1  25  

 
Analytical Batch  
567611  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

RPMW-14  
21509120304  
SAMPLE  
NA  
09/15/2015 00:37  
Water  

 

1485909MS  
1486216  
MS  
NA  
09/15/2015 01:02  
Water  

 

1485909MSD  
1486217  
MSD  
NA  
09/15/2015 01:30  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  0.75 0.30 50.0 51.8 102 75 - 125  50.0 53.9 106 4  25  
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Laboratory Endorsement 
 
Sample analysis was performed in accordance with approved methodologies provided by the Environmental Protection Agency or other recognized 
agencies. The samples and their corresponding extracts will be maintained for a period of 30 days unless otherwise arranged. Following this 
retention period the samples will be disposed in accordance with GCAL's Standard Operating Procedures. 
 

Common Abbreviations that may be Utilized in this Report 
 

ND  Indicates the result was Not Detected at the specified reporting limit 
DO  Indicates the result was Diluted Out 
MI  Indicates the result was subject to Matrix Interference 
TNTC  Indicates the result was Too Numerous To Count 
SUBC  Indicates the analysis was Sub-Contracted 
FLD  Indicates the analysis was performed in the Field 
DL  Detection Limit 
DL Diluted analysis – when appended to Client Sample ID 
LOD  Limit of Detection 
LOQ  Limit of Quantitation 
RE Re-analysis 
N Metals Matrix Spike or Matrix Spike Duplicate Recovery is outside control limits 
00:00  Reported as a time equivalent to 12:00 AM 

 
Reporting Flags that may be Utilized in this Report 

 
J or I Indicates the result is between the MDL and LOQ 
U Indicates the compound was analyzed for but not detected 
B  Indicates the analyte was detected in the associated Method Blank 
Q Indicates a non-compliant QC Result (See Q Flag Application Report) 
* Indicates a non-compliant or not applicable QC recovery or RPD 

 
 
Sample receipt at GCAL is documented through the attached chain of custody. In accordance with NELAC, this report shall be reproduced only in 
full and with the written permission of GCAL. The results contained within this report relate only to the samples reported. The documented results 
are presented within this report. 
 
 
This report pertains only to the samples listed in the Report Sample Summary and should be retained as a permanent record thereof. The results 
contained within this report are intended for the use of the client. Any unauthorized use of the information contained in this report is prohibited. 
 
 
I certify that this data package is in compliance with the NELAC standard and terms and conditions of the contract and Statement of Work both 
technically and for completeness, for other than the conditions in the case narrative. Release of the data contained in this hardcopy data package 
and in the computer readable data submitted has been authorized by the Quality Assurance Manager or his/her designee, as verified by the 
following signature. 
 
 
Estimated uncertainty of measurement is available upon request. This report is in compliance with the DOD QSM as specified in the contract if 
applicable. 

 

 
 
 
Authorized Signature 
GCAL Report 215091203 

  

Page 2 of 34GCAL Report#: 215091203

Karen Melerine/Mng Data Del 



 

Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Case Narrative 

Client: AMEC Environment & Infrastructure, Inc.        Report: 215091203 

Gulf Coast Analytical Laboratories received and analyzed the sample(s) listed 
on the Report Sample Summary page of this report. Receipt of the sample(s) is documented 
by the attached chain of custody. This applies only to the sample(s) listed in this report. 
No sample integrity or quality control exceptions were identified unless noted below. 

VOLATILES MASS SPECTROMETRY 

In the EPA 8260B analysis, sample 21509120304 (RPMW-14) had to be diluted to bracket the 
concentration of target compounds within the calibration range of the instrument. The dilution is 
reflected in elevated detection limits. 

CONVENTIONALS 

In the EPA 9056A analysis, samples 21509120303 (JPMW-17), 21509120305 (JPBRW-1), 
21509120301 (JPMW-21), 21509120302 (JPMW-22) and 21509120304 (RPMW-14) had to be 
diluted in order to bracket the concentration within the calibration range of the instrument. 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Summary 

GCAL ID  Client ID  Matrix  Collect Date/Time  Receive Date/Time  
21509120301 JPMW-21 Water 09/11/2015 11:30 09/12/2015 09:43 
21509120302 JPMW-22 Water 09/11/2015 14:27 09/12/2015 09:43 
21509120303 JPMW-17 Water 09/11/2015 11:00 09/12/2015 09:43 
21509120304 RPMW-14 Water 09/11/2015 14:50 09/12/2015 09:43 
21509120305 JPBRW-1 Water 09/11/2015 11:20 09/12/2015 09:43 
21509120306 TRIP BLANK-4 Water 09/11/2015 00:01 09/12/2015 09:43 
21509120307 EB-1 Water 09/11/2015 12:30 09/12/2015 09:43 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Detect Summary 

Summary of Compounds Detected 
JPMW-21 

JPMW-21 
Collect Date  09/11/2015 11:30 GCAL ID  21509120301 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-27-4 Bromodichloromethane 0.725J 0.200 5.00 ug/L 
67-66-3 Chloroform 6.12 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 15.2 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 93.9 0.200 5.00 ug/L 
79-01-6 Trichloroethene 14.0 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 17.8 0.500 2.00 mg/L 
14797-55-8 Nitrate 2.62 0.100 0.200 mg/L 
14808-79-8 Sulfate 25.4 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.1J 0.30 2.0 mg/L 

 
JPMW-22 

JPMW-22 
Collect Date  09/11/2015 14:27 GCAL ID  21509120302 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-34-3 1,1-Dichloroethane 0.754J 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 2.16J 0.200 5.00 ug/L 
71-43-2 Benzene 4.58J 0.200 5.00 ug/L 
67-66-3 Chloroform 1.73J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 15.3 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 118 0.200 5.00 ug/L 
79-01-6 Trichloroethene 17.6 0.200 5.00 ug/L 

 
  

Page 5 of 34GCAL Report#: 215091203



 

Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Summary of Compounds Detected 
  

JPMW-22 
Collect Date  09/11/2015 14:27 GCAL ID  21509120302 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA RSK-175 

EPA RSK-175 
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 1.13 0.110 1.00 ug/L 
74-82-8 Methane 2.21 0.435 2.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 16.1 0.500 2.00 mg/L 
14797-55-8 Nitrate 1.92 0.100 0.200 mg/L 
14808-79-8 Sulfate 30.0 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.67J 0.30 2.0 mg/L 

 
JPMW-17 

JPMW-17 
Collect Date  09/11/2015 11:00 GCAL ID  21509120303 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 1.09J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.30J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 45.1 0.200 5.00 ug/L 
79-01-6 Trichloroethene 5.82 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 9.50 0.500 2.00 mg/L 
14797-55-8 Nitrate 3.28 0.100 0.200 mg/L 
14808-79-8 Sulfate 37.3 1.00 2.00 mg/L 

 
  

Page 6 of 34GCAL Report#: 215091203



 

Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Summary of Compounds Detected 
  

JPMW-17 
Collect Date  09/11/2015 11:00 GCAL ID  21509120303 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.54J 0.30 2.0 mg/L 

 
RPMW-14 

RPMW-14 
Collect Date  09/11/2015 14:50 GCAL ID  21509120304 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 10.6J 2.00 50.0 ug/L 
127-18-4 Tetrachloroethene 1320 2.00 50.0 ug/L 
79-01-6 Trichloroethene 390 2.00 50.0 ug/L 

 
EPA RSK-175 

EPA RSK-175 
CAS# Parameter Result DL LOQ Units 
74-82-8 Methane 0.953J 0.435 2.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 22.0 0.500 2.00 mg/L 
14797-55-8 Nitrate 4.82 0.500 1.00 mg/L 
14808-79-8 Sulfate 32.3 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.75J 0.30 2.0 mg/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Summary of Compounds Detected 
JPBRW-1 

JPBRW-1 
Collect Date  09/11/2015 11:20 GCAL ID  21509120305 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
78-93-3 2-Butanone 1.32J 0.200 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 1.41J 0.200 5.00 ug/L 
67-64-1 Acetone 7.84 0.500 5.00 ug/L 
71-43-2 Benzene 0.401J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 6.19 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 6.40 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.868J 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.57 0.200 5.00 ug/L 

 
EPA RSK-175 

EPA RSK-175 
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.838J 0.110 1.00 ug/L 
74-85-1 Ethene 6.31 0.150 1.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 35.4 0.500 2.00 mg/L 
14808-79-8 Sulfate 17.8 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 6.9 0.30 2.0 mg/L 

 
TRIP BLANK-4 

TRIP BLANK-4 
Collect Date  09/11/2015 00:01 GCAL ID  21509120306 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
108-88-3 Toluene 2.18J 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Summary of Compounds Detected 
EB-1 

EB-1 
Collect Date  09/11/2015 12:30 GCAL ID  21509120307 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
108-88-3 Toluene 0.748J 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 0.064J 0.050 0.200 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.2J 0.30 2.0 mg/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 

Sample Results 
JPMW-21 

JPMW-21 
Collect Date  09/11/2015 11:30 GCAL ID  21509120301 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:19 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.725J 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 6.12 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 15.2 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 93.9 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 14.0 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-21 
Collect Date  09/11/2015 11:30 GCAL ID  21509120301 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:19 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.1 ug/L 100 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.5 ug/L 103 77 - 127 
2037-26-5 Toluene d8 50 51.2 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.6 ug/L 97 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:42 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 33.3 ug/L 82 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 21:07 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 2.62 0.100 0.200 mg/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-21 
Collect Date  09/11/2015 11:30 GCAL ID  21509120301 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/13/2015 13:45 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 17.8 0.500 2.00 mg/L 
14808-79-8 Sulfate 25.4 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 22:44 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.1J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
JPMW-22 

JPMW-22 
Collect Date  09/11/2015 14:27 GCAL ID  21509120302 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:39 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.754J 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 2.16J 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-22 
Collect Date  09/11/2015 14:27 GCAL ID  21509120302 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:39 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 4.58J 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 1.73J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 15.3 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 118 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 17.6 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-22 
Collect Date  09/11/2015 14:27 GCAL ID  21509120302 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:39 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.6 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.9 ug/L 102 77 - 127 
2037-26-5 Toluene d8 50 51.7 ug/L 103 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.2 ug/L 96 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:51 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 1.13 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 2.21 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 40.5 ug/L 100 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 21:42 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 1.92 0.100 0.200 mg/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-22 
Collect Date  09/11/2015 14:27 GCAL ID  21509120302 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/13/2015 14:03 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 16.1 0.500 2.00 mg/L 
14808-79-8 Sulfate 30.0 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 23:11 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.67J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
JPMW-17 

JPMW-17 
Collect Date  09/11/2015 11:00 GCAL ID  21509120303 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:59 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-17 
Collect Date  09/11/2015 11:00 GCAL ID  21509120303 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:59 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 1.09J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.30J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 45.1 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 5.82 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-17 
Collect Date  09/11/2015 11:00 GCAL ID  21509120303 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 14:59 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.2 ug/L 100 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.3 ug/L 103 77 - 127 
2037-26-5 Toluene d8 50 52.2 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.5 ug/L 97 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 08:59 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 26.4 ug/L 65 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 20:32 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 3.28 0.100 0.200 mg/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPMW-17 
Collect Date  09/11/2015 11:00 GCAL ID  21509120303 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/13/2015 13:10 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 9.50 0.500 2.00 mg/L 
14808-79-8 Sulfate 37.3 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 23:41 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.54J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
RPMW-14 

RPMW-14 
Collect Date  09/11/2015 14:50 GCAL ID  21509120304 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/14/2015 16:19 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 2.00U 2.00 50.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 2.00U 2.00 50.0 ug/L 
79-00-5 1,1,2-Trichloroethane 2.00U 2.00 50.0 ug/L 
75-34-3 1,1-Dichloroethane 2.00U 2.00 50.0 ug/L 
75-35-4 1,1-Dichloroethene 2.00U 2.00 50.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 2.00U 2.00 50.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 2.00U 2.00 50.0 ug/L 
106-93-4 1,2-Dibromoethane 2.00U 2.00 50.0 ug/L 
95-50-1 1,2-Dichlorobenzene 2.00U 2.00 50.0 ug/L 
107-06-2 1,2-Dichloroethane 2.00U 2.00 50.0 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

RPMW-14 
Collect Date  09/11/2015 14:50 GCAL ID  21509120304 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/14/2015 16:19 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 2.00U 2.00 50.0 ug/L 
541-73-1 1,3-Dichlorobenzene 2.00U 2.00 50.0 ug/L 
106-46-7 1,4-Dichlorobenzene 2.00U 2.00 50.0 ug/L 
78-93-3 2-Butanone 2.00U 2.00 50.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 10.0U 10.0 50.0 ug/L 
591-78-6 2-Hexanone 5.00U 5.00 50.0 ug/L 
108-10-1 4-Methyl-2-pentanone 2.00U 2.00 50.0 ug/L 
67-64-1 Acetone 5.00U 5.00 50.0 ug/L 
71-43-2 Benzene 2.00U 2.00 50.0 ug/L 
75-27-4 Bromodichloromethane 2.00U 2.00 50.0 ug/L 
75-25-2 Bromoform 2.50U 2.50 50.0 ug/L 
74-83-9 Bromomethane 5.00U 5.00 50.0 ug/L 
75-15-0 Carbon disulfide 2.00U 2.00 50.0 ug/L 
56-23-5 Carbon tetrachloride 2.50U 2.50 50.0 ug/L 
108-90-7 Chlorobenzene 2.00U 2.00 50.0 ug/L 
75-00-3 Chloroethane 2.50U 2.50 50.0 ug/L 
67-66-3 Chloroform 2.00U 2.00 50.0 ug/L 
74-87-3 Chloromethane 2.00U 2.00 50.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 10.6J 2.00 50.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 2.00U 2.00 50.0 ug/L 
110-82-7 Cyclohexane 5.00U 5.00 50.0 ug/L 
124-48-1 Dibromochloromethane 2.00U 2.00 50.0 ug/L 
75-71-8 Dichlorodifluoromethane 2.00U 2.00 50.0 ug/L 
100-41-4 Ethylbenzene 2.00U 2.00 50.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 2.00U 2.00 50.0 ug/L 
136777-61-2 m,p-Xylene 2.00U 2.00 100 ug/L 
79-20-9 Methyl Acetate 10.0U 10.0 50.0 ug/L 
108-87-2 Methylcyclohexane 2.00U 2.00 50.0 ug/L 
75-09-2 Methylene chloride 2.00U 2.00 50.0 ug/L 
95-47-6 o-Xylene 2.00U 2.00 50.0 ug/L 
100-42-5 Styrene 2.00U 2.00 50.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 2.00U 2.00 50.0 ug/L 
127-18-4 Tetrachloroethene 1320 2.00 50.0 ug/L 
108-88-3 Toluene 2.00U 2.00 50.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 2.00U 2.00 50.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 2.00U 2.00 50.0 ug/L 
79-01-6 Trichloroethene 390 2.00 50.0 ug/L 
75-69-4 Trichlorofluoromethane 2.00U 2.00 50.0 ug/L 
76-13-1 Trichlorotrifluoroethane 2.00U 2.00 50.0 ug/L 
108-05-4 Vinyl acetate 2.00U 2.00 50.0 ug/L 
75-01-4 Vinyl chloride 2.00U 2.00 50.0 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

RPMW-14 
Collect Date  09/11/2015 14:50 GCAL ID  21509120304 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/14/2015 16:19 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 4.00U 4.00 150 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 500 509 ug/L 102 78 - 130 
1868-53-7 Dibromofluoromethane 500 515 ug/L 103 77 - 127 
2037-26-5 Toluene d8 500 523 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 500 489 ug/L 98 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 09:08 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.953J 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 29.5 ug/L 73 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/13/2015 11:26 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 4.82 0.500 1.00 mg/L 

 
  

Page 20 of 34GCAL Report#: 215091203



 

Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

RPMW-14 
Collect Date  09/11/2015 14:50 GCAL ID  21509120304 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/13/2015 12:18 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 22.0 0.500 2.00 mg/L 
14808-79-8 Sulfate 32.3 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 00:37 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.75J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
JPBRW-1 

JPBRW-1 
Collect Date  09/11/2015 11:20 GCAL ID  21509120305 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:18 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 

Page 21 of 34GCAL Report#: 215091203



 

Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPBRW-1 
Collect Date  09/11/2015 11:20 GCAL ID  21509120305 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:18 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 1.32J 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 1.41J 0.200 5.00 ug/L 
67-64-1 Acetone 7.84 0.500 5.00 ug/L 
71-43-2 Benzene 0.401J 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 6.19 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 6.40 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.868J 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.57 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPBRW-1 
Collect Date  09/11/2015 11:20 GCAL ID  21509120305 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:18 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.5 ug/L 101 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.1 ug/L 102 77 - 127 
2037-26-5 Toluene d8 50 53.6 ug/L 107 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 47.3 ug/L 95 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 09:13 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.838J 0.110 1.00 ug/L 
74-85-1 Ethene 6.31 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 40.7 ug/L 100 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 20:49 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 0.100U 0.100 0.200 mg/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

JPBRW-1 
Collect Date  09/11/2015 11:20 GCAL ID  21509120305 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/13/2015 13:28 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 35.4 0.500 2.00 mg/L 
14808-79-8 Sulfate 17.8 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 04:05 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 6.9 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
TRIP BLANK-4 

TRIP BLANK-4 
Collect Date  09/11/2015 00:01 GCAL ID  21509120306 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:37 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

TRIP BLANK-4 
Collect Date  09/11/2015 00:01 GCAL ID  21509120306 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:37 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 2.18J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

TRIP BLANK-4 
Collect Date  09/11/2015 00:01 GCAL ID  21509120306 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:37 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.2 ug/L 100 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.3 ug/L 101 77 - 127 
2037-26-5 Toluene d8 50 52.9 ug/L 106 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 46.4 ug/L 93 71 - 127 

 
EB-1 

EB-1 
Collect Date  09/11/2015 12:30 GCAL ID  21509120307 

Receive Date  09/12/2015 09:43 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:57 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

EB-1 
Collect Date  09/11/2015 12:30 GCAL ID  21509120307 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 15:57 JCK 567620 

  
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 0.748J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50.1 ug/L 100 78 - 130 
1868-53-7 Dibromofluoromethane 50 49.8 ug/L 100 77 - 127 
2037-26-5 Toluene d8 50 51.8 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 47.9 ug/L 96 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 09:25 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 

Page 27 of 34GCAL Report#: 215091203



 

Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

Sample Results 
  

EB-1 
Collect Date  09/11/2015 12:30 GCAL ID  21509120307 

Receive Date  09/12/2015 09:43 Matrix  Water 

EPA RSK-175 (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 09:25 BMR 567888 

  
CAS# Parameter Result DL LOQ Units 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 34.1 ug/L 84 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/12/2015 21:24 DMT 567544 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 0.064J 0.050 0.200 mg/L 
14797-55-8 Nitrate 0.100U 0.100 0.200 mg/L 
14808-79-8 Sulfate 0.100U 0.100 0.200 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 05:55 JEM 567611 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.2J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/14/2015 13:26 WRR 567630 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

QC Summary 

GC/MS Volatiles QC Summary 
GC/MS Volatiles 

Analytical Batch  
567620  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567620  
1486232  
MB  
NA  
09/14/2015 11:37  
Water  

 

LCS567620  
1486233  
LCS  
NA  
09/14/2015 10:18  
Water  

 

LCSD567620  
1486234  
LCSD  
NA  
09/14/2015 10:38  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 53.8 108 76 - 126  50.0 52.1 104 3  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 42.2 84  70 - 122  50.0 43.7 87  3  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 51.5 103 72 - 121  50.0 51.5 103 0  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 50.8 102 74 - 127  50.0 49.5 99  3  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 54.4 109 69 - 129  50.0 51.9 104 5  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 51.4 103 61 - 135  50.0 50.5 101 2  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 48.5 97  57 - 121  50.0 52.9 106 9  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 52.7 105 70 - 124  50.0 53.4 107 1  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 50.1 100 71 - 126  50.0 50.5 101 1  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 49.0 98  71 - 129  50.0 47.8 96  2  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 49.0 98  72 - 128  50.0 46.9 94  4  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 50.3 101 74 - 126  50.0 50.0 100 1  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 50.5 101 72 - 122  50.0 49.9 100 1  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 45.4 91  58 - 137  50.0 48.1 96  6  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 46.7 93  56 - 124  50.0 46.8 94  0  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 48.6 97  50 - 135  50.0 51.2 102 5  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 47.1 94  57 - 132  50.0 49.5 99  5  30  
Acetone  67-64-1  0.500U 0.500 50.0 45.8 92  44 - 156  50.0 46.9 94  2  30  
Benzene  71-43-2  0.200U 0.200 50.0 49.4 99  70 - 129  50.0 47.6 95  4  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 50.7 101 74 - 125  50.0 49.7 99  2  30  
Bromoform  75-25-2  0.250U 0.250 50.0 52.3 105 64 - 122  50.0 53.7 107 3  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 52.2 104 47 - 138  50.0 52.1 104 0  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 52.7 105 69 - 136  50.0 51.3 103 3  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 53.2 106 76 - 128  50.0 51.0 102 4  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 51.4 103 74 - 123  50.0 50.1 100 3  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 50.9 102 62 - 141  50.0 48.7 97  4  30  
Chloroform  67-66-3  0.200U 0.200 50.0 48.7 97  75 - 122  50.0 47.7 95  2  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 51.1 102 59 - 132  50.0 48.0 96  6  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 49.2 98  73 - 130  50.0 47.3 95  4  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 52.7 105 71 - 132  50.0 52.1 104 1  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 56.0 112 69 - 132  50.0 53.0 106 6  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 53.3 107 71 - 123  50.0 53.3 107 0  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 53.5 107 58 - 140  50.0 50.8 102 5  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 52.5 105 74 - 126  50.0 50.8 102 3  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 55.7 111 71 - 125  50.0 54.8 110 2  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 107 107 74 - 126  100 104 104 3  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 42.3 85  57 - 139  50.0 44.7 89  6  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 57.0 114 67 - 138  50.0 53.3 107 7  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 48.2 96  68 - 132  50.0 46.2 92  4  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 55.0 110 73 - 130  50.0 54.9 110 0  30  
Styrene  100-42-5  0.200U 0.200 50.0 57.0 114 71 - 127  50.0 56.0 112 2  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 51.4 103 71 - 125  50.0 51.2 102 0  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 57.7 115 68 - 128  50.0 55.0 110 5  30  
Toluene  108-88-3  0.200U 0.200 50.0 53.2 106 72 - 120  50.0 51.7 103 3  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 51.8 104 69 - 132  50.0 49.4 99  5  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 53.0 106 71 - 131  50.0 52.2 104 2  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 54.8 110 76 - 129  50.0 52.5 105 4  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 53.3 107 72 - 136  50.0 51.4 103 4  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 55.1 110 72 - 136  50.0 52.1 104 6  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 52.1 104 54 - 147  50.0 49.7 99  5  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 48.0 96  68 - 132  50.0 46.1 92  4  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 162 108 74 - 127  150 158 105 3  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  48.6 97 50 46.7 93  71 - 127  50 47 94  1  NA  
4-Bromofluorobenzene  460-00-4  52.1 104 50 54.8 110 78 - 130  50 55.3 111 1  NA  
Dibromofluoromethane  1868-53-7  50.7 101 50 50.5 101 77 - 127  50 50 100 1  NA  
Toluene d8  2037-26-5  51.6 103 50 50.3 101 76 - 134  50 49.7 99  1  NA  
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

GC Volatiles QC Summary 
GC Volatiles 

Analytical Batch  
567888  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567888  
1488384  
MB  
NA  
09/17/2015 07:27  
Water  

 

LCS567888  
1488385  
LCS  
NA  
09/17/2015 07:46  
Water  

 

LCSD567888  
1488386  
LCSD  
NA  
09/17/2015 07:51  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD  RPD 
Limit 

Ethane  74-84-0  0.110U 0.110 3.28 2.95 90  45 - 128  3.28 2.99 91  1  29  
Ethene  74-85-1  0.150U 0.150 3.06 2.66 87  45 - 134  3.06 2.69 88  1  25  
Methane  74-82-8  0.435U 0.435 17.5 14.9 85  39 - 120  17.5 15.1 86  1  27  
Surrogate                                
Propene  115-07-1  28.7 71 40.5 27 67  40 - 143  40.5 26.8 66  1  NA  
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

General Chemistry QC Summary 
General Chemistry 

Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567630  
1486260  
MB  
NA  
09/14/2015 13:26  
Water  

 

LCS567630  
1486261  
LCS  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  2.00U 2.00 25.0 24.1 96  80 - 120  

 
Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFDR-2  
21509101003  
SAMPLE  
NA  
09/14/2015 13:26  
Water  

 

1485278MS  
1486262  
MS  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Sulfide  18496-25-8  0.000 2.00 25.0 22.4 90  75 - 125  

 
Analytical Batch  
567630  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFMW-10  
21509101007  
SAMPLE  
NA  
09/14/2015 13:26  
Water  

 

1485282DUP  
1486263  
DUP  
NA  
09/14/2015 13:26  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL Result RPD  RPD 

Limit  
Sulfide  18496-25-8  0.000 2.00 0.000 0  25  

 
Analytical Batch  
567544  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567544  
1486019  
MB  
NA  
09/12/2015 20:15  
Water  

 

LCS567544  
1486020  
LCS  
NA  
09/12/2015 19:57  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Chloride  16887-00-6  0.050U 0.050 2.50 2.30 92  80 - 120  
Nitrate  14797-55-8  0.100U 0.100 2.50 2.31 92  80 - 120  
Sulfate  14808-79-8  0.100U 0.100 2.50 2.38 95  80 - 120  

 
Analytical Batch  
567544  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

RPMW-14  
21509120304  
SAMPLE  
NA  
09/13/2015 11:26  
Water  

 

1485909MS  
1486021  
MS  
NA  
09/13/2015 11:43  
Water  

 

1485909MSD  
1486022  
MSD  
NA  
09/13/2015 12:01  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Nitrate  14797-55-8  4.82 0.500 12.5 16.8 96  80 - 120  12.5 16.8 96  0  15  

 
Analytical Batch  
567611  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567611  
1486212  
MB  
NA  
09/14/2015 17:08  
Water  

 

LCS567611  
1486213  
LCS  
NA  
09/14/2015 16:08  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Total Organic Carbon  C-012  0.94J 0.30 50.0 48.7 97  80 - 120  
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Report#:  215091203   

Project ID:  Woodall Creek Report Date:  09/18/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
567611  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-CMW16S  
21509110401  
SAMPLE  
NA  
09/14/2015 17:42  
Water  

 

1485575MS  
1486214  
MS  
NA  
09/14/2015 18:08  
Water  

 

1485575MSD  
1486215  
MSD  
NA  
09/14/2015 18:32  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  14.9 1.5 250 256 97  75 - 125  250 258 97  1  25  

 
Analytical Batch  
567611  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

RPMW-14  
21509120304  
SAMPLE  
NA  
09/15/2015 00:37  
Water  

 

1485909MS  
1486216  
MS  
NA  
09/15/2015 01:02  
Water  

 

1485909MSD  
1486217  
MSD  
NA  
09/15/2015 01:30  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  0.75 0.30 50.0 51.8 102 75 - 125  50.0 53.9 106 4  25  
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Laboratory Endorsement 
 
Sample analysis was performed in accordance with approved methodologies provided by the Environmental Protection Agency or other recognized 
agencies. The samples and their corresponding extracts will be maintained for a period of 30 days unless otherwise arranged. Following this 
retention period the samples will be disposed in accordance with GCAL's Standard Operating Procedures. 
 

Common Abbreviations that may be Utilized in this Report 
 

ND  Indicates the result was Not Detected at the specified reporting limit 
DO  Indicates the result was Diluted Out 
MI  Indicates the result was subject to Matrix Interference 
TNTC  Indicates the result was Too Numerous To Count 
SUBC  Indicates the analysis was Sub-Contracted 
FLD  Indicates the analysis was performed in the Field 
DL  Detection Limit 
DL Diluted analysis – when appended to Client Sample ID 
LOD  Limit of Detection 
LOQ  Limit of Quantitation 
RE Re-analysis 
N Metals Matrix Spike or Matrix Spike Duplicate Recovery is outside control limits 
00:00  Reported as a time equivalent to 12:00 AM 

 
Reporting Flags that may be Utilized in this Report 

 
J or I Indicates the result is between the MDL and LOQ 
U Indicates the compound was analyzed for but not detected 
B  Indicates the analyte was detected in the associated Method Blank 
Q Indicates a non-compliant QC Result (See Q Flag Application Report) 
* Indicates a non-compliant or not applicable QC recovery or RPD 

 
 
Sample receipt at GCAL is documented through the attached chain of custody. In accordance with NELAC, this report shall be reproduced only in 
full and with the written permission of GCAL. The results contained within this report relate only to the samples reported. The documented results 
are presented within this report. 
 
 
This report pertains only to the samples listed in the Report Sample Summary and should be retained as a permanent record thereof. The results 
contained within this report are intended for the use of the client. Any unauthorized use of the information contained in this report is prohibited. 
 
 
I certify that this data package is in compliance with the NELAC standard and terms and conditions of the contract and Statement of Work both 
technically and for completeness, for other than the conditions in the case narrative. Release of the data contained in this hardcopy data package 
and in the computer readable data submitted has been authorized by the Quality Assurance Manager or his/her designee, as verified by the 
following signature. 
 
 
Estimated uncertainty of measurement is available upon request. This report is in compliance with the DOD QSM as specified in the contract if 
applicable. 

 

 
 
 
Authorized Signature 
GCAL Report 215091509 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Case Narrative 

Client: AMEC Environment & Infrastructure, Inc.        Report: 215091509 

Gulf Coast Analytical Laboratories received and analyzed the sample(s) listed 
on the Report Sample Summary page of this report. Receipt of the sample(s) is documented 
by the attached chain of custody. This applies only to the sample(s) listed in this report. 
No sample integrity or quality control exceptions were identified unless noted below. 

VOLATILES MASS SPECTROMETRY 

In the EPA 8260B analysis, samples 21509150902 (MTWMW-4), 21509150903 (RPMW-15) and 
21509150904 (RPMW-24) had to be diluted to bracket the concentration of target compounds 
within the calibration range of the instrument. The dilution is reflected in elevated detection limits. 

VOLATILES GAS CHROMATOGRAPHY 

In the EPA RSK-175 analysis for analytical batch 568186, the MS/MSD recoveries and RPDs are 
not applicable because the spike was diluted out of the samples. The LCS recovery is acceptable. 

CONVENTIONALS 

In the EPA 9056A analysis, samples 21509150901 (JPMW-23), 21509150903 (RPMW-15), 
21509150902 (MTWMW-4) and 21509150904 (RPMW-24) had to be diluted in order to bracket 
the concentration within the calibration range of the instrument. 

In the EPA 9060A analysis, sample 21509150901 (JPMW-23) had to be diluted in order to bracket 
the Total Carbon and/or Total Inorganic Carbon concentrations within the calibration range of the 
instrument. The Total Organic Carbon is based on the difference between the Total Carbon and 
the Inorganic Carbon. The dilution is reflected in the elevated reporting limit. 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Summary 

GCAL ID  Client ID  Matrix  Collect Date/Time  Receive Date/Time  
21509150901 JPMW-23 Water 09/14/2015 12:42 09/15/2015 09:52 
21509150902 MTWMW-4 Water 09/14/2015 16:07 09/15/2015 09:52 
21509150903 RPMW-15 Water 09/14/2015 13:20 09/15/2015 09:52 
21509150904 RPMW-24 Water 09/14/2015 17:10 09/15/2015 09:52 
21509150905 TRIP BLANK-5 Water 09/14/2015 00:01 09/15/2015 09:52 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Detect Summary 

Summary of Compounds Detected 
JPMW-23 

JPMW-23 
Collect Date  09/14/2015 12:42 GCAL ID  21509150901 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-35-4 1,1-Dichloroethene 0.354J 0.200 5.00 ug/L 
67-66-3 Chloroform 1.32J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 17.2 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 85.5 0.200 5.00 ug/L 
79-01-6 Trichloroethene 17.1 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 1.13J 0.200 5.00 ug/L 

 
EPA RSK-175 

EPA RSK-175 
CAS# Parameter Result DL LOQ Units 
74-82-8 Methane 43.2 0.435 2.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 6.87 0.500 2.00 mg/L 
14797-55-8 Nitrate 0.293 0.100 0.200 mg/L 
14808-79-8 Sulfate 8.85 0.100 0.200 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 7.1 0.60 4.0 mg/L 

 
MTWMW-4 

MTWMW-4 
Collect Date  09/14/2015 16:07 GCAL ID  21509150902 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 7.16J 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 41.3 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 254 0.400 10.0 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Summary of Compounds Detected 
  

MTWMW-4 
Collect Date  09/14/2015 16:07 GCAL ID  21509150902 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
CAS# Parameter Result DL LOQ Units 
79-01-6 Trichloroethene 60.2 0.400 10.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 15.5 1.00 4.00 mg/L 
14797-55-8 Nitrate 2.35 0.100 0.200 mg/L 
14808-79-8 Sulfate 27.3 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.44J 0.30 2.0 mg/L 

 
RPMW-15 

RPMW-15 
Collect Date  09/14/2015 13:20 GCAL ID  21509150903 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 2.14J 1.00 25.0 ug/L 
127-18-4 Tetrachloroethene 440 1.00 25.0 ug/L 
79-01-6 Trichloroethene 134 1.00 25.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 23.9 1.00 4.00 mg/L 
14797-55-8 Nitrate 2.37 0.100 0.200 mg/L 
14808-79-8 Sulfate 22.2 2.00 4.00 mg/L 

 
  

Page 6 of 27GCAL Report#: 215091509



 

Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Summary of Compounds Detected 
RPMW-24 

RPMW-24 
Collect Date  09/14/2015 17:10 GCAL ID  21509150904 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 21.2J 1.00 25.0 ug/L 
127-18-4 Tetrachloroethene 829 1.00 25.0 ug/L 
79-01-6 Trichloroethene 207 1.00 25.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 25.6 2.50 10.0 mg/L 
14797-55-8 Nitrate 4.94 0.200 0.400 mg/L 
14808-79-8 Sulfate 40.5 5.00 10.0 mg/L 

 
TRIP BLANK-5 

TRIP BLANK-5 
Collect Date  09/14/2015 00:01 GCAL ID  21509150905 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
108-88-3 Toluene 2.14J 0.200 5.00 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 

Sample Results 
JPMW-23 

JPMW-23 
Collect Date  09/14/2015 12:42 GCAL ID  21509150901 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 13:40 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.354J 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 1.32J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 17.2 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 85.5 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 17.1 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

JPMW-23 
Collect Date  09/14/2015 12:42 GCAL ID  21509150901 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 13:40 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 1.13J 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 50 ug/L 100 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.9 ug/L 102 77 - 127 
2037-26-5 Toluene d8 50 52 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 46.4 ug/L 93 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 06:57 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 43.2 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 37.7 ug/L 93 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 18:10 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 0.293 0.100 0.200 mg/L 
14808-79-8 Sulfate 8.85 0.100 0.200 mg/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

JPMW-23 
Collect Date  09/14/2015 12:42 GCAL ID  21509150901 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/15/2015 21:39 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 6.87 0.500 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/15/2015 16:28 JEM 567733 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 7.1 0.60 4.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
MTWMW-4 

MTWMW-4 
Collect Date  09/14/2015 16:07 GCAL ID  21509150902 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/15/2015 18:37 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.400U 0.400 10.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.400U 0.400 10.0 ug/L 
79-00-5 1,1,2-Trichloroethane 0.400U 0.400 10.0 ug/L 
75-34-3 1,1-Dichloroethane 0.400U 0.400 10.0 ug/L 
75-35-4 1,1-Dichloroethene 0.400U 0.400 10.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.400U 0.400 10.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.400U 0.400 10.0 ug/L 
106-93-4 1,2-Dibromoethane 0.400U 0.400 10.0 ug/L 
95-50-1 1,2-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
107-06-2 1,2-Dichloroethane 0.400U 0.400 10.0 ug/L 
78-87-5 1,2-Dichloropropane 0.400U 0.400 10.0 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

MTWMW-4 
Collect Date  09/14/2015 16:07 GCAL ID  21509150902 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/15/2015 18:37 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
541-73-1 1,3-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
106-46-7 1,4-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
78-93-3 2-Butanone 0.400U 0.400 10.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 2.00U 2.00 10.0 ug/L 
591-78-6 2-Hexanone 1.00U 1.00 10.0 ug/L 
108-10-1 4-Methyl-2-pentanone 0.400U 0.400 10.0 ug/L 
67-64-1 Acetone 1.00U 1.00 10.0 ug/L 
71-43-2 Benzene 0.400U 0.400 10.0 ug/L 
75-27-4 Bromodichloromethane 0.400U 0.400 10.0 ug/L 
75-25-2 Bromoform 0.500U 0.500 10.0 ug/L 
74-83-9 Bromomethane 1.00U 1.00 10.0 ug/L 
75-15-0 Carbon disulfide 0.400U 0.400 10.0 ug/L 
56-23-5 Carbon tetrachloride 0.500U 0.500 10.0 ug/L 
108-90-7 Chlorobenzene 0.400U 0.400 10.0 ug/L 
75-00-3 Chloroethane 0.500U 0.500 10.0 ug/L 
67-66-3 Chloroform 7.16J 0.400 10.0 ug/L 
74-87-3 Chloromethane 0.400U 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 41.3 0.400 10.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
110-82-7 Cyclohexane 1.00U 1.00 10.0 ug/L 
124-48-1 Dibromochloromethane 0.400U 0.400 10.0 ug/L 
75-71-8 Dichlorodifluoromethane 0.400U 0.400 10.0 ug/L 
100-41-4 Ethylbenzene 0.400U 0.400 10.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.400U 0.400 10.0 ug/L 
136777-61-2 m,p-Xylene 0.400U 0.400 20.0 ug/L 
79-20-9 Methyl Acetate 2.00U 2.00 10.0 ug/L 
108-87-2 Methylcyclohexane 0.400U 0.400 10.0 ug/L 
75-09-2 Methylene chloride 0.400U 0.400 10.0 ug/L 
95-47-6 o-Xylene 0.400U 0.400 10.0 ug/L 
100-42-5 Styrene 0.400U 0.400 10.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.400U 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 254 0.400 10.0 ug/L 
108-88-3 Toluene 0.400U 0.400 10.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.400U 0.400 10.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
79-01-6 Trichloroethene 60.2 0.400 10.0 ug/L 
75-69-4 Trichlorofluoromethane 0.400U 0.400 10.0 ug/L 
76-13-1 Trichlorotrifluoroethane 0.400U 0.400 10.0 ug/L 
108-05-4 Vinyl acetate 0.400U 0.400 10.0 ug/L 
75-01-4 Vinyl chloride 0.400U 0.400 10.0 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

MTWMW-4 
Collect Date  09/14/2015 16:07 GCAL ID  21509150902 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/15/2015 18:37 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.800U 0.800 30.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 100 112 ug/L 112 78 - 130 
1868-53-7 Dibromofluoromethane 100 99.8 ug/L 100 77 - 127 
2037-26-5 Toluene d8 100 106 ug/L 106 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 100 92.8 ug/L 93 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 07:03 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 29.7 ug/L 73 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 18:45 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 2.35 0.100 0.200 mg/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

MTWMW-4 
Collect Date  09/14/2015 16:07 GCAL ID  21509150902 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/15/2015 22:14 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 15.5 1.00 4.00 mg/L 
14808-79-8 Sulfate 27.3 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 16:53 JEM 567733 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.44J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
RPMW-15 

RPMW-15 
Collect Date  09/14/2015 13:20 GCAL ID  21509150903 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 18:59 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 1.00U 1.00 25.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 1.00U 1.00 25.0 ug/L 
79-00-5 1,1,2-Trichloroethane 1.00U 1.00 25.0 ug/L 
75-34-3 1,1-Dichloroethane 1.00U 1.00 25.0 ug/L 
75-35-4 1,1-Dichloroethene 1.00U 1.00 25.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 1.00U 1.00 25.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 1.00U 1.00 25.0 ug/L 
106-93-4 1,2-Dibromoethane 1.00U 1.00 25.0 ug/L 
95-50-1 1,2-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
107-06-2 1,2-Dichloroethane 1.00U 1.00 25.0 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

RPMW-15 
Collect Date  09/14/2015 13:20 GCAL ID  21509150903 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 18:59 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 1.00U 1.00 25.0 ug/L 
541-73-1 1,3-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
106-46-7 1,4-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
78-93-3 2-Butanone 1.00U 1.00 25.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 5.00U 5.00 25.0 ug/L 
591-78-6 2-Hexanone 2.50U 2.50 25.0 ug/L 
108-10-1 4-Methyl-2-pentanone 1.00U 1.00 25.0 ug/L 
67-64-1 Acetone 2.50U 2.50 25.0 ug/L 
71-43-2 Benzene 1.00U 1.00 25.0 ug/L 
75-27-4 Bromodichloromethane 1.00U 1.00 25.0 ug/L 
75-25-2 Bromoform 1.25U 1.25 25.0 ug/L 
74-83-9 Bromomethane 2.50U 2.50 25.0 ug/L 
75-15-0 Carbon disulfide 1.00U 1.00 25.0 ug/L 
56-23-5 Carbon tetrachloride 1.25U 1.25 25.0 ug/L 
108-90-7 Chlorobenzene 1.00U 1.00 25.0 ug/L 
75-00-3 Chloroethane 1.25U 1.25 25.0 ug/L 
67-66-3 Chloroform 1.00U 1.00 25.0 ug/L 
74-87-3 Chloromethane 1.00U 1.00 25.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.14J 1.00 25.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 1.00U 1.00 25.0 ug/L 
110-82-7 Cyclohexane 2.50U 2.50 25.0 ug/L 
124-48-1 Dibromochloromethane 1.00U 1.00 25.0 ug/L 
75-71-8 Dichlorodifluoromethane 1.00U 1.00 25.0 ug/L 
100-41-4 Ethylbenzene 1.00U 1.00 25.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 1.00U 1.00 25.0 ug/L 
136777-61-2 m,p-Xylene 1.00U 1.00 50.0 ug/L 
79-20-9 Methyl Acetate 5.00U 5.00 25.0 ug/L 
108-87-2 Methylcyclohexane 1.00U 1.00 25.0 ug/L 
75-09-2 Methylene chloride 1.00U 1.00 25.0 ug/L 
95-47-6 o-Xylene 1.00U 1.00 25.0 ug/L 
100-42-5 Styrene 1.00U 1.00 25.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 1.00U 1.00 25.0 ug/L 
127-18-4 Tetrachloroethene 440 1.00 25.0 ug/L 
108-88-3 Toluene 1.00U 1.00 25.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 1.00U 1.00 25.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 1.00U 1.00 25.0 ug/L 
79-01-6 Trichloroethene 134 1.00 25.0 ug/L 
75-69-4 Trichlorofluoromethane 1.00U 1.00 25.0 ug/L 
76-13-1 Trichlorotrifluoroethane 1.00U 1.00 25.0 ug/L 
108-05-4 Vinyl acetate 1.00U 1.00 25.0 ug/L 
75-01-4 Vinyl chloride 1.00U 1.00 25.0 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

RPMW-15 
Collect Date  09/14/2015 13:20 GCAL ID  21509150903 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 18:59 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 2.00U 2.00 75.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 250 276 ug/L 110 78 - 130 
1868-53-7 Dibromofluoromethane 250 247 ug/L 99 77 - 127 
2037-26-5 Toluene d8 250 264 ug/L 106 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 250 230 ug/L 92 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 07:13 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 30.1 ug/L 74 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 18:28 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 2.37 0.100 0.200 mg/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

RPMW-15 
Collect Date  09/14/2015 13:20 GCAL ID  21509150903 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/15/2015 21:57 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 23.9 1.00 4.00 mg/L 
14808-79-8 Sulfate 22.2 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 17:17 JEM 567733 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
RPMW-24 

RPMW-24 
Collect Date  09/14/2015 17:10 GCAL ID  21509150904 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 19:21 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 1.00U 1.00 25.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 1.00U 1.00 25.0 ug/L 
79-00-5 1,1,2-Trichloroethane 1.00U 1.00 25.0 ug/L 
75-34-3 1,1-Dichloroethane 1.00U 1.00 25.0 ug/L 
75-35-4 1,1-Dichloroethene 1.00U 1.00 25.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 1.00U 1.00 25.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 1.00U 1.00 25.0 ug/L 
106-93-4 1,2-Dibromoethane 1.00U 1.00 25.0 ug/L 
95-50-1 1,2-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
107-06-2 1,2-Dichloroethane 1.00U 1.00 25.0 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

RPMW-24 
Collect Date  09/14/2015 17:10 GCAL ID  21509150904 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 19:21 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 1.00U 1.00 25.0 ug/L 
541-73-1 1,3-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
106-46-7 1,4-Dichlorobenzene 1.00U 1.00 25.0 ug/L 
78-93-3 2-Butanone 1.00U 1.00 25.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 5.00U 5.00 25.0 ug/L 
591-78-6 2-Hexanone 2.50U 2.50 25.0 ug/L 
108-10-1 4-Methyl-2-pentanone 1.00U 1.00 25.0 ug/L 
67-64-1 Acetone 2.50U 2.50 25.0 ug/L 
71-43-2 Benzene 1.00U 1.00 25.0 ug/L 
75-27-4 Bromodichloromethane 1.00U 1.00 25.0 ug/L 
75-25-2 Bromoform 1.25U 1.25 25.0 ug/L 
74-83-9 Bromomethane 2.50U 2.50 25.0 ug/L 
75-15-0 Carbon disulfide 1.00U 1.00 25.0 ug/L 
56-23-5 Carbon tetrachloride 1.25U 1.25 25.0 ug/L 
108-90-7 Chlorobenzene 1.00U 1.00 25.0 ug/L 
75-00-3 Chloroethane 1.25U 1.25 25.0 ug/L 
67-66-3 Chloroform 1.00U 1.00 25.0 ug/L 
74-87-3 Chloromethane 1.00U 1.00 25.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 21.2J 1.00 25.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 1.00U 1.00 25.0 ug/L 
110-82-7 Cyclohexane 2.50U 2.50 25.0 ug/L 
124-48-1 Dibromochloromethane 1.00U 1.00 25.0 ug/L 
75-71-8 Dichlorodifluoromethane 1.00U 1.00 25.0 ug/L 
100-41-4 Ethylbenzene 1.00U 1.00 25.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 1.00U 1.00 25.0 ug/L 
136777-61-2 m,p-Xylene 1.00U 1.00 50.0 ug/L 
79-20-9 Methyl Acetate 5.00U 5.00 25.0 ug/L 
108-87-2 Methylcyclohexane 1.00U 1.00 25.0 ug/L 
75-09-2 Methylene chloride 1.00U 1.00 25.0 ug/L 
95-47-6 o-Xylene 1.00U 1.00 25.0 ug/L 
100-42-5 Styrene 1.00U 1.00 25.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 1.00U 1.00 25.0 ug/L 
127-18-4 Tetrachloroethene 829 1.00 25.0 ug/L 
108-88-3 Toluene 1.00U 1.00 25.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 1.00U 1.00 25.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 1.00U 1.00 25.0 ug/L 
79-01-6 Trichloroethene 207 1.00 25.0 ug/L 
75-69-4 Trichlorofluoromethane 1.00U 1.00 25.0 ug/L 
76-13-1 Trichlorotrifluoroethane 1.00U 1.00 25.0 ug/L 
108-05-4 Vinyl acetate 1.00U 1.00 25.0 ug/L 
75-01-4 Vinyl chloride 1.00U 1.00 25.0 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

RPMW-24 
Collect Date  09/14/2015 17:10 GCAL ID  21509150904 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/15/2015 19:21 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 2.00U 2.00 75.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 250 274 ug/L 110 78 - 130 
1868-53-7 Dibromofluoromethane 250 244 ug/L 98 77 - 127 
2037-26-5 Toluene d8 250 267 ug/L 107 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 250 229 ug/L 92 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 07:29 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 38.8 ug/L 96 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/16/2015 09:50 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 4.94 0.200 0.400 mg/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

RPMW-24 
Collect Date  09/14/2015 17:10 GCAL ID  21509150904 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 50 09/15/2015 22:32 RXJ 567728 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 25.6 2.50 10.0 mg/L 
14808-79-8 Sulfate 40.5 5.00 10.0 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 17:43 JEM 567733 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
TRIP BLANK-5 

TRIP BLANK-5 
Collect Date  09/14/2015 00:01 GCAL ID  21509150905 

Receive Date  09/15/2015 09:52 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 13:21 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

TRIP BLANK-5 
Collect Date  09/14/2015 00:01 GCAL ID  21509150905 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 13:21 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 2.14J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

TRIP BLANK-5 
Collect Date  09/14/2015 00:01 GCAL ID  21509150905 

Receive Date  09/15/2015 09:52 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/15/2015 13:21 CJR 567731 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 52.2 ug/L 104 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.3 ug/L 101 77 - 127 
2037-26-5 Toluene d8 50 52.3 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 46.6 ug/L 93 71 - 127 
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

QC Summary 

GC/MS Volatiles QC Summary 
GC/MS Volatiles 

Analytical Batch  
567731  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567731  
1487174  
MB  
NA  
09/15/2015 12:31  
Water  

 

LCS567731  
1487175  
LCS  
NA  
09/15/2015 11:13  
Water  

 

LCSD567731  
1487176  
LCSD  
NA  
09/15/2015 11:32  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 53.5 107 76 - 126  50.0 54.8 110 2  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 44.7 89  70 - 122  50.0 48.0 96  7  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 54.1 108 72 - 121  50.0 58.2 116 7  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 50.4 101 74 - 127  50.0 51.5 103 2  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 56.7 113 69 - 129  50.0 53.2 106 6  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 52.8 106 61 - 135  50.0 53.8 108 2  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 52.0 104 57 - 121  50.0 57.8 116 11  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 54.5 109 70 - 124  50.0 58.6 117 7  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 52.8 106 71 - 126  50.0 53.4 107 1  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 47.7 95  71 - 129  50.0 49.0 98  3  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 48.7 97  72 - 128  50.0 49.9 100 2  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 52.0 104 74 - 126  50.0 52.6 105 1  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 51.9 104 72 - 122  50.0 53.3 107 3  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 46.9 94  58 - 137  50.0 52.6 105 11  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 47.2 94  56 - 124  50.0 49.4 99  5  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 49.8 100 50 - 135  50.0 56.6 113 13  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 48.1 96  57 - 132  50.0 54.5 109 12  30  
Acetone  67-64-1  0.500U 0.500 50.0 45.0 90  44 - 156  50.0 50.2 100 11  30  
Benzene  71-43-2  0.200U 0.200 50.0 49.7 99  70 - 129  50.0 51.1 102 3  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 51.4 103 74 - 125  50.0 53.4 107 4  30  
Bromoform  75-25-2  0.250U 0.250 50.0 54.8 110 64 - 122  50.0 58.4 117 6  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 57.0 114 47 - 138  50.0 56.7 113 1  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 53.7 107 69 - 136  50.0 53.4 107 1  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 53.3 107 76 - 128  50.0 54.3 109 2  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 52.8 106 74 - 123  50.0 54.6 109 3  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 52.8 106 62 - 141  50.0 51.8 104 2  30  
Chloroform  67-66-3  0.200U 0.200 50.0 49.1 98  75 - 122  50.0 49.8 100 1  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 49.7 99  59 - 132  50.0 48.8 98  2  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 48.5 97  73 - 130  50.0 49.6 99  2  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 54.1 108 71 - 132  50.0 54.5 109 1  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 55.7 111 69 - 132  50.0 55.6 111 0  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 55.3 111 71 - 123  50.0 59.3 119 7  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 53.2 106 58 - 140  50.0 52.2 104 2  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 53.6 107 74 - 126  50.0 56.3 113 5  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 56.7 113 71 - 125  50.0 59.1 118 4  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 108 108 74 - 126  100 113 113 5  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 45.6 91  57 - 139  50.0 49.1 98  7  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 57.9 116 67 - 138  50.0 57.9 116 0  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 47.2 94  68 - 132  50.0 47.1 94  0  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 56.3 113 73 - 130  50.0 59.7 119 6  30  
Styrene  100-42-5  0.200U 0.200 50.0 58.4 117 71 - 127  50.0 60.9 122 4  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 52.2 104 71 - 125  50.0 54.4 109 4  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 61.1 122 68 - 128  50.0 61.5 123 1  30  
Toluene  108-88-3  0.200U 0.200 50.0 54.8 110 72 - 120  50.0 56.7 113 3  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 51.6 103 69 - 132  50.0 52.1 104 1  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 53.8 108 71 - 131  50.0 55.2 110 3  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 56.8 114 76 - 129  50.0 58.5 117 3  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 54.3 109 72 - 136  50.0 54.2 108 0  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 55.3 111 72 - 136  50.0 54.6 109 1  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 48.6 97  54 - 147  50.0 49.6 99  2  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 48.7 97  68 - 132  50.0 48.7 97  0  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 164 109 74 - 127  150 173 115 5  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  46 92 50 46.2 92  71 - 127  50 46.5 93  1  NA  
4-Bromofluorobenzene  460-00-4  52.2 104 50 55.8 112 78 - 130  50 56.7 113 2  NA  
Dibromofluoromethane  1868-53-7  50.6 101 50 50.6 101 77 - 127  50 51.2 102 1  NA  
Toluene d8  2037-26-5  52.9 106 50 51 102 76 - 134  50 51.4 103 1  NA  
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

GC Volatiles QC Summary 
GC Volatiles 

Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB568186  
1489720  
MB  
NA  
09/21/2015 05:52  
Water  

 

LCS568186  
1489721  
LCS  
NA  
09/21/2015 06:09  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Ethane  74-84-0  0.110U 0.110 3.28 2.51 77  45 - 128  
Ethene  74-85-1  0.150U 0.150 3.06 2.26 74  45 - 134  
Methane  74-82-8  0.435U 0.435 17.5 12.6 72  39 - 120  
Surrogate                   
Propene  115-07-1  28.5 70 40.5 28.1 69  40 - 143  

 
Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

Sentinel 6  
21509105103  
SAMPLE  
NA  
09/21/2015 07:51  
Water  

 

Sentinel 6 MS  
21509105104  
MS  
NA  
09/21/2015 08:07  
Water  

 

Sentinel 6 MSD  
21509105105  
MSD  
NA  
09/21/2015 08:11  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Ethane  74-84-0  0.00 0.110 3.28 2.97 91  45 - 128  3.28 2.84 87  4  29  
Ethene  74-85-1  0.00 0.150 3.06 2.77 91  45 - 134  3.06 2.64 86  5  25  
Methane  74-82-8  22.5 0.435 17.5 42.3 113 39 - 120  17.5 41.2 107 3  27  
Surrogate                                
Propene  115-07-1  34.6 85 40.5 30.7 76  40 - 143  40.5 29.3 72  5  NA  

 
Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

PZ-42  
21509105202  
SAMPLE  
NA  
09/21/2015 08:24  
Water  

 

PZ-42 MS  
21509105203  
MS  
NA  
09/21/2015 08:34  
Water  

 

PZ-42 MSD  
21509105204  
MSD  
NA  
09/21/2015 08:43  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Ethane  74-84-0  0.00 0.110 3.28 3.27 100 45 - 128  3.28 3.09 94  6  29  
Ethene  74-85-1  0.00 0.150 3.06 3.00 98  45 - 134  3.06 2.95 96  2  25  
Surrogate                                
Propene  115-07-1  32.1 79 40.5 31.9 79  40 - 143  40.5 31 77  3  NA  

 
Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

PZ-42  
21509105202  
SAMPLE  
NA  
09/21/2015 09:01  
Water  

 

PZ-42 MS  
21509105203  
MS  
NA  
09/21/2015 09:06  
Water  

 

PZ-42 MSD  
21509105204  
MSD  
NA  
09/21/2015 09:18  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R  Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Methane  74-82-8  162 4.35 17.5 160 -11* 39 - 120  17.5 164 11* 2  27  
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

General Chemistry QC Summary 
General Chemistry 

Analytical Batch  
567926  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567926  
1488631  
MB  
NA  
09/18/2015 07:45  
Water  

 

LCS567926  
1488632  
LCS  
NA  
09/18/2015 07:45  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R  Control 

Limits%R  
Sulfide  18496-25-8  2.00U 2.00 25.0 27.7 111 80 - 120  

 
Analytical Batch  
567926  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

JPMW-23  
21509150901  
SAMPLE  
NA  
09/18/2015 07:45  
Water  

 

1487041MS  
1488633  
MS  
NA  
09/18/2015 07:45  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R  Control 

Limits%R  
Sulfide  18496-25-8  0.000 2.00 25.0 27.9 112 75 - 125  

 
Analytical Batch  
567926  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MTWMW-4  
21509150902  
SAMPLE  
NA  
09/18/2015 07:45  
Water  

 

1487051DUP  
1488634  
DUP  
NA  
09/18/2015 07:45  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL Result RPD  RPD 

Limit  
Sulfide  18496-25-8  0.000 2.00 0.000 0  25  

 
Analytical Batch  
567728  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567728  
1487164  
MB  
NA  
09/15/2015 16:26  
Water  

 

LCS567728  
1487165  
LCS  
NA  
09/15/2015 16:09  
Water  

 

LCSD567728  
1487683  
LCSD  
NA  
09/15/2015 19:20  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD  RPD 
Limit 

Chloride  16887-00-6  0.050U 0.050 2.50 2.24 90  80 - 120  2.50 2.42 97  8  15  
Nitrate  14797-55-8  0.100U 0.100 2.50 2.30 92  80 - 120  2.50 2.34 94  2  15  
Sulfate  14808-79-8  0.100U 0.100 2.50 2.42 97  80 - 120  2.50 2.46 98  2  15  

 
Analytical Batch  
567728  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SMFMW-18  
21509101001  
SAMPLE  
NA  
09/15/2015 22:49  
Water  

 

1485276MS  
1485325  
MS  
NA  
09/15/2015 23:06  
Water  

 

1485276MSD  
1485326  
MSD  
NA  
09/15/2015 23:24  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Sulfate  14808-79-8  605 10.0 250 861 102 80 - 120  250 856 100 1  15  

 
Analytical Batch  
567733  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567733  
1487189  
MB  
NA  
09/15/2015 13:46  
Water  

 

LCS567733  
1487190  
LCS  
NA  
09/15/2015 12:40  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Total Organic Carbon  C-012  0.40J 0.30 50.0 48.5 97  80 - 120  
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Report#:  215091509   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
567733  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-CMW14S  
21509120403  
SAMPLE  
NA  
09/15/2015 14:46  
Water  

 

1485912MS  
1487191  
MS  
NA  
09/15/2015 15:12  
Water  

 

1485912MSD  
1487192  
MSD  
NA  
09/15/2015 15:37  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  4.6 1.5 250 260 102 75 - 125  250 269 106 4  25  

 
Analytical Batch  
567733  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-CMW15S  
21509151603  
SAMPLE  
NA  
09/16/2015 09:50  
Water  

 

1487083MS  
1487193  
MS  
NA  
09/16/2015 10:16  
Water  

 

1487083MSD  
1487194  
MSD  
NA  
09/16/2015 10:40  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  25.7 3.0 500 528 100 75 - 125  500 541 103 2  25  
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Laboratory Endorsement 
 
Sample analysis was performed in accordance with approved methodologies provided by the Environmental Protection Agency or other recognized 
agencies. The samples and their corresponding extracts will be maintained for a period of 30 days unless otherwise arranged. Following this 
retention period the samples will be disposed in accordance with GCAL's Standard Operating Procedures. 
 

Common Abbreviations that may be Utilized in this Report 
 

ND  Indicates the result was Not Detected at the specified reporting limit 
DO  Indicates the result was Diluted Out 
MI  Indicates the result was subject to Matrix Interference 
TNTC  Indicates the result was Too Numerous To Count 
SUBC  Indicates the analysis was Sub-Contracted 
FLD  Indicates the analysis was performed in the Field 
DL  Detection Limit 
DL Diluted analysis – when appended to Client Sample ID 
LOD  Limit of Detection 
LOQ  Limit of Quantitation 
RE Re-analysis 
N Metals Matrix Spike or Matrix Spike Duplicate Recovery is outside control limits 
00:00  Reported as a time equivalent to 12:00 AM 

 
Reporting Flags that may be Utilized in this Report 

 
J or I Indicates the result is between the MDL and LOQ 
U Indicates the compound was analyzed for but not detected 
B  Indicates the analyte was detected in the associated Method Blank 
Q Indicates a non-compliant QC Result (See Q Flag Application Report) 
* Indicates a non-compliant or not applicable QC recovery or RPD 

 
 
Sample receipt at GCAL is documented through the attached chain of custody. In accordance with NELAC, this report shall be reproduced only in 
full and with the written permission of GCAL. The results contained within this report relate only to the samples reported. The documented results 
are presented within this report. 
 
 
This report pertains only to the samples listed in the Report Sample Summary and should be retained as a permanent record thereof. The results 
contained within this report are intended for the use of the client. Any unauthorized use of the information contained in this report is prohibited. 
 
 
I certify that this data package is in compliance with the NELAC standard and terms and conditions of the contract and Statement of Work both 
technically and for completeness, for other than the conditions in the case narrative. Release of the data contained in this hardcopy data package 
and in the computer readable data submitted has been authorized by the Quality Assurance Manager or his/her designee, as verified by the 
following signature. 
 
 
Estimated uncertainty of measurement is available upon request. This report is in compliance with the DOD QSM as specified in the contract if 
applicable. 

 

 
 
 
Authorized Signature 
GCAL Report 215091613 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Case Narrative 

Client: AMEC Environment & Infrastructure, Inc.        Report: 215091613 

Gulf Coast Analytical Laboratories received and analyzed the sample(s) listed 
on the Report Sample Summary page of this report. Receipt of the sample(s) is documented 
by the attached chain of custody. This applies only to the sample(s) listed in this report. 
No sample integrity or quality control exceptions were identified unless noted below. 

VOLATILES MASS SPECTROMETRY 

In the EPA 8260B analysis, samples 21509161302 (HOAMW-5I), 21509161303 (DUP-1) and 
21509161306 (HOAMW-5) had to be diluted to bracket the concentration of target compounds 
within the calibration range of the instrument. The dilution is reflected in elevated detection limits. 

VOLATILES GAS CHROMATOGRAPHY 

In the EPA RSK-175 analysis, sample 21509161304 (MW-X) had to be diluted to bracket the 
concentration of target analyte(s) within the calibration range of the instrument. 

In the EPA RSK-175 analysis for analytical batch 568186, the MS/MSD recoveries and RPDs are 
not applicable because the spike was diluted out of the samples. The LCS recovery is acceptable. 

CONVENTIONALS 

In the EPA 9056A analysis, samples 21509161306 (HOAMW-5), 21509161303 (DUP-1), 
21509161305 (HOAMW-6), 21509161302 (HOAMW-5I) and 21509161304 (MW-X) had to be 
diluted in order to bracket the concentration within the calibration range of the instrument. 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Summary 

GCAL ID  Client ID  Matrix  Collect Date/Time  Receive Date/Time  
21509161301 EB-2 Water 09/15/2015 09:30 09/16/2015 09:42 
21509161302 HOAMW-5I Water 09/15/2015 15:20 09/16/2015 09:42 
21509161303 DUP-1 Water 09/15/2015 12:00 09/16/2015 09:42 
21509161304 MW-X Water 09/15/2015 12:33 09/16/2015 09:42 
21509161305 HOAMW-6 Water 09/15/2015 14:47 09/16/2015 09:42 
21509161306 HOAMW-5 Water 09/15/2015 12:55 09/16/2015 09:42 
21509161307 TRIP BLANK-6 Water 09/15/2015 00:01 09/16/2015 09:42 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Detect Summary 

Summary of Compounds Detected 
EB-2 

EB-2 
Collect Date  09/15/2015 09:30 GCAL ID  21509161301 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-64-1 Acetone 6.36 0.500 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 0.092J 0.050 0.200 mg/L 

 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.1J 0.30 2.0 mg/L 

 
HOAMW-5I 

HOAMW-5I 
Collect Date  09/15/2015 15:20 GCAL ID  21509161302 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 3.27J 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 62.5 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 202 0.400 10.0 ug/L 
79-01-6 Trichloroethene 59.4 0.400 10.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 19.4 0.500 2.00 mg/L 
14797-55-8 Nitrate 1.46 0.100 0.200 mg/L 
14808-79-8 Sulfate 19.7 1.00 2.00 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Summary of Compounds Detected 
DUP-1 

DUP-1 
Collect Date  09/15/2015 12:00 GCAL ID  21509161303 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 3.71J 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 68.9 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 237 0.400 10.0 ug/L 
79-01-6 Trichloroethene 67.6 0.400 10.0 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 20.3 0.500 2.00 mg/L 
14797-55-8 Nitrate 1.64 0.100 0.200 mg/L 
14808-79-8 Sulfate 20.4 1.00 2.00 mg/L 

 
MW-X 

MW-X 
Collect Date  09/15/2015 12:33 GCAL ID  21509161304 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 3.08J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 1.29J 0.200 5.00 ug/L 

 
EPA RSK-175 

EPA RSK-175 
CAS# Parameter Result DL LOQ Units 
74-82-8 Methane 9900 131 600 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 10.4 0.250 1.00 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Summary of Compounds Detected 
  

MW-X 
Collect Date  09/15/2015 12:33 GCAL ID  21509161304 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 9060A 

EPA 9060A 
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 8.9 0.30 2.0 mg/L 

 
HOAMW-6 

HOAMW-6 
Collect Date  09/15/2015 14:47 GCAL ID  21509161305 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
67-66-3 Chloroform 2.94J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 55.0 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.219J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 168 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.422J 0.200 5.00 ug/L 
79-01-6 Trichloroethene 53.2 0.200 5.00 ug/L 

 
EPA RSK-175 

EPA RSK-175 
CAS# Parameter Result DL LOQ Units 
74-82-8 Methane 0.760J 0.435 2.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 17.4 0.500 2.00 mg/L 
14797-55-8 Nitrate 3.52 0.100 0.200 mg/L 
14808-79-8 Sulfate 21.7 1.00 2.00 mg/L 

 
HOAMW-5 

HOAMW-5 
Collect Date  09/15/2015 12:55 GCAL ID  21509161306 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
75-35-4 1,1-Dichloroethene 0.255J 0.200 5.00 ug/L 
67-66-3 Chloroform 4.21J 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 77.0 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 281 1.00 25.0 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Summary of Compounds Detected 
  

HOAMW-5 
Collect Date  09/15/2015 12:55 GCAL ID  21509161306 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
CAS# Parameter Result DL LOQ Units 
156-60-5 trans-1,2-Dichloroethene 0.880J 0.200 5.00 ug/L 
79-01-6 Trichloroethene 81.0 0.200 5.00 ug/L 

 
EPA 9056A 

EPA 9056A 
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 22.7 1.00 4.00 mg/L 
14797-55-8 Nitrate 1.65 0.100 0.200 mg/L 
14808-79-8 Sulfate 21.4 2.00 4.00 mg/L 

 
TRIP BLANK-6 

TRIP BLANK-6 
Collect Date  09/15/2015 00:01 GCAL ID  21509161307 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
127-18-4 Tetrachloroethene 1.50J 0.200 5.00 ug/L 
108-88-3 Toluene 1.69J 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.253J 0.200 5.00 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 

Sample Results 
EB-2 

EB-2 
Collect Date  09/15/2015 09:30 GCAL ID  21509161301 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 13:14 LBH 568009 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 6.36 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

EB-2 
Collect Date  09/15/2015 09:30 GCAL ID  21509161301 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 13:14 LBH 568009 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 53.5 ug/L 107 78 - 130 
1868-53-7 Dibromofluoromethane 50 51 ug/L 102 77 - 127 
2037-26-5 Toluene d8 50 51.9 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 49.3 ug/L 99 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 09:30 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 25.9 ug/L 64 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/16/2015 17:02 SMR 567840 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 0.100U 0.100 0.200 mg/L 
14808-79-8 Sulfate 0.100U 0.100 0.200 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

EB-2 
Collect Date  09/15/2015 09:30 GCAL ID  21509161301 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 19:00 RXJ 568175 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 0.092J 0.050 0.200 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 13:03 JEM 567895 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 1.1J 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
HOAMW-5I 

HOAMW-5I 
Collect Date  09/15/2015 15:20 GCAL ID  21509161302 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/18/2015 15:33 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.400U 0.400 10.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.400U 0.400 10.0 ug/L 
79-00-5 1,1,2-Trichloroethane 0.400U 0.400 10.0 ug/L 
75-34-3 1,1-Dichloroethane 0.400U 0.400 10.0 ug/L 
75-35-4 1,1-Dichloroethene 0.400U 0.400 10.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.400U 0.400 10.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.400U 0.400 10.0 ug/L 
106-93-4 1,2-Dibromoethane 0.400U 0.400 10.0 ug/L 
95-50-1 1,2-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
107-06-2 1,2-Dichloroethane 0.400U 0.400 10.0 ug/L 
78-87-5 1,2-Dichloropropane 0.400U 0.400 10.0 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-5I 
Collect Date  09/15/2015 15:20 GCAL ID  21509161302 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/18/2015 15:33 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
541-73-1 1,3-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
106-46-7 1,4-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
78-93-3 2-Butanone 0.400U 0.400 10.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 2.00U 2.00 10.0 ug/L 
591-78-6 2-Hexanone 1.00U 1.00 10.0 ug/L 
108-10-1 4-Methyl-2-pentanone 0.400U 0.400 10.0 ug/L 
67-64-1 Acetone 1.00U 1.00 10.0 ug/L 
71-43-2 Benzene 0.400U 0.400 10.0 ug/L 
75-27-4 Bromodichloromethane 0.400U 0.400 10.0 ug/L 
75-25-2 Bromoform 0.500U 0.500 10.0 ug/L 
74-83-9 Bromomethane 1.00U 1.00 10.0 ug/L 
75-15-0 Carbon disulfide 0.400U 0.400 10.0 ug/L 
56-23-5 Carbon tetrachloride 0.500U 0.500 10.0 ug/L 
108-90-7 Chlorobenzene 0.400U 0.400 10.0 ug/L 
75-00-3 Chloroethane 0.500U 0.500 10.0 ug/L 
67-66-3 Chloroform 3.27J 0.400 10.0 ug/L 
74-87-3 Chloromethane 0.400U 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 62.5 0.400 10.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
110-82-7 Cyclohexane 1.00U 1.00 10.0 ug/L 
124-48-1 Dibromochloromethane 0.400U 0.400 10.0 ug/L 
75-71-8 Dichlorodifluoromethane 0.400U 0.400 10.0 ug/L 
100-41-4 Ethylbenzene 0.400U 0.400 10.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.400U 0.400 10.0 ug/L 
136777-61-2 m,p-Xylene 0.400U 0.400 20.0 ug/L 
79-20-9 Methyl Acetate 2.00U 2.00 10.0 ug/L 
108-87-2 Methylcyclohexane 0.400U 0.400 10.0 ug/L 
75-09-2 Methylene chloride 0.400U 0.400 10.0 ug/L 
95-47-6 o-Xylene 0.400U 0.400 10.0 ug/L 
100-42-5 Styrene 0.400U 0.400 10.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.400U 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 202 0.400 10.0 ug/L 
108-88-3 Toluene 0.400U 0.400 10.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.400U 0.400 10.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
79-01-6 Trichloroethene 59.4 0.400 10.0 ug/L 
75-69-4 Trichlorofluoromethane 0.400U 0.400 10.0 ug/L 
76-13-1 Trichlorotrifluoroethane 0.400U 0.400 10.0 ug/L 
108-05-4 Vinyl acetate 0.400U 0.400 10.0 ug/L 
75-01-4 Vinyl chloride 0.400U 0.400 10.0 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-5I 
Collect Date  09/15/2015 15:20 GCAL ID  21509161302 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/18/2015 15:33 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.800U 0.800 30.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 100 103 ug/L 103 78 - 130 
1868-53-7 Dibromofluoromethane 100 105 ug/L 105 77 - 127 
2037-26-5 Toluene d8 100 101 ug/L 101 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 100 100 ug/L 100 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 09:46 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 30.4 ug/L 75 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/16/2015 21:58 SMR 567840 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 1.46 0.100 0.200 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-5I 
Collect Date  09/15/2015 15:20 GCAL ID  21509161302 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/21/2015 15:07 SMR 568181 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 19.4 0.500 2.00 mg/L 
14808-79-8 Sulfate 19.7 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 13:40 JEM 567895 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
DUP-1 

DUP-1 
Collect Date  09/15/2015 12:00 GCAL ID  21509161303 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/18/2015 15:58 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.400U 0.400 10.0 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.400U 0.400 10.0 ug/L 
79-00-5 1,1,2-Trichloroethane 0.400U 0.400 10.0 ug/L 
75-34-3 1,1-Dichloroethane 0.400U 0.400 10.0 ug/L 
75-35-4 1,1-Dichloroethene 0.400U 0.400 10.0 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.400U 0.400 10.0 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.400U 0.400 10.0 ug/L 
106-93-4 1,2-Dibromoethane 0.400U 0.400 10.0 ug/L 
95-50-1 1,2-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
107-06-2 1,2-Dichloroethane 0.400U 0.400 10.0 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

DUP-1 
Collect Date  09/15/2015 12:00 GCAL ID  21509161303 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/18/2015 15:58 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.400U 0.400 10.0 ug/L 
541-73-1 1,3-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
106-46-7 1,4-Dichlorobenzene 0.400U 0.400 10.0 ug/L 
78-93-3 2-Butanone 0.400U 0.400 10.0 ug/L 
110-75-8 2-Chloroethylvinyl ether 2.00U 2.00 10.0 ug/L 
591-78-6 2-Hexanone 1.00U 1.00 10.0 ug/L 
108-10-1 4-Methyl-2-pentanone 0.400U 0.400 10.0 ug/L 
67-64-1 Acetone 1.00U 1.00 10.0 ug/L 
71-43-2 Benzene 0.400U 0.400 10.0 ug/L 
75-27-4 Bromodichloromethane 0.400U 0.400 10.0 ug/L 
75-25-2 Bromoform 0.500U 0.500 10.0 ug/L 
74-83-9 Bromomethane 1.00U 1.00 10.0 ug/L 
75-15-0 Carbon disulfide 0.400U 0.400 10.0 ug/L 
56-23-5 Carbon tetrachloride 0.500U 0.500 10.0 ug/L 
108-90-7 Chlorobenzene 0.400U 0.400 10.0 ug/L 
75-00-3 Chloroethane 0.500U 0.500 10.0 ug/L 
67-66-3 Chloroform 3.71J 0.400 10.0 ug/L 
74-87-3 Chloromethane 0.400U 0.400 10.0 ug/L 
156-59-2 cis-1,2-Dichloroethene 68.9 0.400 10.0 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
110-82-7 Cyclohexane 1.00U 1.00 10.0 ug/L 
124-48-1 Dibromochloromethane 0.400U 0.400 10.0 ug/L 
75-71-8 Dichlorodifluoromethane 0.400U 0.400 10.0 ug/L 
100-41-4 Ethylbenzene 0.400U 0.400 10.0 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.400U 0.400 10.0 ug/L 
136777-61-2 m,p-Xylene 0.400U 0.400 20.0 ug/L 
79-20-9 Methyl Acetate 2.00U 2.00 10.0 ug/L 
108-87-2 Methylcyclohexane 0.400U 0.400 10.0 ug/L 
75-09-2 Methylene chloride 0.400U 0.400 10.0 ug/L 
95-47-6 o-Xylene 0.400U 0.400 10.0 ug/L 
100-42-5 Styrene 0.400U 0.400 10.0 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.400U 0.400 10.0 ug/L 
127-18-4 Tetrachloroethene 237 0.400 10.0 ug/L 
108-88-3 Toluene 0.400U 0.400 10.0 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.400U 0.400 10.0 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.400U 0.400 10.0 ug/L 
79-01-6 Trichloroethene 67.6 0.400 10.0 ug/L 
75-69-4 Trichlorofluoromethane 0.400U 0.400 10.0 ug/L 
76-13-1 Trichlorotrifluoroethane 0.400U 0.400 10.0 ug/L 
108-05-4 Vinyl acetate 0.400U 0.400 10.0 ug/L 
75-01-4 Vinyl chloride 0.400U 0.400 10.0 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

DUP-1 
Collect Date  09/15/2015 12:00 GCAL ID  21509161303 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 2 09/18/2015 15:58 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.800U 0.800 30.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 100 104 ug/L 104 78 - 130 
1868-53-7 Dibromofluoromethane 100 104 ug/L 104 77 - 127 
2037-26-5 Toluene d8 100 103 ug/L 103 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 100 96.3 ug/L 96 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 09:51 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 26.3 ug/L 65 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/16/2015 17:54 SMR 567840 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 1.64 0.100 0.200 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

DUP-1 
Collect Date  09/15/2015 12:00 GCAL ID  21509161303 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/20/2015 18:42 RXJ 568175 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 20.3 0.500 2.00 mg/L 
14808-79-8 Sulfate 20.4 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 14:05 JEM 567895 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
MW-X 

MW-X 
Collect Date  09/15/2015 12:33 GCAL ID  21509161304 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 14:22 LBH 568009 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

MW-X 
Collect Date  09/15/2015 12:33 GCAL ID  21509161304 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 14:22 LBH 568009 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 3.08J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 1.29J 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

MW-X 
Collect Date  09/15/2015 12:33 GCAL ID  21509161304 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 14:22 LBH 568009 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 51.3 ug/L 103 78 - 130 
1868-53-7 Dibromofluoromethane 50 50.6 ug/L 101 77 - 127 
2037-26-5 Toluene d8 50 51 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 49.9 ug/L 100 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 09:57 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 18.1 ug/L 45 40 - 143 

 
EPA RSK-175 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 300 09/21/2015 10:03 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-82-8 Methane 9900 131 600 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

MW-X 
Collect Date  09/15/2015 12:33 GCAL ID  21509161304 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/16/2015 18:29 SMR 567840 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 0.100U 0.100 0.200 mg/L 
14808-79-8 Sulfate 0.100U 0.100 0.200 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/22/2015 00:13 SMR 568181 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 10.4 0.250 1.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 16:07 JEM 567895 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 8.9 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
HOAMW-6 

HOAMW-6 
Collect Date  09/15/2015 14:47 GCAL ID  21509161305 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 14:45 LBH 568009 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 2.94J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 55.0 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.219J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 168 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.422J 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 53.2 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 

Page 21 of 36GCAL Report#: 215091613



 

Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-6 
Collect Date  09/15/2015 14:47 GCAL ID  21509161305 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 14:45 LBH 568009 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 51.4 ug/L 103 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.2 ug/L 102 77 - 127 
2037-26-5 Toluene d8 50 51 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 48.8 ug/L 98 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 10:09 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.760J 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 27.9 ug/L 69 40 - 143 

 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/16/2015 21:23 SMR 567840 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 3.52 0.100 0.200 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-6 
Collect Date  09/15/2015 14:47 GCAL ID  21509161305 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 10 09/21/2015 14:49 SMR 568181 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 17.4 0.500 2.00 mg/L 
14808-79-8 Sulfate 21.7 1.00 2.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 16:39 JEM 567895 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 

 
HOAMW-5 

HOAMW-5 
Collect Date  09/15/2015 12:55 GCAL ID  21509161306 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 16:21 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.255J 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-5 
Collect Date  09/15/2015 12:55 GCAL ID  21509161306 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 16:21 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 4.21J 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 77.0 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.880J 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 81.0 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-5 
Collect Date  09/15/2015 12:55 GCAL ID  21509161306 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 16:21 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 52.2 ug/L 104 78 - 130 
1868-53-7 Dibromofluoromethane 50 52.2 ug/L 104 77 - 127 
2037-26-5 Toluene d8 50 51.9 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 49.6 ug/L 99 71 - 127 

 
EPA 8260B 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 5 09/20/2015 16:36 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
127-18-4 Tetrachloroethene 281 1.00 25.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 250 292 ug/L 117 78 - 130 
1868-53-7 Dibromofluoromethane 250 252 ug/L 101 77 - 127 
2037-26-5 Toluene d8 250 258 ug/L 103 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 250 228 ug/L 91 71 - 127 

 
EPA RSK-175 

EPA RSK-175 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/21/2015 10:16 BMR 568186 

  
CAS# Parameter Result DL LOQ Units 
74-84-0 Ethane 0.110U 0.110 1.00 ug/L 
74-85-1 Ethene 0.150U 0.150 1.00 ug/L 
74-82-8 Methane 0.435U 0.435 2.00 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
115-07-1 Propene 40.50 40.5 ug/L 100 40 - 143 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

HOAMW-5 
Collect Date  09/15/2015 12:55 GCAL ID  21509161306 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 9056A 

EPA 9056A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/16/2015 19:04 SMR 567840 

  
CAS# Parameter Result DL LOQ Units 
14797-55-8 Nitrate 1.65 0.100 0.200 mg/L 

 
EPA 9056A 

Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 20 09/20/2015 16:56 RXJ 568175 

  
CAS# Parameter Result DL LOQ Units 
16887-00-6 Chloride 22.7 1.00 4.00 mg/L 
14808-79-8 Sulfate 21.4 2.00 4.00 mg/L 

 
EPA 9060A 

EPA 9060A 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/17/2015 17:04 JEM 567895 

  
CAS# Parameter Result DL LOQ Units 
C-012 Total Organic Carbon 0.30U 0.30 2.0 mg/L 

 
SM 4500-S2 F-2011 

SM 4500-S2 F-2011 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 07:45 SLE 567926 

  
CAS# Parameter Result DL LOQ Units 
18496-25-8 Sulfide 2.00U 2.00 2.00 mg/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
TRIP BLANK-6 

TRIP BLANK-6 
Collect Date  09/15/2015 00:01 GCAL ID  21509161307 

Receive Date  09/16/2015 09:42 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 16:44 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 1.50J 0.200 5.00 ug/L 
108-88-3 Toluene 1.69J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.253J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

Sample Results 
  

TRIP BLANK-6 
Collect Date  09/15/2015 00:01 GCAL ID  21509161307 

Receive Date  09/16/2015 09:42 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/18/2015 16:44 JCK 568009 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 52 ug/L 104 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.4 ug/L 103 77 - 127 
2037-26-5 Toluene d8 50 51.2 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 49.2 ug/L 98 71 - 127 
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

QC Summary 

GC/MS Volatiles QC Summary 
GC/MS Volatiles 

Analytical Batch  
568009  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB568009  
1489066  
MB  
NA  
09/18/2015 11:21  
Water  

 

LCS568009  
1489067  
LCS  
NA  
09/18/2015 09:27  
Water  

 

LCSD568009  
1489068  
LCSD  
NA  
09/18/2015 09:50  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 50.4 101 76 - 126  50.0 50.4 101 0  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 43.9 88  70 - 122  50.0 44.8 90  2  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 49.5 99  72 - 121  50.0 49.5 99  0  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 43.2 86  74 - 127  50.0 42.8 86  1  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 54.1 108 69 - 129  50.0 53.8 108 1  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 55.6 111 61 - 135  50.0 54.3 109 2  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 47.5 95  57 - 121  50.0 49.8 100 5  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 50.5 101 70 - 124  50.0 51.3 103 2  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 49.7 99  71 - 126  50.0 49.0 98  1  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 50.0 100 71 - 129  50.0 50.7 101 1  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 47.5 95  72 - 128  50.0 48.4 97  2  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 51.1 102 74 - 126  50.0 49.0 98  4  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 47.2 94  72 - 122  50.0 47.0 94  0  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 45.4 91  58 - 137  50.0 47.7 95  5  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 50.3 101 56 - 124  50.0 52.6 105 4  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 47.6 95  50 - 135  50.0 50.2 100 5  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 45.7 91  57 - 132  50.0 46.7 93  2  30  
Acetone  67-64-1  0.500U 0.500 50.0 61.2 122 44 - 156  50.0 67.0 134 9  30  
Benzene  71-43-2  0.200U 0.200 50.0 47.0 94  70 - 129  50.0 47.5 95  1  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 52.0 104 74 - 125  50.0 52.6 105 1  30  
Bromoform  75-25-2  0.250U 0.250 50.0 51.5 103 64 - 122  50.0 52.9 106 3  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 61.9 124 47 - 138  50.0 65.1 130 5  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 52.7 105 69 - 136  50.0 52.4 105 1  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 52.7 105 76 - 128  50.0 53.7 107 2  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 49.7 99  74 - 123  50.0 49.7 99  0  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 55.6 111 62 - 141  50.0 51.4 103 8  30  
Chloroform  67-66-3  0.200U 0.200 50.0 50.4 101 75 - 122  50.0 49.9 100 1  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 47.8 96  59 - 132  50.0 49.1 98  3  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 47.9 96  73 - 130  50.0 48.4 97  1  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 50.7 101 71 - 132  50.0 51.4 103 1  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 50.3 101 69 - 132  50.0 49.4 99  2  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 50.1 100 71 - 123  50.0 50.4 101 1  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 55.3 111 58 - 140  50.0 53.7 107 3  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 49.5 99  74 - 126  50.0 49.6 99  0  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 54.2 108 71 - 125  50.0 54.1 108 0  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 99.3 99  74 - 126  100 99.9 100 1  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 49.1 98  57 - 139  50.0 47.9 96  2  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 54.0 108 67 - 138  50.0 52.3 105 3  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 49.9 100 68 - 132  50.0 50.0 100 0  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 50.1 100 73 - 130  50.0 50.5 101 1  30  
Styrene  100-42-5  0.200U 0.200 50.0 52.3 105 71 - 127  50.0 52.6 105 1  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 51.4 103 71 - 125  50.0 52.7 105 2  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 53.7 107 68 - 128  50.0 52.1 104 3  30  
Toluene  108-88-3  0.200U 0.200 50.0 49.7 99  72 - 120  50.0 49.2 98  1  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 49.6 99  69 - 132  50.0 49.6 99  0  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 48.3 97  71 - 131  50.0 48.3 97  0  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 49.1 98  76 - 129  50.0 49.3 99  0  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 55.9 112 72 - 136  50.0 55.8 112 0  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 55.8 112 72 - 136  50.0 53.8 108 4  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 44.3 89  54 - 147  50.0 44.7 89  1  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 49.7 99  68 - 132  50.0 49.3 99  1  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 149 99  74 - 127  150 150 100 1  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  48.3 97 50 49.6 99  71 - 127  50 51.3 103 3  NA  
4-Bromofluorobenzene  460-00-4  50.9 102 50 53.9 108 78 - 130  50 55.1 110 2  NA  
Dibromofluoromethane  1868-53-7  50.4 101 50 51.9 104 77 - 127  50 52 104 0  NA  
Toluene d8  2037-26-5  50.5 101 50 50.7 101 76 - 134  50 50.8 102 0  NA  
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

GC/MS Volatiles QC Summary 
Analytical Batch  
568179  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB568179  
1489697  
MB  
NA  
09/20/2015 16:14  
Water  

 

LCS568179  
1489698  
LCS  
NA  
09/20/2015 13:46  
Water  

 

LCSD568179  
1489699  
LCSD  
NA  
09/20/2015 14:50  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Tetrachloroethene  127-18-4  0.200U 0.200 50.0 48.9 98  68 - 128  50.0 46.9 94  4  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  49.3 99 50 48.3 97  71 - 127  50 49.7 99  3  NA  
4-Bromofluorobenzene  460-00-4  48.8 98 50 51 102 78 - 130  50 50.2 100 2  NA  
Dibromofluoromethane  1868-53-7  49 98 50 49.7 99  77 - 127  50 50.3 101 1  NA  
Toluene d8  2037-26-5  50.7 101 50 50.6 101 76 - 134  50 50.3 101 1  NA  
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

GC Volatiles QC Summary 
GC Volatiles 

Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB568186  
1489720  
MB  
NA  
09/21/2015 05:52  
Water  

 

LCS568186  
1489721  
LCS  
NA  
09/21/2015 06:09  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Ethane  74-84-0  0.110U 0.110 3.28 2.51 77  45 - 128  
Ethene  74-85-1  0.150U 0.150 3.06 2.26 74  45 - 134  
Methane  74-82-8  0.435U 0.435 17.5 12.6 72  39 - 120  
Surrogate                   
Propene  115-07-1  28.5 70 40.5 28.1 69  40 - 143  

 
Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

Sentinel 6  
21509105103  
SAMPLE  
NA  
09/21/2015 07:51  
Water  

 

Sentinel 6 MS  
21509105104  
MS  
NA  
09/21/2015 08:07  
Water  

 

Sentinel 6 MSD  
21509105105  
MSD  
NA  
09/21/2015 08:11  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Ethane  74-84-0  0.00 0.110 3.28 2.97 91  45 - 128  3.28 2.84 87  4  29  
Ethene  74-85-1  0.00 0.150 3.06 2.77 91  45 - 134  3.06 2.64 86  5  25  
Methane  74-82-8  22.5 0.435 17.5 42.3 113 39 - 120  17.5 41.2 107 3  27  
Surrogate                                
Propene  115-07-1  34.6 85 40.5 30.7 76  40 - 143  40.5 29.3 72  5  NA  

 
Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

PZ-42  
21509105202  
SAMPLE  
NA  
09/21/2015 08:24  
Water  

 

PZ-42 MS  
21509105203  
MS  
NA  
09/21/2015 08:34  
Water  

 

PZ-42 MSD  
21509105204  
MSD  
NA  
09/21/2015 08:43  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Ethane  74-84-0  0.00 0.110 3.28 3.27 100 45 - 128  3.28 3.09 94  6  29  
Ethene  74-85-1  0.00 0.150 3.06 3.00 98  45 - 134  3.06 2.95 96  2  25  
Surrogate                                
Propene  115-07-1  32.1 79 40.5 31.9 79  40 - 143  40.5 31 77  3  NA  

 
Analytical Batch  
568186  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

PZ-42  
21509105202  
SAMPLE  
NA  
09/21/2015 09:01  
Water  

 

PZ-42 MS  
21509105203  
MS  
NA  
09/21/2015 09:06  
Water  

 

PZ-42 MSD  
21509105204  
MSD  
NA  
09/21/2015 09:18  
Water  

 

EPA RSK-175  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R  Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Methane  74-82-8  162 4.35 17.5 160 -11* 39 - 120  17.5 164 11* 2  27  
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

General Chemistry QC Summary 
General Chemistry 

Analytical Batch  
567926  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567926  
1488631  
MB  
NA  
09/18/2015 07:45  
Water  

 

LCS567926  
1488632  
LCS  
NA  
09/18/2015 07:45  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R  Control 

Limits%R  
Sulfide  18496-25-8  2.00U 2.00 25.0 27.7 111 80 - 120  

 
Analytical Batch  
567926  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

JPMW-23  
21509150901  
SAMPLE  
NA  
09/18/2015 07:45  
Water  

 

1487041MS  
1488633  
MS  
NA  
09/18/2015 07:45  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R  Control 

Limits%R  
Sulfide  18496-25-8  0.000 2.00 25.0 27.9 112 75 - 125  

 
Analytical Batch  
567926  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MTWMW-4  
21509150902  
SAMPLE  
NA  
09/18/2015 07:45  
Water  

 

1487051DUP  
1488634  
DUP  
NA  
09/18/2015 07:45  
Water  

 

SM 4500-S2 F-2011  Units 
Result 

mg/L 
DL Result RPD  RPD 

Limit  
Sulfide  18496-25-8  0.000 2.00 0.000 0  25  

 
Analytical Batch  
567840  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567840  
1487921  
MB  
NA  
09/16/2015 16:10  
Water  

 

LCS567840  
1487922  
LCS  
NA  
09/16/2015 15:52  
Water  

 

LCSD567840  
1488950  
LCSD  
NA  
09/16/2015 19:21  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD  RPD 
Limit 

Nitrate  14797-55-8  0.100U 0.100 2.50 2.27 91  80 - 120  2.50 2.24 90  1  15  
Sulfate  14808-79-8  0.100U 0.100 2.50 2.36 94  80 - 120  2.50 2.38 95  1  15  

 
Analytical Batch  
567840  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

HOAMW-5I  
21509161302  
SAMPLE  
NA  
09/16/2015 21:58  
Water  

 

1487650MS  
1487925  
MS  
NA  
09/16/2015 22:15  
Water  

 

1487650MSD  
1487926  
MSD  
NA  
09/16/2015 22:33  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Nitrate  14797-55-8  1.46 0.100 2.50 3.99 101 80 - 120  2.50 3.93 99  2  15  

 
Analytical Batch  
568175  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB568175  
1489680  
MB  
NA  
09/20/2015 14:53  
Water  

 

LCS568175  
1489681  
LCS  
NA  
09/20/2015 14:35  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Chloride  16887-00-6  0.050U 0.050 2.50 2.42 97  80 - 120  
Sulfate  14808-79-8  0.100U 0.100 2.5 2.47 99  80 - 120  
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
568175  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MW-04S  
21509106207  
SAMPLE  
NA  
09/20/2015 19:35  
Water  

 

1485474MS  
1489684  
MS  
NA  
09/20/2015 19:52  
Water  

 

1485474MSD  
1489685  
MSD  
NA  
09/20/2015 20:10  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Chloride  16887-00-6  22.0 1.00 50.0 70.3 97  80 - 120  50.0 70.3 97  0  15  

 
Analytical Batch  
568175  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

HOAMW-5  
21509161306  
SAMPLE  
NA  
09/20/2015 16:56  
Water  

 

1487654MS  
1489682  
MS  
NA  
09/20/2015 17:14  
Water  

 

1487654MSD  
1489683  
MSD  
NA  
09/20/2015 17:32  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Chloride  16887-00-6  22.7 1.00 50.0 70.7 96  80 - 120  50.0 70.8 96  0  15  
Sulfate  14808-79-8  21.4 2.00 50 69.9 97  80 - 120  50 69.6 97  0  15  

 
Analytical Batch  
568181  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB568181  
1489703  
MB  
NA  
09/21/2015 14:32  
Water  

 

LCS568181  
1489704  
LCS  
NA  
09/21/2015 14:14  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Chloride  16887-00-6  0.050U 0.050 2.50 2.29 92  80 - 120  
Surrogate         2.5 2.38 95  80 - 120  

 
Analytical Batch  
568181  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-TPS1-1  
21509162204  
SAMPLE  
NA  
09/21/2015 18:21  
Water  

 

1487781MS  
1489705  
MS  
NA  
09/21/2015 18:38  
Water  

 

1487781MSD  
1489706  
MSD  
NA  
09/21/2015 18:56  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Chloride  16887-00-6  105 5.00 250 348 97  80 - 120  250 352 99  1  15  

 
Analytical Batch  
568181  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

LF01-MW21S  
21509190416  
SAMPLE  
NA  
09/21/2015 19:49  
Water  

 

1489552MS  
1489707  
MS  
NA  
09/21/2015 20:06  
Water  

 

1489552MSD  
1489708  
MSD  
NA  
09/21/2015 20:24  
Water  

 

EPA 9056A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Chloride  16887-00-6  11.9 0.500 25.0 36.0 97  80 - 120  25.0 35.9 96  1  15  

 
Analytical Batch  
567895  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB567895  
1488405  
MB  
NA  
09/17/2015 09:17  
Water  

 

LCS567895  
1488406  
LCS  
NA  
09/17/2015 08:18  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Total Organic Carbon  C-012  0.37J 0.30 50.0 49.0 98  80 - 120  
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Report#:  215091613   

Project ID:  Woodall Creek Report Date:  09/22/2015 

 

 

General Chemistry QC Summary 
Analytical Batch  
567895  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-CMW74  
21509151614  
SAMPLE  
NA  
09/18/2015 00:04  
Water  

 

1487094MS  
1488407  
MS  
NA  
09/18/2015 00:34  
Water  

 

1487094MSD  
1488408  
MSD  
NA  
09/18/2015 00:58  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  5.7 1.5 250 249 97  75 - 125  250 251 98  1  25  

 
Analytical Batch  
567895  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

SS14-CMW12  
21509162201  
SAMPLE  
NA  
09/17/2015 17:29  
Water  

 

1487778MS  
1488409  
MS  
NA  
09/17/2015 17:55  
Water  

 

1487778MSD  
1488410  
MSD  
NA  
09/17/2015 18:27  
Water  

 

EPA 9060A  Units 
Result 

mg/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

Total Organic Carbon  C-012  5.4 1.5 250 266 104 75 - 125  250 267 105 0  25  
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Laboratory Endorsement 
 
Sample analysis was performed in accordance with approved methodologies provided by the Environmental Protection Agency or other recognized 
agencies. The samples and their corresponding extracts will be maintained for a period of 30 days unless otherwise arranged. Following this 
retention period the samples will be disposed in accordance with GCAL's Standard Operating Procedures. 
 

Common Abbreviations that may be Utilized in this Report 
 

ND  Indicates the result was Not Detected at the specified reporting limit 
DO  Indicates the result was Diluted Out 
MI  Indicates the result was subject to Matrix Interference 
TNTC  Indicates the result was Too Numerous To Count 
SUBC  Indicates the analysis was Sub-Contracted 
FLD  Indicates the analysis was performed in the Field 
DL  Detection Limit 
DL Diluted analysis – when appended to Client Sample ID 
LOD  Limit of Detection 
LOQ  Limit of Quantitation 
RE Re-analysis 
N Metals Matrix Spike or Matrix Spike Duplicate Recovery is outside control limits 
00:00  Reported as a time equivalent to 12:00 AM 

 
Reporting Flags that may be Utilized in this Report 

 
J or I Indicates the result is between the MDL and LOQ 
U Indicates the compound was analyzed for but not detected 
B  Indicates the analyte was detected in the associated Method Blank 
Q Indicates a non-compliant QC Result (See Q Flag Application Report) 
* Indicates a non-compliant or not applicable QC recovery or RPD 

 
 
Sample receipt at GCAL is documented through the attached chain of custody. In accordance with NELAC, this report shall be reproduced only in 
full and with the written permission of GCAL. The results contained within this report relate only to the samples reported. The documented results 
are presented within this report. 
 
 
This report pertains only to the samples listed in the Report Sample Summary and should be retained as a permanent record thereof. The results 
contained within this report are intended for the use of the client. Any unauthorized use of the information contained in this report is prohibited. 
 
 
I certify that this data package is in compliance with the NELAC standard and terms and conditions of the contract and Statement of Work both 
technically and for completeness, for other than the conditions in the case narrative. Release of the data contained in this hardcopy data package 
and in the computer readable data submitted has been authorized by the Quality Assurance Manager or his/her designee, as verified by the 
following signature. 
 
 
Estimated uncertainty of measurement is available upon request. This report is in compliance with the DOD QSM as specified in the contract if 
applicable. 

 

 
 
 
Authorized Signature 
GCAL Report 215091812 
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Karen Melerine/Mng Data Del 



 

Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Case Narrative 

Client: AMEC Environment & Infrastructure, Inc.        Report: 215091812 

Gulf Coast Analytical Laboratories received and analyzed the sample(s) listed 
on the Report Sample Summary page of this report. Receipt of the sample(s) is documented 
by the attached chain of custody. This applies only to the sample(s) listed in this report. 
No sample integrity or quality control exceptions were identified unless noted below. 

No anomalies were found in the analyzed sample(s). 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Summary 

GCAL ID  Client ID  Matrix  Collect Date/Time  Receive Date/Time  
21509181201 S-18 Water 09/16/2015 10:43 09/18/2015 09:57 
21509181202 S-17 Water 09/16/2015 11:05 09/18/2015 09:57 
21509181203 S-16 Water 09/16/2015 11:20 09/18/2015 09:57 
21509181204 S-15 Water 09/16/2015 11:30 09/18/2015 09:57 
21509181205 S-14 Water 09/16/2015 11:45 09/18/2015 09:57 
21509181206 S-13 Water 09/16/2015 11:55 09/18/2015 09:57 
21509181207 S-12 Water 09/16/2015 12:09 09/18/2015 09:57 
21509181208 S-11 Water 09/16/2015 12:20 09/18/2015 09:57 
21509181209 S-10 Water 09/16/2015 12:46 09/18/2015 09:57 
21509181210 S-9 Water 09/16/2015 12:58 09/18/2015 09:57 
21509181211 DUP-2 Water 09/16/2015 12:00 09/18/2015 09:57 
21509181212 TRIP BLANK-7 Water 09/16/2015 00:01 09/18/2015 09:57 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Detect Summary 

Summary of Compounds Detected 
S-18 

S-18 
Collect Date  09/16/2015 10:43 GCAL ID  21509181201 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 2.31J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 9.72 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.49J 0.200 5.00 ug/L 

 
S-17 

S-17 
Collect Date  09/16/2015 11:05 GCAL ID  21509181202 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 2.32J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 9.98 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.66J 0.200 5.00 ug/L 

 
S-16 

S-16 
Collect Date  09/16/2015 11:20 GCAL ID  21509181203 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 2.55J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 10.2 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.02J 0.200 5.00 ug/L 

 
S-15 

S-15 
Collect Date  09/16/2015 11:30 GCAL ID  21509181204 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 2.53J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 10.5 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.77J 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Summary of Compounds Detected 
S-14 

S-14 
Collect Date  09/16/2015 11:45 GCAL ID  21509181205 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 2.58J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 10.0 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.03J 0.200 5.00 ug/L 

 
S-13 

S-13 
Collect Date  09/16/2015 11:55 GCAL ID  21509181206 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 3.32J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 17.4 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.26 0.200 5.00 ug/L 

 
S-12 

S-12 
Collect Date  09/16/2015 12:09 GCAL ID  21509181207 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 1.85J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 8.71 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.57J 0.200 5.00 ug/L 

 
S-11 

S-11 
Collect Date  09/16/2015 12:20 GCAL ID  21509181208 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 2.08J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 8.80 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.07J 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Summary of Compounds Detected 
S-10 

S-10 
Collect Date  09/16/2015 12:46 GCAL ID  21509181209 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 1.82J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 8.09 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.51J 0.200 5.00 ug/L 

 
S-9 

S-9 
Collect Date  09/16/2015 12:58 GCAL ID  21509181210 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 1.33J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 6.58 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.02J 0.200 5.00 ug/L 

 
DUP-2 

DUP-2 
Collect Date  09/16/2015 12:00 GCAL ID  21509181211 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
156-59-2 cis-1,2-Dichloroethene 1.96J 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 9.13 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.50J 0.200 5.00 ug/L 

 
TRIP BLANK-7 

TRIP BLANK-7 
Collect Date  09/16/2015 00:01 GCAL ID  21509181212 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
CAS# Parameter Result DL LOQ Units 
108-88-3 Toluene 1.69J 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 

Sample Results 
S-18 

S-18 
Collect Date  09/16/2015 10:43 GCAL ID  21509181201 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 16:57 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.31J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 9.72 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.49J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-18 
Collect Date  09/16/2015 10:43 GCAL ID  21509181201 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 16:57 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 59.1 ug/L 118 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.2 ug/L 102 77 - 127 
2037-26-5 Toluene d8 50 52.2 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.9 ug/L 92 71 - 127 

 
S-17 

S-17 
Collect Date  09/16/2015 11:05 GCAL ID  21509181202 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 17:17 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-17 
Collect Date  09/16/2015 11:05 GCAL ID  21509181202 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 17:17 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.32J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 9.98 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.66J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 59 ug/L 118 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.2 ug/L 102 77 - 127 
2037-26-5 Toluene d8 50 50.8 ug/L 102 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 42.6 ug/L 85 71 - 127 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
S-16 

S-16 
Collect Date  09/16/2015 11:20 GCAL ID  21509181203 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 17:37 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.55J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 10.2 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.02J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-16 
Collect Date  09/16/2015 11:20 GCAL ID  21509181203 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 17:37 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 59.8 ug/L 120 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.6 ug/L 103 77 - 127 
2037-26-5 Toluene d8 50 52.6 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.7 ug/L 91 71 - 127 

 
S-15 

S-15 
Collect Date  09/16/2015 11:30 GCAL ID  21509181204 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 17:57 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-15 
Collect Date  09/16/2015 11:30 GCAL ID  21509181204 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 17:57 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.53J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 10.5 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.77J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 59.7 ug/L 119 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.8 ug/L 104 77 - 127 
2037-26-5 Toluene d8 50 51.8 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.7 ug/L 91 71 - 127 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
S-14 

S-14 
Collect Date  09/16/2015 11:45 GCAL ID  21509181205 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 18:17 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.58J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 10.0 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.03J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-14 
Collect Date  09/16/2015 11:45 GCAL ID  21509181205 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 18:17 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 61.3 ug/L 123 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.5 ug/L 103 77 - 127 
2037-26-5 Toluene d8 50 51.9 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 44.5 ug/L 89 71 - 127 

 
S-13 

S-13 
Collect Date  09/16/2015 11:55 GCAL ID  21509181206 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 18:37 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-13 
Collect Date  09/16/2015 11:55 GCAL ID  21509181206 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 18:37 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 3.32J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 17.4 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 6.26 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 61.4 ug/L 123 78 - 130 
1868-53-7 Dibromofluoromethane 50 54.2 ug/L 108 77 - 127 
2037-26-5 Toluene d8 50 51.8 ug/L 104 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.1 ug/L 90 71 - 127 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
S-12 

S-12 
Collect Date  09/16/2015 12:09 GCAL ID  21509181207 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 18:57 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.85J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 8.71 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.57J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-12 
Collect Date  09/16/2015 12:09 GCAL ID  21509181207 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 18:57 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 59.6 ug/L 119 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.5 ug/L 103 77 - 127 
2037-26-5 Toluene d8 50 53.1 ug/L 106 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 44.1 ug/L 88 71 - 127 

 
S-11 

S-11 
Collect Date  09/16/2015 12:20 GCAL ID  21509181208 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 19:18 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-11 
Collect Date  09/16/2015 12:20 GCAL ID  21509181208 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 19:18 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 2.08J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 8.80 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 4.07J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 61.4 ug/L 123 78 - 130 
1868-53-7 Dibromofluoromethane 50 51.5 ug/L 103 77 - 127 
2037-26-5 Toluene d8 50 51.4 ug/L 103 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 44.4 ug/L 89 71 - 127 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
S-10 

S-10 
Collect Date  09/16/2015 12:46 GCAL ID  21509181209 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 19:38 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.82J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 8.09 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.51J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-10 
Collect Date  09/16/2015 12:46 GCAL ID  21509181209 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 19:38 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 61.7 ug/L 123 78 - 130 
1868-53-7 Dibromofluoromethane 50 52.4 ug/L 105 77 - 127 
2037-26-5 Toluene d8 50 52.3 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.8 ug/L 92 71 - 127 

 
S-9 

S-9 
Collect Date  09/16/2015 12:58 GCAL ID  21509181210 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 19:58 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

S-9 
Collect Date  09/16/2015 12:58 GCAL ID  21509181210 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 19:58 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.33J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 6.58 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.02J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 61.8 ug/L 124 78 - 130 
1868-53-7 Dibromofluoromethane 50 52.8 ug/L 106 77 - 127 
2037-26-5 Toluene d8 50 52.6 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.8 ug/L 92 71 - 127 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
DUP-2 

DUP-2 
Collect Date  09/16/2015 12:00 GCAL ID  21509181211 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 20:18 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 1.96J 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 9.13 0.200 5.00 ug/L 
108-88-3 Toluene 0.200U 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 3.50J 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

DUP-2 
Collect Date  09/16/2015 12:00 GCAL ID  21509181211 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 20:18 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 63.2 ug/L 126 78 - 130 
1868-53-7 Dibromofluoromethane 50 53.5 ug/L 107 77 - 127 
2037-26-5 Toluene d8 50 52.4 ug/L 105 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 45.7 ug/L 91 71 - 127 

 
TRIP BLANK-7 

TRIP BLANK-7 
Collect Date  09/16/2015 00:01 GCAL ID  21509181212 

Receive Date  09/18/2015 09:57 Matrix  Water 
EPA 8260B 

EPA 8260B 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 20:38 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
71-55-6 1,1,1-Trichloroethane 0.200U 0.200 5.00 ug/L 
79-34-5 1,1,2,2-Tetrachloroethane 0.200U 0.200 5.00 ug/L 
79-00-5 1,1,2-Trichloroethane 0.200U 0.200 5.00 ug/L 
75-34-3 1,1-Dichloroethane 0.200U 0.200 5.00 ug/L 
75-35-4 1,1-Dichloroethene 0.200U 0.200 5.00 ug/L 
120-82-1 1,2,4-Trichlorobenzene 0.200U 0.200 5.00 ug/L 
96-12-8 1,2-Dibromo-3-chloropropane 0.200U 0.200 5.00 ug/L 
106-93-4 1,2-Dibromoethane 0.200U 0.200 5.00 ug/L 
95-50-1 1,2-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
107-06-2 1,2-Dichloroethane 0.200U 0.200 5.00 ug/L 
78-87-5 1,2-Dichloropropane 0.200U 0.200 5.00 ug/L 
541-73-1 1,3-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
106-46-7 1,4-Dichlorobenzene 0.200U 0.200 5.00 ug/L 
78-93-3 2-Butanone 0.200U 0.200 5.00 ug/L 
110-75-8 2-Chloroethylvinyl ether 1.00U 1.00 5.00 ug/L 
591-78-6 2-Hexanone 0.500U 0.500 5.00 ug/L 
108-10-1 4-Methyl-2-pentanone 0.200U 0.200 5.00 ug/L 
67-64-1 Acetone 0.500U 0.500 5.00 ug/L 
71-43-2 Benzene 0.200U 0.200 5.00 ug/L 
75-27-4 Bromodichloromethane 0.200U 0.200 5.00 ug/L 
75-25-2 Bromoform 0.250U 0.250 5.00 ug/L 
74-83-9 Bromomethane 0.500U 0.500 5.00 ug/L 
75-15-0 Carbon disulfide 0.200U 0.200 5.00 ug/L 
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Report#:  215091812   

Project ID:  Woodall Creek Report Date:  09/21/2015 

 

 

Sample Results 
  

TRIP BLANK-7 
Collect Date  09/16/2015 00:01 GCAL ID  21509181212 

Receive Date  09/18/2015 09:57 Matrix  Water 

EPA 8260B (Continued) 
Prep Date Prep Batch Prep Method Dilution Analysis Date By Analytical Batch 
NA NA NA 1 09/20/2015 20:38 CJR 568179 

  
CAS# Parameter Result DL LOQ Units 
56-23-5 Carbon tetrachloride 0.250U 0.250 5.00 ug/L 
108-90-7 Chlorobenzene 0.200U 0.200 5.00 ug/L 
75-00-3 Chloroethane 0.250U 0.250 5.00 ug/L 
67-66-3 Chloroform 0.200U 0.200 5.00 ug/L 
74-87-3 Chloromethane 0.200U 0.200 5.00 ug/L 
156-59-2 cis-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-01-5 cis-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
110-82-7 Cyclohexane 0.500U 0.500 5.00 ug/L 
124-48-1 Dibromochloromethane 0.200U 0.200 5.00 ug/L 
75-71-8 Dichlorodifluoromethane 0.200U 0.200 5.00 ug/L 
100-41-4 Ethylbenzene 0.200U 0.200 5.00 ug/L 
98-82-8 Isopropylbenzene (Cumene) 0.200U 0.200 5.00 ug/L 
136777-61-2 m,p-Xylene 0.200U 0.200 10.0 ug/L 
79-20-9 Methyl Acetate 1.00U 1.00 5.00 ug/L 
108-87-2 Methylcyclohexane 0.200U 0.200 5.00 ug/L 
75-09-2 Methylene chloride 0.200U 0.200 5.00 ug/L 
95-47-6 o-Xylene 0.200U 0.200 5.00 ug/L 
100-42-5 Styrene 0.200U 0.200 5.00 ug/L 
1634-04-4 tert-Butyl methyl ether (MTBE) 0.200U 0.200 5.00 ug/L 
127-18-4 Tetrachloroethene 0.200U 0.200 5.00 ug/L 
108-88-3 Toluene 1.69J 0.200 5.00 ug/L 
156-60-5 trans-1,2-Dichloroethene 0.200U 0.200 5.00 ug/L 
10061-02-6 trans-1,3-Dichloropropene 0.200U 0.200 5.00 ug/L 
79-01-6 Trichloroethene 0.200U 0.200 5.00 ug/L 
75-69-4 Trichlorofluoromethane 0.200U 0.200 5.00 ug/L 
76-13-1 Trichlorotrifluoroethane 0.200U 0.200 5.00 ug/L 
108-05-4 Vinyl acetate 0.200U 0.200 5.00 ug/L 
75-01-4 Vinyl chloride 0.200U 0.200 5.00 ug/L 
1330-20-7 Xylene (total) 0.400U 0.400 15.0 ug/L 

 
CAS# Surrogate Conc. Spiked Conc. Rec Units % Recovery Rec Limits 
460-00-4 4-Bromofluorobenzene 50 61.4 ug/L 123 78 - 130 
1868-53-7 Dibromofluoromethane 50 52.3 ug/L 105 77 - 127 
2037-26-5 Toluene d8 50 52.9 ug/L 106 76 - 134 
17060-07-0 1,2-Dichloroethane-d4 50 46.4 ug/L 93 71 - 127 
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QC Summary 

GC/MS Volatiles QC Summary 
GC/MS Volatiles 

Analytical Batch  
568179  

 

Client ID  
GCAL ID  

Sample Type  
Prep Date  

Analysis Date  
Matrix 

 

MB568179  
1489697  
MB  
NA  
09/20/2015 16:14  
Water  

 

LCS568179  
1489698  
LCS  
NA  
09/20/2015 13:46  
Water  

 

LCSD568179  
1489699  
LCSD  
NA  
09/20/2015 14:50  
Water  

 

EPA 8260B  Units 
Result 

ug/L 
DL 

Spike 
Added Result %R Control 

Limits%R  
Spike 

Added Result %R RPD RPD 
Limit 

1,1,1-Trichloroethane  71-55-6  0.200U 0.200 50.0 45.9 92  76 - 126  50.0 47.5 95  3  30  
1,1,2,2-Tetrachloroethane  79-34-5  0.200U 0.200 50.0 46.7 93  70 - 122  50.0 48.9 98  5  30  
1,1,2-Trichloroethane  79-00-5  0.200U 0.200 50.0 48.3 97  72 - 121  50.0 49.3 99  2  30  
1,1-Dichloroethane  75-34-3  0.200U 0.200 50.0 45.6 91  74 - 127  50.0 48.0 96  5  30  
1,1-Dichloroethene  75-35-4  0.200U 0.200 50.0 50.1 100 69 - 129  50.0 49.4 99  1  20  
1,2,4-Trichlorobenzene  120-82-1  0.200U 0.200 50.0 49.6 99  61 - 135  50.0 53.1 106 7  30  
1,2-Dibromo-3-chloropropane  96-12-8  0.200U 0.200 50.0 47.8 96  57 - 121  50.0 48.9 98  2  30  
1,2-Dibromoethane  106-93-4  0.200U 0.200 50.0 48.3 97  70 - 124  50.0 48.8 98  1  30  
1,2-Dichlorobenzene  95-50-1  0.200U 0.200 50.0 47.3 95  71 - 126  50.0 49.7 99  5  30  
1,2-Dichloroethane  107-06-2  0.200U 0.200 50.0 43.9 88  71 - 129  50.0 45.5 91  4  30  
1,2-Dichloropropane  78-87-5  0.200U 0.200 50.0 45.5 91  72 - 128  50.0 47.9 96  5  30  
1,3-Dichlorobenzene  541-73-1  0.200U 0.200 50.0 46.8 94  74 - 126  50.0 48.8 98  4  30  
1,4-Dichlorobenzene  106-46-7  0.200U 0.200 50.0 45.6 91  72 - 122  50.0 48.4 97  6  30  
2-Butanone  78-93-3  0.200U 0.200 50.0 46.9 94  58 - 137  50.0 48.3 97  3  30  
2-Chloroethylvinyl ether  110-75-8  1.00U 1.00 50.0 52.9 106 56 - 124  50.0 53.8 108 2  30  
2-Hexanone  591-78-6  0.500U 0.500 50.0 48.7 97  50 - 135  50.0 50.3 101 3  30  
4-Methyl-2-pentanone  108-10-1  0.200U 0.200 50.0 50.1 100 57 - 132  50.0 51.1 102 2  30  
Acetone  67-64-1  0.500U 0.500 50.0 44.7 89  44 - 156  50.0 46.8 94  5  30  
Benzene  71-43-2  0.200U 0.200 50.0 46.2 92  70 - 129  50.0 47.2 94  2  20  
Bromodichloromethane  75-27-4  0.200U 0.200 50.0 48.4 97  74 - 125  50.0 49.8 100 3  30  
Bromoform  75-25-2  0.250U 0.250 50.0 50.1 100 64 - 122  50.0 51.7 103 3  30  
Bromomethane  74-83-9  0.500U 0.500 50.0 56.9 114 47 - 138  50.0 59.4 119 4  30  
Carbon disulfide  75-15-0  0.200U 0.200 50.0 49.7 99  69 - 136  50.0 50.1 100 1  30  
Carbon tetrachloride  56-23-5  0.250U 0.250 50.0 47.3 95  76 - 128  50.0 47.2 94  0  30  
Chlorobenzene  108-90-7  0.200U 0.200 50.0 46.6 93  74 - 123  50.0 47.0 94  1  20  
Chloroethane  75-00-3  0.250U 0.250 50.0 47.6 95  62 - 141  50.0 48.6 97  2  30  
Chloroform  67-66-3  0.200U 0.200 50.0 46.1 92  75 - 122  50.0 47.0 94  2  30  
Chloromethane  74-87-3  0.200U 0.200 50.0 47.4 95  59 - 132  50.0 46.6 93  2  30  
cis-1,2-Dichloroethene  156-59-2  0.200U 0.200 50.0 45.1 90  73 - 130  50.0 47.6 95  5  30  
cis-1,3-Dichloropropene  10061-01-5  0.200U 0.200 50.0 48.3 97  71 - 132  50.0 50.1 100 4  30  
Cyclohexane  110-82-7  0.500U 0.500 50.0 45.9 92  69 - 132  50.0 47.9 96  4  30  
Dibromochloromethane  124-48-1  0.200U 0.200 50.0 50.7 101 71 - 123  50.0 52.2 104 3  30  
Dichlorodifluoromethane  75-71-8  0.200U 0.200 50.0 41.7 83  58 - 140  50.0 41.6 83  0  30  
Ethylbenzene  100-41-4  0.200U 0.200 50.0 47.0 94  74 - 126  50.0 48.5 97  3  30  
Isopropylbenzene (Cumene)  98-82-8  0.200U 0.200 50.0 49.6 99  71 - 125  50.0 50.5 101 2  30  
m,p-Xylene  136777-61-2  0.200U 0.200 100 97.7 98  74 - 126  100 98.1 98  0  30  
Methyl Acetate  79-20-9  1.00U 1.00 50.0 44.4 89  57 - 139  50.0 46.3 93  4  30  
Methylcyclohexane  108-87-2  0.200U 0.200 50.0 46.5 93  67 - 138  50.0 47.6 95  2  30  
Methylene chloride  75-09-2  0.200U 0.200 50.0 43.0 86  68 - 132  50.0 44.5 89  3  30  
o-Xylene  95-47-6  0.200U 0.200 50.0 49.1 98  73 - 130  50.0 49.8 100 1  30  
Styrene  100-42-5  0.200U 0.200 50.0 51.0 102 71 - 127  50.0 50.9 102 0  30  
tert-Butyl methyl ether (MTBE)  1634-04-4  0.200U 0.200 50.0 47.0 94  71 - 125  50.0 48.1 96  2  30  
Tetrachloroethene  127-18-4  0.200U 0.200 50.0 48.9 98  68 - 128  50.0 46.9 94  4  30  
Toluene  108-88-3  0.200U 0.200 50.0 46.8 94  72 - 120  50.0 47.5 95  1  20  
trans-1,2-Dichloroethene  156-60-5  0.200U 0.200 50.0 43.9 88  69 - 132  50.0 46.1 92  5  30  
trans-1,3-Dichloropropene  10061-02-6  0.200U 0.200 50.0 49.3 99  71 - 131  50.0 51.3 103 4  30  
Trichloroethene  79-01-6  0.200U 0.200 50.0 46.4 93  76 - 129  50.0 47.9 96  3  20  
Trichlorofluoromethane  75-69-4  0.200U 0.200 50.0 48.2 96  72 - 136  50.0 50.9 102 5  30  
Trichlorotrifluoroethane  76-13-1  0.200U 0.200 50.0 47.6 95  72 - 136  50.0 44.2 88  7  30  
Vinyl acetate  108-05-4  0.200U 0.200 50.0 35.9 72  54 - 147  50.0 34.9 70  3  30  
Vinyl chloride  75-01-4  0.200U 0.200 50.0 44.1 88  68 - 132  50.0 44.3 89  1  30  
Xylene (total)  1330-20-7  0.400U 0.400 150 147 98  74 - 127  150 148 99  1  30  
Surrogate                                
1,2-Dichloroethane-d4  17060-07-0  49.3 99 50 48.3 97  71 - 127  50 49.7 99  3  NA  
4-Bromofluorobenzene  460-00-4  48.8 98 50 51 102 78 - 130  50 50.2 100 2  NA  
Dibromofluoromethane  1868-53-7  49 98 50 49.7 99  77 - 127  50 50.3 101 1  NA  
Toluene d8  2037-26-5  50.7 101 50 50.6 101 76 - 134  50 50.3 101 1  NA  
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APPENDIX C 
DEFOORS FERRY GAGE DATA 

16 SEPTEMBER 2015 
 

  



# ---------------------------------- WARNING ---------------------------------------- 
# The data you have obtained from this automated U.S. Geological Survey database 
# have not received Director's approval and as such are provisional and subject to 
# revision.  The data are released on the condition that neither the USGS nor the 
# United States Government may be held liable for any damages resulting from its use. 
# Additional info: http://help.waterdata.usgs.gov/policies/provisional-data-statement 
# 
# File-format description:  http://help.waterdata.usgs.gov/faq/about-tab-delimited-output 
# Automated-retrieval info: http://help.waterdata.usgs.gov/faq/automated-retrievals 
# 
# Contact:   gs-w_support_nwisweb@usgs.gov 
# retrieved: 2015-10-22 13:54:05 EDT       (vaww01) 
# 
# Data for the following 1 site(s) are contained in this file 
#    USGS 02336313 WOODALL CREEK AT DEFOORS FERRY RD, AT ATLANTA, GA 
# ----------------------------------------------------------------------------------- 
# 
# Data provided for site 02336313 
#    DD parameter   Description 
#    01   00060     Discharge, cubic feet per second 
#    02   00065     Gage height, feet 
#    03   00045     Precipitation, total, inches 
#    04   00010     Temperature, water, degrees Celsius 
#    05   00095     Specific conductance, water, unfiltered, microsiemens per centimeter at 25 degrees Celsius 
#    06   00300     Dissolved oxygen, water, unfiltered, milligrams per liter 
#    07   00400     pH, water, unfiltered, field, standard units 
#    08   63680     Turbidity, water, unfiltered, monochrome near infra-red LED light, 780-900 nm, detection angle 90 +-2.5 degrees, formazi
# 
# Data-value qualification codes included in this output:  
#     P  Provisional data subject to revision.   
#  
agency_cd site_no datetime tz_cd 01_00060 01_00060_cd 02_00065 02_00065_cd 03_00045 03_00045_cd
5s 15s 20d 6s 14n 10s 14n 10s 14n 10s 14n 10s 14n 10s 14n 10s 14n 10s
USGS 02336313 2015-09-16 00:00 EDT 0.46 P 0.47 P 0.00 P 19.6 P 297 P 7.2
USGS 02336313 2015-09-16 00:15 EDT 0.46 P 0.47 P 0.00 P 19.6 P 297 P 7.1
USGS 02336313 2015-09-16 00:30 EDT 0.46 P 0.47 P 0.00 P 19.5 P 297 P 7.2
USGS 02336313 2015-09-16 00:45 EDT 0.46 P 0.47 P 0.00 P 19.5 P 298 P 7.2
USGS 02336313 2015-09-16 01:00 EDT 0.46 P 0.47 P 0.00 P 19.4 P 298 P 7.2
USGS 02336313 2015-09-16 01:15 EDT 0.46 P 0.47 P 0.00 P 19.4 P 298 P 7.2
USGS 02336313 2015-09-16 01:30 EDT 0.42 P 0.46 P 0.00 P 19.4 P 297 P 7.1
USGS 02336313 2015-09-16 01:45 EDT 0.46 P 0.47 P 0.00 P 19.3 P 298 P 7.2
USGS 02336313 2015-09-16 02:00 EDT 0.46 P 0.47 P 0.00 P 19.2 P 298 P 7.2
USGS 02336313 2015-09-16 02:15 EDT 0.46 P 0.47 P 0.00 P 19.2 P 298 P 7.1
USGS 02336313 2015-09-16 02:30 EDT 0.46 P 0.47 P 0.00 P 19.2 P 298 P 7.2
USGS 02336313 2015-09-16 02:45 EDT 0.46 P 0.47 P 0.00 P 19.1 P 298 P 7.2
USGS 02336313 2015-09-16 03:00 EDT 0.46 P 0.47 P 0.00 P 19.1 P 298 P 7.2
USGS 02336313 2015-09-16 03:15 EDT 0.46 P 0.47 P 0.00 P 19.0 P 298 P 7.1
USGS 02336313 2015-09-16 03:30 EDT 0.46 P 0.47 P 0.00 P 19.0 P 299 P 7.1
USGS 02336313 2015-09-16 03:45 EDT 0.46 P 0.47 P 0.00 P 19.0 P 299 P 7.1
USGS 02336313 2015-09-16 04:00 EDT 0.46 P 0.47 P 0.00 P 18.9 P 299 P 7.1
USGS 02336313 2015-09-16 04:15 EDT 0.46 P 0.47 P 0.00 P 18.9 P 300 P 7.1
USGS 02336313 2015-09-16 04:30 EDT 0.42 P 0.46 P 0.00 P 18.8 P 300 P 7.1
USGS 02336313 2015-09-16 04:45 EDT 0.46 P 0.47 P 0.00 P 18.8 P 300 P 7.1
USGS 02336313 2015-09-16 05:00 EDT 0.46 P 0.47 P 0.00 P 18.8 P 300 P 7.0
USGS 02336313 2015-09-16 05:15 EDT 0.46 P 0.47 P 0.00 P 18.7 P 300 P 7.0
USGS 02336313 2015-09-16 05:30 EDT 0.46 P 0.47 P 0.00 P 18.6 P 300 P 7.0
USGS 02336313 2015-09-16 05:45 EDT 0.46 P 0.47 P 0.00 P 18.6 P 300 P 7.1
USGS 02336313 2015-09-16 06:00 EDT 0.46 P 0.47 P 0.00 P 18.6 P 300 P 7.1
USGS 02336313 2015-09-16 06:15 EDT 0.46 P 0.47 P 0.00 P 18.5 P 300 P 7.1
USGS 02336313 2015-09-16 06:30 EDT 0.46 P 0.47 P 0.00 P 18.5 P 300 P 7.1
USGS 02336313 2015-09-16 06:45 EDT 0.42 P 0.46 P 0.00 P 18.5 P 300 P 7.1
USGS 02336313 2015-09-16 07:00 EDT 0.46 P 0.47 P 0.00 P 18.4 P 300 P 7.1
USGS 02336313 2015-09-16 07:15 EDT 0.46 P 0.47 P 0.00 P 18.4 P 300 P 7.1
USGS 02336313 2015-09-16 07:30 EDT 0.46 P 0.47 P 0.00 P 18.3 P 300 P 7.2
USGS 02336313 2015-09-16 07:45 EDT 0.46 P 0.47 P 0.00 P 18.3 P 300 P 7.1
USGS 02336313 2015-09-16 08:00 EDT 0.46 P 0.47 P 0.00 P 18.3 P 300 P 7.1
USGS 02336313 2015-09-16 08:15 EDT 0.46 P 0.47 P 0.00 P 18.2 P 300 P 7.2
USGS 02336313 2015-09-16 08:30 EDT 0.46 P 0.47 P 0.00 P 18.2 P 300 P 7.2
USGS 02336313 2015-09-16 08:45 EDT 0.51 P 0.48 P 0.00 P 18.2 P 301 P 7.3
USGS 02336313 2015-09-16 09:00 EDT 0.51 P 0.48 P 0.00 P 18.2 P 301 P 7.3
USGS 02336313 2015-09-16 09:15 EDT 0.51 P 0.48 P 0.00 P 18.3 P 300 P 7.4
USGS 02336313 2015-09-16 09:30 EDT 0.51 P 0.48 P 0.00 P 18.3 P 301 P 7.4
USGS 02336313 2015-09-16 09:45 EDT 0.46 P 0.47 P 0.00 P 18.4 P 301 P 7.6
USGS 02336313 2015-09-16 10:00 EDT 0.51 P 0.48 P 0.00 P 18.4 P 301 P 7.6
USGS 02336313 2015-09-16 10:15 EDT 0.51 P 0.48 P 0.00 P 18.4 P 301 P 7.8
USGS 02336313 2015-09-16 10:30 EDT 0.51 P 0.48 P 0.00 P 18.5 P 301 P 7.8
USGS 02336313 2015-09-16 10:45 EDT 0.51 P 0.48 P 0.00 P 18.7 P 300 P 7.9
USGS 02336313 2015-09-16 11:00 EDT 0.51 P 0.48 P 0.00 P 18.9 P 300 P 8.0
USGS 02336313 2015-09-16 11:15 EDT 0.51 P 0.48 P 0.00 P 19.1 P 300 P 8.1
USGS 02336313 2015-09-16 11:30 EDT 0.51 P 0.48 P 0.00 P 19.3 P 300 P 8.3
USGS 02336313 2015-09-16 11:45 EDT 0.51 P 0.48 P 0.00 P 19.4 P 300 P 8.4
USGS 02336313 2015-09-16 12:00 EDT 0.51 P 0.48 P 0.00 P 19.6 P 300 P 8.5
USGS 02336313 2015-09-16 12:15 EDT 0.46 P 0.47 P 0.00 P 19.8 P 300 P 8.5
USGS 02336313 2015-09-16 12:30 EDT 0.46 P 0.47 P 0.00 P 19.7 P 300 P 8.6
USGS 02336313 2015-09-16 12:45 EDT 0.51 P 0.48 P 0.00 P 20.0 P 299 P 8.7
USGS 02336313 2015-09-16 13:00 EDT 0.51 P 0.48 P 0.00 P 20.2 P 300 P 8.8
USGS 02336313 2015-09-16 13:15 EDT 0.51 P 0.48 P 0.00 P 20.2 P 300 P 8.9
USGS 02336313 2015-09-16 13:30 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.8
USGS 02336313 2015-09-16 13:45 EDT 0.51 P 0.48 P 0.00 P 20.3 P 300 P 9.0
USGS 02336313 2015-09-16 14:00 EDT 0.51 P 0.48 P 0.00 P 20.3 P 300 P 9.0
USGS 02336313 2015-09-16 14:15 EDT 0.46 P 0.47 P 0.00 P 20.3 P 299 P 8.9
USGS 02336313 2015-09-16 14:30 EDT 0.51 P 0.48 P 0.00 P 20.3 P 299 P 9.0
USGS 02336313 2015-09-16 14:45 EDT 0.51 P 0.48 P 0.00 P 20.4 P 299 P 8.9
USGS 02336313 2015-09-16 15:00 EDT 0.51 P 0.48 P 0.00 P 20.4 P 299 P 8.9
USGS 02336313 2015-09-16 15:15 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.9
USGS 02336313 2015-09-16 15:30 EDT 0.51 P 0.48 P 0.00 P 20.5 P 299 P 8.8
USGS 02336313 2015-09-16 15:45 EDT 0.51 P 0.48 P 0.00 P 20.4 P 299 P 8.7
USGS 02336313 2015-09-16 16:00 EDT 0.51 P 0.48 P 0.00 P 20.4 P 299 P 8.8
USGS 02336313 2015-09-16 16:15 EDT 0.51 P 0.48 P 0.00 P 20.4 P 299 P 8.8
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USGS 02336313 2015-09-16 16:30 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.6
USGS 02336313 2015-09-16 16:45 EDT 0.46 P 0.47 P 0.00 P 20.3 P 299 P 8.6
USGS 02336313 2015-09-16 17:00 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 8.4
USGS 02336313 2015-09-16 17:15 EDT 0.46 P 0.47 P 0.00 P 20.3 P 299 P 8.4
USGS 02336313 2015-09-16 17:30 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.4
USGS 02336313 2015-09-16 17:45 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.3
USGS 02336313 2015-09-16 18:00 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.3
USGS 02336313 2015-09-16 18:15 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.2
USGS 02336313 2015-09-16 18:30 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.1
USGS 02336313 2015-09-16 18:45 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.0
USGS 02336313 2015-09-16 19:00 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 8.0
USGS 02336313 2015-09-16 19:15 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.9
USGS 02336313 2015-09-16 19:30 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.5
USGS 02336313 2015-09-16 19:45 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.7
USGS 02336313 2015-09-16 20:00 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.7
USGS 02336313 2015-09-16 20:15 EDT 0.46 P 0.47 P 0.00 P 20.4 P 300 P 7.6
USGS 02336313 2015-09-16 20:30 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.6
USGS 02336313 2015-09-16 20:45 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.5
USGS 02336313 2015-09-16 21:00 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.5
USGS 02336313 2015-09-16 21:15 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.4
USGS 02336313 2015-09-16 21:30 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.4
USGS 02336313 2015-09-16 21:45 EDT 0.46 P 0.47 P 0.00 P 20.4 P 299 P 7.4
USGS 02336313 2015-09-16 22:00 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.3
USGS 02336313 2015-09-16 22:15 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.3
USGS 02336313 2015-09-16 22:30 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.2
USGS 02336313 2015-09-16 22:45 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.2
USGS 02336313 2015-09-16 23:00 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.2
USGS 02336313 2015-09-16 23:15 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.1
USGS 02336313 2015-09-16 23:30 EDT 0.42 P 0.46 P 0.00 P 20.3 P 300 P 7.2
USGS 02336313 2015-09-16 23:45 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.1
USGS 02336313 2015-09-17 00:00 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.1
USGS 02336313 2015-09-17 00:15 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.1
USGS 02336313 2015-09-17 00:30 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.1
USGS 02336313 2015-09-17 00:45 EDT 0.46 P 0.47 P 0.00 P 20.3 P 300 P 7.0
USGS 02336313 2015-09-17 01:00 EDT 0.46 P 0.47 P 0.00 P 20.2 P 300 P 7.0
USGS 02336313 2015-09-17 01:15 EDT 0.46 P 0.47 P 0.00 P 20.2 P 300 P 7.0
USGS 02336313 2015-09-17 01:30 EDT 0.42 P 0.46 P 0.00 P 20.1 P 301 P 7.0
USGS 02336313 2015-09-17 01:45 EDT 0.46 P 0.47 P 0.00 P 20.1 P 300 P 7.1
USGS 02336313 2015-09-17 02:00 EDT 0.46 P 0.47 P 0.00 P 20.0 P 301 P 7.0
USGS 02336313 2015-09-17 02:15 EDT 0.42 P 0.46 P 0.00 P 20.0 P 301 P 7.0
USGS 02336313 2015-09-17 02:30 EDT 0.46 P 0.47 P 0.00 P 19.9 P 301 P 6.9
USGS 02336313 2015-09-17 02:45 EDT 0.46 P 0.47 P 0.00 P 19.8 P 301 P 6.9
USGS 02336313 2015-09-17 03:00 EDT 0.46 P 0.47 P 0.00 P 19.8 P 301 P 6.9
USGS 02336313 2015-09-17 03:15 EDT 0.42 P 0.46 P 0.00 P 19.7 P 301 P 6.9
USGS 02336313 2015-09-17 03:30 EDT 0.46 P 0.47 P 0.00 P 19.7 P 301 P 6.9
USGS 02336313 2015-09-17 03:45 EDT 0.46 P 0.47 P 0.00 P 19.6 P 301 P 6.9
USGS 02336313 2015-09-17 04:00 EDT 0.46 P 0.47 P 0.00 P 19.6 P 302 P 6.9
USGS 02336313 2015-09-17 04:15 EDT 0.46 P 0.47 P 0.00 P 19.6 P 302 P 6.9
USGS 02336313 2015-09-17 04:30 EDT 0.42 P 0.46 P 0.00 P 19.5 P 302 P 6.9
USGS 02336313 2015-09-17 04:45 EDT 0.46 P 0.47 P 0.00 P 19.4 P 302 P 7.0
USGS 02336313 2015-09-17 05:00 EDT 0.42 P 0.46 P 0.00 P 19.4 P 302 P 6.9
USGS 02336313 2015-09-17 05:15 EDT 0.46 P 0.47 P 0.00 P 19.4 P 303 P 6.7
USGS 02336313 2015-09-17 05:30 EDT 0.46 P 0.47 P 0.00 P 19.3 P 303 P 6.9
USGS 02336313 2015-09-17 05:45 EDT 0.46 P 0.47 P 0.00 P 19.3 P 303 P 6.8
USGS 02336313 2015-09-17 06:00 EDT 0.46 P 0.47 P 0.00 P 19.2 P 303 P 6.9
USGS 02336313 2015-09-17 06:15 EDT 0.46 P 0.47 P 0.00 P 19.2 P 303 P 6.9
USGS 02336313 2015-09-17 06:30 EDT 0.46 P 0.47 P 0.00 P 19.1 P 303 P 6.9
USGS 02336313 2015-09-17 06:45 EDT 0.42 P 0.46 P 0.00 P 19.1 P 303 P 6.9
USGS 02336313 2015-09-17 07:00 EDT 0.46 P 0.47 P 0.00 P 19.0 P 303 P 6.9
USGS 02336313 2015-09-17 07:15 EDT 0.46 P 0.47 P 0.00 P 19.0 P 303 P 7.0
USGS 02336313 2015-09-17 07:30 EDT 0.46 P 0.47 P 0.00 P 18.9 P 303 P 6.9
USGS 02336313 2015-09-17 07:45 EDT 0.46 P 0.47 P 0.00 P 18.9 P 303 P 7.0
USGS 02336313 2015-09-17 08:00 EDT 0.46 P 0.47 P 0.00 P 18.9 P 303 P 6.9
USGS 02336313 2015-09-17 08:15 EDT 0.46 P 0.47 P 0.00 P 18.8 P 303 P 7.0
USGS 02336313 2015-09-17 08:30 EDT 0.46 P 0.47 P 0.00 P 18.8 P 304 P 7.0
USGS 02336313 2015-09-17 08:45 EDT 0.46 P 0.47 P 0.00 P 18.8 P 304 P 7.0
USGS 02336313 2015-09-17 09:00 EDT 0.46 P 0.47 P 0.00 P 18.8 P 304 P 7.0
USGS 02336313 2015-09-17 09:15 EDT 0.46 P 0.47 P 0.00 P 18.8 P 304 P 7.1
USGS 02336313 2015-09-17 09:30 EDT 0.46 P 0.47 P 0.00 P 18.9 P 304 P 7.2
USGS 02336313 2015-09-17 09:45 EDT 0.51 P 0.48 P 0.00 P 18.9 P 304 P 7.2
USGS 02336313 2015-09-17 10:00 EDT 0.46 P 0.47 P 0.00 P 19.0 P 305 P 7.2
USGS 02336313 2015-09-17 10:15 EDT 0.46 P 0.47 P 0.00 P 19.1 P 305 P 7.3
USGS 02336313 2015-09-17 10:30 EDT 0.46 P 0.47 P 0.00 P 19.2 P 305 P 7.4
USGS 02336313 2015-09-17 10:45 EDT 0.46 P 0.47 P 0.00 P 19.4 P 305 P 7.6
USGS 02336313 2015-09-17 11:00 EDT 0.46 P 0.47 P 0.00 P 19.6 P 305 P 7.7
USGS 02336313 2015-09-17 11:15 EDT 0.46 P 0.47 P 0.00 P 19.8 P 305 P 7.9
USGS 02336313 2015-09-17 11:30 EDT 0.46 P 0.47 P 0.00 P 19.9 P 305 P 8.0
USGS 02336313 2015-09-17 11:45 EDT 0.46 P 0.47 P 0.00 P 20.1 P 305 P 8.2
USGS 02336313 2015-09-17 12:00 EDT 0.46 P 0.47 P 0.00 P 20.4 P 305 P 8.2
USGS 02336313 2015-09-17 12:15 EDT 0.51 P 0.48 P 0.00 P 20.7 P 305 P 8.5
USGS 02336313 2015-09-17 12:30 EDT 0.51 P 0.48 P 0.00 P 21.0 P 305 P 8.6
USGS 02336313 2015-09-17 12:45 EDT 0.51 P 0.48 P 0.00 P 21.1 P 305 P 8.7
USGS 02336313 2015-09-17 13:00 EDT 0.51 P 0.48 P 0.00 P 21.3 P 305 P 8.6
USGS 02336313 2015-09-17 13:15 EDT 0.46 P 0.47 P 0.00 P 21.6 P 305 P 8.8
USGS 02336313 2015-09-17 13:30 EDT 0.46 P 0.47 P 0.00 P 21.9 P 305 P 8.8
USGS 02336313 2015-09-17 13:45 EDT 0.46 P 0.47 P 0.00 P 21.8 P 305 P 8.9
USGS 02336313 2015-09-17 14:00 EDT 0.46 P 0.47 P 0.00 P 20.5 P 9.2
USGS 02336313 2015-09-17 14:15 EDT 0.51 P 0.48 P 0.00 P
USGS 02336313 2015-09-17 14:30 EDT 0.46 P 0.47 P 0.00 P
USGS 02336313 2015-09-17 14:45 EDT 0.46 P 0.47 P 0.00 P
USGS 02336313 2015-09-17 15:00 EDT 0.46 P 0.47 P 0.00 P 21.8 P 317 P 8.3
USGS 02336313 2015-09-17 15:15 EDT 0.46 P 0.47 P 0.00 P 21.7 P 308 P 8.2
USGS 02336313 2015-09-17 15:30 EDT 0.46 P 0.47 P 0.00 P 21.6 P 307 P 8.1
USGS 02336313 2015-09-17 15:45 EDT 0.46 P 0.47 P 0.00 P 21.4 P 307 P 8.0
USGS 02336313 2015-09-17 16:00 EDT 0.46 P 0.47 P 0.00 P 21.2 P 306 P 7.9
USGS 02336313 2015-09-17 16:15 EDT 0.46 P 0.47 P 0.00 P 21.2 P 306 P 7.8
USGS 02336313 2015-09-17 16:30 EDT 0.46 P 0.47 P 0.00 P 21.1 P 306 P 7.8
USGS 02336313 2015-09-17 16:45 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.7
USGS 02336313 2015-09-17 17:00 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.6
USGS 02336313 2015-09-17 17:15 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.6
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USGS 02336313 2015-09-17 17:30 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.6
USGS 02336313 2015-09-17 17:45 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.5
USGS 02336313 2015-09-17 18:00 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.4
USGS 02336313 2015-09-17 18:15 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.4
USGS 02336313 2015-09-17 18:30 EDT 0.46 P 0.47 P 0.00 P 21.0 P 305 P 7.4
USGS 02336313 2015-09-17 18:45 EDT 0.46 P 0.47 P 0.00 P 21.1 P 304 P 7.3
USGS 02336313 2015-09-17 19:00 EDT 0.46 P 0.47 P 0.00 P 21.1 P 304 P 7.3
USGS 02336313 2015-09-17 19:15 EDT 0.46 P 0.47 P 0.00 P 21.1 P 304 P 7.3
USGS 02336313 2015-09-17 19:30 EDT 0.46 P 0.47 P 0.00 P 21.1 P 304 P 7.2
USGS 02336313 2015-09-17 19:45 EDT 0.46 P 0.47 P 0.00 P 21.1 P 304 P 7.2
USGS 02336313 2015-09-17 20:00 EDT 0.46 P 0.47 P 0.00 P 21.0 P 304 P 7.2
USGS 02336313 2015-09-17 20:15 EDT 0.46 P 0.47 P 0.00 P 21.0 P 303 P 7.1
USGS 02336313 2015-09-17 20:30 EDT 0.46 P 0.47 P 0.00 P 21.0 P 303 P 7.0
USGS 02336313 2015-09-17 20:45 EDT 0.46 P 0.47 P 0.00 P 21.0 P 303 P 7.0
USGS 02336313 2015-09-17 21:00 EDT 0.46 P 0.47 P 0.00 P 20.9 P 303 P 6.9
USGS 02336313 2015-09-17 21:15 EDT 0.46 P 0.47 P 0.00 P 20.9 P 304 P 6.9
USGS 02336313 2015-09-17 21:30 EDT 0.46 P 0.47 P 0.00 P 20.9 P 304 P 6.9
USGS 02336313 2015-09-17 21:45 EDT 0.46 P 0.47 P 0.00 P 20.8 P 304 P 6.9
USGS 02336313 2015-09-17 22:00 EDT 0.46 P 0.47 P 0.00 P 20.8 P 304 P 6.9
USGS 02336313 2015-09-17 22:15 EDT 0.46 P 0.47 P 0.00 P 20.8 P 304 P 6.8
USGS 02336313 2015-09-17 22:30 EDT 0.46 P 0.47 P 0.00 P 20.8 P 304 P 6.8
USGS 02336313 2015-09-17 22:45 EDT 0.46 P 0.47 P 0.00 P 20.7 P 304 P 6.8
USGS 02336313 2015-09-17 23:00 EDT 0.42 P 0.46 P 0.00 P 20.7 P 304 P 6.8
USGS 02336313 2015-09-17 23:15 EDT 0.46 P 0.47 P 0.00 P 20.7 P 304 P 6.8
USGS 02336313 2015-09-17 23:30 EDT 0.46 P 0.47 P 0.00 P 20.6 P 304 P 6.7
USGS 02336313 2015-09-17 23:45 EDT 0.42 P 0.46 P 0.00 P 20.6 P 304 P 6.7
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APPENDIX D 
MNA EVALUATION 

 



Woodall Creek Site Monitored Natural Attenuation Evaluation 
 

Summary 
 
The area contains groundwater of heterogeneous redox conditions. Areas of suboxic and anoxic 
redox conditions that can support reductive bio dechlorination (RBDC) attenuation of chlorinated 
solvents are scattered but widely present.  The existence of daughter products of RBDC support 
RBDC has occurred.  The current presence of suboxic and anoxic areas of groundwater 
suggest conditions are favorable for continued RBDC.          
 
Data 
 
Data were compiled from four sampling events from March and September 2014 to March and 
September 2015 on 72 wells: 
 
 

AKZO Daltile 
Dobbins 
Property 

Goodstone 
Macys 

Property 
Midtown West 

Partners 
M-West HOA 

Restaurant 
Supply 

Southern 
Metal Finishing 

AKZMW-3 RPMW-1 DPMW-10 GPMW-11 MPMW-15 MTWMW-08 HOAMW-14 JPBRW-1 SMFDR-1 

AKZMW-4 RPMW-14 DPMW-15 GPMW-18 MPMW-19 MTWMW-1 HOAMW-3 JPMW-16 SMFDR-2 

AKZMW-6 RPMW-15 DPMW-16 GPMW-19   MTWMW-10 HOAMW-5 JPMW-17 SMFDR-3 

AKZMW-7 RPMW-2 DPMW-1S GPMW-20   MTWMW-12 HOAMW-5I JPMW-21 SMFDS-1 

AKZMW-8 RPMW-24 DPMW-25     MTWMW-4 HOAMW-6 JPMW-22 SMFDS-3 

    DPMW-26     MTWMW-7 MW-X JPMW-23 SMFMW-1 

    DPMW-27     MTWMW-7I     SMFMW-10 

    DPMW-28     MTWMW-9     SMFMW-11 

    DPMW-2I           SMFMW-12 

    DPMW-2S           SMFMW-13 

    DPMW-3I           SMFMW-14 

    DPMW-3S           SMFMW-17 

    DPMW-4I           SMFMW-18 

    DPMW-4S           SMFMW-1D 

                SMFMW-2 

                SMFMW-3 

                SMFMW-4 

                SMFMW-6 

                SMFMW-7 

                SMFMW-9 

                SMFPI-1 

                SMWPI-1 

  
 

Chemical and field analytes included: 1,1-Dichloroethene, Acetone, Benzene, 
Chloroform, cis-1,2-Dichloroethene, Ethylbenzene, Isopropylbenzene (Cumene), m,p-



Xylene, Methylcyclohexane, o-Xylene, Tetrachloroethene, Trichloroethene, 1,1,1-
Trichloroethane, 1,1,2,2-Tetrachloroethane, 1,1,2-Trichloroethane, 1,1-Dichloroethane, 
1,2,4-Trichlorobenzene, 1,2-Dibromo-3-chloropropane, 1,2-Dibromoethane, 1,2-
Dichlorobenzene, 1,2-Dichloroethane, 1,2-Dichloropropane, 1,3-Dichlorobenzene, 1,4-
Dichlorobenzene, 2-Butanone, 2-Chloroethylvinyl ether, 2-Hexanone, 4-Methyl-2-
pentanone, Bromodichloromethane, Bromoform, Bromomethane, Carbon disulfide, 
Carbon tetrachloride, Chlorobenzene, Chloroethane, Chloromethane, cis-1,3-
Dichloropropene, Cyclohexane, Dibromochloromethane, Dichlorodifluoromethane, 
Methyl Acetate, Methylene chloride, Styrene, Toluene, Trichlorofluoromethane, 
Trichlorotrifluoroethane, Vinyl acetate, Vinyl chloride, Xylene (total), tert-Butyl methyl 
ether (MTBE), trans-1,2-Dichloroethene, trans-1,3-Dichloropropene, Ethane, Ethene, 
Methane, Total Organic Carbon , Sulfide, Chloride, Nitrate, Sulfate, Ferrous Iron, 
Temperature, pH ,Turbidity, Conductivity,  ORP, and Dissolved Oxygen  
 
 

Methods 
 
M&C categories 
Two methods of assessing viability and presence of natural attenuation were used. First 
a survey of the oxidation/reduction conditions was made at each well for each sampling 
event.  This was based on the method of McMahon and Chapelle (M&C) (Groundwater, 
Vol 46, No. 2).  In this publication, the authors describe a series of water chemistry 
criteria used to identify predominant redox conditions present in a water sample. The 
criteria used are very similar to those used by Wiedemeier’s protocol for scoring of 
reductive dechlorination potential (USEPA 1998).  The redox conditions include: Oxic, 
Suboxic, Anoxic (with subcategories), and Mixed. They describe these categories based 
on concentrations of dissolved oxygen, nitrate, manganese (Mn2+), iron (Fe2+), and 
sulfate.   
 
Oxic conditions represent O2 reduction processes and have dissolved oxygen 
concentrations greater than 0.5 mg/L and no detected Mn2+ or Fe2+ (dissolved 
manganese was not analyzed in these samples). 
 
Suboxic conditions have dissolved oxygen concentrations less than 0.5 mg/L and no 
detected nitrate, Mn2+ or Fe2+.  No further more detailed redox process categorizing is 
possible. 
 
Anoxic conditions include nitrate reduction (nitrate greater than 0.5 mg/L and no 
detected Mn2+ or Fe2+. Manganese reduction has Mn2+ greater than 0.05 mg/L and no 
detected nitrate or Fe2+. Iron/sulfate reduction has no detected nitrate but detections of 
Fe2+ and sulfate. Methanogenesis conditions have no detectable nitrate or sulfate but 
detectable Fe2+. 
 
If none of these criteria are met, then the redox conditions are considered “mixed”. 
 
Based on ORP values in Wiedemeier’s protocol for scoring of reductive dechlorination 
potential (USEPA 1998), Oxic conditions are not amenable to RBDC of chlorinated 



solvents.  ORP values below 50 mV are needed for RDBC to be possible and -100 mV 
before it is likely.     So, at least nitrate reducing conditions are needed and iron/sulfate 
conditions are preferable.  The M&C Oxic redox conditions are not expected to be 
conducive to chlorinated solvent biodechlorination degradation, but mixed redox 
conditions may be.  
 
 
Daughter Products 
 
A separate line of evidence of RBDC of chlorinated solvents is the presence of 
breakdown (daughter) products not present in the solvent that was released. Both 
tetrachloroethene (PCE) and trichloroethene (TCE) are commercially used as solvents, 
but cis 1, 2 dichloroethene (c12DCE) and vinyl chloride (VC) are not.  They are 
daughter products.  Similarly, 1, 1, 1 trichloroethane (111TCA) is a commercial solvent 
while 1, 1 dichloroethane (11DCA) and chloroethane (CA) are daughter products.  Their 
presence strongly suggests reductive biodechlorination has occurred. (See table 1 for a 
summary of the detection of parent and daughter chlorinated solvent analytes for each 
well). 
 
Results 
 
Many of the wells fall into the M&C Oxic redox category where active RBDC is not 
predicted to be happening, based on the simple M&C redox categorization method. 
(See table 1). Those wells that do not (that are mixed or suboxic or more reducing), are 
scattered across many of the properties, suggesting a heterogeneous mixture of 
groundwater redox conditions over the area.  As such, pockets of reductive 
dechlorination appear to be occurring. 
 
The existence of RBDC is further supported by the widespread prevalence of daughter 
products.  Even in wells categorized as Oxic, many have daughter products present, 
strongly suggesting RBDC has occurred.           
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Table 1. Summary of Evidence for Reductive Bio Dechlorination

Property Location Well Designation
McMahon Chapelle 

Designation

Count of 

Events

Potential for 

Reductive bio 

dechlorination 

(RBDC)

PERC

Detected

TCE

 Detected

c12DCE 

Detected

VC

 Detected

111TCA

 Detected

11DCA

 Detected

CA

 Detected

AKZO AKZMW-3 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-4 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-6 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-7 Suboxic 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-8 Anoxic Fe3 SO4 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-10 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-15 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Dobbins Property DPMW-15 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Dobbins Property DPMW-16 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-1S Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-25 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-26 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-27 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-27 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-28 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2I Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2I Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2S Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2S Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-3I Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-3S Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-3S Oxic - O2 reduction 2 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-4I Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-4S Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Goodstone GPMW-11 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-11 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Goodstone GPMW-18 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-19 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-19 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-20 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-14 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-3 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-5 Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE TRUE TRUE TRUE

M-West HOA HOAMW-5 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-5I Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-6 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA MW-X Oxic - O2 reduction 1 TRUE FALSE TRUE FALSE FALSE FALSE FALSE

M-West HOA MW-X Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Restaurant Supply JPBRW-1 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-16 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-17 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-17 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-21 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-22 Anoxic NO2 reduction 2 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-22 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Restaurant Supply JPMW-22 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-23 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-23 Suboxic 1 Potential RBDC TRUE TRUE TRUE TRUE FALSE FALSE FALSE

Macys Property MPMW-15 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Macys Property MPMW-15 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Macys Property MPMW-19 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE TRUE FALSE

Midtown West Partners MTWMW-08 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-1 Anoxic Fe3 SO4 reduction 1 Potential RBDC TRUE TRUE TRUE TRUE FALSE FALSE FALSE

Midtown West Partners MTWMW-10 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-12 Anoxic NO2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-12 Mixed or Unknown 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-12 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-4 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-4 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-7 Anoxic Fe3 SO4 reduction 1 TRUE TRUE TRUE TRUE FALSE TRUE FALSE

Midtown West Partners MTWMW-7 Mixed or Unknown 1 TRUE TRUE TRUE TRUE FALSE TRUE FALSE

Midtown West Partners MTWMW-7 Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-7I Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-7I Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-7I Suboxic 1 TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-9 Mixed or Unknown 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-9 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-1 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-14 Anoxic NO2 reduction 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-14 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-15 Anoxic NO2 reduction 2 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-15 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-2 Mixed or Unknown 1 Potential RBDC FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Daltile RPMW-2 Oxic - O2 reduction 2 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Daltile RPMW-24 Oxic - O2 reduction 5 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDR-1 Anoxic NO2 reduction 1 Potential RBDC TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDR-2 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Potential RBDC

Chlorinated Ethylenes Chlorinated Ethanes

Potential RBDC

Potential RBDC

Potential RBDC
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Table 1. Summary of Evidence for Reductive Bio Dechlorination

Property Location Well Designation
McMahon Chapelle 

Designation

Count of 

Events

Potential for 

Reductive bio 

dechlorination 

(RBDC)

PERC

Detected

TCE

 Detected

c12DCE 

Detected

VC

 Detected

111TCA

 Detected

11DCA

 Detected

CA

 Detected

Chlorinated Ethylenes Chlorinated Ethanes

Southern Metal Finishing SMFDR-2 Oxic - O2 reduction 3 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDR-3 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Southern Metal Finishing SMFDR-3 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDS-1 Oxic - O2 reduction 2 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDS-3 Oxic - O2 reduction 1 TRUE FALSE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-1 Mixed or Unknown 1 Potential RBDC TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-10 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-11 Mixed or Unknown 2 Potential RBDC FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-12 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-13 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-14 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-17 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE TRUE FALSE

Southern Metal Finishing SMFMW-18 Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-18 Oxic - O2 reduction 2 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-18 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-1D Oxic - O2 reduction 3 TRUE TRUE FALSE FALSE FALSE TRUE FALSE

Southern Metal Finishing SMFMW-1D Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-2 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-3 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-4 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-6 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-7 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-9 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFPI-1 Mixed or Unknown 1 Potential RBDC TRUE FALSE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFPI-1 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFPI-1 Oxic - O2 reduction 2 TRUE FALSE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMWPI-1 Oxic - O2 reduction 1 TRUE FALSE TRUE FALSE FALSE FALSE FALSE
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Property Location Well Designation
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c12DCE 
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111TCA
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11DCA

 Detected

CA

 Detected

AKZO AKZMW-3 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-4 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-6 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-7 Suboxic 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

AKZO AKZMW-8 Anoxic Fe3 SO4 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-10 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-15 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Dobbins Property DPMW-15 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Dobbins Property DPMW-16 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-1S Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-25 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-26 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-27 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-27 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-28 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2I Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2I Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2S Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-2S Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-3I Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-3S Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-3S Oxic - O2 reduction 2 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-4I Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Dobbins Property DPMW-4S Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Goodstone GPMW-11 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-11 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Goodstone GPMW-18 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-19 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-19 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Goodstone GPMW-20 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-14 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-3 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-5 Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE TRUE TRUE TRUE

M-West HOA HOAMW-5 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-5I Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA HOAMW-6 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

M-West HOA MW-X Oxic - O2 reduction 1 TRUE FALSE TRUE FALSE FALSE FALSE FALSE

M-West HOA MW-X Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Restaurant Supply JPBRW-1 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-16 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-17 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-17 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-21 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-22 Anoxic NO2 reduction 2 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-22 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Restaurant Supply JPMW-22 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-23 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Restaurant Supply JPMW-23 Suboxic 1 Potential RBDC TRUE TRUE TRUE TRUE FALSE FALSE FALSE

Macys Property MPMW-15 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Macys Property MPMW-15 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Macys Property MPMW-19 Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE TRUE FALSE

Midtown West Partners MTWMW-08 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-1 Anoxic Fe3 SO4 reduction 1 Potential RBDC TRUE TRUE TRUE TRUE FALSE FALSE FALSE

Midtown West Partners MTWMW-10 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-12 Anoxic NO2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-12 Mixed or Unknown 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-12 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-4 Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-4 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-7 Anoxic Fe3 SO4 reduction 1 TRUE TRUE TRUE TRUE FALSE TRUE FALSE

Midtown West Partners MTWMW-7 Mixed or Unknown 1 TRUE TRUE TRUE TRUE FALSE TRUE FALSE

Midtown West Partners MTWMW-7 Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-7I Mixed or Unknown 1 Potential RBDC TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-7I Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-7I Suboxic 1 TRUE TRUE TRUE TRUE TRUE TRUE FALSE

Midtown West Partners MTWMW-9 Mixed or Unknown 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Midtown West Partners MTWMW-9 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-1 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-14 Anoxic NO2 reduction 1 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-14 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-15 Anoxic NO2 reduction 2 Potential RBDC TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-15 Oxic - O2 reduction 2 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Daltile RPMW-2 Mixed or Unknown 1 Potential RBDC FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Daltile RPMW-2 Oxic - O2 reduction 2 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Daltile RPMW-24 Oxic - O2 reduction 5 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDR-1 Anoxic NO2 reduction 1 Potential RBDC TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDR-2 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Potential RBDC

Chlorinated Ethylenes Chlorinated Ethanes

Potential RBDC

Potential RBDC

Potential RBDC
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Table 1. Summary of Evidence for Reductive Bio Dechlorination
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Detected

TCE

 Detected

c12DCE 

Detected
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 Detected
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 Detected

11DCA

 Detected

CA

 Detected

Chlorinated Ethylenes Chlorinated Ethanes

Southern Metal Finishing SMFDR-2 Oxic - O2 reduction 3 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDR-3 Oxic - O2 reduction 3 TRUE TRUE TRUE FALSE FALSE TRUE FALSE

Southern Metal Finishing SMFDR-3 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDS-1 Oxic - O2 reduction 2 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFDS-3 Oxic - O2 reduction 1 TRUE FALSE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-1 Mixed or Unknown 1 Potential RBDC TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-10 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-11 Mixed or Unknown 2 Potential RBDC FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-12 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-13 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-14 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-17 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE TRUE FALSE

Southern Metal Finishing SMFMW-18 Oxic - O2 reduction 1 TRUE TRUE TRUE TRUE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-18 Oxic - O2 reduction 2 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-18 Oxic - O2 reduction 1 FALSE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-1D Oxic - O2 reduction 3 TRUE TRUE FALSE FALSE FALSE TRUE FALSE

Southern Metal Finishing SMFMW-1D Oxic - O2 reduction 1 TRUE TRUE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-2 Oxic - O2 reduction 4 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-3 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-4 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-6 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-7 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFMW-9 Oxic - O2 reduction 1 TRUE FALSE FALSE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFPI-1 Mixed or Unknown 1 Potential RBDC TRUE FALSE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFPI-1 Oxic - O2 reduction 1 TRUE TRUE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMFPI-1 Oxic - O2 reduction 2 TRUE FALSE TRUE FALSE FALSE FALSE FALSE

Southern Metal Finishing SMWPI-1 Oxic - O2 reduction 1 TRUE FALSE TRUE FALSE FALSE FALSE FALSE
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